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CODE DESCRIPTION

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment
system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff
call button

ITIN-025 OUTLET: data, double RJ45, on services
panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services
panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-004 BED: patient, bariatric, electric with
mattress

MMBE-061 LIFTER: patient, ceiling mounted, track,
traverse, bariatric

MMGE-002 ADAPTER: suction

MMGE-020 CHAIR: patient, bariatric

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall
panel

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to
900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted,
cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on
services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-006 BRACKET: for display screen, wall
mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves
and clothes rail

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,
prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved,
standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under,
lockable, mobile

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

00.511.522.5m

00.250.50.7511.25m

AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

1BR-BA

1BR-BA

1 BED ROOM - BARIATRIC

REV DESCRIPTION DATE
1 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

1:25

3

1BR-H-12

1BR-H-12

1 BED ROOM - HOLDING, 12m2

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-007 BIN: storage bins, wire mesh, stainless steel

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

LIFX-011 LIGHT: reading light

LIFX-013 LIGHT: procedure, ceiling mounted, small

LIFX-017 LIGHT: night light

LIFX-032 LIGHT: downlight, examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

CODE DESCRIPTION

DWOB-002 OBSERVATION: internal window, alum/glass, door height, powdercoat

DWOB-010 OBSERVATION: through door/s, glass, clear

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-007 BLIND: venetian, integral

DWWD-013 WINDOW DRESSING: external window

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-206 GPO: double, on services panel, RCD protected

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-022 DISPENSER: moisturiser

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIHR-033 PANEL: for storage bins, wall mount

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQBS-030 CHAIR: visitor, patient

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

1BR-IC

1BR-IC

1 BED ROOM - INTENSIVE CARE

CODE DESCRIPTION

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

FQCW-016 BIN: waste, general, 20L

FQCW-035 BIN: waste, recycling, plastics, 50L

FQGE-010 CURTAIN: privacy screen

FQSM-043 TROLLEY: nested, set of 3, underbench

FQSN-006 BIN: storage bins, for wall mounted panel

FQTA-013 TABLE: overbed

HYBA-009 BASIN: handwash, Type A, scrub

HYDR-015 DRAIN: tundish unit, integral drainage outlets

HYDR-016 DRAIN: floor waste, sealed

HYTP-008 OUTLET: cold water

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-071 OUTLET: MATV, ceiling mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-053 TELEPHONE: handset, wall mount, handsfree

LIFX-017 LIGHT: night light

LIFX-027 LIGHT: examination, ceiling mounted

MMBE-013 BED: patient, ICU, electric

MMBE-068 LIFTER: patient, pendant mounted

MMGE-019 CHAIR: patient

MMGE-048 LINEN CARRIER: dirty, single

MMGE-049 MACHINE: dialysis

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-178 PROCESSOR: reverse osmosis RO water, mobile

MMHA-030 MONITOR: patient, cardiac, pendant mounted

MMOP-027 IV POLE: on pendant

MMSP-020 PENDANT: tandem, wet and dry combination (fixed or adjustable height)

WLPR-012 WALL PROTECTION: corner guards, to 900 AFFL, prefinished PVC

CODE DESCRIPTION

DWOB-006 OBSERVATION: internal window, alum/safety glass, double glazed, integral

venetian blind, powdercoat

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-033 PANEL: for storage bins, wall mount

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-213 PANEL: joinery carcass end

FIRT-031 TRACK: curtain, privacy

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-055 CHAIR: overnight fold out

FQCW-004 BIN: waste, clinical, 120L

1BR-IC PENDANT 1-A

CODE DESCRIPTION COUNT

ELBO-012 SWITCH: light, dimmer 1

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 2

ELPR-006 RCD: residual current device 1

ELPR-007 UPS: status indicator 1

FIHR-019 BRACKET: for suction bottle 2

ITCL-004 BUTTON: nurse call, emergency 1

ITCL-006 BUTTON: nurse call, patient to staff 1

ITCL-008 BUTTON: nurse call, staff assist 1

ITCL-028 HANDSET: nurse call, with patient to staff call button 1

ITIN-014 OUTLET: data, single RJ45, on pendant 2

MGAS-021 OUTLET: medical air (MA), on pendant 2

MGAS-041 OUTLET: oxygen (O2), on pendant 2

MGAS-061 OUTLET: suction, on pendant 2

MGFP-002 FLOWMETER: medical air 2

MGFP-004 FLOWMETER: oxygen 2

MMGE-002 ADAPTER: suction 2

MMGE-100 SUCTION BOTTLE 2

MMHA-023 VENTILATOR 1

NOTE: IF CONFIGURED FOR ISOLATION, 1 1/2 LEAF DOORS TO

BE USED IN LIEU OF SLIDING DOOR

1BR-IC PENDANT 1-B

CODE DESCRIPTION COUNT

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 2

ELPR-006 RCD: residual current device 1

ELPR-007 UPS: status indicator 1

FIHR-019 BRACKET: for suction bottle 2

ITBU-006 CONTROL PANEL: patient entertainment, handset 1

ITCL-004 BUTTON: nurse call, emergency 1

ITIN-014 OUTLET: data, single RJ45, on pendant 4

MGAS-021 OUTLET: medical air (MA), on pendant 1

MGAS-041 OUTLET: oxygen (O2), on pendant 2

MGAS-061 OUTLET: suction, on pendant 2

MGFP-002 FLOWMETER: medical air 1

MGFP-004 FLOWMETER: oxygen 2

MMGE-002 ADAPTER: suction 2

MMGE-100 SUCTION BOTTLE 2

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

1BR-IC

1BR-IC

1 BED ROOM - INTENSIVE CARE

ELEVATION 2

ELEVATION 4

ELEVATION 1

ELEVATION 3

1BR-IC PENDANT 1-A

CODE DESCRIPTION COUNT

ELBO-012 SWITCH: light, dimmer 1

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 2

ELPR-006 RCD: residual current device 1

ELPR-007 UPS: status indicator 1

FIHR-019 BRACKET: for suction bottle 2

ITCL-004 BUTTON: nurse call, emergency 1

ITCL-006 BUTTON: nurse call, patient to staff 1

ITCL-008 BUTTON: nurse call, staff assist 1

ITCL-028 HANDSET: nurse call, with patient to staff call button 1

ITIN-014 OUTLET: data, single RJ45, on pendant 2

MGAS-021 OUTLET: medical air (MA), on pendant 2

MGAS-041 OUTLET: oxygen (O2), on pendant 2

MGAS-061 OUTLET: suction, on pendant 2

MGFP-002 FLOWMETER: medical air 2

MGFP-004 FLOWMETER: oxygen 2

MMGE-002 ADAPTER: suction 2

MMGE-100 SUCTION BOTTLE 2

MMHA-023 VENTILATOR 1

CODE DESCRIPTION

DWOB-006 OBSERVATION: internal window, alum/safety glass, double glazed, integral venetian blind, powdercoat

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-033 PANEL: for storage bins, wall mount

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-213 PANEL: joinery carcass end

FIRT-031 TRACK: curtain, privacy

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-055 CHAIR: overnight fold out

FQCW-004 BIN: waste, clinical, 120L

FQCW-016 BIN: waste, general, 20L

FQCW-035 BIN: waste, recycling, plastics, 50L

FQGE-010 CURTAIN: privacy screen

FQSM-043 TROLLEY: nested, set of 3, underbench

FQSN-006 BIN: storage bins, for wall mounted panel

FQTA-013 TABLE: overbed

HYBA-009 BASIN: handwash, Type A, scrub

HYDR-015 DRAIN: tundish unit, integral drainage outlets

HYDR-016 DRAIN: floor waste, sealed

HYTP-008 OUTLET: cold water

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-071 OUTLET: MATV, ceiling mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-053 TELEPHONE: handset, wall mount, handsfree

LIFX-017 LIGHT: night light

LIFX-027 LIGHT: examination, ceiling mounted

MMBE-013 BED: patient, ICU, electric

MMBE-068 LIFTER: patient, pendant mounted

MMGE-019 CHAIR: patient

MMGE-048 LINEN CARRIER: dirty, single

MMGE-049 MACHINE: dialysis

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-178 PROCESSOR: reverse osmosis RO water, mobile

MMHA-030 MONITOR: patient, cardiac, pendant mounted

MMOP-027 IV POLE: on pendant

MMSP-020 PENDANT: tandem, wet and dry combination (fixed or adjustable height)

WLPR-012 WALL PROTECTION: corner guards, to 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

1BR-IC PENDANT 1-B

CODE DESCRIPTION COUNT

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 2

ELPR-006 RCD: residual current device 1

ELPR-007 UPS: status indicator 1

FIHR-019 BRACKET: for suction bottle 2

ITBU-006 CONTROL PANEL: patient entertainment, handset 1

ITCL-004 BUTTON: nurse call, emergency 1

ITIN-014 OUTLET: data, single RJ45, on pendant 4

MGAS-021 OUTLET: medical air (MA), on pendant 1

MGAS-041 OUTLET: oxygen (O2), on pendant 2

MGAS-061 OUTLET: suction, on pendant 2

MGFP-002 FLOWMETER: medical air 1

MGFP-004 FLOWMETER: oxygen 2

MMGE-002 ADAPTER: suction 2

MMGE-100 SUCTION BOTTLE 2

NOTE: PROVISIONS FOR DIALYSIS ARE OPTIONAL AND TO BE PROVIDED TO A SELECTION

OF ROOMS ONLY

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

1BR-IS-N1

1BR-IS-N1

1 BED ROOM - ISOLATION - NEGATIVE PRESSURE,
TYPE 1

CODE DESCRIPTION

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call
button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MEEX-008 EXHAUST: low level

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900
AFFL

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel
(V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-022 DISPENSER: moisturiser

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and
clothes rail

FIRT-040 TRACK: curtain, privacy, L shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,
prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard
slip resistant

FQBS-030 CHAIR: visitor, patient

ELEVATION 1

PLAN

ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
3 General revision incl name change 16.05.2005

4 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

1BR-IS-N2

1BR-IS-N2

1 BED ROOM - ISOLATION - NEGATIVE PRESSURE,
TYPE 2

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

FQSN-051 LOCKER: 2 drawers, open under,
lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient
entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to
staff call button

ITIN-025 OUTLET: data, double RJ45, on
services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MEEX-008 EXHAUST: low level

MGAS-022 OUTLET: medical air (MA), on services
panel

MGAS-042 OUTLET: oxygen (O2), on services
panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track,
linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection
wall panel

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate
to 900 AFFL

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted,
cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on
services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-022 DISPENSER: moisturiser

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling
mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj
shelves and clothes rail

FIRT-040 TRACK: curtain, privacy, L shaped,
angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,
prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved,
standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

REV DESCRIPTION DATE
1 Updated following ERG Review 05.04.2018



1
2

3
4

CLCL 3900

15 m²

C L
5

1
5
0 FQBS-056

PATIENT ENSUITE

INBOARD

ENS-MH-A

RCD OUTSIDE ROOM AT

STAFF STATION

LIGHT SWITCH/

NIGHT LIGHT SWITCH

(OUTSIDE ROOM)

MOUNT AT 1100 AFFL

ELGP-208

BUILT-IN PLINTH

OPTIONAL - CONSIDER

REQUIRED CLEARANCES,

INFECTION CONTROL &

OTHER POLICIES BEFORE

IMPLEMENTING

LIGHT SWITCH FOR

ENSUITE

1
2

5
0

FIJO-215

ELPR-001

DWWH-005

DWWD-007

ELGP-109.1
ELBO-015
ITCL-006

ELGP-109.1

LIFX-001

FIBM-022

FQBS-054

DWGL-074

DOOR: 1120mm c/o, 1 1/2

leaf in/out opening,

observation panel, solid

core/safety glass, paint

ELBO-015

FLVY-002

FLOOR FINISH: vinyl, seamless, coved,

cushioned

MMBE-017

ELGP-110

FI
B

M
-0

15

1000 recommended

MIN 2000mm CORRIDOR

WIDTH

FQDW-025

THIS DOOR MAY OPTIONALLY

BE A SINGLE LEAF, DOUBLE SWING DOOR

WITH ANTI LIGATURE REMOVABLE

STOP, SUBJECT TO JURISDICTIONAL POLICY

FQ
S

N
-0

62

500

FQTA-083

FIJO-210

DOOR  MAY BE

RECESSED FLUSHED

WITHIN WALLS IN

HIGH ACUITY AREAS

2
4

2
5

6
0

0

530

ELBO-015

150

900
1000

2700

720

2400

0

DWWH-005

FLSK-010

DWWD-007

MMBE-017

E
LG

P-
20

8

FQDW-025

FQBS-054

WLWA-004

FOR HIGH DEPENDENCY AND INTENSIVE

CARE AREAS CONSIDER PLYWOOD

BACKING TO CEILING FINISH

FQTA-083

150

900
1000

2700

1100

2100

720

1900

450

0 FLSK-010

ELBO-015

WLWA-004WLWA-004

DASHED LINE INDICATING ADDITIONAL CUT AT

THE BOTTOM OF THE DOOR.

ENSUITE DOOR DESIGN TO BE FOLLOWED AS

PER JURISDICTIONAL POLICY

LIGHT SWITCH

FOR ENSUITE

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

FIBM-015

FQDW-025

FQBS-054

FIJO-215

FQSN-062

PATIENT SAFE

OPTIONAL

FLSK-010

FIJO-212

SHELVES TO BE FIXED

AT REAR WITH NO

GAPS TO SIDES

DOOR MAY BE RECESSED

FLUSHED WITHIN WALL IN HIGH

ACUITY AREAS

CEILING LINING TO

EXTEND OVER TOP OF

BULKHEAD

ELBO-015

WLWA-003

WLWA-004

150

900

2700

2100

720

1250

0

WLWA-004 WLWA-004

DASHED LINE INDICATING ADDITIONAL CUT AT

THE BOTTOM OF THE DOOR.

ENSUITE DOOR DESIGN TO BE FOLLOWED AS

PER JURISDICTIONAL POLICY

OBSERVATION PANEL WITH INTEGRAL PRIVACY SCREEN,

CONTROL ON PATIENT SIDE.

STAFF TO NEGOTIATE WITH PATIENT REGARDING OPENING

AND CLOSING OPERATION.

FIJO-215

FQSN-062

DWSC-004 DWGL-074

DWWD-007

FLSK-010

WLWA-003

ELGP-110

E
LG

P-
10

9.
1

E
LB

O
-0

15
IT

C
L-

00
6

MMBE-017

150

900

2700

300

600

1850

1050

0

WLWA-004

CL OF BED

ELGP-109.1

ITSE-045ITSE-047 LIFX-034

LIFX-001

TOUGHENED SAFETY GLASS

MIRROR, GLUED TO BACKING

MATERIAL & SCREW FIXED.

OPTIONAL, MIRROR CAN BE SET

FLUSH WITH WALL FINISH.
FIBM-022

(OPTIONAL)

350

WLPR-002

FLSK-010

FQTA-083

FIJO-210

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

1BR-MH-A

1BR-MH-A

1 BED ROOM - MENTAL HEALTH - INBOARD

ENSUITE, 15m²

PLAN

CODE DESCRIPTION

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-015 NOTICEBOARD: fixed, velcro

FIBM-022 MIRROR: fixed, safety glass, toughened and laminated, anti ligature

FIJO-210 BEDHEAD: mental health

FIJO-212 BULKHEAD: Joinery

FIJO-215 CUPBOARD: tall, shelf unit, fixed shelves, anti-ligature, 500D

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-002 FLOOR FINISH: vinyl, seamless, coved, cushioned

FQBS-054 STOOL: ottoman

FQBS-056 CHAIR: tub, mental health

FQDW-025 DESK: built in, return end, anti ligature

FQSN-062 SAFE: small

FQTA-083 TABLE: bedside, anti ligature

ITCL-006 BUTTON: nurse call, patient to staff

ITSE-045 SENSOR: motion detection, for lighting control, flush to ceiling

ITSE-047 SENSOR: motion detection, for staff alert, flush to ceiling

LIFX-001 LIGHT: night light, tamper proof, anti ligature

LIFX-034 LIGHT: reading light, tamper proof, anti ligature, ceiling recessed

MMBE-017 BED: patient, mental health, electric

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish

WLWA-003 WALL FINISH: laminated composite board

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017

4 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018



2
1

4
3

15 m²

E
LP

R
-0

01

ELBO-015

ELGP-110

ELBO-015

PATIENT ENSUITE

PATIENT ENSUITE

ELBO-015

ITCL-006

ELGP-109.1

C L
4

2
0
0

LIGHT SWITCH/

NIGHT LIGHT SWITCH

(OUTSIDE ROOM)

MOUNT AT 1100 AFFL

MIN 2000mm CORRIDOR

WIDTH

5 m²

5 m²
FQBS-056

DWWH-005

DWWD-007
FIJO-134

BUILT-IN PLINTH

OPTIONAL - CONSIDER

REQUIRED

CLEARANCES,

INFECTION CONTROL &

OTHER POLICIES

BEFORE IMPLEMENTING

RCD OUTSIDE ROOM

AT STAFF STATION

OPTIONAL

MMBE-017

ELGP-109.1

FQBS-054

DWGL-074

DOOR: 1120mm c/o, 1 1/2

leaf in/out opening,

observation panel, solid

core/safety glass, paint

2
0

0
0

LIFX-001

DWOB-006

DWWD-007

FIBM-022

DOOR MAY BE

RECESSED FLUSHED IN

THE WALL IN HIGH

ACUITY AREAS

LIGHT SWITCH FOR ENSUITE

FI
B

M
-0

15

THIS DOOR MAY OPTIONALLY

BE A SINGLE LEAF, DOUBLE SWING DOOR

WITH ANTI LIGATURE REMOVABLE

STOP, SUBJECT TO JURISDICTIONAL POLICY

FQDW-025

FQ
S

N
-0

62

6
0

0
8

0
0

600

FIJO-210

FQTA-083

CLCL 3600

DWSC-004

DOOR: 850mm c/o, 180 deg

swing, single leaf, solid core,

paint

ELGP-208

(OPTIONAL)

FLVY-002

150

900
1000

2700

2100

720

2400

0

WLWA-004

DWWH-005

FLSK-010

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

DWWD-007

FIJO-134

FQDW-025

FIJO-212

FOR HIGH DEPENDENCY AND

INTENSIVE CARE AREAS CONSIDER

PLYWOOD BACKING TO CEILING

FINISH

CEILING LINING TO EXTEND

OVER TOP OF BULKHEAD

FQBS-054

ELGP-208

150

2700

1100

2100

600

1850

0

ELGP-110

E
LB

O
-0

15

ITSE-045 ITSE-047

DASHED LINE INDICATING ADDITIONAL CUT AT THE

BOTTOM OF THE DOOR.

ENSUITE DOOR DESIGN TO BE FOLLOWED AS PER

JURISDICTIONAL POLICY

FIBM-022

TOUGHENED SAFETY GLASS MIRROR,

GLUED TO BACKING MATERIAL & SCREW

FIXED. OPTIONAL, MIRROR CAN BE SET

FLUSH WITH WALL FINISH.

OPTIONAL

LIGHT

SWITCH

FOR ENSUITE

FLSK-010

1050

STEP OUT IN WALL

FOR DOOR RECESS

DOOR MAY BE

RECESSED

FLUSHED IN

THE WALL IN

HIGH ACUITY

AREAS

WLWA-004

WLWA-003

150

1000

1400

2700

1100
1200

2100

0

350

ELBO-015

DWOB-006

OBSERVATION PANEL WITH INTEGRAL PRIVACY SCREEN,

CONTROL ON PATIENT SIDE.

STAFF TO NEGOTIATE WITH PATIENT REGARDING OPENING

AND CLOSING OPERATION.

TOP @ 1800, BOTTOM AT 1200 AFFL

OBSERVATION

PANEL IN DOOR IS

OPTIONAL IF PANEL

IS PROVIDED IN WALL

DWGL-074

DWWD-007

WLWA-004

FLSK-010

DWWD-007

LIFX-001

150

900

2700

300

2100

720

1250

0

E
LB

O
-0

15

MMBE-017

PATIENT SAFE

OPTIONAL

CL OF BED

350

FQSN-062

WLPR-002

FLSK-010

FIJO-134

FIJO-212

FQDW-025

SHELVES TO BE FIXED AT REAR WITH NO

GAPS TO SIDES.

SAFE TO BE PLACED AT REAR OF ROBE

LIFX-001

E
LG

P-
10

9.
1

IT
C

L-
00

6

ELGP-109.1

FIBM-015

FIJO-210 LIFX-034WLWA-004

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

1BR-MH-C

1BR-MH-C

1 BED ROOM - MENTAL HEALTH - BACK TO BACK

ENSUITES, 15m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-006 OBSERVATION: internal window, alum/safety glass, double glazed, integral

venetian blind, powdercoat

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-015 NOTICEBOARD: fixed, velcro

FIBM-022 MIRROR: fixed, safety glass, toughened and laminated, anti ligature

FIJO-134 CUPBOARD: tall, shelf unit, fixed shelves, anti-ligature, 600D

FIJO-210 BEDHEAD: mental health

FIJO-212 BULKHEAD: Joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-002 FLOOR FINISH: vinyl, seamless, coved, cushioned

FQBS-054 STOOL: ottoman

FQBS-056 CHAIR: tub, mental health

FQDW-025 DESK: built in, return end, anti ligature

FQSN-062 SAFE: small

FQTA-083 TABLE: bedside, anti ligature

ITCL-006 BUTTON: nurse call, patient to staff

ITSE-045 SENSOR: motion detection, for lighting control, flush to ceiling

ITSE-047 SENSOR: motion detection, for staff alert, flush to ceiling

LIFX-001 LIGHT: night light, tamper proof, anti ligature

LIFX-034 LIGHT: reading light, tamper proof, anti ligature, ceiling recessed

MMBE-017 BED: patient, mental health, electric

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish

WLWA-003 WALL FINISH: laminated composite board

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017

4 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018



1
2

3
4

CLCL 4200

18 m²

C L

1
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0
0

FQTA-013

MMBE-010

FQSN-051

ITNE-049

FIJO-130

FIRT-039

FQGE-010

FQCW-016
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A
-0

10

E
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FIDI-025

ELGP-110.1

ELPR-001

C L
O

F
 B

E
D

PATIENT ENSUITE

DWWH-005

FIDI-031

FIDI-030

FIDI-014

DWGL-033
DOOR: 1400mm c/o, 1 1/2

leaf, observation panel, solid
core/glass, paint

MMSP-026

FLSK-010

WLPR-011
ELBO-015
ELBO-015

W
LP

R
-0

11

DWSC-003
DOOR: 910mm c/o, single

leaf, solid core, paint

FLVY-007
FLOOR FINISH: vinyl, seamless, coved,

standard slip resistant

1
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

1BR-SP-A1(1)

1BR-SP-A1(1)

1 BED ROOM - SPECIAL, INBOARD ENSUITE, TYPE 1

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-055 CHAIR: overnight fold out

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE
3 Coding and naming updated 20.03.2017

4 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

1BR-SP-A1(2)

1BR-SP-A1(2)

1 BED ROOM - SPECIAL, INBOARD ENSUITE, TYPE 1

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-055 CHAIR: overnight fold out

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
3 Coding and naming updated 20.03.2017

4 Updated following ERG Review 05.04.2018
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MMBE-010

PATIENT ENSUITE
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FLOOR FINISH: vinyl, seamless, coved,

standard slip resistant
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OF BED

DWSC-003
DOOR: 910mm c/o, single
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

1BR-SP-A2

1BR-SP-A2

1 BED ROOM - SPECIAL, INBOARD ENSUITE, TYPE 2

PLAN

ELEVATION 1 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

FQSN-051 LOCKER: 2 drawers, open under, lockable,
mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment
system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call
button

ITIN-025 OUTLET: data, double RJ45, on services
panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall
panel

WLPR-011 WALL PROTECTION: corner guards, to 900
AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900
AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services
panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling
mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves
and clothes rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,
prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved,
standard slip resistant

FQBS-055 CHAIR: overnight fold out

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

ELEVATION 5 ( 1 : 25 @ A3 )

ELEVATION 2

REV DESCRIPTION DATE
1 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

1BR-SP-B

1BR-SP-B

1 BED ROOM - CCU, 20m²

PLAN

CODE DESCRIPTION

DWOB-003 OBSERVATION: internal window, alum/glass, double glazed, integral venetian blind,

powdercoat

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-007 BLIND: venetian, integral

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-206 GPO: double, on services panel, RCD protected

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-013 BRACKET: for monitor, ECG

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIJO-193 SHELF: flowers

FIRT-021 TRACK: curtain, bedscreen

FIRT-027 TRACK: curtain, box pelmet

FLSK-007 SKIRTING: timber, 150H, paint

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-006 FLOOR FINISH: vinyl, seamless, coved, non slip, textured

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMHA-005 MONITOR: patient, cardiac

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish

WLPR-012 WALL PROTECTION: corner guards, to 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

3

1BR-SP-B

1BR-SP-B

1 BED ROOM - CCU, 20m²

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

DWOB-003 OBSERVATION: internal window, alum/glass, double glazed, integral venetian blind,

powdercoat

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-007 BLIND: venetian, integral

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-206 GPO: double, on services panel, RCD protected

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-013 BRACKET: for monitor, ECG

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIJO-193 SHELF: flowers

FIRT-021 TRACK: curtain, bedscreen

FIRT-027 TRACK: curtain, box pelmet

FLSK-007 SKIRTING: timber, 150H, paint

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-006 FLOOR FINISH: vinyl, seamless, coved, non slip, textured

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMHA-005 MONITOR: patient, cardiac

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish

WLPR-012 WALL PROTECTION: corner guards, to 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

1BR-ST-A1

1BR-ST-A1

1 BED ROOM - INBOARD ENSUITE, TYPE 1
CODE DESCRIPTION

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL
min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel
(V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and
clothes rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard
slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
4 General revision incl name change 16.05.2005

5 Updated following ERG Review 05.04.2018



150

2700

2100

1600

750

0 FLSK-010

DWWH-005

WLWA-004

MMBE-010

DWWD-001

IT
B

U
-0

12

FIJO-130

CLGE-001

FQTA-013

5
1BR-ST-A2

LIFX-011

150

900

1400

2700

2100

1950

600

0

350
LIFX-017

FIHR-019

WLWA-004 WLWA-004

CL OF BED

FQSN-051

MMBE-010

E
LG

P-
20

8.
1ITNE-049

WLPR-001

MMBE-056

450 450

MMGE-100

DWSC-003

DWPR-005

W
LP

R
-0

11

W
LP

R
-0

11
E

LB
O

-0
15

150

900

1400

2700

1100

2100

0
W

LP
R

-0
11

E
LB

O
-0

15

DWPR-005FLSK-010

FIRT-039

WLWA-004WLWA-004 WLWA-004

W
LP

R
-0

11

DWGL-033DWSC-003

FI
D

I-0
01

CLFS-006
CEILING: plasterboard, flush set,

suspended, paint, washable

DWPR-005
150

2700

1100
1200

1500

2100

1500

600

0

865

FLSK-010

FIRT-039

E
LG

P-
10

9.
1

FQGE-010

WLWA-004

FI
D

I-0
30

FI
D

I-0
31

WLWA-010

FIBM-019

FQ
C

W
-0

16

HYBA-010

FI
D

I-0
25

FI
D

I-0
14

E
LB

O
-0

15
E

LB
O

-0
15

ITBU-012

FIJO-130

E
LG

P-
11

0.
1 HYTP-037

CLGE-001

ELGP-101ITIN-070

FIHR-004

C
L.

 O
F 

B
E

D

C L
4
4
5
0

CLCL 4200

3
2

1
0

ITNE-049

MMGE-019

FQTA-013

FQBS-030

16.5m²

FQSN-051

MMBE-010

PATIENT ENSUITE

FLVY-007
FLOOR FINISH: vinyl, seamless, coved,

standard slip resistant

H
YB

A
-0

10

ELPR-001

OF BED

DWSC-003
DOOR: 910mm c/o, single

leaf, solid core, paint

DWGL-033
DOOR: 1400mm c/o, 1 1/2

leaf, observation panel, solid
core/glass, paint

E
LB

O
-0

15

FIDI-014

FIDI-025

FL
S

K
-0

10

DWWH-005

FIDI-031

FIDI-030

FQCW-016

FIBM-019

FQGE-010

FI
D

I-0
01

ELGP-109.1

MMSP-026

CL

CL OF BASIN

FIRT-039

FIJO-130

1
0

0
0

1
6

0
0

1
0

9
0

D
W

W
D

-0
01

FIHR-019

3
5

0
2

0

2260

2
5

0
0

ELBO-015

1
1

0
0

97
0

53
0

M
M

B
E

-0
56

1200

IT
B

U
-0

12

FIHR-004

ELGP-101

ITIN-070

ELBO-015
ELGP-110.1

1
2

3
4

WLPR-011

W
LP

R
-0

11

MMGE-100

LIFX-017

E
LG

P-
10

5

M
G

A
S

-0
42

M
G

A
S

-0
22

M
G

A
S

-0
62

M
M

G
E

-0
02

M
G

FP
-0

02

M
G

FP
-0

04

IT
IN

-0
25

E
LG

P-
10

5

MMSP-026

C L
O

F
 B

E
D

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

E
LG

P-
10

5

ITCL-006

IT
C

L-
00

4

IT
C

L-
02

8

E
LB

O
-0

15

E
LG

P-
10

5

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

IT
C

L-
00

8

400 400

2350

1050 1300

1400

1600

E
LP

R
-0

06

E
LP

R
-0

06

00.511.522.5m

00.250.50.7511.25m

AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

3

1BR-ST-A2

1BR-ST-A2

1 BED ROOM - INBOARD ENSUITE, TYPE 2

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

FQSN-051 LOCKER: 2 drawers, open under, lockable,
mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call
button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL
min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900
AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel
(V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and
clothes rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,
prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard
slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

PLANELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
2 Notes added 15.08.2005

3 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

3

1BR-ST-A3

1BR-ST-A3

1 BED ROOM - INBOARD ENSUITE, TYPE 3

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

FQSN-051 LOCKER: 2 drawers, open under, lockable,
mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment
system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call
button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900
AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900
AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services
panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and
clothes rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,
prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved,
standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
2 Notes added 15.08.2005

3 Updated following ERG Review 05.04.2018



1
2

3
4

16.5m²

97
0

53
0

PATIENT ENSUITE

97
0

53
0

PATIENT ENSUITE

97
0

53
0

MMGE-019

FQBS-030

FIJO-130

FQTA-013

FIHR-004

ELGP-101

ITIN-070 IT
B

U
-0

12

MMBE-010

ELBO-015

FIDI-001

ELGP-110.1

LIFX-017

MMSP-026

FQGE-010

ELBO-015

DWOB-003
(OPTIONAL)

FI
D

I-0
25

FI
D

I-0
30

FI
D

I-0
31

FIDI-014

FQ
C

W
-0

16

M
M

B
E

-0
56

ELPR-001

FQSN-051

ITNE-049

ELGP-109.1
DWSC-003

DOOR: 910mm c/o, single
leaf, solid core, paint

DWGL-033
DOOR: 1400mm c/o, 1 1/2

leaf, observation panel, solid
core/glass, paint

450

1200 FIHR-019

C L

1
6

0
0

C L
C L

3
6

9
0

WLPR-011

D
W

W
D

-0
01

D
W

W
H

-0
05

CLCL 3900

C L
4
6
9
0

FIRT-039

FLVY-007
FLOOR FINISH: vinyl, seamless, coved,

standard slip resistant

WLPR-011 3
5

0
2

0

HYBA-010

H
YT

P-
03

7

FIBM-019

MMGE-100

DWWD-007
(OPTIONAL)

150

900

2700

1100

2100

1600

750

0

ELBO-015

CLGE-001WLWA-004

DWPR-005

W
LP

R
-0

11

W
LP

R
-0

11

FLSK-010

MMGE-019

DWSC-003DWWH-005

DWWD-001

FIJO-130

150

900

1400

2700

2100

1950

1600

750

600

0

350

5
1BR-ST-B1

LIFX-017

E
LG

P-
20

8.
1

FIHR-019
FQSN-051

FIJO-130

LIFX-011 WLPR-001

MMBE-056WLWA-004

CLFS-006
CEILING: plasterboard, flush set,

suspended, paint, washable

MMBE-010ITNE-049

CL OF BED

DWWD-001

450 450

HYBA-010

W
LP

R
-0

11

DWPR-005

DWSC-003

FI
D

I-0
14

MMGE-100

FQ
C

W
-0

16

FLSK-010

150

900
1000

2700

1100
1200

2100

1700

0

865

DWPR-005

FI
D

I-0
30

FI
D

I-0
31

HYBA-010

FQ
C

W
-0

16

WLWA-004

WLWA-010

DWGL-033

FLSK-010

FI
D

I-0
14

FI
D

I-0
25

D
W

O
B

-0
03

FIRT-039

HYTP-037

450

DWOB-003
(OPTIONAL)

DWWD-007
(OPTIONAL)

150

2700

1100

2100

600

0

E
LG

P-
11

0.
1

FLSK-010

E
LG

P-
10

9.
1

WLWA-004

CL OF BED

ITBU-012

FIBM-019

FI
D

I-0
01

ELGP-101ITIN-070

FIHR-004

E
LB

O
-0

15
E

LB
O

-0
15

FIRT-039

FQGE-010

FQBS-030

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

E
LG

P-
10

5

E
LG

P-
10

5

IT
IN

-0
25

IT
C

L-
00

6

IT
C

L-
00

8

IT
C

L-
00

4

IT
C

L-
02

8

E
LB

O
-0

15

M
G

A
S

-0
42

M
G

FP
-0

04

M
G

A
S

-0
22

M
G

FP
-0

02
M

G
A

S
-0

62

M
M

G
E

-0
02

E
LG

P-
10

5

E
LG

P-
10

5

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

MMSP-026

400 400

C
L 

O
F 

B
E

D

2350

1050 1300

E
LP

R
-0

06

E
LP

R
-0

06

00.511.522.5m

00.250.50.7511.25m

AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

1BR-ST-B1

1BR-ST-B1

1 BED ROOM - OUTBOARD ENSUITE, TYPE 1

PLAN

CODE DESCRIPTION

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWOB-003 OBSERVATION: internal window, alum/glass, double
glazed, integral venetian blind, powdercoat

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip
resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
4 General revision incl name change 16.05.2005

5 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

1BR-ST-B2

1BR-ST-B2

1 BED ROOM - OUTBOARD ENSUITE, TYPE 2

PLAN

ELEVATION 3ELEVATION 1 ELEVATION 2 ELEVATION 4

CODE DESCRIPTION

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWOB-003 OBSERVATION: internal window, alum/glass, double
glazed, integral venetian blind, powdercoat

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes
rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip
resistant

FQBS-030 CHAIR: visitor, patient

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
1 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

1BR-ST-B3

1BR-ST-B3

1 BED ROOM - OUTBOARD ENSUITE, TYPE 3

PLAN

CODE DESCRIPTION

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call
button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL
min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWOB-003 OBSERVATION: internal window, alum/glass,
double glazed, integral venetian blind, powdercoat

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel
(V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and
clothes rail

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard
slip resistant

FQBS-030 CHAIR: visitor, patient

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
1 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

1BR-ST-D

1BR-ST-D

1 BED ROOM - BACK TO BACK ENSUITE

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

FLVY-007 FLOOR FINISH: vinyl, seamless, coved,
standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQSN-051 LOCKER: 2 drawers, open under, lockable,
mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment
system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call
button

ITIN-025 OUTLET: data, double RJ45, on services
panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall
panel

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900
AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.
1

GPO: single, wall mounted (V)

ELGP-110.
1

GPO: single, wall mounted, cleaner_vertical

ELGP-122.
1

GPO: emergency power, single, on services
panel (V)

ELGP-208.
1

GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling
mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and
clothes rail

FIRT-041 TRACK: curtain, privacy, U shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,
prefinished

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
1 Updated following ERG Review 05.04.2018



1
2

3
4

CLCL 3900

C L
7
5
0
0

27.0m²

FQTA-013

ITIN-070

(CEILING)

(CEILING)
ELGP-101

ITNE-049

FQSN-051

ITNE-049

FQSN-051

MMGE-019

1200

MMGE-019

FIJO-130

FIJO-130

FQBS-030

FQBS-030

MMBE-010

MMBE-010

H
YB

A
-0

10

FLVY-007
FLOOR FINISH: vinyl, seamless, coved,

standard slip resistant

E
LP

R
-0

01

DWGL-033
DOOR: 1400mm c/o, 1 1/2

leaf, observation panel, solid
core/glass, paint

FIDI-025

FIDI-031

FIDI-030

FIDI-014

FQCW-016

FIDI-001

FQ
G

E
-0

09

FIHR-004

ITBU-012

ITIN-070
(CEILING)

(CEILING)
ELGP-101

FIHR-004

ITBU-012

FQ
G

E
-0

09

D
W

W
H

-0
05

FI
B

M
-0

19

FQGE-009

C L

1
6

0
0

MIN 2200mm CORRIDOR WIDTH

FQTA-013

PATIENT ENSUITE

C L

6
1
8
5

C L

2
0

1
0

DWSC-003
DOOR: 910mm c/o, single

leaf, solid core, paint

W
LP

R
-0

11

WLPR-011

FIBM-019

C L
1

0
0
0

3
5

0
2

0
3

5
0

2
0

1200

M
M

B
E

-0
56

M
M

B
E

-0
56

ELBO-015

ELBO-015

97
0

53
0

D
W

W
D

-0
01

FI
R

T-
02

5
FI

R
T-

02
2

ELGP-110.1

ELGP-109.1

HYTP-037

1
5

0
0

1
0

2
0

1
5

0
0

1
0

2
0

1
0

9
0

MMSP-026

LIFX-017

MMGE-100

FIHR-019

MMSP-026

LIFX-017

MMGE-100

FIHR-019

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

2BR-ST-A1(1)

2BR-ST-A1(1)

2 BED ROOM - INBOARD ENSUITE, TYPE 1

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-022 TRACK: curtain, bedscreen, 2nd bed

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE
4 General Revisions 03.08.2005

5 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

2BR-ST-A1(2)

2BR-ST-A1(2)

2 BED ROOM - INBOARD ENSUITE, TYPE 1

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-022 TRACK: curtain, bedscreen, 2nd bed

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
4 General Revisions 03.08.2005

5 Updated following ERG Review 05.04.2018
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

2BR-ST-A2(1)

2BR-ST-A2(1)

2 BED ROOM - INBOARD ENSUITE TYPE 2

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-022 TRACK: curtain, bedscreen, 2nd bed

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

PLAN

REV DESCRIPTION DATE
1 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

2BR-ST-A2(2)

2BR-ST-A2(2)

2 BED ROOM - INBOARD ENSUITE, TYPE 2

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-022 TRACK: curtain, bedscreen, 2nd bed

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4
ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
1 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1:25

 1 : 50 @ A3 4

2BR-ST-B(1)

2BR-ST-B(1)

2 BED ROOM - OUTBOARD ENSUITE

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWOB-003 OBSERVATION: internal window, alum/glass, double glazed,
integral venetian blind, powdercoat

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-022 TRACK: curtain, bedscreen, 2nd bed

FIRT-042 TRACK: curtain, bedscreen, U shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE
3 General revision incl name change 16.05.2005

4 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3DRAFT

1:50

1:25

4

2BR-ST-B(2)

2BR-ST-B(2)

2 BED ROOM - OUTBOARD ENSUITE

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWOB-003 OBSERVATION: internal window, alum/glass, double glazed,
integral venetian blind, powdercoat

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIRT-022 TRACK: curtain, bedscreen, 2nd bed

FIRT-042 TRACK: curtain, bedscreen, U shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
3 General revision incl name change 16.05.2005

4 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

4BR-ST(1)

4BR-ST(1)

4 BED ROOM - INBOARD ENSUITE

PLAN

CODE DESCRIPTION

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes
rail

FIRT-022 TRACK: curtain, bedscreen, 2nd bed

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip
resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

REV DESCRIPTION DATE
4 General Revisions 03.08.2005

5 Updated following ERG Review 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

4BR-ST(2)

4BR-ST(2)

4 BED ROOM - INBOARD ENSUITE

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL
min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

FIJO-130 CUPBOARD: tall, single door, adj shelves and
clothes rail

FIRT-022 TRACK: curtain, bedscreen, 2nd bed

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,
prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard
slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call
button

ITIN-025 OUTLET: data, double RJ45, on services panel

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-001 BLIND: blackout

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110.1 GPO: single, wall mounted, cleaner_vertical

ELGP-122.1 GPO: emergency power, single, on services panel
(V)

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

REV DESCRIPTION DATE
4 General revision incl name change 16.05.2005

5 Updated following ERG Review 05.04.2018
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 3

ADLB

ADLB

ADL BATHROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWSC-021 DOOR: 1400mm c/o, 1 1/2 leaf, solid core, paint

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass, 800H nom.

FIBM-007 MIRROR: fixed, glass, full length

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIJO-191 SHELF: above basin

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-008 GRAB RAIL: WC, hinged

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQBS-008 BENCH SEAT: freestanding, patient transfer

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-002 BASIN: ensuite, with vanity unit

HYBA-025 BATH: domestic

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-021 SHOWER: hand-held, over bath

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-006 TOILET SUITE: patient

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

MMGE-024 CHAIR: shower

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

ADLD

ADLD

ADL DINING LOUNGE

ELEVATION 1 ELEVATION 2 ELEVATION 3

PLAN

CODE DESCRIPTION

DWWD-013 WINDOW DRESSING: external window

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-010 CHAIR: armchair

FQBS-015 CHAIR: dining

FQTA-034 TABLE: rectangular, 900L x 600W, low height

FQTA-055 TABLE: round, 900 diam, dining height

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

MMBE-045 WHEELCHAIR

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLPR-021 WALL PROTECTION: crash rail, at 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017



WLWA-004

WLWA-007

FI
D

I-0
25

FIDI-030

FLSK-010

FIJO-059

150

1000

2700

1100

1500

2100

1350

850

700

1500

0

HEAT LINED LAMINATED PANEL

DWWD-013

DWWH-005

(OPTIONAL)

FIJO-205

FIJO-157 FIJO-143 FIJO-143 FIJO-143

FQCA-063

FIJO-114

FQCA-032

CLGE-001 WLWA-004

FLSK-010

FIJO-059

ELGP-208

150

1000

2700

1100

2100

1350
1450

850

700

1700

0

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

590 700

FI
JO

-2
05

LAMINATED PANEL

HEAT LINED

WLWA-007

FQCA-072

FQCA-007

FLSK-010

E
LG

P-
10

9

LA
M

IN
A

TE
 P

A
N

E
L

FQ
C

W
-0

16 FI
JO

-2
05

FI
JO

-2
05

DWPR-006

D
W

PR
-0

10

D
W

PR
-0

10

FLSK-010

WLWA-004

E
LB

O
-0

15

150

900

2700

1100

2100

0

DWGL-020

FIJO-114

ELGP-109

150

1000

2700

1500

2100

850

700

1500

0

WLWA-004

FQCA-067

FLSK-010
FQSM-040

FIJO-131

FIJO-059

FI
JO

-2
05

HEAT LINED

WLWA-004

ELGP-208

WLWA-007

AS

AS

FS

AS

FIBM-019

CLGE-001

1

3
4

12 m²

C L
C L

4
0

0
0

CLCL
3000

2

FIJO-131

FIJO-059

H
YB

A
-0

41

FI
D

I-0
25

FQCA-072

FQCA-080

FQCA-046

FIJO-143

FQ
C

A
-0

63

FQCA-032

E
LB

O
-0

15

FQCA-067

DWGL-020

DOOR: 1100mm c/o, single

leaf, observation panel, solid

core/glass, paint

E
LP

R
-0

01

300

1
4

5
0

4
5

0

7
0

0

FL
S

K
-0

10

E
LG

P-
10

9

E
LG

P-
20

8

FIJO-143

ELGP-208

FIJO-143

FIJO-059

WLWA-007

W
LW

A
-0

07

FI
D

I-0
30

D
W

W
H

-0
05

FQCW-016

FIJO-157

FQCA-007

D
W

W
D

-0
13

6
0

0

600 600

350

FIBM-019

FLVY-007

H
YT

P-
04

0

ELGE-001

ELGE-001

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

ADLK- ENC

ADLK- ENC

ADL KITCHEN - ENCLOSED

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-013 WINDOW DRESSING: external window

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGE-001 DIRECT CONNECTION: power

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-114 CUPBOARD: drawer unit, lockable

FIJO-131 CUPBOARD: tall, single door, adj shelves, lockable

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FIJO-205 CUPBOARD: drawer unit, lockable, single drawer

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-007 COOKTOP: electric

FQCA-032 FRIDGE: domestic, 300L

FQCA-046 KETTLE: electric

FQCA-063 OVEN: electric

FQCA-067 OVEN: microwave, domestic

FQCA-072 RANGEHOOD

FQCA-080 TOASTER: domestic

FQCW-016 BIN: waste, general, 20L

FQSM-040 PEDESTAL: mobile, drawer unit, lockable, 660H

HYBA-041 SINK: double, with drainer, half size rinse bowl

HYTP-040 TAPWARE: mixer, sink, accessible

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017

03/17/17
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

ADLK-OP

ADLK-OP

ADL KITCHEN - OPEN BAY

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWWD-013 WINDOW DRESSING: external window

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGE-001 DIRECT CONNECTION: power

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-209 GPO: double, wall mounted, RCD protected

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-059.1 BENCH TOP: 600D, joinery under, laminate finish, rounded corners

FIJO-114 CUPBOARD: drawer unit, lockable

FIJO-131 CUPBOARD: tall, single door, adj shelves, lockable

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-156 CUPBOARD: wall mount, single door, adj shelves

FIJO-202 CUPBOARD: drawer unit, lockable, single row

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-007 COOKTOP: electric

FQCA-031 FRIDGE: domestic, 250L

FQCA-046 KETTLE: electric

FQCA-063 OVEN: electric

FQCA-067 OVEN: microwave, domestic

FQCA-072 RANGEHOOD

FQCA-080 TOASTER: domestic

FQCW-016 BIN: waste, general, 20L

FQSM-040 PEDESTAL: mobile, drawer unit, lockable, 660H

HYBA-041 SINK: double, with drainer, half size rinse bowl

HYTP-040 TAPWARE: mixer, sink, accessible

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017

03/17/17



WLWA-007

E
LG

P-
10

9

E
LG

P-
10

9

H
YT

P-
00

8

FQCW-056

FQGE-015

FIHR-007

CLGE-001 WLWA-004

FIJO-143 FIJO-152

FQSM-030

FIJO-135

FIJO-059

ELGP-208

FLSK-010

150

2700

2200

1100
1200

1350

850

600

0

HYDR-004

HYTP-040

150
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1000

2700

1100

2100
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0

WLWA-004

FLSK-010 DWPR-006

D
W
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-0

10

D
W

PR
-0

10

E
LB

O
-0

15

DWOB-002

DWGL-005

CLFS-009

CEILING: plasterboard, water resistant,

flush set, suspended, paint, washable

FQGE-015
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FIJO-044FIJO-044

FQSN-023
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W
-0
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WLWA-004
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2100
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E
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E
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4444 2222
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C L
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3
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0
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2800

8 m²
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FQSN-023

FQGE-028

FI
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HYBA-064

FQCW-056
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G

E
-0
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FIHR-007

FIJO-143

FIJO-152

HYDR-004

FI
H

R
-0

26
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H

R
-0

26

DWGL-005

DOOR: 910mm c/o, single

leaf, observation panel, solid

core/glass, paint

FL
S

K
-0
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ELGP-109

ELGP-109

E
LB

O
-0

15

ELGP-208

HYTP-008
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D
W

O
B
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ELGE-001 HYTP-040

WLWA-004

FI
H

R
-0
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H

R
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G

E
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C

W
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FIJO-059
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2700

2100

1350

850

1700

0 FLSK-010

HYTP-040

H
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R
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 3

ADLL

ADLL

ADL LAUNDRY

ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWOB-002 OBSERVATION: internal window, alum/glass, door height, powdercoat

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGE-001 DIRECT CONNECTION: power

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIHR-007 BRACKET: for dryer

FIHR-026 HOOK: coat

FIJO-044 BENCH: special depth, open under

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-056 MACHINE: washing, domestic

FQGE-015 DRYER: clothes, domestic

FQGE-028 IRON: clothes, electric

FQSM-030 TROLLEY: laundry, basket

FQSN-023 CABINET: ironing board

HYBA-064 SINK: single, laundry

HYDR-004 DRAIN: floor waste

HYTP-008 OUTLET: cold water

HYTP-040 TAPWARE: mixer, sink, accessible

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

ELEVATION 1

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017



MMLA-053

E
LG

P
-2
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E
LG

P
-2
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FIJO-017

FLSK-010

150
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2700
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0

FI
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ITNE-007
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E
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WLWA-004

DWSC-021

FLSK-010

FIJO-017

150

900

2700

1100

2100

0

WLWA-004

E
LB

O
-0

15

DWPR-005

CLTI-008

CEILING: plasterboard, drop-in tiles,

prefinished, 600 x 1200

FI
D

I-0
01

ITNE-007
ITNE-003

WLWA-004

FLSK-010

150

2700

0

DWSC-003

FLSK-010

MMLA-053

ITBU-001

ELGP-123

ITIN-016

150

2700

1100

2100

1300

0

DWPR-005

ITSE-038

(OPTIONAL)

WLWA-004

TO LABORATORY 

(OPTIONAL)

1
2

3
4

8 m²
FLVY-007

FLOOR FINISH: vinyl,

seamless, coved, standard

slip resistant

MMLA-053

ITIN-016
ELGP-123

ITBU-001

DWSC-021

DOOR: 1400mm c/o, 1 1/2

leaf, solid core, paint

DWSC-003

DOOR: 910mm c/o, single

leaf, solid core, paint

TO LABORATORY

(OPTIONAL)

CLCL
2600

C L
C L

3
0
0
0

IT
IN

-0
26

E
LG

P
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08

E
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P
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E
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N

E
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ITSE-038

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

AHBF

AHBF

AFTER HOURS BLOOD FRIDGE

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-123 GPO: emergency power, single, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FIJO-017 BENCH: 600D, open under

FIJO-213 PANEL: joinery carcass end

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

ITBU-001 ALARM: equipment monitoring, temperature

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-003 BAR CODING: reader

ITNE-007 COMPUTER: desktop, with display screen

ITSE-038 READER: access control, general

MMLA-053 FRIDGE: blood products, single door

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 General update following ERG review 24.06.2022



WLWA-004

DWPR-005

150

900

2700

1100

1500

2100

1500

800

0

DWGL-007

FLSK-010

FI
D

I-0
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FIJO-059

MMGE-036

FIJO-152
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FROM PHARMACY 

(OPTIONAL)

DWPR-005

E
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O
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15
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S
E

-0
06

(O
P
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O

N
A
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WLWA-004

FLSK-010

DWSC-003

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable
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E
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P
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MMGE-036
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FQSM-045 FQSM-045
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IT
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-0
16

E
LG

P
-1

23STORAGE SOLUTION/MIX OF 

STORAGE OPTIONS TO SUIT 

PROJECT REQUIREMENTS

FIJO-141

FIJO-212

1

2
3

C L
C L

2
4
0
0

CLCL
2100

5 m²

M
M

G
E

-0
36

IT
S

E
-0

38

(O
P

TI
O

N
A

L)

FLVY-007

FLOOR FINISH: vinyl, seamless, coved,

standard slip resistant

DWSC-003

DOOR: 910mm c/o, single

leaf, solid core, paint

DWGL-007

DOOR: 910mm c/o, single

leaf, observation panel,

solid core/safety glass,

paint

FROM PHARMACY

(OPTIONAL)

IT
S

E
-0

06

(O
P

TI
O

N
A

L)
E

LB
O

-0
15

ELGP-123

ITIN-026

ELGP-208

ELGP-208

IT
S

E
-0

38
FI

D
I-0

01

FQSM-045

FQSM-045

ITSE-012

(OPTIONAL- PROVISION AND

PLACEMENT OF CCTV CAMERA

DEPENDENT ON LOCAL POLICIES)

FI
JO

-1
52

FI
JO

-1
52

FI
JO

-0
59

FI
JO

-1
41

ITIN-016

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

AHDR

AHDR

AFTER HOURS DRUG STORE

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-141 CUPBOARD: underbench, single door, adj shelves, lockable

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSM-045 SHELVING: storage solution, 400W x 600D x 2100H nom., wire,

mobile

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITSE-006 BUTTON: duress, fixed

ITSE-012 CAMERA: CCTV

ITSE-038 READER: access control, general

MMGE-036 FRIDGE: drugs, underbench

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 General update following ERG review 18.01.2021

PLAN



1
2

6 m²

CLCL
3000

C L

2
1
0
0

TO OUTSIDE

TO INSIDE

FIHR-002

ELGP-125

ITSE-012

DWGL-026

DOOR: 1200mm c/o, single

leaf, sliding, fixed panel,

fully glazed

1200mm CLEAR OPENING

3

FLGE-016

FLOOR MAT: recessed,

composite slip resistant

ITIN-011

ITSE-024

MEEX-018

(OPTIONAL)

BULKHEAD OVER

ITSE-051

4

FIDI-055

(OPTIONAL)
BULKHEAD OVER

DWGL-026

DOOR: 1200mm c/o, single

leaf, sliding, fixed panel,

fully glazed

1200mm CLEAR OPENING

5
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S

E
-0

50
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S

E
-0

49

DWWH-005

SAFETY GLASS

DWWH-005

SAFETY GLASS
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(OPTIONAL)

DWGL-026
CONTRASTING LINE 

TO GLAZING
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WLWA-004
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CEILING: plasterboard, flush set,

suspended, paint, washable
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S

E
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S

E
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CONTRASTING 

LINE TO GLAZING

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

AIRLE-6

AIRLE-6

AIRLOCK - ENTRY, 6m²

PLAN

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

DWWH-005 WINDOW

ELGP-125 GPO: emergency power, single, ceiling mounted

FIDI-055 DISPENSER: umbrella cover

FIHR-002 BRACKET: for CCTV camera, ceiling mounted

FLGE-016 FLOOR MAT: recessed, composite slip resistant

FLSK-008 SKIRTING: to suit glazing system over

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITSE-012 CAMERA: CCTV

ITSE-024 DOOR RELEASE: access control, emergency override

ITSE-049 INTERCOM: external, audiovisual, wall mounted

ITSE-050 READER: access control, external

ITSE-051 BUTTON: push to exit

MEEX-018 AIR CURTAIN: external door

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 3 ELEVATION 4

ELEVATION 5

REV DESCRIPTION DATE

5 General update following ERG review 24.06.2022



150
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1100

2100

0

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable
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CONTRASTING 

LINE TO 
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E
-0

24

FLSK-008

MEEX-018
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E
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E
-0

50

IT
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E
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DWGL-050

DWWH-005 DWWH-005

CONSTRASTING LINE TO GLAZING

1
2

3
4

5
TO OUTSIDE

TO INSIDE

12 m²

ITSE-024

IT
S

E
-0

50

IT
S

E
-0

49

DWGL-050

DOOR: 1600mm c/o,

double leaf, fully glazed,

alum/safety glass,

powdercoat/paint

BULKHEAD OVER

ITSE-012
FIHR-002

ITIN-011
ELGP-125

DWGL-050

DOOR: 1600mm c/o,

double leaf, fully glazed,

alum/safety glass,

powdercoat/paint

MEEX-018

(OPTIONAL)

ITSE-051

FIDI-055

(OPTIONAL)

CLCL
3500

BULKHEAD OVER

C L
3
5
0
0

FLGE-016

FLOOR MAT: recessed,

composite slip resistant

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

3

AIRLE-12

AIRLE-12

AIRLOCK - ENTRY, 12m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5

PLAN

CODE DESCRIPTION

ELGP-125 GPO: emergency power, single, ceiling mounted

FIDI-055 DISPENSER: umbrella cover

FIHR-002 BRACKET: for CCTV camera, ceiling mounted

FLGE-016 FLOOR MAT: recessed, composite slip resistant

FLSK-008 SKIRTING: to suit glazing system over

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITSE-012 CAMERA: CCTV

ITSE-024 DOOR RELEASE: access control, emergency override

ITSE-049 INTERCOM: external, audiovisual, wall mounted

ITSE-050 READER: access control, external

ITSE-051 BUTTON: push to exit

MEEX-018 AIR CURTAIN: external door

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 General update following ERG review 24.06.2022
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16 m²
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DWGL-053

MANUAL RELEASE, DELAYED ACTION, TO

ANAESTHETIC ROOM

DWGL-051

AUTO RELEASE, DELAYED ACTION, TO

OPERATING ROOM
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5
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SHOWN FOR SPATIAL
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CEILING: plasterboard, flush set,

suspended, paint, washable
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

ANAE-16

ANAE-16

ANAESTHETIC PREPARATION ROOM, 16m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

ITCL-018 CLOCK: clock system slave, digital

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-052 TELEPHONE: handset, wall mount

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-003 LIGHT: illuminated sign, "Laser in Use"

LIFX-013 LIGHT: procedure, ceiling mounted, small

LIFX-016 LIGHT: pelmet light

MEEX-008 EXHAUST: low level

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-044 TROLLEY: patient, transport

MMGE-002 ADAPTER: suction

MMGE-014 CHAIR: anaesthetist

MMGE-039 HANGER: IV, for ceiling track

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

MMGE-100 SUCTION BOTTLE

MMGE-142 TROLLEY: sharps bin

MMOP-040 MACHINE: anaesthetic

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWPR-011 DOOR PROTECTION: protection plate, to full height

ELBO-015 SWITCH: light, single

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-062 RACK: wire basket

FIHR-063 BRACKET: for all-in-one computer, with keyboard shelf, wall mounted

FIJO-020 BENCH: 600D, open under, laminate finish

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: Joinery

FIJO-213 PANEL: joinery carcass end

FIRT-020 TRACK: ceiling mounted, IV

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-004 BIN: waste, clinical, 120L

FQCW-016 BIN: waste, general, 20L

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-042 TAPWARE: sensor

ITCL-004 BUTTON: nurse call, emergency

ITCL-005 BUTTON: nurse call, orderly / porter

ITCL-008 BUTTON: nurse call, staff assist

REV DESCRIPTION DATE

1 FIRST ISSUE 02.07.2018

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental concerns. 
It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated nitrous oxide and 
associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped outlets or via cylinder is to 
be determined at a project level based on an assessment of expected clinical need, security of gas sources, operational considerations such as monitoring 
and measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 5

ANRM

ANRM

ANTEROOM

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-022 DISPENSER: moisturiser

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-026 HOOK: coat

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

MMGE-048 LINEN CARRIER: dirty, single

MMGE-137 TROLLEY: PPE

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

ASPR-20

ASPR-20

ASSEMBLY/ PREPARATION (PHARMACY), 20m²

PLAN

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

CAC Cable access cap

CLGE-001 CEILING: plasterboard, bulkhead, paint

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIJO-076 BENCH TOP: 900D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-139 CUPBOARD: underbench, shelf unit, pharmacy shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-199 BENCH: workstation, Pharmacy, freestanding (small)

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-048 TELEPHONE: handset, cordless

LIFX-008 LIGHT: task light, built in

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

ELEVATION 4ELEVATION 3+ 5 SIMILAR (MIRRORED)

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

ASPR-30

ASPR-30

ASSEMBLY/ PREPARATION (PHARMACY), 30m²

PLAN

CODE DESCRIPTION

CAC Cable access cap

CLGE-001 CEILING: plasterboard, bulkhead, paint

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-076 BENCH TOP: 900D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-139 CUPBOARD: underbench, shelf unit, pharmacy shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-198 BENCH: workstation, Pharmacy, freestanding (large)

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-048 TELEPHONE: handset, cordless

LIFX-008 LIGHT: task light, built in

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

ASPR-30

ASPR-30

ASSEMBLY/ PREPARATION (PHARMACY), 30m²

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

+ 5 SIMILAR (MIRRORED)

CODE DESCRIPTION

CAC Cable access cap

CLGE-001 CEILING: plasterboard, bulkhead, paint

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-076 BENCH TOP: 900D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-139 CUPBOARD: underbench, shelf unit, pharmacy shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-198 BENCH: workstation, Pharmacy, freestanding (large)

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-048 TELEPHONE: handset, cordless

LIFX-008 LIGHT: task light, built in

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

AUDIO

AUDIO

AUDIOLOGY TESTING ROOM

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

CAC Cable access cap

DWPR-003 DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

ELGP-209.1 GPO: double, wall mounted, RCD protected (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-018 WHITEBOARD: fixed

FIHR-026 HOOK: coat

FLCP-003 FLOOR FINISH: carpet, broadloom, 48 oz., 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-012 CHAIR: child

FQBS-014 CHAIR: client

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQDW-002 DESK: adj height, 1800W x 750D x 750H nom.

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

FQTA-032 TABLE: rectangular, 850L x 550W, work height

FSDE-004 DETECTOR: smoke

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

MMAH-005 BOOTH: audiometric

MMAH-036 CONSOLE: control, audiometric booth

MMSP-032 SERVICES PANEL: instrument jack

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017

03/17/17



FIDI-036

FLSK-010
150

900
1000

2700

1100

2100

1850

0

865

FI
D

I-0
14

WLWA-019

FI
D

I-0
25

FI
D

I-0
30

FIBM-006

HYTP-035

HYBA-005

FQ
C

W
-0

16

E
LG

P
-2

08

(O
P

TI
O

N
A

L)

FIRT-008

HYWC-001

150

1000

2700

2100

800

600

0

WLWA-019

FLSK-010

H
YT

P-
04

5

HYWC-001

FI
R

T-
00

8

CLFS-009

CEILING: plasterboard, water resistant,

flush set, suspended, paint, washable

H
YT

P-
03

9

FI
R

T-
00

8
FQ

C
W

-0
37

FIDI-049

FIRT-045

H
YT

P-
02

0

FIRT-034

(OPTIONAL)

FQ
G

E-
01

1

(O
P

TI
O

N
A

L)

150

0

470

1000

2700

2100

1800
1900

700
800

FIGE-011

ITCL-031
FIDI-036

WLWA-019

150

1000

2700

2100

1800
1900

800

600

0

IT
C

L-
00

6

HYTP-020

FIRT-034

(OPTIONAL)

FLSK-010

MMGE-024

1350

H
YT

P-
03

9

FI
H

R
-0

26

FI
H

R
-0

26

HYTP-045

FIRT-045

FLSK-010
150

900

1400

2700

1100

2100

1600

800

0

FIRT-047

FIRT-016

FQ
G

E-
01

0

IT
C

L-
00

4
IT

C
L-

00
8

E
LB

O
-0

15

DWSC-021

DWPR-005

FQ
C

W
-0

16

HYBA-005

WLWA-019

HYTP-035

1
2

3
4

CLCL
3850

C L
C L

3
9
0
0

15 m²

FQGE-011

(OPTIONAL)

FI
R

T-
03

4

(O
P

TI
O

N
A

L)

HYWC-001

HYDR-004

FIRT-008

FQSM-033

MMGE-024

FLVY-009

FLOOR FINISH: vinyl,

seamless, coved, wet area,

non-slip

FI
R

T-
04

7

FQCW-037

1
1
5
0HYTP-045

1500

FIRT-016

FIDI-049

H
YT

P-
02

0

FI
H

R
-0

26

FI
D

I-0
14

D
W

SC
-0

21

D
O

O
R

: 1
40

0m
m

 c
/o

, 1
 1

/2

le
af

, s
ol

id
 c

or
e,

 p
ai

nt

HYDR-004

FI
H

R
-0

26

FIRT-045

FIDI-036

C L

1
1
0
0

FIRT-008

FI
D

I-0
25

FI
D

I-0
30

HYBA-005

H
YT

P-
03

5

FQCW-016

FI
B

M
-0

06

FQGE-010

H
YT

P-
03

9

HYTP-039

FIGE-011

1800

IT
C

L-
00

6

ITCL-031

ITCL-004
ELBO-015

ITCL-008

ELPR-001

CL
1500

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

BATH

BATH

BATHROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIGE-011 BACKREST: accessible toilet

FIHR-026 HOOK: coat

FIRT-008 GRAB RAIL: WC, hinged

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FIRT-045 GRAB RAIL: shower, horizontal and vertical

FIRT-047 TRACK: curtain, privacy, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-010 CURTAIN: privacy screen

FQGE-011 CURTAIN: shower

FQSM-033 TROLLEY: shower

HYBA-005 BASIN: handwash, accessible

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-035 TAPWARE: mixer, basin, accessible

HYTP-039 TAPWARE: mixer, shower, lever action

HYTP-045 SHOWER: hand-held, accessible

HYWC-001 TOILET SUITE: accessible

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-031 PENDANT: nurse call, patient to staff

MMGE-024 CHAIR: shower

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

6 General update following ERG review 18.01.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

BBEV-OP

BBEV-OP

BAY - BEVERAGE, OPEN PLAN, 4m²

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIJO-069 BENCH TOP: 750D, joinery under, laminate finish

FIJO-102 CUPBOARD: drawer unit

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-153 CUPBOARD: wall mount, shelf unit, adj shelves for microwave

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-015 DISPENSER: ice, potable

FQCA-031 FRIDGE: domestic, 250L

FQCA-067 OVEN: microwave, domestic

FQCW-016 BIN: waste, general, 20L

HYBA-069 SINK: single, with drainer, 930mmL

HYGE-003 BOILING/CHILLED WATER UNIT: Combination

HYTP-029 TAPWARE: boiling/chilled water unit (comb)

HYTP-040 TAPWARE: mixer, sink, accessible

WLPR-010 WALL PROTECTION: corner guards, to 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

ELEVATION 1 ELEVATION 2 ELEVATION 3

REV DESCRIPTION DATE

6 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 4

BBLD

BBLD

BAY - BLOOD FRIDGE

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-123 GPO: emergency power, single, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

ITBU-001 ALARM: equipment monitoring, temperature

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMLA-053 FRIDGE: blood products, single door

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

 1 : 25 @ A3 3

BBW

BBW

BAY - BLANKET / FLUID WARMER

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-123 GPO: emergency power, single, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

MMGE-010 CABINET:  blanket/ fluid warming

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

PLAN

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

 1 : 25 @ A3 2

BES

BES

BAY - EMERGENCY SHOWER

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

HYDR-004 DRAIN: floor waste

HYTP-023 SHOWER: safety, eyewash combination

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-019 WALL FINISH: vinyl, full height

PLAN

REV DESCRIPTION DATE

2 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

BFLW-ENC

BFLW-ENC

BAY - FLOWERS, ENCLOSED, 4m²

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-154 CUPBOARD: wall mount, shelf unit, fixed shelves

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQSM-029 TROLLEY: flowers

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

ELEVATION 1 ELEVATION 2

REV DESCRIPTION DATE

6 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

BFLW-OP

BFLW-OP

BAY - FLOWERS, OPEN PLAN, 2m²

ELEVATION 2 ELEVATION 3

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

WLPR-010 WALL PROTECTION: corner guards, to 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

ELEVATION 1

REV DESCRIPTION DATE

6 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 3

BHW

BHW

BAY - HEIGHT/ WEIGHT

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-208 GPO: double, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMGE-089 SCALES: electronic, chair

MMGE-188 SCALES: electronic, standing, with stadiometer

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

REV DESCRIPTION DATE

3 General update following ERG review 28.06.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 7

BHWS-A

BHWS-A

BAY - HANDWASHING, TYPE A

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-003 FLOOR FINISH: vinyl, seamless, coved, non slip

FQCW-016 BIN: waste, general, 20L

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

REV DESCRIPTION DATE

7 General update following ERG review 18.01.2021

PLAN
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FOR FILLING DISPENSERS

00.250.50.7511.25m

AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 6

BHWS-B

BHWS-B

BAY - HANDWASHING, TYPE B

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-003 FLOOR FINISH: vinyl, seamless, coved, non slip

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

REV DESCRIPTION DATE

6 General update following ERG review 18.01.2021

ELEVATION 3

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

BIRM-A(1)

BIRM-A(1)

BIRTHING ROOM - LDR WITHOUT BATH

PLAN

CODE DESCRIPTION

LIFX-017 LIGHT: night light

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-023 OUTLET: medical air (MA), wall mounted

MGAS-033 OUTLET: nitrous oxide (N2O), wall mounted

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-043 OUTLET: oxygen (O2), wall mounted

MGAS-055 OUTLET: scavenge, wall mounted

MGAS-062 OUTLET: suction, on services panel

MGAS-063 OUTLET: suction, wall mounted

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-005 BED: patient, birthing, electric

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMMA-016 RESUSCITAIRE: infant, wall mounted

MMMA-017 MANTLEPIECE: birthing, wall mounted

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate
finish

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-001 BASSINET

FQBS-019 CHAIR: office, ergonomic, high

FQBS-030 CHAIR: visitor, patient

FQBS-041 LOUNGE: 2.5 seat

FQCW-016 BIN: waste, general, 20L

FQDW-039 DESK: adj height, 800W x 600D x 1000H nom.

FQGE-005 CLOCK: analogue, battery operated

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

FQTA-053 TABLE: round, 600 diam, low height

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITNE-053 TELEPHONE: handset, wall mount, handsfree

LIFX-011 LIGHT: reading light

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-205 GPO: double, on services panel

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-162 CUPBOARD: tall, single door, to conceal services

FIJO-209 CUPBOARD: tall, single door, adj shelves and clothes rail, recessed

FIRT-030 TRACK: curtain, flat pelmet

FIRT-032 TRACK: curtain, privacy, L shaped

EQUIPMENT STORE 1

CODE DESCRIPTION

FIHR-016 BRACKET: for sharps bin

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQCW-006 BIN: waste, clinical, 240L

FQCW-043 BIN: waste, sharps, on trolley

FQGE-010 CURTAIN: privacy screen

FQSM-016 TROLLEY

LIPO-006 LIGHT: examination, mobile

MMGE-063 MONITOR: patient, foetal, CTG

MMMA-011 MIXER: oxygen and nitrous oxide

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

REV DESCRIPTION DATE
3 Coding and naming updated 20.03.2017

4 First Issue. replaces previous Standard Component BIRM 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

BIRM-A(2)

BIRM-A(2)

BIRTHING ROOM - LDR WITHOUT BATH

ELEVATION 5

IN CUPBOARD

CODE DESCRIPTION

LIFX-017 LIGHT: night light

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-023 OUTLET: medical air (MA), wall mounted

MGAS-033 OUTLET: nitrous oxide (N2O), wall mounted

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-043 OUTLET: oxygen (O2), wall mounted

MGAS-055 OUTLET: scavenge, wall mounted

MGAS-062 OUTLET: suction, on services panel

MGAS-063 OUTLET: suction, wall mounted

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-005 BED: patient, birthing, electric

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMMA-016 RESUSCITAIRE: infant, wall mounted

MMMA-017 MANTLEPIECE: birthing, wall mounted

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate
finish

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-001 BASSINET

FQBS-019 CHAIR: office, ergonomic, high

FQBS-030 CHAIR: visitor, patient

FQBS-041 LOUNGE: 2.5 seat

FQCW-016 BIN: waste, general, 20L

FQDW-039 DESK: adj height, 800W x 600D x 1000H nom.

FQGE-005 CLOCK: analogue, battery operated

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

FQTA-053 TABLE: round, 600 diam, low height

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITNE-053 TELEPHONE: handset, wall mount, handsfree

LIFX-011 LIGHT: reading light

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-205 GPO: double, on services panel

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-162 CUPBOARD: tall, single door, to conceal services

FIJO-209 CUPBOARD: tall, single door, adj shelves and clothes rail, recessed

FIRT-030 TRACK: curtain, flat pelmet

FIRT-032 TRACK: curtain, privacy, L shaped

ELEVATION 1

ELEVATION 4

ELEVATION 2

ELEVATION 3

EQUIPMENT STORE 1

CODE DESCRIPTION

FIHR-016 BRACKET: for sharps bin

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQCW-006 BIN: waste, clinical, 240L

FQCW-043 BIN: waste, sharps, on trolley

FQGE-010 CURTAIN: privacy screen

FQSM-016 TROLLEY

LIPO-006 LIGHT: examination, mobile

MMGE-063 MONITOR: patient, foetal, CTG

MMMA-011 MIXER: oxygen and nitrous oxide

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

ELEVATION 6 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE
3 Coding and naming updated 20.03.2017

4 First Issue. replaces previous Standard Component BIRM 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

BIRM-B(1)

BIRM-B(1)

BIRTHING ROOM - LDR WITH BATH

PLAN

CODE DESCRIPTION

LIFX-017 LIGHT: night light

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-023 OUTLET: medical air (MA), wall mounted

MGAS-033 OUTLET: nitrous oxide (N2O), wall mounted

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-043 OUTLET: oxygen (O2), wall mounted

MGAS-055 OUTLET: scavenge, wall mounted

MGAS-062 OUTLET: suction, on services panel

MGAS-063 OUTLET: suction, wall mounted

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-005 BED: patient, birthing, electric

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMMA-016 RESUSCITAIRE: infant, wall mounted

MMMA-017 MANTLEPIECE: birthing, wall mounted

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite,

laminate finish

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQBS-001 BASSINET

FQBS-019 CHAIR: office, ergonomic, high

FQBS-041 LOUNGE: 2.5 seat

FQBS-051 STOOL: mobile, adj height

FQCW-016 BIN: waste, general, 20L

FQDW-039 DESK: adj height, 800W x 600D x 1000H nom.

FQGE-005 CLOCK: analogue, battery operated

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

FQTA-053 TABLE: round, 600 diam, low height

HYBA-009 BASIN: handwash, Type A, scrub

HYBA-023 BATH: birthing

HYDR-004 DRAIN: floor waste

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITNE-053 TELEPHONE: handset, wall mount, handsfree

LIFX-011 LIGHT: reading light

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-205 GPO: double, on services panel

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIJO-160 CUPBOARD: wall mount, double door, fixed shelf over

FIJO-162 CUPBOARD: tall, single door, to conceal services

FIRT-030 TRACK: curtain, flat pelmet

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

EQUIPMENT STORE 2

CODE DESCRIPTION

FIHR-016 BRACKET: for sharps bin

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQCW-006 BIN: waste, clinical, 240L

FQCW-043 BIN: waste, sharps, on trolley

FQSM-016 TROLLEY

LIPO-006 LIGHT: examination, mobile

MMGE-063 MONITOR: patient, foetal, CTG

MMMA-011 MIXER: oxygen and nitrous oxide

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

REV DESCRIPTION DATE

1 First Issue. replaces previous Standard Component BIRM 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

BIRM-B(2)

BIRM-B(2)

BIRTHING ROOM - LDR WITH BATH

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4 ELEVATION 5

CODE DESCRIPTION

LIFX-017 LIGHT: night light

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-023 OUTLET: medical air (MA), wall mounted

MGAS-033 OUTLET: nitrous oxide (N2O), wall mounted

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-043 OUTLET: oxygen (O2), wall mounted

MGAS-055 OUTLET: scavenge, wall mounted

MGAS-062 OUTLET: suction, on services panel

MGAS-063 OUTLET: suction, wall mounted

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-005 BED: patient, birthing, electric

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMMA-016 RESUSCITAIRE: infant, wall mounted

MMMA-017 MANTLEPIECE: birthing, wall mounted

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite,
laminate finish

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQBS-001 BASSINET

FQBS-019 CHAIR: office, ergonomic, high

FQBS-041 LOUNGE: 2.5 seat

FQBS-051 STOOL: mobile, adj height

FQCW-016 BIN: waste, general, 20L

FQDW-039 DESK: adj height, 800W x 600D x 1000H nom.

FQGE-005 CLOCK: analogue, battery operated

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

FQTA-053 TABLE: round, 600 diam, low height

HYBA-009 BASIN: handwash, Type A, scrub

HYBA-023 BATH: birthing

HYDR-004 DRAIN: floor waste

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITNE-053 TELEPHONE: handset, wall mount, handsfree

LIFX-011 LIGHT: reading light

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-205 GPO: double, on services panel

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIJO-160 CUPBOARD: wall mount, double door, fixed shelf over

FIJO-162 CUPBOARD: tall, single door, to conceal services

FIRT-030 TRACK: curtain, flat pelmet

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

ELEVATION 6 ( 1 : 25 @ A3 )

IN CUPBOARD

REV DESCRIPTION DATE
1 First Issue. replaces previous Standard Component BIRM 05.04.2018
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1:25

 1 : 50 @ A3 5

BLIN

BLIN

BAY - LINEN

ELEVATION 1 ELEVATION 2

PLAN

CODE DESCRIPTION

DWSC-050 DOOR: double leaf, solid core, paint, 180 deg

ELBO-015 SWITCH: light, single

FIJO-194 SHELF: laminate

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

MMGE-109 TROLLEY: clean linen

WLPR-010 WALL PROTECTION: corner guards, to 900 AFFL

WLWA-021 WALL FINISH: vinyl, to 1800 AFFL

ELEVATION 3 (OPTION 1)

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 25 @ A3FOR GUIDANCE

1:25

1 : 25 @ A3 6

BMEQ

BMEQ

BAY - MOBILE EQUIPMENT

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-208 GPO: double, wall mounted

FIHR-030 HOOK: equipment, on mounting plate

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

MMBE-042 SLIDE: patient

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

6 General update following ERG review 28.06.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 1

BMFD-3

BMFD-3

BAY - MULTIFUNCTION DEVICE, 3m²

PLAN

ELEVATION 2 ELEVATION 3ELEVATION 1

CODE DESCRIPTION

ELGP-208 GPO: double, wall mounted

FIJO-129 CUPBOARD: tall, single door, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-029 BIN: waste, recycling, paper, 240L

FQCW-038 BIN: waste, secure

ITIN-026 OUTLET: data, double RJ45, wall mounted

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

1 First Issue 24.06.2022
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 1

BMFD-7

BMFD-7

BAY - MULTIFUNCTION DEVICE, 7m²

PLAN

ELEVATION 2 ELEVATION 3ELEVATION 1

CODE DESCRIPTION

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-129 CUPBOARD: tall, single door, adj shelves

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-029 BIN: waste, recycling, paper, 240L

FQCW-038 BIN: waste, secure

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-021 MULTIFUNCTION DEVICE: floorstanding

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

1 First Issue 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 5

BMT-4

BMT-4

BAY - MEAL TROLLEY, 4m²

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-240 GPO: three phase, double

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-082 TROLLEY: food delivery, hot/cold

FQSM-037 TROLLEY: tray

WLPR-010 WALL PROTECTION: corner guards, to 900 AFFL

WLPR-021 WALL PROTECTION: crash rail, at 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

PLAN

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

3

BPATH

BPATH

BAY - PATHOLOGY POINT OF CARE TESTING

(POCT)

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-016 BRACKET: for sharps bin

FIJO-069 BENCH TOP: 750D, joinery under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-141 CUPBOARD: underbench, single door, adj shelves, lockable

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-056 PRINTER: desktop, labels

ITBU-001 ALARM: equipment monitoring, temperature

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-003 BAR CODING: reader

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

MMLA-049 DEVICE: point of care

MMLA-055 FRIDGE: laboratory, underbench

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-009 WALL FINISH: splashback, laminate

REV DESCRIPTION DATE

3 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

BPROP

BPROP

BAY - PROPERTY, STAFF

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSN-048 LOCKER: 2 tier (half size)

FQSN-050 LOCKER: 4 tier (quarter size)

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 3

BPTS

BPTS

BAY - PNEUMATIC TUBE STATION

PLAN

CODE DESCRIPTION

ELGE-001 DIRECT CONNECTION: power

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSN-001 BASKET: drop in, pneumatic station

LIFX-015 LIGHT: pneumatic tube alert light

MMGE-097 STATION: pneumatic tube

MMLA-072 RACK: canister storage (pneumatic tube)

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3

REV DESCRIPTION DATE

3 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 7

BRES

BRES

BAY - RESUSCITATION TROLLEY

CODE DESCRIPTION

ELGP-223 GPO: emergency power, double, wall mounted

FIHR-030 HOOK: equipment, on mounting plate

FIHR-090 BRACKET: for oxygen cylinder, trolley mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

MMBE-042 SLIDE: patient

MMHA-002 DEFIBRILLATOR

MMHA-016 SUCTION: TWIN-O-VAC UNIT

MMHA-027 TROLLEY: resuscitation, adult

MMHA-033 CYLINDER: gas, oxygen

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3

REV DESCRIPTION DATE

7 General update following ERG review 28.06.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 6

BVM

BVM

BAY - VENDING MACHINE

ELEVATION 1 ELEVATION 2 ELEVATION 3

PLAN

CODE DESCRIPTION

ELGP-109 GPO: single, wall mounted

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-055 MACHINE: vending, cold, drinks

FQCA-057 MACHINE: vending, snacks

ITIN-016 OUTLET: data, single RJ45, wall mounted

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

6 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 5

BWC

BWC

BAY - WHEELCHAIR PARK

ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-208 GPO: double, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

MMBE-045 WHEELCHAIR

MMBE-050 WHEELCHAIR: bariatric

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

ELEVATION 1

PLAN

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 3

BWTR

BWTR

BAY - WATER FOUNTAIN

ELEVATION 1 ELEVATION 2

PLAN

CODE DESCRIPTION

ELGP-111 GPO: single, wall mounted, RCD protected

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-003 FLOOR FINISH: vinyl, seamless, coved, non slip

FQCA-014 DISPENSER: cup

FQCW-016 BIN: waste, general, 20L

HYGE-011 CHILLED WATER UNIT: fixed

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

REV DESCRIPTION DATE

3 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 5

CHPT

CHPT

CHANGE CUBICLE - PATIENT, 2m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

FIBM-005 MIRROR: fixed, glass, 1200H nom.

FIGE-003 BENCH SEAT: fixed, indoor

FIHR-026 HOOK: coat

FIRT-031 TRACK: curtain, privacy

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

ITCL-004 BUTTON: nurse call, emergency

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 2

CHPT-12

CHPT-12

CHANGE ROOM - PATIENT (MALE / FEMALE), 12m²

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIGE-003 BENCH SEAT: fixed, indoor

FIHR-026 HOOK: coat

FIJO-191 SHELF: above basin

FIRT-006 GRAB RAIL: WC

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-005 CLOCK: analogue, battery operated

FQSN-048 LOCKER: 2 tier (half size)

FQSN-050 LOCKER: 4 tier (quarter size)

HYBA-011 BASIN: handwash, Type C

HYDR-004 DRAIN: floor waste

HYTP-036 TAPWARE: mixer, basin, lever action

HYWC-006 TOILET SUITE: patient

MMGE-048 LINEN CARRIER: dirty, single

MMGE-122 TROLLEY: gowns

WLPT-001 PARTITION: change cubicle

WLPT-005 PARTITION: toilet

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4 ELEVATION 5 ( 1 : 50 @ A3 )

REV DESCRIPTION DATE

2 Coding and naming updated 20.03.2017
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

CHPT-D

CHPT-D

CHANGE CUBICLE - ACCESSIBLE, 4m²

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

FIBM-005 MIRROR: fixed, glass, 1200H nom.

FIGE-003 BENCH SEAT: fixed, indoor

FIHR-026 HOOK: coat

FIRT-005 GRAB RAIL: stainless steel

FIRT-031 TRACK: curtain, privacy

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQGE-010 CURTAIN: privacy screen

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

MMBE-045 WHEELCHAIR

WLPR-010 WALL PROTECTION: corner guards, to 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

CHST-10

CHST-10

CHANGE - STAFF, 10m²

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIGE-003 BENCH SEAT: fixed, indoor

FIHR-026 HOOK: coat

FIJO-212 BULKHEAD: joinery

FIRT-033 TRACK: curtain, shower

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

FQSN-054 LOCKER: 2 tier with shoe storage

FQSN-055 LOCKER: 4 tier with shoe storage

HYBA-012 BASIN: handwash, Type C, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-018 SHOWER: fixed rose

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-008 TOILET SUITE: standard

ITSE-038 READER: access control, general

MMGE-048 LINEN CARRIER: dirty, single

WLPT-004 PARTITION: shower

WLPT-005 PARTITION: toilet

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

6

CHST-35

CHST-35

CHANGE - STAFF, 35m²

CODE DESCRIPTION

FQSN-054 LOCKER: 2 tier with shoe storage

FQSN-055 LOCKER: 4 tier with shoe storage

HYBA-012 BASIN: handwash, Type C, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-018 SHOWER: fixed rose

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-008 TOILET SUITE: standard

HYWC-010 TOILET SUITE: ambulant

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITNE-052 TELEPHONE: handset, wall mount

ITSE-038 READER: access control, general

MMGE-048 LINEN CARRIER: dirty, single

MMGE-109 TROLLEY: clean linen

WLPT-004 PARTITION: shower

WLPT-005 PARTITION: toilet

WLPT-016 PARTITION: toilet, ambulant

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-006 MIRROR: fixed, glass

FIBM-007 MIRROR: fixed, glass, full length

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIGE-003 BENCH SEAT: fixed, indoor

FIHR-026 HOOK: coat

FIJO-212 BULKHEAD: joinery

FIRT-006 GRAB RAIL: WC

FIRT-033 TRACK: curtain, shower

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQBS-007 BENCH SEAT: freestanding, indoor

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

ELEVATION 1 ELEVATION 2

REV DESCRIPTION DATE

6 General update following ERG review 28.06.2021

PLAN
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

CHST-35

CHST-35

CHANGE - STAFF, 35m²

ELEVATION 8

ELEVATION 9 ELEVATION 10

ELEVATION 4 ELEVATION 5ELEVATION 3 ELEVATION 6

ELEVATION 7

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-006 MIRROR: fixed, glass

FIBM-007 MIRROR: fixed, glass, full length

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIGE-003 BENCH SEAT: fixed, indoor

FIHR-026 HOOK: coat

FIJO-212 BULKHEAD: joinery

FIRT-006 GRAB RAIL: WC

FIRT-033 TRACK: curtain, shower

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQBS-007 BENCH SEAT: freestanding, indoor

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

FQSN-054 LOCKER: 2 tier with shoe storage

FQSN-055 LOCKER: 4 tier with shoe storage

HYBA-012 BASIN: handwash, Type C, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-018 SHOWER: fixed rose

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-008 TOILET SUITE: standard

HYWC-010 TOILET SUITE: ambulant

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITNE-052 TELEPHONE: handset, wall mount

ITSE-038 READER: access control, general

MMGE-048 LINEN CARRIER: dirty, single

MMGE-109 TROLLEY: clean linen

WLPT-004 PARTITION: shower

WLPT-005 PARTITION: toilet

WLPT-016 PARTITION: toilet, ambulant

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

6 General update following ERG review 28.06.2021
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

CLAB-EP

CLAB-EP

CATHETER LABORATORY - ELECTROPHYSIOLOGY

STUDIES

CODE DESCRIPTION

MMGE-119 TROLLEY: equipment

MMGE-122 TROLLEY: gowns

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-002 DEFIBRILLATOR

MMHA-027 TROLLEY: resuscitation, adult

MMMI-100 INJECTOR: contrast, CT

MMMI-329 DEVICE: imaging, ultrasound scanning unit

MMMI-377 WARMER: contrast

MMMI-385 SYSTEM: imaging, cath lab, dual plane, ceiling

MMMI-389 TABLE: operating, fixed, narrow table plate, cath lab, dual

plane

MMMI-390 SHIELD: radiation, upper body, mobile, cath lab

MMMI-396 DISPLAY SCREEN: cath lab, multi modality

MMMI-398 SYSTEM: electrophysiology, cath lab

MMMI-400 STAND: ceiling, with traverse bridge, cath lab

MMOP-040 MACHINE: anaesthetic with integral monitors

MMSP-015 PENDANT: single, anaesthetic (fixed or adjustable height)

MMSP-018 PENDANT: single, wet and dry combination (fixed or adjustable

height)

MMSP-029 LIGHT: operating, single, 550 diam nom.

WLSH-004 SHIELDING: lead lining

WLWA-019 WALL FINISH: vinyl, full height

CODE DESCRIPTION

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQCW-008 BIN: waste, clinical, 50L

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-021 CLOCK: clock system slave dual time / elapsed time

ITCL-023 CONTROL PANEL: master clock system

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-049 TELEPHONE: handset, desktop

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-029 INTERCOM: audio, wall mount

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-008 LIGHT: task light, built in

MEEX-016 RETURN AIR: grille, low level

MGFP-001 ALARM PANEL: medical gases

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-003 CONTROL PANEL: lighting

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-225 GPO: emergency power, double, in floorbox

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

ELPR-007 MONITOR:UPS Status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-108 CUPBOARD: drawer unit, baskets, 3 x Wire (400mm wide)

FIJO-212 BULKHEAD: joinery

FIJO-220 CUPBOARD: tall, double door, glazed, catheter hanging

FIJO-221 CUPBOARD: tall, double door, glazed

PLAN

NOTE: REFER TO RDS FOR PENDANT MOUNTED SERVICES
AS THESE ITEMS ARE NOT INCLUDED IN THIS SCHEDULE

REV DESCRIPTION DATE

1 First Issue 13.05.2020

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and 
environmental concerns. It is, however, still commonly used in maternity and paediatric services. With the exception of maternity and paediatric 
services, reticulated nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, 
provision of nitrous oxide via piped outlets or via cylinder is to be determined at a project level based on an assessment of expected clinical 
need, security of gas sources, operational considerations such as monitoring and measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

CLAB-EP

CLAB-EP

CATHETER LABORATORY - ELECTROPHYSIOLOGY

STUDIES

ELEVATION 3

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

MMMI-389 TABLE: operating, fixed, narrow table plate, cath lab, dual

plane

MMMI-390 SHIELD: radiation, upper body, mobile, cath lab

MMMI-396 DISPLAY SCREEN: cath lab, multi modality

MMMI-398 SYSTEM: electrophysiology, cath lab

MMMI-400 STAND: ceiling, with traverse bridge, cath lab

MMOP-040 MACHINE: anaesthetic with integral monitors

MMSP-015 PENDANT: single, anaesthetic (fixed or adjustable height)

MMSP-018 PENDANT: single, wet and dry combination (fixed or

adjustable height)

MMSP-029 LIGHT: operating, single, 550 diam nom.

WLSH-004 SHIELDING: lead lining

WLWA-019 WALL FINISH: vinyl, full height

CODE DESCRIPTION

ITCL-008 BUTTON: nurse call, staff assist

ITCL-021 CLOCK: clock system slave dual time / elapsed time

ITCL-023 CONTROL PANEL: master clock system

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-049 TELEPHONE: handset, desktop

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-029 INTERCOM: audio, wall mount

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-008 LIGHT: task light, built in

MEEX-016 RETURN AIR: grille, low level

MGFP-001 ALARM PANEL: medical gases

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

MMGE-119 TROLLEY: equipment

MMGE-122 TROLLEY: gowns

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-002 DEFIBRILLATOR

MMHA-027 TROLLEY: resuscitation, adult

MMMI-100 INJECTOR: contrast, CT

MMMI-329 DEVICE: imaging, ultrasound scanning unit

MMMI-377 WARMER: contrast

MMMI-385 SYSTEM: imaging, cath lab, dual plane, ceiling

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-003 CONTROL PANEL: lighting

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-225 GPO: emergency power, double, in floorbox

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

ELPR-007 MONITOR:UPS Status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-108 CUPBOARD: drawer unit, baskets, 3 x Wire (400mm wide)

FIJO-212 BULKHEAD: joinery

FIJO-220 CUPBOARD: tall, double door, glazed, catheter hanging

FIJO-221 CUPBOARD: tall, double door, glazed

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQCW-008 BIN: waste, clinical, 50L

ITCL-004 BUTTON: nurse call, emergency

ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

NOTE: REFER TO RDS FOR PENDANT MOUNTED SERVICES AS
THESE ITEMS ARE NOT INCLUDED IN THIS SCHEDULE

REV DESCRIPTION DATE

1 First Issue 13.05.2020
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

CLAB-I

CLAB-I

CATHETER LABORATORY - INTERVENTIONAL

CODE DESCRIPTION

MMMI-377 WARMER: contrast

MMMI-387 SYSTEM: imaging, cath lab, single plane, ceiling

MMMI-388 TABLE: operating, fixed, narrow, cath lab, single plane

MMMI-390 SHIELD: radiation, upper body, mobile, cath lab

MMMI-396 DISPLAY SCREEN: cath lab, multi modality

MMMI-400 STAND: ceiling, with traverse bridge, cath lab

MMSP-015 PENDANT: single, anaesthetic (fixed or adjustable height)

MMSP-029 LIGHT: operating, single, 550 diam nom.

WLSH-004 SHIELDING: lead lining

WLWA-005 WALL FINISH: paint, scrub resistant

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

CODE DESCRIPTION

FQCW-008 BIN: waste, clinical, 50L

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-049 TELEPHONE: handset, desktop

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-029 INTERCOM: audio, wall mount

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-008 LIGHT: task light, built in

MEEX-016 RETURN AIR: grille, low level

MGFP-001 ALARM PANEL: medical gases

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

MMGE-119 TROLLEY: equipment

MMGE-122 TROLLEY: gowns

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-002 DEFIBRILLATOR

MMHA-027 TROLLEY: resuscitation, adult

MMMI-108 INJECTOR: contrast, table mounted

MMMI-329 DEVICE: imaging, ultrasound scanning unit

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-003 CONTROL PANEL: lighting

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-225 GPO: emergency power, double, in floorbox

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

ELPR-007 MONITOR:UPS Status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-108 CUPBOARD: drawer unit, baskets, 3 x Wire (400mm wide)

FIJO-212 BULKHEAD: joinery

FIJO-220 CUPBOARD: tall, double door, glazed, catheter hanging

FIJO-221 CUPBOARD: tall, double door, glazed

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

PLAN

NOTE: REFER TO RDS FOR PENDANT MOUNTED SERVICES AS
THESE ITEMS ARE NOT INCLUDED IN THIS SCHEDULE

REV DESCRIPTION DATE

4 General update following ERG review 13.05.2020

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental 
concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated 
nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped outlets 
or via cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational considerations 
such as monitoring and measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

CLAB-I

CLAB-I

CATHETER LABORATORY - INTERVENTIONAL

ELEVATION 3

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

MMMI-377 WARMER: contrast

MMMI-387 SYSTEM: imaging, cath lab, single plane, ceiling

MMMI-388 TABLE: operating, fixed, narrow, cath lab, single plane

MMMI-390 SHIELD: radiation, upper body, mobile, cath lab

MMMI-396 DISPLAY SCREEN: cath lab, multi modality

MMMI-400 STAND: ceiling, with traverse bridge, cath lab

MMSP-015 PENDANT: single, anaesthetic (fixed or adjustable height)

MMSP-029 LIGHT: operating, single, 550 diam nom.

WLSH-004 SHIELDING: lead lining

WLWA-005 WALL FINISH: paint, scrub resistant

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

CODE DESCRIPTION

FQCW-008 BIN: waste, clinical, 50L

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-049 TELEPHONE: handset, desktop

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-029 INTERCOM: audio, wall mount

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-008 LIGHT: task light, built in

MEEX-016 RETURN AIR: grille, low level

MGFP-001 ALARM PANEL: medical gases

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

MMGE-119 TROLLEY: equipment

MMGE-122 TROLLEY: gowns

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-002 DEFIBRILLATOR

MMHA-027 TROLLEY: resuscitation, adult

MMMI-108 INJECTOR: contrast, table mounted

MMMI-329 DEVICE: imaging, ultrasound scanning unit

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-003 CONTROL PANEL: lighting

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-225 GPO: emergency power, double, in floorbox

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

ELPR-007 MONITOR:UPS Status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-108 CUPBOARD: drawer unit, baskets, 3 x Wire (400mm wide)

FIJO-212 BULKHEAD: joinery

FIJO-220 CUPBOARD: tall, double door, glazed, catheter hanging

FIJO-221 CUPBOARD: tall, double door, glazed

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

NOTE: REFER TO RDS FOR PENDANT MOUNTED SERVICES AS
THESE ITEMS ARE NOT INCLUDED IN THIS SCHEDULE

REV DESCRIPTION DATE

4 General update following ERG review 13.05.2020
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CEILING: plasterboard, flush set,

suspended, paint, washable
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CEILING: plasterboard, flush set,

suspended, paint, washable
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FLVY-007

FLOOR FINISH: vinyl, seamless, coved,

standard slip resistant
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1

CLCR-EP

CLCR-EP

CATHETER LABORATORY EP CONTROL ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-004 BLIND: roller

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-130 GPO: UPS, single

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-070 BRACKET: for display screen, dual, desk mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-099 CAC: cable access cap

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSN-031 CABINET: short, single door, tambour, adj shelves, lockable

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITAV-057 SPEAKER: ceiling recessed

ITBU-013 DISPLAY SCREEN: patient flow system

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

MEGE-007 CONTROL PANEL: temperature

MGFP-001 ALARM PANEL: medical gases

MMGE-182 MACHINE: Electrophysiology, cardiac pacing

MMMI-369 DISPLAY SCREEN: contrast injector

MMMI-386 CONTROL UNIT: c/w display, control box and keyboard, Cath Lab

MMMI-392 DISPLAY SCREEN: DCS, cath lab

MMMI-397 COMPUTER: control, c/w dual display & keyboard, 3D mapping

MMMI-399 SYSTEM: electrophysiology recording, c/w display screens

WLWA-004 WALL FINISH: paint, acrylic, washable

PLAN

REV DESCRIPTION DATE

1 First Issue 13.05.2020



CLFS-006
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CEILING: plasterboard, flush set,

suspended, paint, washable
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

CLCR-I

CLCR-I

CATHETER LABORATORY INTERVENTIONAL

CONTROL ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-004 BLIND: roller

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-130 GPO: UPS, single

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-070 BRACKET: for display screen, dual, desk mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITAV-057 SPEAKER: ceiling recessed

ITBU-013 DISPLAY SCREEN: patient flow system

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-009 COMPUTER: hi performance, for clinical / PACS use

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MEGE-007 CONTROL PANEL: temperature

MGFP-001 ALARM PANEL: medical gases

MMMI-369 DISPLAY SCREEN: contrast injector

MMMI-386 CONTROL UNIT: c/w display, control box and keyboard, Cath Lab

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 General update following ERG review 13.05.2020
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 1

CLN-10

CLN-10

CLEAN STORE, 10m²

ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-108 CUPBOARD: drawer unit, baskets, 3 x Wire (400mm wide)

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSM-046 SHELVING: storage solution, 600W x 400D x 2100H nom., wire, mobile

FQSM-048 SHELVING: storage solution, shelving, 600W x 400D x 2100H nom., wire, mobile

ITIN-026 OUTLET: data, double RJ45, wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

ELEVATION 1

REV DESCRIPTION DATE

1 First Issue 18.01.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 1

CLN-MED-20

CLN-MED-20

CLEAN STORE / MEDICATION ROOM, 20m²

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-010 SWITCH: light, 2-way

ELBO-015 SWITCH: light, single

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIDI-052 DISPENSER: sticker roll

FIHR-016 BRACKET: for sharps bin

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-108 CUPBOARD: drawer unit, baskets, 3 x Wire (400mm wide)

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQCW-061 BIN: waste, pharmaceutical

FQSM-046 SHELVING: storage solution, 600W x 400D x 2100H nom., wire, mobile

FQSM-048 SHELVING: storage solution, shelving, 600W x 400D x 2100H nom., wire, mobile

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITSE-012 CAMERA: CCTV

ITSE-038 READER: access control, general

LIFX-008 LIGHT: task light, built in

MMGE-034 FRIDGE: drugs, large

MMGE-087 SAFE: dangerous drugs, medium

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

1 First Issue 18.01.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

CLN-MED-S

CLN-MED-S

CLEAN STORE / MEDICATION ROOM, SUB

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIDI-052 DISPENSER: sticker roll

FIHR-016 BRACKET: for sharps bin

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-108 CUPBOARD: drawer unit, baskets, 3 x Wire (400mm wide)

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQCW-061 BIN: waste, pharmaceutical

FQSM-046 SHELVING: storage solution, 600W x 400D x 2100H nom., wire, mobile

FQSM-048 SHELVING: storage solution, shelving, 600W x 400D x 2100H nom., wire, mobile

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITSE-012 CAMERA: CCTV

ITSE-038 READER: access control, general

LIFX-008 LIGHT: task light, built in

MMGE-036 FRIDGE: drugs, underbench

MMGE-087 SAFE: dangerous drugs, medium

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

6 General update following ERG review 18.01.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

CLRM-5

CLRM-5

CLEANER'S ROOM, 5m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208.1 GPO: double, wall mounted (V)

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-010 DISPENSER: detergent/chemical mixer

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIHR-040 RACK: broom/mop

FIJO-127 CUPBOARD: tall, shelf unit, adj shelves, heavy duty

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-016 BIN: waste, general, 20L

FQCW-045 BUCKET: cleaner

FQCW-050 CLEANER: vacuum, commercial

FQCW-058 MOP

FQSM-021 TROLLEY: cleaner

HYBA-011 BASIN: handwash, Type C

HYBA-040 SINK: cleaner

HYDR-004 DRAIN: floor waste

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-037 TAPWARE: mixer, elbow levers

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

CLRM-10

CLRM-10

CLEANERS ROOM, 10m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIDI-010 DISPENSER: detergent/chemical mixer

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIHR-040 RACK: broom/mop

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-050 CLEANER: vacuum, commercial

FQCW-059 POLISHER: floor, scrubber

FQSM-021 TROLLEY: cleaner

FQSN-086 SHELVING: floor standing, 900W x 400D x 2100H nom., metal

HYBA-040 SINK: cleaner

HYDR-004 DRAIN: floor waste

HYTP-012 OUTLET: hosecock, cold water

HYTP-038 TAPWARE: mixer, elbow levers, long

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

CLUP-7

CLUP-7

CLEAN-UP ROOM, 7m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-049 RACK: mop

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-196 SHELF: stainless steel, overbench, wall mount

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-006 BIN: waste, clinical, 240L

FQCW-008 BIN: waste, clinical, 50L

FQCW-016 BIN: waste, general, 20L

FQCW-029 BIN: waste, recycling, paper, 240L

FQCW-044 BIN: waste, sharps, wall mounted

FQCW-060 BIN: waste, cytotoxic, 50L

FQSM-016 TROLLEY

HYBA-010 BASIN: handwash, Type B

HYBA-040 SINK: cleaner

HYBA-052 SINK: single, 450 x 350 x 250D

HYDR-004 DRAIN: floor waste

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

MMGE-048 LINEN CARRIER: dirty, single

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-005 WALL FINISH: paint, scrub resistant

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

WLWA-021 WALL FINISH: vinyl, to 1800 AFFL

PLAN

REV DESCRIPTION DATE

6 General update following ERG review 13.05.2020



150

900
1000

2700

1100

300

2100

600

0 FLSK-010

H
YT

P-
00

8

WLWA-019

FI
JO

-1
00

E
LG

P-
12

3

MMOP-020

FIDI-010

FQCW-017

FIJO-021

FIJO-197

HYDR-008

HYBA-052

FIJO-196

HYTP-037

FIHR-069

H
YT

P-
00

8

HYDR-012
150

900
1000

2700

1200

1500

2100

1500

400

0

1650

FLSK-010 FQ
C

W
-0

16

HYBA-010

FI
D

I-0
31

FI
D

I-0
30

FI
D

I-0
25

CL OF ROOM

WLWA-019

HYTP-037

FI
D

I-0
14

150

1000

1200

0

865

FIJO-196

H
YT

P-
03

7

FIJO-021

HYBA-052

FIJO-197

FIJO-100

HYDR-008

FIHR-069

CLFS-009

CEILING: plasterboard, water resistant, flush

set, suspended, paint, washable

150

2700

1100

1500

2100

1500

0

865

FLSK-010

WLWA-019

MMGE-142

E
LB

O
-0

15

DWGE-016

FIHR-040

FQ
C

W
-0

58

HYBA-010
FQ

C
W

-0
16

CL OF ROOM

150

2700

1500

2100

1500

0

WLWA-019

FLSK-010

FQCW-017 FQCW-006MMGE-048

MMGE-142

FIHR-040

4
1

2
3

C L
C L

2
6

0
0

CLCL
3750

HYDR-004

FQCW-017

10 m²

WLWA-019

FIDI-031

FIDI-030

FIDI-025

HYBA-010

FQCW-016

WLWA-019

W
LW

A
-0

19

H
YT

P-
00

8

FQCW-006

FIDI-014

MMOP-020

MMGE-048

MMGE-142

FIDI-010

E
LB

O
-0

15

DWGE-016

ENTRY FROM CORRIDOR

FQCW-012

MMIC-121

E
LG

P-
12

3

FIHR-040

HYTP-037

FQCW-058 6
0

0

900 clear

8
0

0
4

0
0

FI
JO

-0
21

HYTP-037

FIJO-196

HYBA-052

HYDR-008

1000 clear

FIHR-069

H
YT

P-
00

8

H
YD

R
-0

12

FLVY-004

NOTE: ACCESS TO CLEAN UP ROOM

CAN OPTIONALLY BE PROVIDED TO

SIDE WALLS FACING EXIT BAY

NOTE: DOCKING STATION MAY BE REQUIRED

ONLY IN A SELECTION OF CLEAN UP ROOMS

ACROSS THE UNIT (ie APPROX 1 PER 4 ORs)

SHELF

350 MIN.
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

CLUP-10

CLUP-10

CLEAN-UP ROOM - SHARED, 10m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-123 GPO: emergency power, single, wall mounted

FIDI-010 DISPENSER: detergent/chemical mixer

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-040 RACK: broom/mop

FIHR-069 RACK: bottle

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-196 SHELF: stainless steel, overbench, wall mount

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-006 BIN: waste, clinical, 240L

FQCW-012 BIN: waste, cytotoxic, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-017 BIN: waste, general, 240L

FQCW-058 MOP

HYBA-010 BASIN: handwash, Type B

HYBA-052 SINK: single, 450 x 350 x 250D

HYDR-004 DRAIN: floor waste

HYDR-008 TRAP: plaster

HYDR-012 DRAIN: wall drain

HYTP-008 OUTLET: cold water

HYTP-037 TAPWARE: mixer, elbow levers

MMGE-048 LINEN CARRIER: dirty, single

MMGE-142 TROLLEY: sharps bin

MMIC-121 TROLLEY: instruments transfer

MMOP-020 DOCKING STATION: surgical waste management system

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

1 FIRST ISSUE 02.07.2018
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

COMM

COMM

COMMUNICATIONS ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWPR-003 DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished

ELBO-004 DISTRIBUTION BOARD

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-208 GPO: double, wall mounted

ELGT-007 UPS: uninterruptable power supply unit

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-044 BENCH: special depth, open under

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-001 FLOOR FINISH: vinyl, seamless, coved, anti-static

FQBS-018 CHAIR: office, ergonomic

FSDE-008 CONTROL PANEL: fire and EWIS

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-123 RACK: communications

ITIN-128 RACK: voice, intermediate distribution frame (IDF)

ITIN-139 COMPUTER: mainframe

ITNE-005 COMMS BOARD

ITNE-007 COMPUTER: desktop, with display screen

ITNE-011 COMPUTER: server

ITNE-049 TELEPHONE: handset, desktop

ITSE-038 READER: access control, general

ITSE-046 SENSOR: motion detection, for staff alert

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

8

CONS

CONS

CONSULT ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

FQCW-044 BIN: waste, sharps, wall mounted

FQDW-037 DESK: adj height, 1500W x 750D x 750H nom.

FQGE-010 CURTAIN: privacy screen

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITSE-006 BUTTON: duress, fixed

LIFX-026 LIGHT: examination, wall mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-023 COUCH: examination, electric, mobile

MMGE-002 ADAPTER: suction

MMGE-030 DIAGNOSTIC SET: portable

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-205 GPO: double, on services panel

ELGP-208 GPO: double, wall mounted

ELGP-222.1 GPO: emergency power, double, on services panel (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-006 MIRROR: fixed, glass

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-003 DISPENSER: bedroll

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-026 HOOK: coat

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip

resistant

FQBS-018 CHAIR: office, ergonomic

FQBS-058 CHAIR: visitor, patient, with arms

FQCW-016 BIN: waste, general, 20L

ELEVATION 5( 1 : 25 @ A3 )

REV DESCRIPTION DATE

8 General update following ERG review 18.01.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

7

CONS-ENT-OP

CONS-ENT-OP

CONSULT ROOM - ENT / OPHTHALMOLOGY

CODE DESCRIPTION

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-034 CAMERA: telemedicine

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-009 COMPUTER: hi performance, for clinical / PACS use

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITSE-006 BUTTON: duress, fixed

LIFX-013 LIGHT: procedure, ceiling mounted, small

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMAH-013 DEVICE: eye examination, slit lamp

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMGE-113 TROLLEY: dressing

MMGE-171 BOTTLE: eyewash, portable

MMGE-173 PROJECTOR: visual acuity testing, surface mounted

MMGE-174 CHAIR: patient, ENT, electric

MMHA-005 MONITOR: patient, cardiac

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-011 BRACKET: for monitor, wall mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIJO-010 BENCH: 450D, open under

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQBS-028 CHAIR: visitor, clinical areas

FQBS-051 STOOL: mobile, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQDW-028 WORKSTATION: straight, adj height, 1200W x 750D x 750H

nom.

FQGE-010 CURTAIN: privacy screen

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

7 RLS Reviewed and Updated 29.05.2019

PLAN

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental 
concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated nitrous 
oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped outlets or via cylinder 
is to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational considerations such as monitoring and 
measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

2

CONS-UN

CONS-UN

CONSULT ROOM, UNIVERSAL ACCESS

CODE DESCRIPTION

FQDW-037 DESK: adj height, 1500W x 750D x 750H nom.

FQGE-010 CURTAIN: privacy screen

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITSE-006 BUTTON: duress, fixed

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-056 LIFTER: patient, ceiling mounted, track, linear

MMBE-064 COUCH: examination, electric, mobile, bariatric

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-205 GPO: double, on services panel

ELGP-208 GPO: double, wall mounted

ELGP-222.1 GPO: emergency power, double, on services panel

(V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-007 MIRROR: fixed, glass, full length

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-003 DISPENSER: bedroll

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-026 HOOK: coat

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FIRT-031 TRACK: curtain, privacy

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip

resistant

FQBS-018 CHAIR: office, ergonomic

FQBS-058 CHAIR: visitor, patient, with arms

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5( 1 : 25 @ A3 )

REV DESCRIPTION DATE

2 General update following ERG review 18.01.2021

PLAN
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 3

CORR

CORR

CORRIDOR - PATIENT TREATMENT AREAS

CODE DESCRIPTION

ELGP-110 GPO: single, wall mounted, cleaner

FIDI-001 DISPENSER: alcohol based hand rub

FIRT-010 HANDRAIL

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

ITCL-001 ANNUNCIATOR: nurse call

WLPR-006 WALL PROTECTION: corner guards

WLPR-026 WALL PROTECTION: rigid wall sheeting

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2

HANDRAIL TO BE:

• FIXED NOT LESS THEN 50MM FROM WALL
• PROVIDED TO AT LEAST ONE SIDE OF ALL CORRIDORS AND 

PASSAGEWAYS IN PATIENT CARE AREAS
• CONTINUOUS ALONG CORRIDOR WHEREVER PRACTICAL

REFER TO AUSHFG PART C, SECTION 3.2 CORRIDORS 

FOR RECOMMENDED MINIMUM CORRIDOR WIDTHS

REV DESCRIPTION DATE

3 General update following ERG review 28.06.2021

PLAN
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

CTCR

CTCR

CT IMAGING CONTROL ROOM

PLAN

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-004 BLIND: roller

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-135 GPO: UPS, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-044 RACK: lead apron

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIHR-070 BRACKET: for display screen, dual, desk mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-099 CAC: cable access cap

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSN-031 CABINET: short, single door, tambour, adj shelves, lockable

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITCL-004 BUTTON: nurse call, emergency

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMMI-095 COMPUTER: tower, ICS, CT

MMMI-097 CONTROL UNIT: c/w display, control box and keyboard, CT

MMMI-369 DISPLAY SCREEN: contrast injector

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

4 RLS Reviewed and Updated 29.05.2019
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

CTIR

CTIR

CT IMAGING ROOM

CODE DESCRIPTION

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-042 SLIDE: patient

MMGE-002 ADAPTER: suction

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-131 TROLLEY: monitor

MMGE-142 TROLLEY: sharps bin

MMHA-008 MONITOR: patient, cardiac with vital signs

MMMI-099 DEVICE: imaging, CT

MMMI-105 TABLE: patient, fixed, CT

MMMI-107 INJECTOR: contrast, CT, ceiling mounted

MMMI-377 WARMER: contrast

MMSP-026 SERVICES PANEL: wall mounted

MMSP-035 PENDANT: single, dual arm, display screen

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

FIHR-064 BRACKET: for display screen, arm mounted, rotating

FIHR-078 BRACKET: for observation camera, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-184 CUPBOARD: underbench, double door, no shelves, no toeplate, lockable

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-133 GPO: UPS, single, on services panel

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-030 HOOK: equipment, on mounting plate

REV DESCRIPTION DATE

1 First Issue 29.05.2019

PLAN

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental concerns. 
It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated nitrous oxide and 
associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped outlets or via cylinder is 
to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational considerations such as monitoring 
and measurement of usage, and management of leakage.



150

900
1000

3000

1100
1200

2100

1300

600

0 FLSK-010

MMMI-099 DWSC-034

DWPR-005

WLWA-004

DWPR-005

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

E
LB

O
-0

15

E
X

T
E

N
T

 O
F

 L
E

A
D

 S
H

IE
L
D

IN
G

 S
H

O
W

N
 D

A
S

H
E

D

2
1

0
0ELGP-123.1

ITIN-016

ITCL-012

FIHR-078 IT
SE

-0
25

DOOR HEIGHT TO BE VALIDATED AGAINST VENDOR

REQUIREMENTS FOR MODALITY DELIVERY. A MINOR

NUMBER OF VENDORS MAY REQUIRE 2400mm CLEAR.

WLWA-025

150

3000

1100
1200

2100

1300

600

0

865

MMSP-035

MMMI-099

FLSK-010 FQ
C

W
-0

16

HYBA-010
HYTP-037

FI
D

I-0
14

ELBO-012

FI
D

I-0
30

FI
D

I-0
31

FI
D

I-0
25

ELGP-110

ELBO-001

E
X

T
E

N
T

 O
F

 L
E

A
D

 S
H

IE
L

D
IN

G
 S

H
O

W
N

 D
A

S
H

E
D

2
1

0
0

ELGP-123.1

WLWA-010

FI
D

I-0
01

ITCL-012

ITCL-012

MMMI-105

IT
SE

-0
25

WLWA-025

MMMI-107

FIHR-030
MMBE-042

FIHR-064
MMGE-032

FQ
C

W
-0

05

ITIN-016

FIHR-078

WLWA-004

150

900
1000

3000

1100
1200

2100

1600

1900

2300

0

865

DWOB-009

DWSC-005

DWPR-005

FLSK-010FQ
C

W
-0

16

HYBA-010
HYTP-037

FIDI-014

FIDI-031
FIDI-030

FIDI-025

E
LB

O
-0

12

WLWA-010

MMMI-377

E
LB

O
-0

01

FQSM-003
MMGE-048

FIJO-059

ELGP-223

E
X

T
E

N
T

 O
F

 L
E

A
D

 S
H

IE
L
D

IN
G

 S
H

O
W

N
 D

A
S

H
E

D

2
1

0
0

ELGP-123.1
ITIN-016

ITCL-012
FIHR-078

WLWA-025

MMGE-142

LIFX-002

WLWA-004

5
CTIR(2)

150

900
1000

1400

3000

2200

1100
1200

2100

1600

1300

600

0

M
M

G
E

-1
31

MMSP-026

FLSK-010

FIJO-135

FIJO-059

MMMI-377

ELGP-223 ELGP-223

MMGE-048

FIHR-019
MMGE-100

FIHR-019
MMGE-100

FQSM-003 FQSM-003

WLWA-004

E
X

T
E

N
T

 O
F

 L
E

A
D

 S
H

IE
L

D
IN

G
 S

H
O

W
N

 D
A

S
H

E
D

2
1

0
0

ITCL-014

MMHA-008

ITCL-012

ITCL-012
FIHR-078

FIHR-078

ITIN-016
ELGP-123.1

ITIN-016

FIJO-184

ELGP-123

WLWA-025

ELGP-123.1 ELGP-109

M
G

A
S

-0
53

M
M

G
E

-0
02

M
M

G
E

-0
02

M
G

A
S

-0
32

E
LP

R
-0

06

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

E
LG

P-
13

3

E
LG

P-
13

3

IT
C

L-
00

8
IT

C
L-

00
4

M
G

FP
-0

04

M
G

FP
-0

04

M
G

FP
-0

02

M
G

A
S

-0
62

M
G

A
S

-0
62

M
G

A
S

-0
22

M
G

A
S

-0
42

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

MMSP-026

E
LP

R
-0

06

E
LP

R
-0

07

M
G

A
S

-0
42

00.511.522.5m

00.250.50.7511.25m

AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

CTIR

CTIR

CT IMAGING ROOM

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-042 SLIDE: patient

MMGE-002 ADAPTER: suction

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-131 TROLLEY: monitor

MMGE-142 TROLLEY: sharps bin

MMHA-008 MONITOR: patient, cardiac with vital signs

MMMI-099 DEVICE: imaging, CT

MMMI-105 TABLE: patient, fixed, CT

MMMI-107 INJECTOR: contrast, CT, ceiling mounted

MMMI-377 WARMER: contrast

MMSP-026 SERVICES PANEL: wall mounted

MMSP-035 PENDANT: single, dual arm, display screen

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

FIHR-064 BRACKET: for display screen, arm mounted, rotating

FIHR-078 BRACKET: for observation camera, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-184 CUPBOARD: underbench, double door, no shelves, no toeplate, lockable

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-133 GPO: UPS, single, on services panel

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-030 HOOK: equipment, on mounting plate

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1:25

1 : 50 @ A3 1

CTPR

CTPR

CT PLANNING ROOM

CODE DESCRIPTION

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-038 LIGHT: backlit feature panels

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMBE-042 SLIDE: patient

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-139 TROLLEY: procedure

MMGE-142 TROLLEY: sharps bin

MMMI-105 TABLE: patient, fixed, CT

MMMI-107 INJECTOR: contrast, CT, ceiling mounted

MMMI-109 DEVICE: imaging, CT, wide bore

MMMI-377 WARMER: contrast

MMRA-008 DEVICE: surface guided radiation therapy system

MMRA-014 LASER: radiotherapy, bridge

MMRA-019 LASER: radiotherapy, couch tracking

MMRA-020 OVEN: thermoplastic warming

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

CODE DESCRIPTION

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-166 CUPBOARD: tall, shelving, horizontal patient device storage,

radiotherapy

FIJO-167 CUPBOARD: tall, shelving, vertical patient device storage, radiotherapy

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-001 FLOOR FINISH: vinyl, seamless, coved, anti-static

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-014 CLOCK: analogue, electric

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITSE-025 DOOR RELEASE: access control, remote activation

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-122 GPO: emergency power, single, on services panel

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-030 HOOK: equipment, on mounting plate

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIHR-078 BRACKET: for observation camera, wall mounted

FIHR-089 BRACKET: surface guided radiation therapy system, ceiling mounted

FIHR-092 HOOK: anchor, patient ladder

REV DESCRIPTION DATE

1 First Issue 28.06.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

CTPR

CTPR

CT PLANNING ROOM

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-038 LIGHT: backlit feature panels

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMBE-042 SLIDE: patient

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-139 TROLLEY: procedure

MMGE-142 TROLLEY: sharps bin

MMMI-105 TABLE: patient, fixed, CT

MMMI-107 INJECTOR: contrast, CT, ceiling mounted

MMMI-109 DEVICE: imaging, CT, wide bore

MMMI-377 WARMER: contrast

MMRA-008 DEVICE: surface guided radiation therapy system

MMRA-014 LASER: radiotherapy, bridge

MMRA-019 LASER: radiotherapy, couch tracking

MMRA-020 OVEN: thermoplastic warming

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

CODE DESCRIPTION

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-166 CUPBOARD: tall, shelving, horizontal patient device storage,

radiotherapy

FIJO-167 CUPBOARD: tall, shelving, vertical patient device storage, radiotherapy

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-001 FLOOR FINISH: vinyl, seamless, coved, anti-static

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-014 CLOCK: analogue, electric

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITSE-025 DOOR RELEASE: access control, remote activation

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-122 GPO: emergency power, single, on services panel

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-030 HOOK: equipment, on mounting plate

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIHR-078 BRACKET: for observation camera, wall mounted

FIHR-089 BRACKET: surface guided radiation therapy system, ceiling mounted

FIHR-092 HOOK: anchor, patient ladder

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

1 First Issue 28.06.2021
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DEN-MLB

DEN-MLB

DENTAL LABORATORY, MINOR

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIHR-033 PANEL: for storage bins, wall mount

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-197 SHELF: stainless steel, underbench

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQBS-052 STOOL: mobile, high, adj height

FQCW-016 BIN: waste, general, 20L

FQDW-052 DESK: adj height, 1000W x 600D x 750H nom.

FQSN-006 BIN: storage bins, for wall mounted panel

HYBA-010 BASIN: handwash, Type B

HYBA-052 SINK: single, 450 x 350 x 250D

HYDR-004 DRAIN: floor waste

HYDR-008 TRAP: plaster

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-003 BAR CODING: reader

ITNE-007 COMPUTER: desktop, with display screen

ITNE-052 TELEPHONE: handset, wall mount

LIFX-008 LIGHT: task light, built in

MGAS-008 OUTLET: compressed air, wall mounted

MMDN-004 DEVICE: dental, micromotor

MMDN-005 DEVICE: dental, model trimmer

MMDN-009 LATHE: dental, polishing

MMDN-013 MOULDER: dental, forming machine

MMDN-023 DEVICE: dental extraction unit

MMDN-024 DEVICE: dental, mixing vibrator

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-010 WALL FINISH: splashback, vinyl

ELEVATION 4ELEVATION 2 ELEVATION 3ELEVATION 1

PLAN

REV DESCRIPTION DATE

4 General update following ERG review 28.06.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

DENSR-1

DENSR-1

DENTAL SURGERY, TYPE 1

CODE DESCRIPTION

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-005 CLOCK: analogue, battery operated

HYBA-010 BASIN: handwash, Type B

HYBA-079 SINK: single, dental

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITCL-004 BUTTON: nurse call, emergency

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMDN-002 CHAIR: dental, electric

MMDN-016 TROLLEY: dental

MMDN-018 X-RAY UNIT: dental, wall mounted

MMDN-020 LIGHT: dental, ceiling mounted

MMDN-021 CONSOLE: dental assistant, chair mounted

MMDN-022 CONSOLE: dentist, chair mounted

MMDN-025 MONITOR: dentist, chair mounted

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGE-004 DIRECT CONNECTION: power, emergency

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-088 BRACKET: for monitor, desk mounted, articulated, adj height

FIHR-091 RACK: lead apron, single

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIJO-213 PANEL: joinery carcass end

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQBS-028 CHAIR: visitor, clinical areas

FQBS-051 STOOL: mobile, adj height

FQCW-016 BIN: waste, general, 20L

ELEVATION 2 ELEVATION 3ELEVATION 1 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

STANDARD COMPONENT PROVIDES A CONFIGURATION FOR SWITCHING BETWEEN A RIGHT-HANDED

AND LEFT-HANDED SET UP AND SHOULD NOT BE MIRRORED.

DENTAL SURGERY LAYOUTS WILL VARY AND WILL BE DEPENDENT ON EXISTING/PROPOSED WORKFLOWS

AND THE EQUIPMENT PROCURED.

REV DESCRIPTION DATE

1 First Issue 28.06.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

DENSR-2

DENSR-2

DENTAL SURGERY, TYPE 2

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-005 CLOCK: analogue, battery operated

HYBA-010 BASIN: handwash, Type B

HYBA-079 SINK: single, dental

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITCL-004 BUTTON: nurse call, emergency

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMDN-002 CHAIR: dental, electric

MMDN-016 TROLLEY: dental

MMDN-018 X-RAY UNIT: dental, wall mounted

MMDN-020 LIGHT: dental, ceiling mounted

MMDN-021 CONSOLE: dental assistant, chair mounted

MMDN-022 CONSOLE: dentist, chair mounted

MMDN-025 MONITOR: dentist, chair mounted

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGE-004 DIRECT CONNECTION: power, emergency

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-091 RACK: lead apron, single

FIJO-020 BENCH: 600D, open under, laminate finish

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIJO-213 PANEL: joinery carcass end

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQBS-028 CHAIR: visitor, clinical areas

FQBS-051 STOOL: mobile, adj height

FQCW-016 BIN: waste, general, 20L

ELEVATION 5 ( 1 : 25 @ A3 )

THIS STANDARD COMPONENT SHOWS A RIGHT HANDED CONFIGURATION AND SHOULD NOT BE MIRRORED.

THE LAYOUT MAY BE ADJUSTED TO PROVIDE AN AMBIDEXTROUS CONFIGURATION. DENTAL SURGERY LAYOUTS

WILL VARY AND WILL BE DEPENDENT ON EXISTING/PROPOSED WORKFLOWS AND THE EQUIPMENT PROCURED.

REV DESCRIPTION DATE

1 First Issue 28.06.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

DINBEV-25

DINBEV-25

DINING ROOM/ BEVERAGE BAY (MENTAL HEALTH),

25m²

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-002 DOOR PROTECTION: kickplate, to 300 AFFL, composite, prefinished

DWWD-003 BLIND: integral

DWWD-007 BLIND: venetian, integral

DWWH-004 SHUTTER: roller, manual

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FIJO-207 CUPBOARD: wall mount, shelf unit, adj shelves for microwave, short

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-015 CHAIR: dining

FQCA-038 FRIDGE: domestic, underbench, 80L

FQCA-067 OVEN: microwave, domestic

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQTA-077 TABLE: square, 800W, dining height

HYBA-069 SINK: single, with drainer, 930mmL

HYGE-008 BOILING WATER UNIT: 5 Litre

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-014 CLOCK: analogue, electric

ITNE-053 TELEPHONE: handset, wall mount, handsfree

MMBE-045 WHEELCHAIR

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017



150

900
1000

2700

1100

550

1200

1500

2100

2400

1500

0

1650

900450650

CLGE-001

FIJO-145FIJO-157

E
LG

P-
20

8

E
LG

P-
20

8

ELGP-109

FQCA-038 FIJO-106 FIJO-136

ELGP-109

HYGE-008

FQCA-067

FIJO-207

ELGP-109

FI
D

I-0
30

FIJO-059

ASAS

AS AS

D
W

W
H

-0
04

DWWH-005

(OPTIONAL)

TOUGHENED/LAMINATED

DWWH-005

(OPTIONAL)

TOUGHENED/LAMINATED

FLSK-010

DWWD-003 DWWD-003

WLWA-004

FQ
B

S
-0

15

FQTA-077

FQ
B

S
-0

15

FQBS-015

FQTA-077

700450650

HYBA-069

WLWA-010

FLSK-010

FLSK-010

TOUGHENED LAMINATED GLAZED

DOOR TO EXTERNAL COURTYARD

(OPTIONAL)

HYTP-037

150

2700

550

1250

0

WLWA-004

FQGE-002 FQGE-002

FQTA-077FQTA-077

FQ
B

S
-0

15

FQ
B

S
-0

15

FQ
B

S
-0

15

E
LG

P-
11

0

FLSK-010

E
LG

P-
20

8

150

900
1000

2700

1100

300

2100

1600

2400

0 FLSK-010 FLSK-010

IT
C

L-
00

4
E

LB
O

-0
15

AS

E
LB

O
-0

15

FLSK-010 DWPR-002

DWGL-003

WLWA-004

D
W

W
H

-0
04

FIJO-059

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

DWWH-005

DWWH-005DWWH-005

DWWH-005

DWWD-007 DWWD-007

DWGL-030

150

900

2700

2200

550

2400

1350

0

DWWH-004

ITCL-014

FIBM-013

IT
N

E
-0

53

FLSK-010

FQ
B

S
-0

15

FQ
B

S
-0

15

E
LG

P-
20

8

FQTA-077

WLWA-004

ELGP-109

150

900

1500

2100

2400

1500

0

1650

FIJO-059

DWWH-004
AS

AS

FLSK-010

FIJO-136

FQ
C

W
-0

16

AS

150

900
1000
1100

550

2100

2400

1300

0

FIJO-059

ELGP-208

FI
D

I-0
25

FLSK-010

WLWA-004

ELGP-208

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

DINBEV-25

DINBEV-25

DINING ROOM/ BEVERAGE BAY (MENTAL HEALTH),

25m²

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4 ELEVATION 5 ELEVATION 6

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-002 DOOR PROTECTION: kickplate, to 300 AFFL, composite, prefinished

DWWD-003 BLIND: integral

DWWD-007 BLIND: venetian, integral

DWWH-004 SHUTTER: roller, manual

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FIJO-207 CUPBOARD: wall mount, shelf unit, adj shelves for microwave, short

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-015 CHAIR: dining

FQCA-038 FRIDGE: domestic, underbench, 80L

FQCA-067 OVEN: microwave, domestic

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQTA-077 TABLE: square, 800W, dining height

HYBA-069 SINK: single, with drainer, 930mmL

HYGE-008 BOILING WATER UNIT: 5 Litre

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-014 CLOCK: analogue, electric

ITNE-053 TELEPHONE: handset, wall mount, handsfree

MMBE-045 WHEELCHAIR

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017

Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 2

DINR

DINR

DINING - PATIENTS

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-013 WINDOW DRESSING: external window

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-006 BRACKET: for display screen, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-015 CHAIR: dining

FQCW-016 BIN: waste, general, 20L

FQTA-059 TABLE: square, 1100W, dining height

ITAV-017 PLAYER: DVD

ITBU-011 DISPLAY SCREEN: MATV

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-053 TELEPHONE: handset, wall mount, handsfree

MMBE-045 WHEELCHAIR

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

2 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 2

DINR

DINR

DINING - PATIENTS

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-013 WINDOW DRESSING: external window

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-006 BRACKET: for display screen, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-015 CHAIR: dining

FQCW-016 BIN: waste, general, 20L

FQTA-059 TABLE: square, 1100W, dining height

ITAV-017 PLAYER: DVD

ITBU-011 DISPLAY SCREEN: MATV

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-053 TELEPHONE: handset, wall mount, handsfree

MMBE-045 WHEELCHAIR

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

2 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

DISP-8

DISP-8

DISPOSAL ROOM, 8m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-006 BIN: waste, clinical, 240L

FQCW-016 BIN: waste, general, 20L

FQCW-017 BIN: waste, general, 240L

HYBA-011 BASIN: handwash, Type C

HYTP-036 TAPWARE: mixer, basin, lever action

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017



150

2700

0 FLSK-010

WLWA-019

MMGE-143

FQCW-006

150

2700

0

MMGE-143

FLSK-010

WLWA-019

150

900

2700

1100

2100

1300

0

E
LB

O
-0

15

DWPR-005

D
W

PR
-0

10

FLSK-010

FI
D

I-0
01

FI
D

I-0
14

D
W

PR
-0

10

WLWA-019

FIDI-014

CLTI-008

CEILING: plasterboard, drop-in tiles,

prefinished, 600 x 1200

DWSC-011

150

2700

1300

0

FQCW-013FQCW-006FQCW-006FQCW-017FQCW-017

WLWA-019

FLSK-010

CLCL
2800

C L
C L

3
7

0
0

1
2

3
4

10 m²

MMGE-143
FQCW-006

FQCW-006

FQCW-013

FQCW-017

FQCW-017

FQCW-013

FI
D

I-0
01

FI
D

I-0
14

E
LB

O
-0

15

FLSK-010

DWSC-011

DOOR: 1100mm c/o, single leaf, solid core,

paint

OPTIONAL GLAZED VIEWING PANEL TO

DOOR

FLVY-007

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

DISP-10

DISP-10

DISPOSAL ROOM, 10m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-006 BIN: waste, clinical, 240L

FQCW-013 BIN: waste, cytotoxic, 240L

FQCW-017 BIN: waste, general, 240L

MMGE-143 TROLLEY: soiled linen collection

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

DTUR-10

DTUR-10

DIRTY UTILITY, 10m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109.1 GPO: single, wall mounted (V)

ELPR-003 ISOLATOR: electrical, 1ph+n

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-025 HOOK: catheter bag

FIHR-029 HOOK: equipment

FIHR-038 RACK: bowl/basin

FIHR-053 RACK: pan & urinal

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-196 SHELF: stainless steel, overbench, wall mount

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-006 BIN: waste, clinical, 240L

FQCW-016 BIN: waste, general, 20L

FQCW-017 BIN: waste, general, 240L

FQCW-044 BIN: waste, sharps, wall mounted

HYBA-010 BASIN: handwash, Type B

HYBA-052 SINK: single, 450 x 350 x 250D

HYDR-004 DRAIN: floor waste

HYGE-028 DEVICE: backflow prevention

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMGE-048 LINEN CARRIER: dirty, single

MMIC-095 WASHER SANITISER: pan flusher

MMIC-097 WASHER SANITISER: utensil washer

MMLA-013 ANALYSER: urinalysis

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

5 General update following ERG review 18.01.2021
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

DTUR-12

DTUR-12

DIRTY UTILITY, 12m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109.1 GPO: single, wall mounted (V)

ELPR-003 ISOLATOR: electrical, 1ph+n

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-025 HOOK: catheter bag

FIHR-029 HOOK: equipment

FIHR-038 RACK: bowl/basin

FIHR-053 RACK: pan & urinal

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-196 SHELF: stainless steel, overbench, wall mount

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-006 BIN: waste, clinical, 240L

FQCW-016 BIN: waste, general, 20L

FQCW-017 BIN: waste, general, 240L

FQCW-044 BIN: waste, sharps, wall mounted

HYBA-010 BASIN: handwash, Type B

HYBA-052 SINK: single, 450 x 350 x 250D

HYDR-004 DRAIN: floor waste

HYGE-028 DEVICE: backflow prevention

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMGE-048 LINEN CARRIER: dirty, single

MMIC-095 WASHER SANITISER: pan flusher

MMIC-097 WASHER SANITISER: utensil washer

MMLA-013 ANALYSER: urinalysis

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

6 General update following ERG review 18.01.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

DTUR-14

DTUR-14

DIRTY UTILITY, 14m²

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-010 SWITCH: light, 2-way

ELGP-106 GPO: single, special, for equipment

ELGP-109.1 GPO: single, wall mounted (V)

ELPR-003 ISOLATOR: electrical, 1ph+n

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-025 HOOK: catheter bag

FIHR-029 HOOK: equipment

FIHR-038 RACK: bowl/basin

FIHR-053 RACK: pan & urinal

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-196 SHELF: stainless steel, overbench, wall mount

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-006 BIN: waste, clinical, 240L

FQCW-016 BIN: waste, general, 20L

FQCW-017 BIN: waste, general, 240L

FQCW-044 BIN: waste, sharps, wall mounted

HYBA-010 BASIN: handwash, Type B

HYBA-052 SINK: single, 450 x 350 x 250D

HYDR-004 DRAIN: floor waste

HYGE-028 DEVICE: backflow prevention

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMGE-048 LINEN CARRIER: dirty, single

MMIC-095 WASHER SANITISER: pan flusher

MMIC-097 WASHER SANITISER: utensil washer

MMLA-013 ANALYSER: urinalysis

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

5 General update following ERG review 18.01.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

DTUR-S

DTUR-S

DIRTY UTILITY, SUB

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109.1 GPO: single, wall mounted (V)

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-025 HOOK: catheter bag

FIHR-029 HOOK: equipment

FIHR-038 RACK: bowl/basin

FIHR-053 RACK: pan & urinal

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-196 SHELF: stainless steel, overbench, wall mount

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-006 BIN: waste, clinical, 240L

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

HYBA-010 BASIN: handwash, Type B

HYBA-052 SINK: single, 450 x 350 x 250D

HYDR-004 DRAIN: floor waste

HYGE-028 DEVICE: backflow prevention

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMGE-048 LINEN CARRIER: dirty, single

MMIC-095 WASHER SANITISER: pan flusher

MMLA-013 ANALYSER: urinalysis

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

5 General update following ERG review 18.01.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1:25

 1 : 50 @ A3 5

ECHO-TOE

ECHO-TOE

ECHOCARDIOGRAPHY - TRANSOESOPHAGEAL

CODE DESCRIPTION

MMGE-126 TROLLEY: intubation

MMGE-169 SLING: arm, dynamic, ceiling mounted

MMHA-002 DEFIBRILLATOR

MMMI-325 DEVICE: imaging, echocardiography machine

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

FQBS-019 CHAIR: office, ergonomic, high

FQBS-051 STOOL: mobile, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQGE-010 CURTAIN: privacy screen

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

FQSM-016 TROLLEY

FQSN-006 BIN: storage bins, for wall mounted panel

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-071 COMPUTER: desktop, with dual display screens

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-069 TROLLEY: patient, echocardiography

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-062 MONITOR: patient, dynamap

MMGE-088 SAFE: dangerous drugs, small

MMGE-100 SUCTION BOTTLE

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-019 DISPENSER: gown/apron

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-026 HOOK: coat

FIHR-033 PANEL: for storage bins, wall mount

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-131 CUPBOARD: tall, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

PLAN

REV DESCRIPTION DATE

5 General update following ERG review 13.05.2020
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AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

ECHO-TOE

ECHO-TOE

ECHOCARDIOGRAPHY - TRANSOESPHAGEAL

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

MMGE-126 TROLLEY: intubation

MMGE-169 SLING: arm, dynamic, ceiling mounted

MMHA-002 DEFIBRILLATOR

MMMI-325 DEVICE: imaging, echocardiography machine

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

FQBS-019 CHAIR: office, ergonomic, high

FQBS-051 STOOL: mobile, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQGE-010 CURTAIN: privacy screen

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

FQSM-016 TROLLEY

FQSN-006 BIN: storage bins, for wall mounted panel

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-071 COMPUTER: desktop, with dual display screens

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-069 TROLLEY: patient, echocardiography

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-062 MONITOR: patient, dynamap

MMGE-088 SAFE: dangerous drugs, small

MMGE-100 SUCTION BOTTLE

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-019 DISPENSER: gown/apron

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-026 HOOK: coat

FIHR-033 PANEL: for storage bins, wall mount

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-131 CUPBOARD: tall, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

REV DESCRIPTION DATE

5 General update following ERG review 13.05.2020
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

ECL-8

ECL-8

EQUIPMENT CLEAN-UP, 8m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-117 CUPBOARD: tall, double door, adj shelves, lockable

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYBA-055 SINK: single, 500 x 450 x 250D

HYDR-004 DRAIN: floor waste

HYTP-037 TAPWARE: mixer, elbow levers

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

ECL-10

ECL-10

EQUIPMENT CLEAN-UP, 10m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-124 CUPBOARD: tall, triple door, adj shelves, lockable

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-016 BIN: waste, general, 20L

FQSM-016 TROLLEY

HYBA-010 BASIN: handwash, Type B

HYBA-055 SINK: single, 500 x 450 x 250D

HYDR-004 DRAIN: floor waste

HYTP-004 HOSE: spray

HYTP-037 TAPWARE: mixer, elbow levers

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 2

ECL-12

ECL-12

EQUIPMENT CLEAN-UP/ LOAN EQUIPMENT 12m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-008 DISPENSER: detergent

FIDI-014 DISPENSER: disposable glove

FIDI-018 DISPENSER: gown

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIGE-009 PLATFORM: equipment washing, wall mounted

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-117 CUPBOARD: tall, double door, adj shelves, lockable

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYBA-055 SINK: single, 500 x 450 x 250D

HYDR-004 DRAIN: floor waste

HYTP-003 HOSE REEL: retractable

HYTP-006 HOSE: spray, pressure control

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-037 TAPWARE: mixer, elbow levers

MMGE-119 TROLLEY: equipment

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

2 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

ECL-14

ECL-14

EQUIPMENT CLEAN-UP, 14m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-208 GPO: double, wall mounted

ELPR-003 ISOLATOR: electrical, 1ph+n

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-117 CUPBOARD: tall, double door, adj shelves, lockable

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-197 SHELF: stainless steel, underbench

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYBA-055 SINK: single, 500 x 450 x 250D

HYDR-004 DRAIN: floor waste

HYTP-004 HOSE: spray

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-037 TAPWARE: mixer, elbow levers

MMGE-119 TROLLEY: equipment

MMIC-097 WASHER SANITISER: utensil washer

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

ENPR

ENPR

PROCEDURE ROOM - ENDOSCOPY

PLAN

NOTE: REFER TO RDS FOR PENDANT MOUNTED SERVICES AS

THESE ITEMS ARE NOT INCLUDED IN THIS SCHEDULE

CODE DESCRIPTION

MMGE-168 STAND: infusion pump,mobile

MMOP-028 KICKBUCKET & STAND:

MMOP-040 MACHINE: anaesthetic

MMOP-043 MACHINE: electrosurgical, diathermy

MMOP-069 STAND: bowl, single

MMOP-076 TABLE: mayo

MMOP-085 TROLLEY: anaesthetic

MMOP-087 TROLLEY: endoscope

MMOP-088 TROLLEY: endoscopic, equipment

MMOP-096 DISPLAY SCREEN: AV integration

MMSP-026 SERVICES PANEL: wall mounted

MMSP-034 PENDANT: single, dual arm, surgical & anaesthetic combined (fixed or adjustable

height)

MMSP-035 PENDANT: single, dual arm, display screen

WLWA-019 WALL FINISH: vinyl, full height

CODE DESCRIPTION

ITNE-008 COMPUTER: for workstation on wheels

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITNE-052 TELEPHONE: handset, wall mount

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIPO-006 LIGHT: examination, mobile

MEEX-008 EXHAUST: low level

MGFP-001 ALARM PANEL: medical gases

MMBE-044 TROLLEY: patient, transport

MMGE-014 CHAIR: anaesthetist

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-078 PUMP: infusion

MMGE-088 SAFE: dangerous drugs, small

MMGE-122 TROLLEY: gowns

MMGE-123 TROLLEY: instrument

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-167 CHAIR: surgeon

CODE DESCRIPTION

FIJO-013 BENCH: 450D, open under, stainless steel

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-212 BULKHEAD: Joinery

FIJO-214 CUPBOARD: tall, double door, glazed, adj shelves, lockable

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQSM-039 TROLLEY: waste bag

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-042 TAPWARE: sensor

ITAV-057 SPEAKER: ceiling recessed

ITAV-060 CONTROL PANEL: AV integration system, wall mount

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-020 CLOCK: clock system slave, dual digital / elapsed time

ITCL-023 CONTROL PANEL: master clock system

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-120 PATCH PANEL: data integration

ITIN-140 DATA PANEL: data / AV outlets, ceiling mounted

CODE DESCRIPTION

DWPR-011 DOOR PROTECTION: protection plate, to full height

DWWH-007 SHUTTER: for observation panel, magnetic flap for laser protection

ELBO-003 CONTROL PANEL: lighting

ELBO-009 SWITCH: "Laser in use"

ELBO-016 SWITCH: "X-Ray in use"

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-017 DISPENSER: goggles

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-064 BRACKET: for display screen, arm mounted, rotating

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

REV DESCRIPTION DATE

1 FIRST ISSUE 02.07.2018

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental 
concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated nitrous oxide 
and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped outlets or via cylinder is 
to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational considerations such as monitoring and 
measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

ENPR

ENPR

PROCEDURE ROOM - ENDOSCOPY

NOTE: REFER TO RDS FOR PENDANT MOUNTED SERVICES AS

THESE ITEMS ARE NOT INCLUDED IN THIS SCHEDULE

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 20 @ A3 )

CODE DESCRIPTION

MMGE-168 STAND: infusion pump,mobile

MMOP-028 KICKBUCKET & STAND:

MMOP-040 MACHINE: anaesthetic

MMOP-043 MACHINE: electrosurgical, diathermy

MMOP-069 STAND: bowl, single

MMOP-076 TABLE: mayo

MMOP-085 TROLLEY: anaesthetic

MMOP-087 TROLLEY: endoscope

MMOP-088 TROLLEY: endoscopic, equipment

MMOP-096 DISPLAY SCREEN: AV integration

MMSP-026 SERVICES PANEL: wall mounted

MMSP-034 PENDANT: single, dual arm, surgical & anaesthetic combined (fixed or adjustable

height)

MMSP-035 PENDANT: single, dual arm, display screen

WLWA-019 WALL FINISH: vinyl, full height

CODE DESCRIPTION

ITNE-008 COMPUTER: for workstation on wheels

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITNE-052 TELEPHONE: handset, wall mount

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIPO-006 LIGHT: examination, mobile

MEEX-008 EXHAUST: low level

MGFP-001 ALARM PANEL: medical gases

MMBE-044 TROLLEY: patient, transport

MMGE-014 CHAIR: anaesthetist

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-078 PUMP: infusion

MMGE-088 SAFE: dangerous drugs, small

MMGE-122 TROLLEY: gowns

MMGE-123 TROLLEY: instrument

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-167 CHAIR: surgeon

CODE DESCRIPTION

FIJO-013 BENCH: 450D, open under, stainless steel

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIJO-212 BULKHEAD: Joinery

FIJO-214 CUPBOARD: tall, double door, glazed, adj shelves, lockable

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQSM-039 TROLLEY: waste bag

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-042 TAPWARE: sensor

ITAV-057 SPEAKER: ceiling recessed

ITAV-060 CONTROL PANEL: AV integration system, wall mount

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-020 CLOCK: clock system slave, dual digital / elapsed time

ITCL-023 CONTROL PANEL: master clock system

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-120 PATCH PANEL: data integration

ITIN-140 DATA PANEL: data / AV outlets, ceiling mounted

CODE DESCRIPTION

DWPR-011 DOOR PROTECTION: protection plate, to full height

DWWH-007 SHUTTER: for observation panel, magnetic flap for laser protection

ELBO-003 CONTROL PANEL: lighting

ELBO-009 SWITCH: "Laser in use"

ELBO-016 SWITCH: "X-Ray in use"

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-017 DISPENSER: goggles

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-064 BRACKET: for display screen, arm mounted, rotating

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

REV DESCRIPTION DATE

1 FIRST ISSUE 02.07.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

ENS-ACC

ENS-ACC

ENSUITE - ACCESSIBLE, 7m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIGE-001 BENCH SEAT: fixed, fold up/down, wet area, wall mounted

FIHR-026 HOOK: coat

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-006 GRAB RAIL: WC

FIRT-008 GRAB RAIL: WC, hinged

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-005 BASIN: handwash, accessible

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-035 TAPWARE: mixer, basin, accessible

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-001 TOILET SUITE: accessible

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 2

ENS-BA

ENS-BA

ENSUITE - BARIATRIC, 7m²

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-051 HOLDER: soap/shampoo, recessed, vertical format

FIHR-026 HOOK: coat

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-008 GRAB RAIL: WC, hinged

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-002 BASIN: ensuite, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-002 TOILET SUITE: bariatric

ITCL-006 BUTTON: nurse call, patient to staff

MMBE-061 LIFTER: patient, ceiling mounted, track, traverse, bariatric

MMGE-025 CHAIR: shower, bariatric

WLWA-019 WALL FINISH: vinyl, full height

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

2 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

ENS-BR

ENS-BR

ENSUITE - BIRTHING, 7m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-006 GRAB RAIL: WC

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-002 BASIN: ensuite, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-001 TOILET SUITE: accessible

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

MGAS-033 OUTLET: nitrous oxide (N2O), wall mounted

MGAS-043 OUTLET: oxygen (O2), wall mounted

MGFP-004 FLOWMETER: oxygen

MMMA-013 STOOL: birthing

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

1 First Issue. replaces previous SCs ENS-BR-A & ENS-BR-B 05.04.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

ENS-MH-A

ENS-MH-A

ENSUITE - MENTAL HEALTH, INBOARD 5m²

PLAN

CODE DESCRIPTION

FIBM-022 MIRROR: fixed, safety glass, toughened and laminated, anti ligature

FIDI-038 DISPENSER: toilet paper, recessed

FIDI-051 HOLDER: soap/shampoo, recessed, vertical format

FIHR-027 HOOK: coat, collapsible, anti ligature

FIRT-004 GRAB RAIL: shower, anti ligature

FIRT-009 GRAB RAIL: WC, anti ligature

FIRT-029 TRACK: curtain, plastic, recessed

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-078 BASIN: with integrated shelf

HYDR-010 DRAIN: floor waste, anti ligature

HYDR-011 DRAIN: clear out, anti ligature

HYTP-002 FLUSH BUTTON: toilet suite

HYTP-019 SHOWER: fixed rose, anti ligature

HYTP-024 SPOUT: basin, anti ligature

HYTP-046 TAPWARE: hot and cold taps, shower, anti ligature

HYTP-047 TAPWARE: hot and cold taps, basin, anti ligature

HYWC-005 TOILET SUITE: concealed cistern, floor mounted

ITCL-006 BUTTON: nurse call, patient to staff

ITSE-045 SENSOR: motion detection, for lighting control, flush to ceiling

WLWA-019 WALL FINISH: vinyl, full height

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

NOTE: GRAB RAILS ARE OPTIONAL, DEPENDING ON NATURE OF CLINICAL SERVICES

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017

4 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 2

ENS-MH-B

ENS-MH-B

ENSUITE - MENTAL HEALTH, INBOARD ACCESS

FROM CORRIDOR, 5m²

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

FIBM-022 MIRROR: fixed, safety glass, toughened and laminated, anti ligature

FIDI-038 DISPENSER: toilet paper, recessed

FIDI-051 HOLDER: soap/shampoo, recessed, vertical format

FIHR-027 HOOK: coat, collapsible, anti ligature

FIRT-004 GRAB RAIL: shower, anti ligature

FIRT-009 GRAB RAIL: WC, anti ligature

FIRT-029 TRACK: curtain, plastic, recessed

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-078 BASIN: with integrated shelf

HYDR-010 DRAIN: floor waste, anti ligature

HYDR-011 DRAIN: clear out, anti ligature

HYTP-002 FLUSH BUTTON: toilet suite

HYTP-019 SHOWER: fixed rose, anti ligature

HYTP-024 SPOUT: basin, anti ligature

HYTP-046 TAPWARE: hot and cold taps, shower, anti ligature

HYTP-047 TAPWARE: hot and cold taps, basin, anti ligature

HYWC-005 TOILET SUITE: concealed cistern, floor mounted

ITCL-006 BUTTON: nurse call, patient to staff

ITSE-045 SENSOR: motion detection, for lighting control, flush to ceiling

LIFX-035 LIGHT: occupancy light

WLWA-019 WALL FINISH: vinyl, full height

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

NOTE: GRABRAILS ARE OPTIONAL, DEPENDING ON NATURE OF CLINICAL SERVICES

REV DESCRIPTION DATE

1 First Issue 23.05.2005

2 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

ENS-SH

ENS-SH

ENSUITE - SHARED

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-006 GRAB RAIL: WC

FIRT-008 GRAB RAIL: WC, hinged

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-005 FLOOR FINISH: vinyl, seamless, coved, non slip, studded

FQCW-016 BIN: waste, general, 20L

FQGE-011 CURTAIN: shower

HYBA-002 BASIN: ensuite, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-006 TOILET SUITE: patient

MMGE-024 CHAIR: shower

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

ENS-SP

ENS-SP

ENSUITE - SPECIAL, 6m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-006 GRAB RAIL: WC

FIRT-008 GRAB RAIL: WC, hinged

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-005 FLOOR FINISH: vinyl, seamless, coved, non slip, studded

FQCW-016 BIN: waste, general, 20L

FQGE-011 CURTAIN: shower

HYBA-012 BASIN: handwash, Type C, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-006 TOILET SUITE: patient

MMGE-024 CHAIR: shower

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

ENS-ST-A1

ENS-ST-A1

ENSUITE - STANDARD - INBOARD - ALTERNATIVE

1, 5m²
CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-005 GRAB RAIL: stainless steel

FIRT-006 GRAB RAIL: WC

FIRT-008 GRAB RAIL: WC, hinged

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-002 BASIN: ensuite, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-006 TOILET SUITE: patient

MMGE-024 CHAIR: shower

WLWA-019 WALL FINISH: vinyl, full height

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

6 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

ENS-ST-C

ENS-ST-C

ENSUITE - BACK TO BACK, 5m²

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-005 GRAB RAIL: stainless steel

FIRT-006 GRAB RAIL: WC

FIRT-008 GRAB RAIL: WC, hinged

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-002 BASIN: ensuite, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-006 TOILET SUITE: patient

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

MMGE-024 CHAIR: shower

WLWA-019 WALL FINISH: vinyl, full height

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

1 Updated following ERG Review 05.04.2018
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

FLUO

FLUO

FLUOROSCOPY ROOM

CODE DESCRIPTION

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-113 TROLLEY: dressing

MMGE-142 TROLLEY: sharps bin

MMHA-005 MONITOR: patient, cardiac

MMMI-121 INJECTOR: mobile, fluoroscopy/screening

MMMI-122 DISPLAY SCREEN: for fluoroscopy/screening

MMMI-123 SHIELD: radiation, upper body, mobile, fluoroscopy/screening

MMMI-124 STAND: floor, with patient table, fluoroscopy/screening

MMMI-128 CONTROL UNIT: fluoroscopy, mobile

MMMI-283 BUCKY: wall, general X-Ray

MMMI-289 STAND: ceiling, with traverse bridge, general X-Ray

MMSP-026 SERVICES PANEL: wall mounted

MMSP-036 PENDANT: single, dual arm, dual display screen

WLSH-004 SHIELDING: lead lining

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYBA-051 SINK: single

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-011 BRACKET: for monitor, wall mounted

FIHR-019 BRACKET: for suction bottle

FIHR-044 RACK: lead apron

FIJO-060 BENCH TOP: 600D, joinery under, stainless steel lipped

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

REV DESCRIPTION DATE

1 First Issue 29.05.2019

PLAN

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental 
concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated nitrous 
oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped outlets or via 
cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational considerations such as 
monitoring and measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

FLUO

FLUO

FLUOROSCOPY ROOM

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-011 BRACKET: for monitor, wall mounted

FIHR-019 BRACKET: for suction bottle

FIHR-044 RACK: lead apron

FIJO-060 BENCH TOP: 600D, joinery under, stainless steel lipped

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYBA-051 SINK: single

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-113 TROLLEY: dressing

MMGE-142 TROLLEY: sharps bin

MMHA-005 MONITOR: patient, cardiac

MMMI-121 INJECTOR: mobile, fluoroscopy/screening

MMMI-122 DISPLAY SCREEN: for fluoroscopy/screening

MMMI-123 SHIELD: radiation, upper body, mobile, fluoroscopy/screening

MMMI-124 STAND: floor, with patient table, fluoroscopy/screening

MMMI-128 CONTROL UNIT: fluoroscopy, mobile

MMMI-283 BUCKY: wall, general X-Ray

MMMI-289 STAND: ceiling, with traverse bridge, general X-Ray

MMSP-026 SERVICES PANEL: wall mounted

MMSP-036 PENDANT: single, dual arm, dual display screen

WLSH-004 SHIELDING: lead lining

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

1 First Issue 29.05.2019



E
LB

O
-0

01

E
LB

O
-0

12

LIFX-002

S
H

O
W

N
 D

A
S

H
E

D

2
1

0
0

 E
X

T
E

N
T

 O
F

 L
E

A
D

 S
H

IE
L
D

IN
G

WLWA-004

DWOB-009

IT
N

E
-0

49

FIHR-076
ITNE-069 ITNE-063

ELGP-135
ITIN-016

FIHR-066
MMGE-032

IT
N

E
-0

68

M
M

M
I-1

15

FIJO-031 FIJO-031
FQBS-018FQBS-018

FLSK-010

MMMI-117

150

900
1000

2700

1100

2100

1600

720
800

1700

0

IT
A

V-
01

4

ITNE-069

FI
H

R
-0

75

FI
H

R
-0

75

DWSC-005

DWPR-005
ELGP-135
ELGP-135
ELGP-223.1
ITIN-026

ELGP-223.1
ELGP-223.1
ELGP-223.1
ITIN-026

ELGP-135 ELGP-135

DWWD-004

IT
C

L-
00

4

IT
IN

-0
16

ITNE-069

ELGP-135
ITIN-016

MMGE-032
FIHR-066

FLSK-010

CLTI-002

CEILING: acoustic, drop-in

tiles, 600 x 1200

FIHR-076

150

900

2700

2100

1600

720

1700

0

S
H

O
W

N
 D

A
S

H
E

D

2
1

0
0

 E
X

T
E

N
T

 O
F

 L
E

A
D

 S
H

IE
L
D

IN
G

FQCA-038

(OPTIONAL)
FQBS-018

ITNE-068
FIHR-075

ITNE-067
FIJO-031

FQSN-031

ELBO-001

WLWA-004

IT
SE

-0
28

E
LG

P-
11

0

150

2700

1100
1200

2100

1300

1700

600

0

FI
D

I-0
01

FLSK-010

WLWA-004

FIHR-044

FQCA-038

(OPTIONAL)

ELGP-123.1

(OPTIONAL)

FQSN-031

ELGP-208

FIBM-019

FQCW-016
150

900
1000

2700

1100

2100

1600

0

WLWA-004

DWGL-005
DWPR-005

(OPTIONAL)

ELBO-012

(OPTIONAL)

FLSK-010

LIFX-002

ITCL-004

ELBO-012

2
3

4

12 m²

C L
C L

4
5

0
0

CLCL
2700

DWGL-005

DOOR: 910mm c/o, single

leaf, observation panel, solid

core/glass, paint

(SHIELDED)

STAFF ENTRANCE

(OPTIONAL)

FLUOROSCOPY

ROOM

REFER TO FLUO

WLSH-004

FQBS-018

FQBS-018

FIDI-001

ELGP-110

FIJO-031

MMMI-115

ITNE-049

IT
N

E
-0

67

ITNE-069

MMGE-032

FI
H

R
-0

76

FIHR-066

FIJO-099

FIJO-099
ITNE-068

LIFX-002

DWOB-009

OBSERVATION: internal window,

lead glass, clear

ELGP-135
ITIN-016

FLVY-007

ITSE-028

ITNE-063

ITAV-014

FIJO-031

FIHR-044

ITNE-069

FIHR-075

FIHR-075

FQCA-038

(OPTIONAL)

D
W

S
C

-0
05

D
O

O
R

: 9
10

m
m

 c
/o

, s
in

gl
e

le
af

, s
ol

id
 c

or
e,

 le
ad

sh
ie

ld
in

g,
 p

ai
nt

M
M

M
I-1

17

ELGP-135
ELGP-223.1
ELGP-223.1
ELGP-223.1
ITIN-026

ELGP-135
ELGP-135
ELGP-135
ELGP-223.1
ITIN-026

ELBO-001

ELBO-012

ELBO-012

(OPTIONAL)

ELGP-123.1

(OPTIONAL)

FQSN-031ELGP-208

DWWD-004

ITCL-004

1

FIBM-019

FQCW-016

ITIN-016

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1

FLUOC

FLUOC

FLUOROSCOPY CONTROL ROOM

ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-004 BLIND: roller

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-135 GPO: UPS, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-044 RACK: lead apron

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIHR-076 BRACKET: for display screen, triple, desk mounted

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-099 CAC: cable access cap

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCA-038 FRIDGE: domestic, underbench, 80L

FQCW-016 BIN: waste, general, 20L

FQSN-031 CABINET: short, single door, tambour, adj shelves, lockable

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITCL-004 BUTTON: nurse call, emergency

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

ITSE-028 INTERCOM: audiovisual, wall mounted

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMMI-115 COMPUTER: CPU, fluoroscopy

MMMI-117 CONSOLE: control, fluoroscopy/screening

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

GENXR

GENXR

GENERAL X-RAY ROOM

PLAN

CODE DESCRIPTION

HYTP-037 TAPWARE: mixer, elbow levers

ITAV-057 SPEAKER: ceiling recessed

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

ITSE-008 BUTTON: duress, mobile device

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-029 INTERCOM: audio, wall mount

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMMI-283 BUCKY: wall, general X-Ray

MMMI-285 CONSOLE: control, general X-Ray

MMMI-287 GENERATOR: radiology, general X-Ray

MMMI-289 STAND: ceiling, with traverse bridge, general X-Ray

MMMI-293 TABLE: floating top, general X-Ray

MMMI-295 SCREEN: imaging stitching barrier

MMMI-350 SCREEN: radiation, lead glass

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-135 GPO: UPS, single, wall mounted

ELGP-140 GPO: three phase, single

ELGP-208 GPO: double, wall mounted

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-044 RACK: lead apron

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIHR-076 BRACKET: for display screen, triple, desk mounted

FIJO-029 BENCH: 750D, open under, X-ray

FIJO-099 CAC: cable access cap

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-028 CHAIR: visitor, clinical areas

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

REV DESCRIPTION DATE

4 RLS Reviewed and Updated inc. Name Change 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

GENXR

GENXR

GENERAL X-RAY ROOM

ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5

ELEVATION 1

ELEVATION 6

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-135 GPO: UPS, single, wall mounted

ELGP-140 GPO: three phase, single

ELGP-208 GPO: double, wall mounted

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-044 RACK: lead apron

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIHR-076 BRACKET: for display screen, triple, desk mounted

FIJO-029 BENCH: 750D, open under, X-ray

FIJO-099 CAC: cable access cap

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-028 CHAIR: visitor, clinical areas

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITAV-057 SPEAKER: ceiling recessed

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench

mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

ITSE-008 BUTTON: duress, mobile device

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-029 INTERCOM: audio, wall mount

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMMI-283 BUCKY: wall, general X-Ray

MMMI-285 CONSOLE: control, general X-Ray

MMMI-287 GENERATOR: radiology, general X-Ray

MMMI-289 STAND: ceiling, with traverse bridge, general X-Ray

MMMI-293 TABLE: floating top, general X-Ray

MMMI-295 SCREEN: imaging stitching barrier

MMMI-350 SCREEN: radiation, lead glass

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

ELEVATION 7 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

4 RLS Reviewed and Updated inc. Name Change 29.05.2019
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 3

GRE

GRE

GOODS RECIEPT - PHARMACY

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIJO-020 BENCH: 600D, open under, laminate finish

FIJO-194 SHELF: laminate

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC

WLPT-003 PARTITION: laminate

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

GYAH-45

GYAH-45

GYMNASIUM, 45m²

CODE DESCRIPTION

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-014 CHAIR: client

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQGE-009 CURTAIN: bed screen

FQGE-010 CURTAIN: privacy screen

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

MMAH-001 BARS: parallel

MMAH-002 BICYCLE: exercise

MMAH-024 STAIRS: exercise

MMAH-031 WEIGHTS: pulley, wall mount

MMAH-033 PLINTH: double width

MMAH-035 PLINTH: single width

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-006 BLIND: venetian

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-010 MIRROR: fixed, safety glass, full length

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIRT-017 STEEL MESH: framed, ceiling mount

FIRT-018 STEEL MESH: framed, wall mount

FIRT-023 TRACK: curtain, bedscreen, L shaped

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

PLAN

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

GYAH-45

GYAH-45

GYMNASIUM, 45m²

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

OPTIONAL

OPTIONAL

CODE DESCRIPTION

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-014 CHAIR: client

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQGE-009 CURTAIN: bed screen

FQGE-010 CURTAIN: privacy screen

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

MMAH-001 BARS: parallel

MMAH-002 BICYCLE: exercise

MMAH-024 STAIRS: exercise

MMAH-031 WEIGHTS: pulley, wall mount

MMAH-033 PLINTH: double width

MMAH-035 PLINTH: single width

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-006 BLIND: venetian

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-010 MIRROR: fixed, safety glass, full length

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIRT-017 STEEL MESH: framed, ceiling mount

FIRT-018 STEEL MESH: framed, wall mount

FIRT-023 TRACK: curtain, bedscreen, L shaped

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 3

GYAH-60

GYAH-60

GYMNASIUM, 60m²

CODE DESCRIPTION

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-014 CHAIR: client

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

MMAH-001 BARS: parallel

MMAH-002 BICYCLE: exercise

MMAH-024 STAIRS: exercise

MMAH-031 WEIGHTS: pulley, wall mount

MMAH-033 PLINTH: double width

MMAH-035 PLINTH: single width

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-006 BLIND: venetian

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-010 MIRROR: fixed, safety glass, full length

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIRT-017 STEEL MESH: framed, ceiling mount

FIRT-018 STEEL MESH: framed, wall mount

FIRT-025 TRACK: curtain, bedscreen, U shaped

PLAN

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 3

GYAH-60

GYAH-60

GYMNASIUM, 60m²

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4
OPTIONAL

OPTIONAL

CODE DESCRIPTION

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-014 CHAIR: client

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQGE-009 CURTAIN: bed screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

MMAH-001 BARS: parallel

MMAH-002 BICYCLE: exercise

MMAH-024 STAIRS: exercise

MMAH-031 WEIGHTS: pulley, wall mount

MMAH-033 PLINTH: double width

MMAH-035 PLINTH: single width

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-006 BLIND: venetian

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-010 MIRROR: fixed, safety glass, full length

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIRT-017 STEEL MESH: framed, ceiling mount

FIRT-018 STEEL MESH: framed, wall mount

FIRT-025 TRACK: curtain, bedscreen, U shaped

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017



AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE 5

HYDP

HYDP

HYDROTHERAPY POOL

CODE DESCRIPTION

DWGE-012 GATE & SCREEN: child proof

DWGE-014 GLAZING: safety glass

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-112 GPO: single, wall mounted, waterproof

FIGE-004 BENCH SEAT: fixed, indoor, adj lockers

FIRT-033 TRACK: curtain, shower

FLGE-010 FLOOR FINISH: tiles, ceramic, non-slip

FLSK-004 SKIRTING: tiles, coved, to match floor tiles

FQGE-011 CURTAIN: shower

FQSN-050 LOCKER: 4 tier (quarter size)

HYDR-004 DRAIN: floor waste

HYTP-008 OUTLET: cold water

ITCL-004 BUTTON: nurse call, emergency

ITCL-016 CLOCK: clock system slave, analogue

MMAH-017 HOIST: pool, hydraulic

MMAH-032 BLANKET: pool, auto-operated

MMBE-045 WHEELCHAIR

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLWA-011 WALL FINISH: tiles, ceramic, glazed

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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leaf, solid core, paint
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DOOR: 910mm c/o, single
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NOTE:

POOL SIZE 15m X 6m

THIS POOL HAS BEEN DESIGNED

FOR 12 USERS.

LARGE POOLS BASED ON

ADDITIONAL MODULES OF

2000x2000 PER USERS -

REFER TO AS 3973

RL= -900

600x600 ACCESS PANEL 600x600 ACCESS PANEL
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leaf, fully glazed, alum/safety

glass, powdercoat/paint

1500 CLEAR OPENING, EXIT
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COMPLY WITH AS1428 
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DOOR: 910mm c/o, single

leaf, fully glazed, alum/safety
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE  1 : 100 @ A3 5

HYDP

HYDP

HYDROTHERAPY POOL

PLAN

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

DWGE-012 GATE & SCREEN: child proof

DWGE-014 GLAZING: safety glass

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-112 GPO: single, wall mounted, waterproof

FIGE-004 BENCH SEAT: fixed, indoor, adj lockers

FIRT-033 TRACK: curtain, shower

FLGE-010 FLOOR FINISH: tiles, ceramic, non-slip

FLSK-004 SKIRTING: tiles, coved, to match floor tiles

FQGE-011 CURTAIN: shower

FQSN-050 LOCKER: 4 tier (quarter size)

HYDR-004 DRAIN: floor waste

HYTP-008 OUTLET: cold water

ITCL-004 BUTTON: nurse call, emergency

ITCL-016 CLOCK: clock system slave, analogue

MMAH-017 HOIST: pool, hydraulic

MMAH-032 BLANKET: pool, auto-operated

MMBE-045 WHEELCHAIR

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLWA-011 WALL FINISH: tiles, ceramic, glazed

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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DOOR: 910mm c/o, single

leaf, observation panel, solid

core/safety glass, paint

DWGL-007

DOOR: 910mm c/o, single

leaf, observation panel, solid

core/safety glass, paint
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ITSE-006

(OPTIONAL)

CLCL 3200
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FLCP-006

FLOOR FINISH: carpet, carpet tiles, 90/10

wool/nylon

FREE EGRESS OUT

SWIPE CARD OPTIONAL

FQBS-054

SWIPE CARD ENTRY (OPTIONAL),

FREE EGRESS OUT

FQDW-040
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DWWD-002
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DWWH-005
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FQCW-016 ITNE-049

ELPR-001

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

INTF-MH

INTF-MH

INTERVIEW ROOM - MENTAL HEALTH

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWWD-002 BLIND: holland

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-208.1 GPO: double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-016 NOTICEBOARD/WHITEBOARD: fixed, combined unit

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQBS-054 STOOL: ottoman

FQBS-056 CHAIR: tub, mental health

FQCW-016 BIN: waste, general, 20L

FQDW-040 DESK: fixed height, 1200W x 750D x 720H

FQGE-002 ARTWORK

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-038 READER: access control, general

WLWA-004 WALL FINISH: paint, acrylic, washable

PLAN

REV DESCRIPTION DATE

1 FIRST ISSUE 02.07.2018
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DOOR: 910mm c/o, single

leaf, observation panel,

solid core/glass, paint
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leaf, observation panel,

solid core/glass, paint
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FIBM-019

(OPTIONAL)

FQBS-010

SPACE FOR 

WHEELCHAIR

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

INTV

INTV

INTERVIEW ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-010 CHAIR: armchair

FQBS-041 LOUNGE: 2.5 seat

FQBS-058 CHAIR: visitor, patient, with arms

FQGE-002 ARTWORK

FQTA-075 TABLE: square, 600W, low height

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITSE-006 BUTTON: duress, fixed

ITSE-038 READER: access control, general

MMBE-045 WHEELCHAIR

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

6 General update following ERG review 18.01.2021

PLAN
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

LAUN-MH

LAUN-MH

LAUNDRY - MENTAL HEALTH, 6m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWOB-007 OBSERVATION: internal window, alum/safety glass, powdercoat/paint

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIHR-007 BRACKET: for dryer

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-144 CUPBOARD: wall mount, double door, adj shelves, anti ligature

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-056 MACHINE: washing, domestic

FQGE-015 DRYER: clothes, domestic

FQGE-028 IRON: clothes, electric

FQSM-030 TROLLEY: laundry, basket

FQSN-023 CABINET: ironing board

HYBA-064 SINK: single, laundry

HYDR-004 DRAIN: floor waste

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-037 TAPWARE: mixer, elbow levers

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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CEILING: plasterboard, water resistant,

flush set, suspended, paint, washable

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 4

LAUN-PT

LAUN-PT

LAUNDRY - PATIENT, 6m²

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-111 GPO: single, wall mounted, RCD protected

ELGP-209 GPO: double, wall mounted, RCD protected

FIHR-007 BRACKET: for dryer

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-003 FLOOR FINISH: vinyl, seamless, coved, non slip

FQCW-016 BIN: waste, general, 20L

FQCW-056 MACHINE: washing, domestic

FQGE-015 DRYER: clothes, domestic

FQGE-028 IRON: clothes, electric

FQSM-030 TROLLEY: laundry, basket

FQSN-023 CABINET: ironing board

HYBA-064 SINK: single, laundry

HYDR-004 DRAIN: floor waste

HYTP-008 OUTLET: cold water

HYTP-013 OUTLET: hot water

HYTP-040 TAPWARE: mixer, sink, accessible

MEEX-002 EXHAUST: dryer

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017



00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1

LINAC

LINAC

LINEAR ACCELERATOR TREATMENT ROOM

FLOOR TO FLOOR HEIGHT WILL BE HIGHER THAN USUAL TO ALLOW FOR 

APPROPRIATE SHIELDING AND ADEQUATE SPACE FOR BUILDING AND 
ENGINEERING SERVICES

CODE DESCRIPTION

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-073 DISPLAY SCREEN: patient treatment information

LIFX-004 LIGHT: illuminated sign, "Beam On-Beam Off"

LIFX-038 LIGHT: backlit feature panels

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-110 TROLLEY: clean linen, small

MMRA-004 LINEAR ACCELERATOR

MMRA-006 ACCESS PANEL: medical physics port

MMRA-008 DEVICE: surface guided radiation therapy system

MMRA-011 DEVICE: radiotherapy, daily QA

MMRA-012 GATE: light gate, radiotherapy bunker

MMRA-013 DISPLAY SCREEN: radiotherapy, ceiling mounted

MMRA-015 LASER: radiotherapy, ceiling mounted

MMRA-016 LASER: radiotherapy, lateral laser

MMRA-017 LASER: radiotherapy, sagittal laser

MMSP-026 SERVICES PANEL: wall mounted

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

CODE DESCRIPTION

DWGE-013 GATE: single leaf, steel, prefinished

ELBO-001 BUTTON: emergency stop

ELBO-010 SWITCH: light, 2-way

ELBO-012 SWITCH: light, dimmer

ELBO-019 BUTTON: last person out

ELGP-122 GPO: emergency power, single, on services panel

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-220.1 GPO: emergency power, double (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-006 DISPENSER: cleaning wipes

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-067 BRACKET: for monitor, wall mounted, articulated,

adj height

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIHR-089 BRACKET: surface guided radiation therapy

system, ceiling mounted

FIHR-093 BRACKET: keyboard shelf, wall mounted

FIJO-058 BENCH TOP: 600D, joinery under

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-165 CUPBOARD: tall, applicator storage, radiotherapy

FIJO-166 CUPBOARD: tall, shelving, horizontal patient device

storage, radiotherapy

FIJO-167 CUPBOARD: tall, shelving, vertical patient device

storage, radiotherapy

FIJO-212 BULKHEAD: joinery

FIJO-231 CUPBOARD: radiotherapy, laser enclosure

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-001 FLOOR FINISH: vinyl, seamless, coved, anti-static

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITAV-010 MICROPHONE: ceiling mounted

ITAV-057 SPEAKER: ceiling recessed

REV DESCRIPTION DATE

1 First Issue 28.06.2021



2
1

4
3

5

6

9

7
10

WLPR-006

HYBA-010

FIJO-058

IT
C

L-
00

4
IT

C
L-

00
8 MMGE-110

MMGE-048

FIDI-001

FIDI-014WLPR-006

ITNE-007

165 m²

ITNE-073

FIHR-006

W
LP

R
-0

06

ELPR-001

FIDI-006

MMRA-006

D
W

G
E

-0
13

MMRA-004
HYTP-037

FQCW-016 FIDI-025
FIDI-030

FIDI-031

FLVY-001

FLOOR FINISH: vinyl,

seamless, coved, anti-static

ITAV-057

ELBO-001

ITAV-057

ELBO-010

ELBO-019

WLPR-006

WLPR-006

FIHR-004
MMRA-013

FIHR-004
MMRA-013

MMRA-015

M
M

R
A

-0
16

M
M

R
A

-0
16

FI
JO

-2
31

MMRA-017

M
M

R
A

-0
08

M
M

R
A

-0
11

WLPR-006

WLPR-006

ELBO-012

E
LB

O
-0

10

LI
FX

-0
04

CONTROL ROOM

FIJO-166FIJO-166 FIJO-167 FIJO-167 FIJO-165

IT
IN

-0
16

E
LG

P
-2

23

IT
IN

-0
26

E
LG

P
-2

23
E

LG
P

-2
23

ITAV-010

ITAV-010

M
M

R
A

-0
12

STEEL PLATE MAY BE USED IN LIEU OF INCREASED 

CONCRETE THICKNESS - TO BE CONFIRMED WITH 

RADIATION CONSULTANT

FI
JO

-1
35

FI
JO

-1
35

FI
JO

-1
35

1
1
1
0
0

12195

RED LINE INDICATES EXTENT OF ROOM BOUNDARY.

AREA MEASUREMENT HAS BEEN TAKEN FROM THE 

CENTRELINE OF THE PRIMARY SHIELDING WALLS AND IS 

INCLUSIVE OF THE ENTIRE FRONT AND REAR WALLS, COMING 

TO 165M2. THE INTERNAL ROOM AREA (INCLUSIVE OF MAZE 

SHIELDING) IS 114M2.

ALL SHIELDING WALL THICKNESSES ARE INDICATIVE AND 

MUST BE CONFIRMED WITH A RADIATION CONSULTANT.

ADDITIONAL AREA HAS BEEN ALLOCATED FOR SHIELDING AT 

EACH END OF A ROW OF BUNKERS IN THE SCHEDULE OF 

ACCOMMODATION IN HPU 660 RADIATION ONCOLOGY UNIT. 

THIS SUPPORTS EARLY PLANNING TO ACCOUNT FOR 

SHIELDING WHERE THERE MAY BE NO ADJACENT BUNKER.

FIHR-016
FQCW-044

ITNE-067
ITNE-066
FIHR-067 ELGP-123

ITIN-016

ISOCENTRE CENTRED ON PRIMARY 

SHIELDING BARRIER

A
S

 R
E

Q
U

IR
E

D
 F

O
R

 S
P

E
C

IA
L
IS

E
D

 T
R

E
A

T
M

E
N

T
S

MMSP-026

FIJO-140

THICKNESS OF CONCRETE IS INDICATIVE 

ONLY - TO BE CONFIRMED WITH 

RADIATION CONSULTANT

8

FI
JO

-2
31

FIHR-093

FIJO-231

ITCL-012

(OPTIONAL FOR TOTAL BODY

IRRADIATION/ADDITIONAL

MONITORING)

ITCL-012

ITCL-012

ITCL-012

IT
IN

-0
11

E
LG

P
-1

25
E

LG
P

-1
25

IT
IN

-0
11

LIFX-038

LIFX-038

MMRA-008

MMRA-008

ITCL-012

ITCL-012

8
3
9
0

8675

FIHR-077

ITIN-011ELGP-125

ELGP-125 ITIN-011

FIHR-077

FIHR-077

ITIN-011
ELGP-125

IT
IN

-0
11

E
LG

P
-1

25
E

LG
P

-1
25

IT
IN

-0
11

IT
IN

-0
11

E
LG

P
-1

25

FIHR-077

E
LG

P
-1

25

(O
P

TI
O

N
A

L)

IT
IN

-0
11

(O
P

TI
O

N
A

L)

FI
H

R
-0

77

(O
P

TI
O

N
A

L)

FIHR-077
ITIN-011
ELGP-125

FIJO-166

ELGP-125

REQUIREMENT FOR 

RETURN WALL AND 

OVERALL MAZE/LENGTH 

TO BE CONFIRMED WITH 

RADIATION CONSULTANT

EQUIPMENT ZONE AS REQUIRED BASED 

ON VENDOR SPECIFICATIONS

ELBO-001

E
LB

O
-0

01

E
LB

O
-0

01

E
LP

R
-0

06
E

LP
R

-0
06

IT
IN

-0
11

E
LG

P
-1

25 FI
H

R
-0

89

E
LP

R
-0

06
E

LP
R

-0
06

FI
H

R
-0

89
FI

H
R

-0
89

ELGP-223
ITIN-016

14900

W
LP

R
-0

06

MODULATOR ROOM

(OPTIONAL)

ELGP-123

MAZE WIDTH TO BE 

VALIDATED AGAINST 

VENDOR REQUIREMENTS 

FOR MODALITY DELIVERY

012345m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:100

1 : 100 @ A3 1

LINAC

LINAC

LINEAR ACCELERATOR TREATMENT ROOM

REV DESCRIPTION DATE

1 First Issue 28.06.2021

PLAN

CODE DESCRIPTION

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-073 DISPLAY SCREEN: patient treatment information

LIFX-004 LIGHT: illuminated sign, "Beam On-Beam Off"

LIFX-038 LIGHT: backlit feature panels

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-110 TROLLEY: clean linen, small

MMRA-004 LINEAR ACCELERATOR

MMRA-006 ACCESS PANEL: medical physics port

MMRA-008 DEVICE: surface guided radiation therapy system

MMRA-011 DEVICE: radiotherapy, daily QA

MMRA-012 GATE: light gate, radiotherapy bunker

MMRA-013 DISPLAY SCREEN: radiotherapy, ceiling mounted

MMRA-015 LASER: radiotherapy, ceiling mounted

MMRA-016 LASER: radiotherapy, lateral laser

MMRA-017 LASER: radiotherapy, sagittal laser

MMSP-026 SERVICES PANEL: wall mounted

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

CODE DESCRIPTION

DWGE-013 GATE: single leaf, steel, prefinished

ELBO-001 BUTTON: emergency stop

ELBO-010 SWITCH: light, 2-way

ELBO-012 SWITCH: light, dimmer

ELBO-019 BUTTON: last person out

ELGP-122 GPO: emergency power, single, on services panel

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-220.1 GPO: emergency power, double (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-006 DISPENSER: cleaning wipes

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-067 BRACKET: for monitor, wall mounted, articulated,

adj height

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIHR-089 BRACKET: surface guided radiation therapy

system, ceiling mounted

FIHR-093 BRACKET: keyboard shelf, wall mounted

FIJO-058 BENCH TOP: 600D, joinery under

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-165 CUPBOARD: tall, applicator storage, radiotherapy

FIJO-166 CUPBOARD: tall, shelving, horizontal patient device

storage, radiotherapy

FIJO-167 CUPBOARD: tall, shelving, vertical patient device

storage, radiotherapy

FIJO-212 BULKHEAD: joinery

FIJO-231 CUPBOARD: radiotherapy, laser enclosure

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-001 FLOOR FINISH: vinyl, seamless, coved, anti-static

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITAV-010 MICROPHONE: ceiling mounted

ITAV-057 SPEAKER: ceiling recessed
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1

LINAC

LINAC

LINEAR ACCELERATOR TREATMENT ROOM

ELEVATION 1

ELEVATION 2

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-073 DISPLAY SCREEN: patient treatment information

LIFX-004 LIGHT: illuminated sign, "Beam On-Beam Off"

LIFX-038 LIGHT: backlit feature panels

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-110 TROLLEY: clean linen, small

MMRA-004 LINEAR ACCELERATOR

MMRA-006 ACCESS PANEL: medical physics port

MMRA-008 DEVICE: surface guided radiation therapy system

MMRA-011 DEVICE: radiotherapy, daily QA

MMRA-012 GATE: light gate, radiotherapy bunker

MMRA-013 DISPLAY SCREEN: radiotherapy, ceiling mounted

MMRA-015 LASER: radiotherapy, ceiling mounted

MMRA-016 LASER: radiotherapy, lateral laser

MMRA-017 LASER: radiotherapy, sagittal laser

MMSP-026 SERVICES PANEL: wall mounted

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

CODE DESCRIPTION

DWGE-013 GATE: single leaf, steel, prefinished

ELBO-001 BUTTON: emergency stop

ELBO-010 SWITCH: light, 2-way

ELBO-012 SWITCH: light, dimmer

ELBO-019 BUTTON: last person out

ELGP-122 GPO: emergency power, single, on services panel

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-220.1 GPO: emergency power, double (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-006 DISPENSER: cleaning wipes

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-067 BRACKET: for monitor, wall mounted, articulated,

adj height

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIHR-089 BRACKET: surface guided radiation therapy

system, ceiling mounted

FIHR-093 BRACKET: keyboard shelf, wall mounted

FIJO-058 BENCH TOP: 600D, joinery under

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-165 CUPBOARD: tall, applicator storage, radiotherapy

FIJO-166 CUPBOARD: tall, shelving, horizontal patient device

storage, radiotherapy

FIJO-167 CUPBOARD: tall, shelving, vertical patient device

storage, radiotherapy

FIJO-212 BULKHEAD: joinery

FIJO-231 CUPBOARD: radiotherapy, laser enclosure

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-001 FLOOR FINISH: vinyl, seamless, coved, anti-static

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITAV-010 MICROPHONE: ceiling mounted

ITAV-057 SPEAKER: ceiling recessed

REV DESCRIPTION DATE

1 First Issue 28.06.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50
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1

LINAC

LINAC

LINEAR ACCELERATOR TREATMENT ROOM

ELEVATION 6 ELEVATION 7

ELEVATION 9 ELEVATION 10

ELEVATION 11( 1 : 25 @ A3 )

ELEVATION 8

REV DESCRIPTION DATE

1 First Issue 28.06.2021

ELEVATION 5

CODE DESCRIPTION

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-073 DISPLAY SCREEN: patient treatment information

LIFX-004 LIGHT: illuminated sign, "Beam On-Beam Off"

LIFX-038 LIGHT: backlit feature panels

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-110 TROLLEY: clean linen, small

MMRA-004 LINEAR ACCELERATOR

MMRA-006 ACCESS PANEL: medical physics port

MMRA-008 DEVICE: surface guided radiation therapy system

MMRA-011 DEVICE: radiotherapy, daily QA

MMRA-012 GATE: light gate, radiotherapy bunker

MMRA-013 DISPLAY SCREEN: radiotherapy, ceiling mounted

MMRA-015 LASER: radiotherapy, ceiling mounted

MMRA-016 LASER: radiotherapy, lateral laser

MMRA-017 LASER: radiotherapy, sagittal laser

MMSP-026 SERVICES PANEL: wall mounted

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

CODE DESCRIPTION

DWGE-013 GATE: single leaf, steel, prefinished

ELBO-001 BUTTON: emergency stop

ELBO-010 SWITCH: light, 2-way

ELBO-012 SWITCH: light, dimmer

ELBO-019 BUTTON: last person out

ELGP-122 GPO: emergency power, single, on services panel

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-220.1 GPO: emergency power, double (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-006 DISPENSER: cleaning wipes

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-067 BRACKET: for monitor, wall mounted, articulated,

adj height

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIHR-089 BRACKET: surface guided radiation therapy

system, ceiling mounted

FIHR-093 BRACKET: keyboard shelf, wall mounted

FIJO-058 BENCH TOP: 600D, joinery under

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-140 CUPBOARD: underbench, single door, adj shelves

FIJO-165 CUPBOARD: tall, applicator storage, radiotherapy

FIJO-166 CUPBOARD: tall, shelving, horizontal patient device

storage, radiotherapy

FIJO-167 CUPBOARD: tall, shelving, vertical patient device

storage, radiotherapy

FIJO-212 BULKHEAD: joinery

FIJO-231 CUPBOARD: radiotherapy, laser enclosure

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-001 FLOOR FINISH: vinyl, seamless, coved, anti-static

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITAV-010 MICROPHONE: ceiling mounted

ITAV-057 SPEAKER: ceiling recessed
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1

LINAC-CR

LINAC-CR

LINEAR ACCELERATOR CONTROL ROOM

ELEVATION 1

ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-106 GPO: single, special, for equipment

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIHR-080 BRACKET: for bench, 750D, wall mounted

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIJO-213 PANEL: joinery carcass end

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQGE-005 CLOCK: analogue, battery operated

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITAV-057 SPEAKER: ceiling recessed

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITIN-055 OUTLET: data, USB, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-071 COMPUTER: desktop, with dual display screens

ITNE-074 DISPLAY SCREEN: patient observation

ITSE-006 BUTTON: duress, fixed

MMRA-006 ACCESS PANEL: medical physics port

MMRA-007 CABINET: linear accelerator computer cabinet

MMRA-009 COMPUTER: linear accelerator control system PC

MMRA-010 CONSOLE: control, linear accelerator

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

1 First Issue 28.06.2021

PLAN
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 4

LNPA-12

LNPA-12

LOUNGE - PARENT, 12m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-002 OBSERVATION: internal window, alum/glass, door height, powdercoat

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-006 BLIND: venetian

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109 GPO: single, wall mounted

FIHR-006 BRACKET: for display screen, wall mounted

FIRT-030 TRACK: curtain, flat pelmet

FLCP-003 FLOOR FINISH: carpet, broadloom, 48 oz., 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-028 CHAIR: visitor, clinical areas

FQBS-039 LOUNGE: 1 seat

FQGE-002 ARTWORK

FQTA-075 TABLE: square, 600W, low height

ITBU-011.1 DISPLAY SCREEN: MATV, 54cm

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

WLWA-004 WALL FINISH: paint, acrylic, washable

PLAN

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 2

LNPF-20

LNPF-20

LOUNGE - PATIENT / FAMILY, 20m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-013 WINDOW DRESSING: external window

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-045 RACK: magazine/pamphlet

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-028 CHAIR: visitor, clinical areas

FQBS-039 LOUNGE: 1 seat

FQBS-043 LOUNGE: 2 seat, 1600 wide

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQSN-008 BOOKCASE

FQTA-075 TABLE: square, 600W, low height

ITBU-011 DISPLAY SCREEN: MATV

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

MMBE-045 WHEELCHAIR

MMGE-019 CHAIR: patient

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

2 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 5

LNPT-10

LNPT-10

LOUNGE - PATIENT/ FAMILY, 10m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-005 OBSERVATION: internal window, alum/glass, powdercoat

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIHR-006 BRACKET: for display screen, wall mounted

FIRT-030 TRACK: curtain, flat pelmet

FLCP-003 FLOOR FINISH: carpet, broadloom, 48 oz., 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-030 CHAIR: visitor, patient

FQGE-002 ARTWORK

FQTA-075 TABLE: square, 600W, low height

ITBU-011.1 DISPLAY SCREEN: MATV, 54cm

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

MMGE-019 CHAIR: patient

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 5

LNPT-30

LNPT-30

LOUNGE - PATIENT/ FAMILY, 30m²

PLAN

CODE DESCRIPTION

DWOB-005 OBSERVATION: internal window, alum/glass, powdercoat

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-209 GPO: double, wall mounted, RCD protected

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIHR-006 BRACKET: for display screen, wall mounted

FIRT-030 TRACK: curtain, flat pelmet

FLCP-003 FLOOR FINISH: carpet, broadloom, 48 oz., 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-028 CHAIR: visitor, clinical areas

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQTA-075 TABLE: square, 600W, low height

ITBU-011.1 DISPLAY SCREEN: MATV, 54cm

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 5

LNPT-30

LNPT-30

LOUNGE - PATIENT/ FAMILY, 30m²

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-005 OBSERVATION: internal window, alum/glass, powdercoat

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-011 CURTAIN: window, drapes

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-209 GPO: double, wall mounted, RCD protected

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIHR-006 BRACKET: for display screen, wall mounted

FIRT-030 TRACK: curtain, flat pelmet

FLCP-003 FLOOR FINISH: carpet, broadloom, 48 oz., 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-028 CHAIR: visitor, clinical areas

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQTA-075 TABLE: square, 600W, low height

ITBU-011.1 DISPLAY SCREEN: MATV, 54cm

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

MAMMO

MAMMO

MAMMOGRAPHY ROOM
CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-005 BRACKET: for display screen, PACS, wall mounted

FIHR-019 BRACKET: for suction bottle

FIHR-055 RACK: scanhead

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-099 CAC: cable access cap

FIRT-040 TRACK: curtain, privacy, L shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQDW-028 WORKSTATION: straight, adj height, 1200W x 750D x 750H nom.

FQGE-010 CURTAIN: privacy screen

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-070 DISPLAY SCREEN: PACS

ITSE-006 BUTTON: duress, fixed

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-019 CHAIR: patient

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMMI-159 DEVICE: imaging, mammography

MMMI-162 CONSOLE: control, mammography

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

ELEVATION 2 ELEVATION 3 ELEVATION 4ELEVATION 1

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

4 RLS Reviewed and Updated inc. Name Change 29.05.2019

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1

MED-14

MED-14

MEDICATION ROOM, 14m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIDI-052 DISPENSER: sticker roll

FIHR-016 BRACKET: for sharps bin

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-108 CUPBOARD: drawer unit, baskets, 3 x Wire (400mm wide)

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQCW-061 BIN: waste, pharmaceutical

FQSM-046 SHELVING: storage solution, 600W x 400D x 2100H nom., wire, mobile

FQSM-048 SHELVING: storage solution, shelving, 600W x 400D x 2100H nom., wire, mobile

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITSE-012 CAMERA: CCTV

ITSE-038 READER: access control, general

LIFX-008 LIGHT: task light, built in

MMGE-034 FRIDGE: drugs, large

MMGE-087 SAFE: dangerous drugs, medium

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

1 First Issue 18.01.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

MEET-9

MEET-9

MEETING ROOM, 9m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-006 BRACKET: for display screen, wall mounted

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-059 CHAIR: meeting room, stackable

FQCW-016 BIN: waste, general, 20L

FQTA-023 TABLE: rectangular, 1500L x 900W, work height

ITAV-006 CONTROL PANEL: AV system, wall mount

ITAV-051 DISPLAY SCREEN: audio visual

ITAV-062 CONTROL PANEL: room booking system

ITAV-063 COMPUTER: AV system

ITAV-090 SOUNDBAR: AV system, camera, speaker and microphone

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-046 OUTLET: data, quad RJ45, wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

MEET-15

MEET-15

MEETING ROOM, 15m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-203 GPO: double, in floorbox

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-194 SHELF: laminate

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-059 CHAIR: meeting room, stackable

FQCW-016 BIN: waste, general, 20L

FQTA-086 TABLE: meeting room, folding

ITAV-006 CONTROL PANEL: AV system, wall mount

ITAV-051 DISPLAY SCREEN: audio visual

ITAV-062 CONTROL PANEL: room booking system

ITAV-063 COMPUTER: AV system

ITAV-090 SOUNDBAR: AV system, camera, speaker and microphone

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-046 OUTLET: data, quad RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITIN-145 DESK BOX: for power, data, AV, flush mounted, softwired

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

MEET-20

MEET-20

MEETING ROOM, 20m²

PLAN

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-203 GPO: double, in floorbox

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-194 SHELF: laminate

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-059 CHAIR: meeting room, stackable

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQTA-086 TABLE: meeting room, folding

ITAV-006 CONTROL PANEL: AV system, wall mount

ITAV-051 DISPLAY SCREEN: audio visual

ITAV-062 CONTROL PANEL: room booking system

ITAV-063 COMPUTER: AV system

ITAV-071 MICROPHONE: AV system, ceiling mounted, array

ITAV-090 SOUNDBAR: AV system, camera, speaker and microphone

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-021 OUTLET: data, double RJ45, ceiling mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITIN-145 DESK BOX: for power, data, AV, flush mounted, softwired

ITNE-004 CAMERA: video conferencing

WLWA-004 WALL FINISH: paint, acrylic, washable
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REV DESCRIPTION DATE
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 7

MEET-30

MEET-30

MEETING ROOM, 30m²

PLAN

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-203 GPO: double, in floorbox

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-065 BRACKET: for bench, 450D, wall mounted

FIJO-011 BENCH: 450D, open under, laminate finish

FIJO-099 CAC: cable access cap

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-059 CHAIR: meeting room, stackable

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQTA-086 TABLE: meeting room, folding

ITAV-006 CONTROL PANEL: AV system, wall mount

ITAV-051 DISPLAY SCREEN: audio visual

ITAV-057 SPEAKER: ceiling recessed

ITAV-062 CONTROL PANEL: room booking system

ITAV-063 COMPUTER: AV system

ITAV-071 MICROPHONE: AV system, ceiling mounted, array

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-021 OUTLET: data, double RJ45, ceiling mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITIN-145 DESK BOX: for power, data, AV, flush mounted, softwired

ITNE-004 CAMERA: video conferencing

WLWA-001 WALL FINISH: acoustic panels, prefinished

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 7

MEET-30

MEET-30

MEETING ROOM, 30m²

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-203 GPO: double, in floorbox

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-065 BRACKET: for bench, 450D, wall mounted

FIJO-011 BENCH: 450D, open under, laminate finish

FIJO-099 CAC: cable access cap

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-059 CHAIR: meeting room, stackable

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQTA-086 TABLE: meeting room, folding

ITAV-006 CONTROL PANEL: AV system, wall mount

ITAV-051 DISPLAY SCREEN: audio visual

ITAV-057 SPEAKER: ceiling recessed

ITAV-062 CONTROL PANEL: room booking system

ITAV-063 COMPUTER: AV system

ITAV-071 MICROPHONE: AV system, ceiling mounted, array

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-021 OUTLET: data, double RJ45, ceiling mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITIN-145 DESK BOX: for power, data, AV, flush mounted, softwired

ITNE-004 CAMERA: video conferencing

WLWA-001 WALL FINISH: acoustic panels, prefinished

WLWA-004 WALL FINISH: paint, acrylic, washable
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REV DESCRIPTION DATE
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 3

MEET-55

MEET-55

MEETING ROOM, 55m²

PLAN

CODE DESCRIPTION

ITAV-051 DISPLAY SCREEN: audio visual

ITAV-057 SPEAKER: ceiling recessed

ITAV-062 CONTROL PANEL: room booking system

ITAV-063 COMPUTER: AV system

ITAV-064 CAMERA: AV system, ceiling mounted

ITAV-071 MICROPHONE: AV system, ceiling mounted, array

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-021 OUTLET: data, double RJ45, ceiling mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITNE-004 CAMERA: video conferencing

WLWA-001 WALL FINISH: acoustic panels, prefinished

WLWA-004 WALL FINISH: paint, acrylic, washable

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-203 GPO: double, in floorbox

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-006 BRACKET: for display screen, wall mounted

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-059 CHAIR: meeting room, stackable

FQCW-016 BIN: waste, general, 20L

FQDW-006 LECTERN: mobile

FQGE-005 CLOCK: analogue, battery operated

FQTA-086 TABLE: meeting room, folding

ITAV-006 CONTROL PANEL: AV system, wall mount

ITAV-014 MICROPHONE: surface mounted, gooseneck

REV DESCRIPTION DATE

3 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 3

MEET-55

MEET-55

MEETING ROOM, 55m²

CODE DESCRIPTION

ITAV-051 DISPLAY SCREEN: audio visual

ITAV-057 SPEAKER: ceiling recessed

ITAV-062 CONTROL PANEL: room booking system

ITAV-063 COMPUTER: AV system

ITAV-064 CAMERA: AV system, ceiling mounted

ITAV-071 MICROPHONE: AV system, ceiling mounted, array

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-021 OUTLET: data, double RJ45, ceiling mounted

ITIN-022 OUTLET: data, double RJ45, in floorbox

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITNE-004 CAMERA: video conferencing

WLWA-001 WALL FINISH: acoustic panels, prefinished

WLWA-004 WALL FINISH: paint, acrylic, washable

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-203 GPO: double, in floorbox

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-006 BRACKET: for display screen, wall mounted

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-059 CHAIR: meeting room, stackable

FQCW-016 BIN: waste, general, 20L

FQDW-006 LECTERN: mobile

FQGE-005 CLOCK: analogue, battery operated

FQTA-086 TABLE: meeting room, folding

ITAV-006 CONTROL PANEL: AV system, wall mount

ITAV-014 MICROPHONE: surface mounted, gooseneck

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

3 General update following ERG review 24.06.2022
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

MOR-AU

MOR-AU

MORTUARY - AUTOPSY ROOM

CODE DESCRIPTION

DWOB-005 OBSERVATION: internal window, alum/glass, powdercoat

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-029 HOOK: equipment

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIRT-005 GRAB RAIL: stainless steel

FIRT-046 GRAB RAIL: stainless steel, freestanding

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQBS-051 STOOL: mobile, adj height

FQCW-004 BIN: waste, clinical, 120L

FQCW-015 BIN: waste, general, 120L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-005 CLOCK: analogue, battery operated

HYBA-009 BASIN: handwash, Type A, scrub

HYBA-055 SINK: single, 500 x 450 x 250D

HYDR-001 DRAIN: special requirements

HYDR-003 DRAIN: floor trough

HYDR-004 DRAIN: floor waste

HYGE-026 TROUGH: boot wash

HYTP-003 HOSE REEL: retractable

HYTP-012 OUTLET: hosecock, cold water

HYTP-023 SHOWER: safety, eyewash combination

HYTP-028 SPOUT: bath, wall mounted

HYTP-030 TAPWARE: cold

HYTP-034 TAPWARE: laboratory

HYTP-038 TAPWARE: mixer, elbow levers, long

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-029 INTERCOM: audio, wall mount

LIFX-014 LIGHT: procedure, ceiling mounted

LIFX-037 LIGHT: LED strip, ceiling mounted

MMBE-070 LIFTER: patient, ceiling mounted, motor and sling component, mortuary

MMBE-071 LIFTER: patient, ceiling mounted, track, linear, mortuary

MMGE-048 LINEN CARRIER: dirty, single

MMGE-119 TROLLEY: equipment

MMGE-185 SCALES: digital, benchtop

MMLA-086 TABLE: evisceration, height adjustable

MMLA-087 TABLE: dissection, height adjustable

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

4 General update following ERG review 18.01.2021
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

MOR-AU

MOR-AU

MORTUARY - AUTOPSY ROOM

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-005 OBSERVATION: internal window, alum/glass, powdercoat

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-029 HOOK: equipment

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIJO-021 BENCH: 600D, open under, stainless steel lipped

FIJO-100 BENCH LEGS: stainless steel, for bench top

FIRT-005 GRAB RAIL: stainless steel

FIRT-046 GRAB RAIL: stainless steel, freestanding

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQBS-051 STOOL: mobile, adj height

FQCW-004 BIN: waste, clinical, 120L

FQCW-015 BIN: waste, general, 120L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-005 CLOCK: analogue, battery operated

HYBA-009 BASIN: handwash, Type A, scrub

HYBA-055 SINK: single, 500 x 450 x 250D

HYDR-001 DRAIN: special requirements

HYDR-003 DRAIN: floor trough

HYDR-004 DRAIN: floor waste

HYGE-026 TROUGH: boot wash

HYTP-003 HOSE REEL: retractable

HYTP-012 OUTLET: hosecock, cold water

HYTP-023 SHOWER: safety, eyewash combination

HYTP-028 SPOUT: bath, wall mounted

HYTP-030 TAPWARE: cold

HYTP-034 TAPWARE: laboratory

HYTP-038 TAPWARE: mixer, elbow levers, long

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-029 INTERCOM: audio, wall mount

LIFX-014 LIGHT: procedure, ceiling mounted

LIFX-037 LIGHT: LED strip, ceiling mounted

MMBE-070 LIFTER: patient, ceiling mounted, motor and sling component, mortuary

MMBE-071 LIFTER: patient, ceiling mounted, track, linear, mortuary

MMGE-048 LINEN CARRIER: dirty, single

MMGE-119 TROLLEY: equipment

MMGE-185 SCALES: digital, benchtop

MMLA-086 TABLE: evisceration, height adjustable

MMLA-087 TABLE: dissection, height adjustable

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

4 General update following ERG review 18.01.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

MOR-BH

MOR-BH

MORTUARY - BODY HOLDING

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-106 GPO: single, special, for equipment

ELGP-110 GPO: single, wall mounted, cleaner

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-029 HOOK: equipment

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYDR-004 DRAIN: floor waste

HYTP-003 HOSE REEL: retractable

HYTP-012 OUTLET: hosecock, cold water

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-001 ALARM: equipment monitoring, temperature

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMBE-070 LIFTER: patient, ceiling mounted, motor and sling component, mortuary

MMBE-071 LIFTER: patient, ceiling mounted, track, linear, mortuary

MMGE-133 TROLLEY: mortuary, hydraulic

MMGE-183 FRIDGE: body holding, triple tier

WLPR-006 WALL PROTECTION: corner guards

WLPR-021 WALL PROTECTION: crash rail, at 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

REV DESCRIPTION DATE

4 General update following ERG review 18.01.2021
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

MOR-BH

MOR-BH

MORTUARY - BODY HOLDING

ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-106 GPO: single, special, for equipment

ELGP-110 GPO: single, wall mounted, cleaner

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-029 HOOK: equipment

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYDR-004 DRAIN: floor waste

HYTP-003 HOSE REEL: retractable

HYTP-012 OUTLET: hosecock, cold water

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-001 ALARM: equipment monitoring, temperature

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMBE-070 LIFTER: patient, ceiling mounted, motor and sling component, mortuary

MMBE-071 LIFTER: patient, ceiling mounted, track, linear, mortuary

MMGE-133 TROLLEY: mortuary, hydraulic

MMGE-183 FRIDGE: body holding, triple tier

WLPR-006 WALL PROTECTION: corner guards

WLPR-021 WALL PROTECTION: crash rail, at 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFLELEVATION 3

ELEVATION 2

REV DESCRIPTION DATE

4 General update following ERG review 18.01.2021

ELEVATION 1
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 25 @ A3FOR GUIDANCE

1:50

1 : 50 @ A3 4

MOR-BR

MOR-BR

MORTUARY - BODY RECEPTION

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-018 DISPENSER: gown

FIDI-021 DISPENSER: mask

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQDW-045 DESK: adj height, 2400W x 750D x 750H nom.

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

LIFX-008 LIGHT: task light, built in

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 General update following ERG review 18.01.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

MOR-VR

MOR-VR

MORTUARY - VIEWING ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-005 OBSERVATION: internal window, alum/glass, powdercoat

DWPR-003 DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

FIDI-001 DISPENSER: alcohol based hand rub

FIRT-031 TRACK: curtain, privacy

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQGE-010 CURTAIN: privacy screen

MMGE-186 TROLLEY: mortuary, transport

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 General update following ERG review 18.01.2021

PLAN



150

2700

1100

300

2100

0
DWPR-003

DWGL-005

FQBS-032

WLWA-004

E
LB

O
-0

15

FLSK-009

FI
D

I-0
01

FQ
C

W
-0

16

150

2700

2100

750

0

DWOB-005

FLSK-009

WLWA-004

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

FQBS-043

DWSC-003

DWPR-003 150

2700

1200

600

0 FLSK-009

WLWA-004

E
LG

P
-1

09

FQTA-034
FQBS-043

FQGE-002

FQBS-032

150

1400

2700

600

0

WLWA-004

FLSK-009

FQTA-034 FQBS-032 E
LG

P
-1

09

IT
S

E
-0

06

3
24

1

CLCL
3000

C L
C L

3
0
0
0

FQBS-043

9 m²

FQBS-032

E
LG

P
-1

09

FQ
G

E-
00

2

DWGL-005

DOOR: 910mm c/o, single

leaf, observation panel,

solid core/glass, paint

FQBS-032

FQTA-034

D
W

O
B

-0
05

VIEWING ROOM

FLCP-006

FLOOR FINISH: carpet,

carpet tiles, 90/10

wool/nylon

D
W

S
C

-0
03

D
O

O
R

: 9
10

m
m

 c
/o

, s
in

g
le

le
af

, s
ol

id
 c

or
e,

 p
ai

nt

FI
D

I-0
01

FQCW-016

FQBS-032

ELGP-109

ITSE-006

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

MOR-W

MOR-W

MORTUARY - WAITING

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-005 OBSERVATION: internal window, alum/glass, powdercoat

DWPR-003 DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-032 CHAIR: waiting

FQBS-043 LOUNGE: 2 seat, 1600 wide

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQTA-034 TABLE: rectangular, 900L x 600W, low height

ITSE-006 BUTTON: duress, fixed

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 General update following ERG review 18.01.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

MRICR

MRICR

MRI CONTROL ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWWD-004 BLIND: roller

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-135 GPO: UPS, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIHR-070 BRACKET: for display screen, dual, desk mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-099 CAC: cable access cap

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSN-031 CABINET: short, single door, tambour, adj shelves, lockable

FQSN-050 LOCKER: 4 tier (quarter size)

HYGE-025 CONTROL PANEL: process cooling water pump

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITAV-057 SPEAKER: ceiling recessed

ITCL-004 BUTTON: nurse call, emergency

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-070 DISPLAY SCREEN: PACS

MEGE-014 ALARM: oxygen depletion

MEGE-017 CONTROL PANEL: HVAC

MGFP-001 ALARM PANEL: medical gases

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMMI-171 BOX: alarm, MRI

MMMI-193 COMPUTER: tower, acquisition, MRI

MMMI-195 WINDOW: radiofrequency, MRI

MMMI-197 BUTTON: quench

MMMI-199 PANEL: waveguide, MRI

MMMI-202 CONSOLE: Control, MRI

MMMI-369 DISPLAY SCREEN: contrast injector

WLWA-004 WALL FINISH: paint, acrylic, washable

PLAN

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

MRIR

MRIR

MRI ROOM

PLAN

CODE DESCRIPTION

MEGE-016 SENSOR: oxygen depletion

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMMI-175 CABIN: radio frequency, faraday cage, MRI

MMMI-180 DEVICE: imaging, magnet, MRI

MMMI-183 INJECTOR: contrast, MRI

MMMI-185 PIPE: quench, MRI

MMMI-188 CAMERA: observation, MRI

MMMI-191 TABLE: patient, fixed, MRI

MMMI-195 WINDOW: radiofrequency, MRI

MMMI-198 MACHINE: anaesthetic, MRI compatible

MMMI-199 PANEL: waveguide, MRI

MMMI-200 TROLLEY: patient, transport, MRI compatible

MMMI-201 PANEL: penetration, MRI

MMMI-368 LASER: positioning lights, MRI

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-133 GPO: UPS, single, on services panel

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIHR-019 BRACKET: for suction bottle

FIHR-082 BRACKET: for observation camera, MRI compatible, wall mounted

FIJO-116 CUPBOARD: tall, double door, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-037 FOOTSTOOL

ITAV-057 SPEAKER: ceiling recessed

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITSE-025 DOOR RELEASE: access control, remote activation

NOTE: ROOM WIDTH DESIGNED TO CAPTURE 3 TESLA 5 GAUSS LINE

ROOM WIDTH MAY BE DECREASED FOR 1.5 TESLA MRI

REV DESCRIPTION DATE

1 First Issue 29.05.2019

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental concerns. 
It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated nitrous oxide and 
associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped outlets or via cylinder is to 
be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational considerations such as monitoring and 
measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

MRIR

MRIR

MRI ROOM

ELEVATION 4

ELEVATION 1 ELEVATION 2

ELEVATION 3

CODE DESCRIPTION

MEGE-016 SENSOR: oxygen depletion

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMMI-175 CABIN: radio frequency, faraday cage, MRI

MMMI-180 DEVICE: imaging, magnet, MRI

MMMI-183 INJECTOR: contrast, MRI

MMMI-185 PIPE: quench, MRI

MMMI-188 CAMERA: observation, MRI

MMMI-191 TABLE: patient, fixed, MRI

MMMI-195 WINDOW: radiofrequency, MRI

MMMI-198 MACHINE: anaesthetic, MRI compatible

MMMI-199 PANEL: waveguide, MRI

MMMI-200 TROLLEY: patient, transport, MRI compatible

MMMI-201 PANEL: penetration, MRI

MMMI-368 LASER: positioning lights, MRI

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-133 GPO: UPS, single, on services panel

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIHR-019 BRACKET: for suction bottle

FIHR-082 BRACKET: for observation camera, MRI compatible, wall mounted

FIJO-116 CUPBOARD: tall, double door, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-037 FOOTSTOOL

ITAV-057 SPEAKER: ceiling recessed

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITSE-025 DOOR RELEASE: access control, remote activation

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

NBIC-HD

NBIC-HD

NEONATAL BAY - INTENSIVE CARE / HIGH

DEPENDENCY CARE
CODE DESCRIPTION

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-133 GPO: UPS, single, on services panel

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIBM-018 WHITEBOARD: fixed

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIHR-083 BRACKET: for neonatal camera, crib mounted

FIHR-084 BRACKET: for oxygen and air mixer

FIHR-085 BRACKET: for neonatal monitor, crib mounted

FIHR-086 BRACKET: for CPAP ventilator, wall mounted

FIJO-194 SHELF: laminate

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-028 CHAIR: visitor, clinical areas

FQBS-055 CHAIR: overnight fold out

FQCA-086 WARMER: bottle, mobile

FQCW-043 BIN: waste, sharps, on trolley

FQGE-091 FRIDGE: milk, small

FQSM-035 TROLLEY: small

FQSM-044 CUPBOARD: mobile, double door, adjustable shelves

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITCL-036 CAMERA: neonatal

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-035 OUTLET: data, triple RJ45, on services panel

ITNE-007 COMPUTER: desktop, with display screen

ITNE-050 TELEPHONE: handset, desktop, handsfree

LIFX-013 LIGHT: procedure, ceiling mounted, small

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-065 MONITOR: patient, neonatal

MMGE-076 PUMP: breast

MMGE-100 SUCTION BOTTLE

MMHA-005 MONITOR: patient, cardiac

MMHA-024 VENTILATOR: continuous positive airway pressure (CPAP)

MMHA-025 VENTILATOR: neonatal

MMMA-007 INCUBATOR: infant, humidicrib

MMMA-018 MIXER: oxygen and air

MMSP-018 PENDANT: single, wet and dry combination (fixed or adjustable height)

MMSP-026 SERVICES PANEL: wall mounted

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3

ELEVATION 4 ( 1 : 25 @ A3 )

PLAN

REV DESCRIPTION DATE

4 General update following ERG review 13.05.2020
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

NBLD

NBLD

NEONATAL BAY - LOW DEPENDENCY CARE

ELEVATION 1
ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-133 GPO: UPS, single, on services panel

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIBM-018 WHITEBOARD: fixed

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIHR-083 BRACKET: for neonatal camera, crib mounted

FIHR-084 BRACKET: for oxygen and air mixer

FIJO-194 SHELF: laminate

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-028 CHAIR: visitor, clinical areas

FQBS-055 CHAIR: overnight fold out

FQCA-086 WARMER: bottle, mobile

FQCW-043 BIN: waste, sharps, on trolley

FQGE-091 FRIDGE: milk, small

FQSM-035 TROLLEY: small

FQSM-044 CUPBOARD: mobile, double door, adjustable shelves

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITCL-036 CAMERA: neonatal

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-050 TELEPHONE: handset, desktop, handsfree

LIFX-013 LIGHT: procedure, ceiling mounted, small

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-076 PUMP: breast

MMGE-100 SUCTION BOTTLE

MMHA-005 MONITOR: patient, cardiac

MMMA-007 INCUBATOR: infant, humidicrib

MMMA-018 MIXER: oxygen and air

MMSP-026 SERVICES PANEL: wall mounted

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

ELEVATION 4 ( 1 : 25 @ A3 )

PLAN

REV DESCRIPTION DATE

4 General update following ERG review 13.05.2020
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 7

OFF-1P-9

OFF-1P-9

OFFICE - 1 PERSON, 9m²

PLAN

ELEVATION 2ELEVATION 1 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-002 OBSERVATION: internal window, alum/glass, door height, powdercoat

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-026 HOOK: coat

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQBS-029 CHAIR: visitor, office areas

FQCW-016 BIN: waste, general, 20L

FQDW-054 WORKSTATION: straight, adj height, 1600W x 750D x 750H nom.

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

FQSN-135 CABINET: single door, tambour, adj shelves, lockable, 1200H

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

7 General update following ERG review 24.06.2022
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

OFF-1P-12

OFF-1P-12

OFFICE - 1 PERSON, 12m²

PLAN

ELEVATION 2ELEVATION 1 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-002 OBSERVATION: internal window, alum/glass, door height, powdercoat

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-026 HOOK: coat

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQBS-029 CHAIR: visitor, office areas

FQCW-016 BIN: waste, general, 20L

FQDW-054 WORKSTATION: straight, adj height, 1600W x 750D x 750H nom.

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

FQSN-135 CABINET: single door, tambour, adj shelves, lockable, 1200H

FQTA-057 TABLE: round, 900 diam, work height

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITSE-006 BUTTON: duress, fixed

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

6 General update following ERG review 24.06.2022
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 7

OFF-2P

OFF-2P

OFFICE - 2 PERSON

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-002 OBSERVATION: internal window, alum/glass, door height,

powdercoat

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-026 HOOK: coat

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQBS-029 CHAIR: visitor, office areas

FQCW-016 BIN: waste, general, 20L

FQDW-054 WORKSTATION: straight, adj height, 1600W x 750D x 750H nom.

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

7 General update following ERG review 24.06.2022
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

OFF-CLN

OFF-CLN

OFFICE - CLINICAL WORKROOM

ELEVATION 2 ELEVATION 4

CODE DESCRIPTION

DWOB-002 OBSERVATION: internal window, alum/glass, door height, powdercoat

ELBO-015 SWITCH: light, single

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELGP-235 GPO: UPS, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-080 BRACKET: for bench, 750D, wall mounted

FIHR-093 BRACKET: keyboard shelf, wall mounted

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

ITBU-013 DISPLAY SCREEN: patient flow system

ITCL-037 CHARGER: wireless duress devices

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 3

REV DESCRIPTION DATE

6 General update following ERG review 28.06.2021

NOTE: ONE COMPUTER HAS BEEN NOMINATED AS A DOWNTIME COMPUTER WITH UPS POWER AND 

THIS REQUIREMENT WILL NEED TO BE CONFIRMED. THE DOWNTIME COMPUTER, IF REQUIRED BY A 

UNIT, MAY ALTERNATIVELY BE PROVIDED IN A STAFF STATION. PROVISION OF A DOWNTIME 

COMPUTER WILL NEED TO BE RATIONALISED ACROSS THE UNIT

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 2

OFF-WI-5

OFF-WI-5

OFFICE - WRITE UP, 5m²

PLAN

CODE DESCRIPTION

CAC Cable access cap

CLGE-001 CEILING: plasterboard, bulkhead, paint

ELBO-015 SWITCH: light, single

ELGP-208.1 GPO: double, wall mounted (V)

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-020 BENCH: 600D, open under, laminate finish

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

ITCL-001 ANNUNCIATOR: nurse call

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

LIFX-008 LIGHT: task light, built in

WLPR-010 WALL PROTECTION: corner guards, to 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3

REV DESCRIPTION DATE

2 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 25 @ A3FOR GUIDANCE

1:25

3

OFF-WS

OFF-WS

OFFICE - WORKSTATION

PLAN

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

ELGP-212 GPO: double, desk box

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQDW-043 PARTITION: workstation system, acoustic

FQDW-054 WORKSTATION: straight, adj height, 1600W x 750D x 750H nom.

FQDW-075 WORKSTATION SYSTEM: cable tray, soft wired power and data

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-029 OUTLET: data, double RJ45, desk box

ITIN-145 DESK BOX: for power, data, AV, flush mounted, softwired

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 General update following ERG review 24.06.2022
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

OPG

OPG

OPG ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5

PLAN

CODE DESCRIPTION

FQCW-016 BIN: waste, general, 20L

FQSM-016 TROLLEY

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench
mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MMMI-324 DEVICE: imaging, dental imaging unit (OPG/CEPH/CONE BEAM CT)

MMMI-371 BUTTON: dental imaging unit, remote activation

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-069 BENCH TOP: 750D, joinery under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-142 CUPBOARD: underbench, single, adj shelves, with single drawer

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

ELEVATION 6

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

ORGN

ORGN

OPERATING ROOM - GENERAL

PLAN

CODE DESCRIPTION

MMGE-168 STAND: infusion pump,mobile

MMOP-028 KICKBUCKET & STAND:

MMOP-040 MACHINE: anaesthetic

MMOP-043 MACHINE: electrosurgical, diathermy

MMOP-048 MICROSCOPE: ENT, surgical

MMOP-069 STAND: bowl, single

MMOP-071 STOOL: operating, mobile

MMOP-074 SYSTEM: smoke evacuation

MMOP-076 TABLE: mayo

MMOP-080 TABLE: operating, mobile, electric

MMOP-085 TROLLEY: anaesthetic

MMOP-096 DISPLAY SCREEN: AV integration

MMOP-099 DEVICE: imaging, ultrasound, anaesthetic

MMOP-100 WARMER: patient, intraoperative

MMSP-026 SERVICES PANEL: wall mounted

MMSP-033 LIGHT: operating, 2 arm, light 700 diam nom. / arm for

display screen

MMSP-034 PENDANT: single, dual arm, surgical & anaesthetic

combined (fixed or adjustable height)

WLWA-019 WALL FINISH: vinyl, full height

CODE DESCRIPTION

LIFX-003 LIGHT: illuminated sign, "Laser in Use"

MEEX-016 RETURN AIR: grille, low level

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-001 ALARM PANEL: medical gases

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MGFP-007 CONTROL PANEL: tool air

MMGE-002 ADAPTER: suction

MMGE-014 CHAIR: anaesthetist

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-078 PUMP: infusion

MMGE-100 SUCTION BOTTLE

MMGE-122 TROLLEY: gowns

MMGE-123 TROLLEY: instrument

MMGE-138 TROLLEY: preparation

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-167 CHAIR: surgeon

CODE DESCRIPTION

FIJO-100 BENCH LEGS: stainless steel, for bench top

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip

resistant

FQSM-039 TROLLEY: waste bag

ITAV-057 SPEAKER: ceiling recessed

ITAV-060 CONTROL PANEL: AV integration system, wall mount

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-020 CLOCK: clock system slave, dual digital / elapsed time

ITCL-023 CONTROL PANEL: master clock system

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-120 PATCH PANEL: data integration

ITNE-008 COMPUTER: for workstation on wheels

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITNE-052 TELEPHONE: handset, wall mount

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

CODE DESCRIPTION

DWPR-011 DOOR PROTECTION: protection plate, to full height

DWWH-007 SHUTTER: for observation panel, magnetic flap for laser

protection

ELBO-003 CONTROL PANEL: lighting

ELBO-009 SWITCH: "Laser in use"

ELBO-016 SWITCH: "X-Ray in use"

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-019 BRACKET: for suction bottle

FIHR-064 BRACKET: for display screen, arm mounted, rotating

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj

height

FIJO-013 BENCH: 450D, open under, stainless steel

NOTE: REFER TO RDS FOR PENDANT MOUNTED SERVICES AS

THESE ITEMS ARE NOT INCLUDED IN THIS SCHEDULE

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017

6 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental 
concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, 
reticulated nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide 
via piped outlets or via cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, 
operational considerations such as monitoring and measurement of usage, and management of leakage.
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

6

ORGN

ORGN

OPERATING ROOM - GENERAL

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 20 @ A3 )NOTE: WALL PANEL GASES ARE

OPTIONAL - INCLUDE FOR OBSTETRIC

CASE LOADS AND CONSIDER

INCLUSION FOR PENDANT BACK UP

NOTE: REFER TO RDS FOR PENDANT MOUNTED SERVICES AS

THESE ITEMS ARE NOT INCLUDED IN THIS SCHEDULE

CODE DESCRIPTION

MMGE-168 STAND: infusion pump,mobile

MMOP-028 KICKBUCKET & STAND:

MMOP-040 MACHINE: anaesthetic

MMOP-043 MACHINE: electrosurgical, diathermy

MMOP-048 MICROSCOPE: ENT, surgical

MMOP-069 STAND: bowl, single

MMOP-071 STOOL: operating, mobile

MMOP-074 SYSTEM: smoke evacuation

MMOP-076 TABLE: mayo

MMOP-080 TABLE: operating, mobile, electric

MMOP-085 TROLLEY: anaesthetic

MMOP-096 DISPLAY SCREEN: AV integration

MMOP-099 DEVICE: imaging, ultrasound, anaesthetic

MMOP-100 WARMER: patient, intraoperative

MMSP-026 SERVICES PANEL: wall mounted

MMSP-033 LIGHT: operating, 2 arm, light 700 diam nom. / arm for

display screen

MMSP-034 PENDANT: single, dual arm, surgical & anaesthetic

combined (fixed or adjustable height)

WLWA-019 WALL FINISH: vinyl, full height

CODE DESCRIPTION

LIFX-003 LIGHT: illuminated sign, "Laser in Use"

MEEX-016 RETURN AIR: grille, low level

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-001 ALARM PANEL: medical gases

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MGFP-007 CONTROL PANEL: tool air

MMGE-002 ADAPTER: suction

MMGE-014 CHAIR: anaesthetist

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-078 PUMP: infusion

MMGE-100 SUCTION BOTTLE

MMGE-122 TROLLEY: gowns

MMGE-123 TROLLEY: instrument

MMGE-138 TROLLEY: preparation

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-167 CHAIR: surgeon

CODE DESCRIPTION

FIJO-100 BENCH LEGS: stainless steel, for bench top

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip

resistant

FQSM-039 TROLLEY: waste bag

ITAV-057 SPEAKER: ceiling recessed

ITAV-060 CONTROL PANEL: AV integration system, wall mount

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-020 CLOCK: clock system slave, dual digital / elapsed time

ITCL-023 CONTROL PANEL: master clock system

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-120 PATCH PANEL: data integration

ITNE-008 COMPUTER: for workstation on wheels

ITNE-050 TELEPHONE: handset, desktop, handsfree

ITNE-052 TELEPHONE: handset, wall mount

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

CODE DESCRIPTION

DWPR-011 DOOR PROTECTION: protection plate, to full height

DWWH-007 SHUTTER: for observation panel, magnetic flap for laser

protection

ELBO-003 CONTROL PANEL: lighting

ELBO-009 SWITCH: "Laser in use"

ELBO-016 SWITCH: "X-Ray in use"

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-004 MONITOR: line isolation

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-019 BRACKET: for suction bottle

FIHR-064 BRACKET: for display screen, arm mounted, rotating

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj

height

FIJO-013 BENCH: 450D, open under, stainless steel

ELEVATION 6 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017

6 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

OVBR

OVBR

OVERNIGHT STAY - BEDROOM

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-208.1 GPO: double, wall mounted (V)

FIJO-130 CUPBOARD: tall, single door, adj shelves and clothes rail

FIJO-212 BULKHEAD: joinery

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-004 BED: domestic, single with mattress

FQBS-018 CHAIR: office, ergonomic

FQCA-030 FRIDGE: domestic, 120L

FQCW-016 BIN: waste, general, 20L

FQDW-053 DESK: fixed height, 1000W x 600D x 720H

FQTA-001 TABLE: bedside

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITSE-038 READER: access control, general

LIFX-011 LIGHT: reading light

WLPR-001 WALL PROTECTION: bed protection wall panel

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

PLAN
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

OVES

OVES

OVERNIGHT STAY - ENSUITE

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

ELGP-208.1 GPO: double, wall mounted (V)

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-002 BASIN: ensuite, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-018 SHOWER: fixed rose

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-008 TOILET SUITE: standard

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

PAR

PAR

PARENTING ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIHR-026 HOOK: coat

FIJO-213 PANEL: joinery carcass end

FIJO-228 JOINERY UNIT: sink shroud, accessible

FIJO-232 BENCH TOP: 650D, joinery under, laminate finish

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-003 FLOOR FINISH: vinyl, seamless, coved, non slip

FQBS-010 CHAIR: armchair

FQBS-035 CHANGE TABLE: baby

FQCW-016 BIN: waste, general, 20L

FQCW-019 BIN: waste, general, 50L

FQTA-049 TABLE: round, 500 diam, low height

HYBA-051 SINK: single

HYTP-040 TAPWARE: mixer, sink, accessible

ITSE-006 BUTTON: duress, fixed

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

4 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

PBAT

PBAT

PATIENT BAY, EMERGENCY - AMBULANCE TRIAGE

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-019 BRACKET: for suction bottle

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-028 CHAIR: visitor, clinical areas

FQCW-005 BIN: waste, clinical, 20L

FQGE-009 CURTAIN: bed screen

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-025 OUTLET: data, double RJ45, on services panel

ITSE-006 BUTTON: duress, fixed

LIFX-030 LIGHT: downlight, recessed, compact fluorescent

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMGE-142 TROLLEY: sharps bin

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

1 First Issue, Replace Previous AMBTR 29.05.2019

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1

PBIC

PBIC

PATIENT BAY - INTENSIVE CARE

CODE DESCRIPTION

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-033 PANEL: for storage bins, wall mount

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-213 PANEL: joinery carcass end

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-055 CHAIR: overnight fold out

FQCW-004 BIN: waste, clinical, 120L

FQCW-016 BIN: waste, general, 20L

FQCW-035 BIN: waste, recycling, plastics, 50L

FQGE-009 CURTAIN: bed screen

FQSM-043 TROLLEY: nested, set of 3, underbench

FQSN-006 BIN: storage bins, for wall mounted panel

FQTA-013 TABLE: overbed

HYBA-009 BASIN: handwash, Type A, scrub

HYDR-015 DRAIN: tundish unit, integral drainage outlets

HYDR-016 DRAIN: floor waste, sealed

HYTP-008 OUTLET: cold water

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-071 OUTLET: MATV, ceiling mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-053 TELEPHONE: handset, wall mount, handsfree

LIFX-017 LIGHT: night light

LIFX-027 LIGHT: examination, ceiling mounted

MMBE-013 BED: patient, ICU, electric

MMBE-068 LIFTER: patient, pendant mounted

MMGE-019 CHAIR: patient

MMGE-048 LINEN CARRIER: dirty, single

MMGE-049 MACHINE: dialysis

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-178 PROCESSOR: reverse osmosis RO water, mobile

MMHA-030 MONITOR: patient, cardiac, pendant mounted

MMOP-027 IV POLE: on pendant

MMSP-020 PENDANT: tandem, wet and dry combination (fixed or adjustable height)

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

PBIC PENDANT 1-A

CODE DESCRIPTION COUNT

ELBO-012 SWITCH: light, dimmer 1

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 2

ELPR-006 RCD: residual current device 1

ELPR-007 UPS: status indicator 1

FIHR-019 BRACKET: for suction bottle 2

ITCL-004 BUTTON: nurse call, emergency 1

ITCL-006 BUTTON: nurse call, patient to staff 1

ITCL-008 BUTTON: nurse call, staff assist 1

ITCL-028 HANDSET: nurse call, with patient to staff call button 1

ITIN-014 OUTLET: data, single RJ45, on pendant 2

MGAS-021 OUTLET: medical air (MA), on pendant 2

MGAS-041 OUTLET: oxygen (O2), on pendant 2

MGAS-061 OUTLET: suction, on pendant 2

MGFP-002 FLOWMETER: medical air 2

MGFP-004 FLOWMETER: oxygen 2

MMGE-002 ADAPTER: suction 2

MMGE-100 SUCTION BOTTLE 2

MMHA-023 VENTILATOR 1

PBIC PENDANT 1-B

CODE DESCRIPTION COUNT

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 2

ELPR-006 RCD: residual current device 1

ELPR-007 UPS: status indicator 1

FIHR-019 BRACKET: for suction bottle 2

ITBU-006 CONTROL PANEL: patient entertainment, handset 1

ITCL-004 BUTTON: nurse call, emergency 1

ITIN-014 OUTLET: data, single RJ45, on pendant 4

MGAS-021 OUTLET: medical air (MA), on pendant 1

MGAS-041 OUTLET: oxygen (O2), on pendant 2

MGAS-061 OUTLET: suction, on pendant 2

MGFP-002 FLOWMETER: medical air 1

MGFP-004 FLOWMETER: oxygen 2

MMGE-002 ADAPTER: suction 2

MMGE-100 SUCTION BOTTLE 2

REV DESCRIPTION DATE

1 First Issue 29.05.2019

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

PBIC

PBIC

PATIENT BAY - INTENSIVE CARE

ELEVATION 1

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-005 EQUIPOTENTIAL JUNCTION BOX

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA

ELPR-004 MONITOR: line isolation

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-033 PANEL: for storage bins, wall mount

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-213 PANEL: joinery carcass end

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-055 CHAIR: overnight fold out

FQCW-004 BIN: waste, clinical, 120L

FQCW-016 BIN: waste, general, 20L

FQCW-035 BIN: waste, recycling, plastics, 50L

FQGE-009 CURTAIN: bed screen

FQSM-043 TROLLEY: nested, set of 3, underbench

FQSN-006 BIN: storage bins, for wall mounted panel

FQTA-013 TABLE: overbed

HYBA-009 BASIN: handwash, Type A, scrub

HYDR-015 DRAIN: tundish unit, integral drainage outlets

HYDR-016 DRAIN: floor waste, sealed

HYTP-008 OUTLET: cold water

HYTP-037 TAPWARE: mixer, elbow levers

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-071 OUTLET: MATV, ceiling mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-053 TELEPHONE: handset, wall mount, handsfree

LIFX-017 LIGHT: night light

LIFX-027 LIGHT: examination, ceiling mounted

MMBE-013 BED: patient, ICU, electric

MMBE-068 LIFTER: patient, pendant mounted

MMGE-019 CHAIR: patient

MMGE-048 LINEN CARRIER: dirty, single

MMGE-049 MACHINE: dialysis

MMGE-142 TROLLEY: sharps bin

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-178 PROCESSOR: reverse osmosis RO water, mobile

MMHA-030 MONITOR: patient, cardiac, pendant mounted

MMOP-027 IV POLE: on pendant

MMSP-020 PENDANT: tandem, wet and dry combination (fixed or adjustable height)

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL
PBIC PENDANT 1-A

CODE DESCRIPTION COUNT

ELBO-012 SWITCH: light, dimmer 1

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 2

ELPR-006 RCD: residual current device 1

ELPR-007 UPS: status indicator 1

FIHR-019 BRACKET: for suction bottle 2

ITCL-004 BUTTON: nurse call, emergency 1

ITCL-006 BUTTON: nurse call, patient to staff 1

ITCL-008 BUTTON: nurse call, staff assist 1

ITCL-028 HANDSET: nurse call, with patient to staff call button 1

ITIN-014 OUTLET: data, single RJ45, on pendant 2

MGAS-021 OUTLET: medical air (MA), on pendant 2

MGAS-041 OUTLET: oxygen (O2), on pendant 2

MGAS-061 OUTLET: suction, on pendant 2

MGFP-002 FLOWMETER: medical air 2

MGFP-004 FLOWMETER: oxygen 2

MMGE-002 ADAPTER: suction 2

MMGE-100 SUCTION BOTTLE 2

MMHA-023 VENTILATOR 1

PBIC PENDANT 1-B

CODE DESCRIPTION COUNT

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 2

ELPR-006 RCD: residual current device 1

ELPR-007 UPS: status indicator 1

FIHR-019 BRACKET: for suction bottle 2

ITBU-006 CONTROL PANEL: patient entertainment, handset 1

ITCL-004 BUTTON: nurse call, emergency 1

ITIN-014 OUTLET: data, single RJ45, on pendant 4

MGAS-021 OUTLET: medical air (MA), on pendant 1

MGAS-041 OUTLET: oxygen (O2), on pendant 2

MGAS-061 OUTLET: suction, on pendant 2

MGFP-002 FLOWMETER: medical air 1

MGFP-004 FLOWMETER: oxygen 2

MMGE-002 ADAPTER: suction 2

MMGE-100 SUCTION BOTTLE 2

ELEVATION 2

NOTE: PROVISIONS FOR DIALYSIS ARE OPTIONAL AND TO BE PROVIDED TO A SELECTION

OF ROOMS ONLY

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

PBSC

PBSC

PATIENT BAY - SPECIMEN COLLECTION

PLAN

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-016 BRACKET: for sharps bin

FIHR-026 HOOK: coat

FIHR-033 PANEL: for storage bins, wall mount

FIRT-031 TRACK: curtain, privacy

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-028 CHAIR: visitor, clinical areas

FQBS-051 STOOL: mobile, adj height

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-010 CURTAIN: privacy screen

FQGE-056 PRINTER: desktop, labels

FQSN-007 BIN: storage bins, wire mesh, stainless steel

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-008 COMPUTER: for workstation on wheels

ITSE-006 BUTTON: duress, fixed

LIFX-027 LIGHT: examination, ceiling mounted

MMBE-094 CHAIR: recliner, clinical, phlebotomy

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMGE-189 TROLLEY: phlebotomy 600W x 490D x 900H nominal

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3

REV DESCRIPTION DATE

5 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

6

PBTR-A

PBTR-A

PATIENT BAY, EMERGENCY - ACUTE TREATMENT

ELEVATION 3ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

LIFX-013 LIGHT: procedure, ceiling mounted, small

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-011 BED: patient, emergency, electric

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-005 MONITOR: patient, cardiac

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-033 PANEL: for storage bins, wall mount

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIHR-081 BRACKET: for all-in-one computer, with keyboard shelf, wall mounted,

articulated

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-009 CURTAIN: bed screen

FQSN-006 BIN: storage bins, for wall mounted panel

FQTA-013 TABLE: overbed

ITCL-004 BUTTON: nurse call, emergency

ELEVATION 4 ( 1 : 25 @ A3 )

NOTES:

WALL MOUNTED COMPUTER + SCREEN, FOLD UP (OPTIONAL)

REV DESCRIPTION DATE

6 RLS Reviewed and Updated inc. Name Change 29.05.2019

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

PBTR-AS

PBTR-AS

PATIENT ROOM, EMERGENCY - ACUTE TREATMENT

SPECIAL

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

DWOB-006 OBSERVATION: internal window, alum/safety glass, double glazed, integral venetian blind,

powdercoat

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-007 BLIND: venetian, integral

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-033 PANEL: for storage bins, wall mount

FIHR-063 BRACKET: for all-in-one computer, with keyboard shelf, wall mounted

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIRT-041 TRACK: curtain, privacy, U shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-010 CURTAIN: privacy screen

FQSN-006 BIN: storage bins, for wall mounted panel

FQTA-013 TABLE: overbed

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

LIFX-013 LIGHT: procedure, ceiling mounted, small

MEEX-008 EXHAUST: low level

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-011 BED: patient, emergency, electric

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-005 MONITOR: patient, cardiac

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

REV DESCRIPTION DATE

1 First Issue 29.05.2019

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

PBTR-FT

PBTR-FT

PATIENT BAY, EMERGENCY - FAST TRACK

ELEVATION 1 ELEVATION 2 ELEVATION 3

ELEVATION 4 ( 1 : 25 @ A3 )

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-019 BRACKET: for suction bottle

FIHR-033 PANEL: for storage bins, wall mount

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-016 BIN: waste, general, 20L

FQGE-009 CURTAIN: bed screen

FQSN-006 BIN: storage bins, for wall mounted panel

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

LIFX-013 LIGHT: procedure, ceiling mounted, small

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-023 COUCH: examination, electric, mobile

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMGE-142 TROLLEY: sharps bin

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-021 WALL FINISH: vinyl, to 1800 AFFL

REV DESCRIPTION DATE

1 First Issue 29.05.2019

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

PBTR-H-6

PBTR-H-6

PATIENT BAY - HOLDING, 6m²

PLAN

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-105 GPO: single, on services panel

ELGP-109.1 GPO: single, wall mounted (V)

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIHR-019 BRACKET: for suction bottle

FIHR-033 PANEL: for storage bins, wall mount

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQGE-009 CURTAIN: bed screen

FQSN-006 BIN: storage bins, for wall mounted panel

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

LIFX-013 LIGHT: procedure, ceiling mounted, small

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-011 BED: patient, emergency, electric

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate

finish

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 3

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

6

PBTR-H-9

PBTR-H-9

PATIENT BAY - HOLDING, 9m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-105 GPO: single, on services panel

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-019 BRACKET: for suction bottle

FIHR-033 PANEL: for storage bins, wall mount

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQGE-010 CURTAIN: privacy screen

FQSN-006 BIN: storage bins, for wall mounted panel

FQSN-007 BIN: storage bins, wire mesh, stainless steel

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLWA-004 WALL FINISH: paint, acrylic, washable

(1:25 @ A3)

NOTE: SPATIAL PROVISION

REQUIRED FOR CEILING

MOUNTED EXAM LIGHT.

REV DESCRIPTION DATE

6 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

PBTR-MD

PBTR-MD

PATIENT BAY - MEDICAL DAY TREATMENT

ELEVATION 1 ELEVATION 2

CODE DESCRIPTION

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-222.1 GPO: emergency power, double, on services panel (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQBS-051 STOOL: mobile, adj height

FQCW-043 BIN: waste, sharps, on trolley

FQGE-010 CURTAIN: privacy screen

FQSN-051 LOCKER: 2 drawers, open under, lockable, mobile

FQTA-013 TABLE: overbed

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-070 OUTLET: MATV

LIFX-011 LIGHT: reading light

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-009 BED: patient, electric

MMGE-002 ADAPTER: suction

MMGE-023 CHAIR: recliner, clinical, electric

MMGE-100 SUCTION BOTTLE

MMGE-119 TROLLEY: equipment

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite,

laminate finish

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 3

MEDICAL GAS PANEL - MAY BE SHARED BETWEEN 2 

BAYS; CHANGE TO 1 PER BAY DEPENDENT ON 

SERVICE REQUIREMENTS

(1:25 @ A3)

REV DESCRIPTION DATE

1 First Issue 18.01.2021

ELEVATION 4( 1 : 25 @ A3 )

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

PBTR-NA

PBTR-NA

PATIENT BAY, EMERGENCY - NON ACUTE

TREATMENT
CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-125 GPO: emergency power, single, ceiling mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-033 PANEL: for storage bins, wall mount

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-009 CURTAIN: bed screen

FQSN-006 BIN: storage bins, for wall mounted panel

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-071 OUTLET: MATV, ceiling mounted

LIFX-011 LIGHT: reading light

LIFX-013 LIGHT: procedure, ceiling mounted, small

LIFX-017 LIGHT: night light

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-011 BED: patient, emergency, electric

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMHA-005 MONITOR: patient, cardiac

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

5 RLS Reviewed and Updated inc. Name Change 29.05.2019

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

PBTR-R

PBTR-R

PATIENT BAY, EMERGENCY - RESUSCITATION

CODE DESCRIPTION

FQSM-043 TROLLEY: nested, set of 3, underbench

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-012 CAMERA: observation

ITCL-020 CLOCK: clock system slave, dual digital / elapsed time

ITCL-023 CONTROL PANEL: master clock system

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-049 TELEPHONE: handset, desktop

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-070 DISPLAY SCREEN: PACS

MMBE-011 BED: patient, emergency, electric

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMGE-036 FRIDGE: drugs, underbench

MMGE-039 HANGER: IV, for ceiling track

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

MMGE-126 TROLLEY: intubation

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-002 DEFIBRILLATOR

MMHA-027 TROLLEY: resuscitation, adult

MMSP-018 PENDANT: single, wet and dry combination (fixed or adjustable height)

MMSP-037 LIGHT: operating, single, 550 diam nom. pendant mounted

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIHR-076 BRACKET: for display screen, triple, desk mounted

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-216 CUPBOARD: pigeon holes, under bench

FIRT-020 TRACK: ceiling mounted, IV

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQGE-010 CURTAIN: privacy screen

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

FQSM-039 TROLLEY: waste bag

PBTR-R PENDANT

CODE DESCRIPTION COUNT

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 4

ELPR-006 RCD: residual current device 2

ELPR-007 UPS: status indicator 1

ITCL-004 BUTTON: nurse call, emergency 1

ITCL-006 BUTTON: nurse call, patient to staff 1

ITCL-008 BUTTON: nurse call, staff assist 1

ITCL-028 HANDSET: nurse call, with patient to staff call button 1

ITIN-034 OUTLET: data, triple RJ45, on pendant 2

MGAS-021 OUTLET: medical air (MA), on pendant 1

MGAS-031 OUTLET: nitrous oxide (N2O), on pendant 1

MGAS-041 OUTLET: oxygen (O2), on pendant 3

MGAS-051 OUTLET: scavenge, on pendant 1

MGAS-061 OUTLET: suction, on pendant 3

MGFP-002 FLOWMETER: medical air 1

MGFP-004 FLOWMETER: oxygen 3

MMGE-002 ADAPTER: suction 3

MMGE-100 SUCTION BOTTLE 3

MMGE-175 DIAGNOSTIC SET: pendant mounted 1

MMGE-176 PUMP: infusion, pendant mounted 1

MMGE-177 PUMP: syringe, pendant mounted 1

MMHA-023 VENTILATOR 1

MMHA-030 MONITOR: patient, cardiac, pendant mounted 1

NOTES:

DRUG FRIDGE & RESUS TROLLEY IN SHARED ZONE WHERE MULTIPLE RESUS BAYS.

REV DESCRIPTION DATE

6 RLS Reviewed and Updated inc. Name Change 29.05.2019

PLAN

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental 
concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated 
nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped 
outlets or via cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational 
considerations such as monitoring and measurement of usage, and management of leakage.



ITCL-020

WLWA-023

ITNE-070 ITNE-070

IT
N

E
-0

49

FIJO-059

FQBS-052

IT
N

E
-0

68

W
LP

R
-0

13

FIRT-032

MMGE-036

(OPTIONAL)

E
LG

P-
12

3

E
LG

P-
12

3

150

3000

1200

1500

2100

2400

1500

0

865

1120

FIJO-216 FQSM-003 FQSM-003

M
M

G
E

-0
48

IT
N

E
-0

63

MMGE-032

ITNE-067

FLSK-010

MMGE-088

(OPTIONAL)

FIHR-006

FI
D

I-0
01

E
LG

P-
12

3

FQ
C

W
-0

05

IT
IN

-0
26

E
LG

P-
22

3E
LG

P-
22

3

FIHR-076

ITIN-016
ELGP-123.1

(OPTIONAL)

FIBM-019

FI
D

I-0
14

FI
D

I-0
30

FI
D

I-0
31

FI
D

I-0
25

FQ
C

W
-0

16

HYBA-009

HYTP-037

WLWA-010

FI
H

R
-0

75

150

3000

1100
1200

2100

1700

950

0

IT
IN

-0
16

150

3000

2200

1100
1200

2100

700

1700

600

950

0

WLWA-004

MMHA-027

MMHA-002
ELGP-223

WLPR-019

FLSK-010

ELGP-223

FIJO-059

IT
C

L-
02

0

MMHA-030

MMSP-018

MMGE-126

MMGE-032

IT
IN

-0
16

FI
D

I-0
01

FIRT-020

WLWA-023

IT
N

E
-0

70

FQ
C

W
-0

43

FQ
C

W
-0

05

E
LG

P-
11

0

ELGP-223

E
LG

P-
12

3

FIHR-006

FQSM-043

FI
H

R
-0

76

FQSM-039

FIBM-019

ITCL-023

IT
N

E
-0

63

FIJO-216

IT
N

E
-0

49

MMGE-039

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

NO WALL

MMSP-018

FIRT-032

FQGE-010

W
LP

R
-0

13

WLWA-023

150

3000

1500

2100

1500

600

0 FLSK-010

MMHA-027

WLPR-019

WLWA-004 FIRT-020

ITCL-012

(OPTIONAL)

ITNE-008

MMGE-164

E
LG

P-
11

0

MMGE-032

(OPTIONAL)

FIHR-004

(OPTIONAL)
MMSP-037

NO WALL

MMBE-011

HYBA-009

FQ
C

W
-0

16

FIRT-032

FQGE-010

W
LP

R
-0

13
E

LB
O

-0
15

150

3000

2200

1200

1500

2100

1500

0

865

1120

1100

WLWA-004

MMGE-032

(OPTIONAL)

ITIN-016

(OPTIONAL)

ELGP-123

(OPTIONAL)

ITCL-012

(OPTIONAL)

ITNE-008

MMGE-164

FIHR-004

(OPTIONAL)

HYTP-037

FI
D

I-0
21

FI
D

I-0
14

WLWA-023

FI
D

I-0
25

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

PBTR-R

PBTR-R

PATIENT BAY, EMERGENCY - RESUSCITATION

ELEVATION 1

ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

FQSM-043 TROLLEY: nested, set of 3, underbench

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-012 CAMERA: observation

ITCL-020 CLOCK: clock system slave, dual digital / elapsed time

ITCL-023 CONTROL PANEL: master clock system

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-049 TELEPHONE: handset, desktop

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-070 DISPLAY SCREEN: PACS

MMBE-011 BED: patient, emergency, electric

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMGE-036 FRIDGE: drugs, underbench

MMGE-039 HANGER: IV, for ceiling track

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

MMGE-126 TROLLEY: intubation

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-002 DEFIBRILLATOR

MMHA-027 TROLLEY: resuscitation, adult

MMSP-018 PENDANT: single, wet and dry combination (fixed or adjustable height)

MMSP-037 LIGHT: operating, single, 550 diam nom. pendant mounted

WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC

WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIHR-076 BRACKET: for display screen, triple, desk mounted

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-099 CAC: cable access cap

FIJO-216 CUPBOARD: pigeon holes, under bench

FIRT-020 TRACK: ceiling mounted, IV

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQGE-010 CURTAIN: privacy screen

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

FQSM-039 TROLLEY: waste bag

PBTR-R PENDANT

CODE DESCRIPTION COUNT

ELGP-121.1 GPO: emergency power, single, on pendant (V) 8

ELGP-132 GPO: UPS, single, on pendant 4

ELPR-006 RCD: residual current device 2

ELPR-007 UPS: status indicator 1

ITCL-004 BUTTON: nurse call, emergency 1

ITCL-006 BUTTON: nurse call, patient to staff 1

ITCL-008 BUTTON: nurse call, staff assist 1

ITCL-028 HANDSET: nurse call, with patient to staff call button 1

ITIN-034 OUTLET: data, triple RJ45, on pendant 2

MGAS-021 OUTLET: medical air (MA), on pendant 1

MGAS-031 OUTLET: nitrous oxide (N2O), on pendant 1

MGAS-041 OUTLET: oxygen (O2), on pendant 3

MGAS-051 OUTLET: scavenge, on pendant 1

MGAS-061 OUTLET: suction, on pendant 3

MGFP-002 FLOWMETER: medical air 1

MGFP-004 FLOWMETER: oxygen 3

MMGE-002 ADAPTER: suction 3

MMGE-100 SUCTION BOTTLE 3

MMGE-175 DIAGNOSTIC SET: pendant mounted 1

MMGE-176 PUMP: infusion, pendant mounted 1

MMGE-177 PUMP: syringe, pendant mounted 1

MMHA-023 VENTILATOR 1

MMHA-030 MONITOR: patient, cardiac, pendant mounted 1

NOTES:

DRUG FRIDGE & RESUS TROLLEY CAN BE IN SHARED ZONE WHERE MULTIPLE RESUS BAYS.

REV DESCRIPTION DATE

6 RLS Reviewed and Updated inc. Name Change 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

PBTR-RS1

PBTR-RS1

PATIENT BAY - RECOVERY, STAGE 1, 9m²

PLAN

CODE DESCRIPTION

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITNE-008 COMPUTER: for workstation on wheels

LIFX-013 LIGHT: procedure, ceiling mounted, small

MEEX-008 EXHAUST: low level

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-010 BED: patient, electric with mattress

MMGE-002 ADAPTER: suction

MMGE-039 HANGER: IV, for ceiling track

MMGE-100 SUCTION BOTTLE

MMGE-119 TROLLEY: equipment

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-008 MONITOR: patient, cardiac with vital signs

MMSP-026 SERVICES PANEL: wall mounted

WLPR-001 WALL PROTECTION: bed protection wall panel

WLPR-010 WALL PROTECTION: corner guards, to 900 AFFL

WLWA-004 WALL FINISH: paint, acrylic, washable

CODE DESCRIPTION

DWWD-007 BLIND: venetian, integral

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-014 DISPENSER: disposable glove

FIHR-019 BRACKET: for suction bottle

FIHR-029 HOOK: equipment

FIHR-033 PANEL: for storage bins, wall mount

FIHR-067 BRACKET: for monitor, wall mounted, articulated, adj height

FIHR-068 BRACKET: for alcohol based hand rub, attached to bed

FIRT-023 TRACK: curtain, bedscreen, L shaped

FIRT-038 TRACK: ceiling mounted, IV, straight

FIRT-043 RAIL: equipment - horizontal

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-005 BIN: waste, clinical, 20L

FQGE-009 CURTAIN: bed screen

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ELEVATION 1 ELEVATION 2 ELEVATION 3

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017

4 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 2

PET-CT

PET-CT

PET-CT IMAGING ROOM

PLAN

CODE DESCRIPTION

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-042 SLIDE: patient

MMGE-002 ADAPTER: suction

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-091 SPHYGMOMANOMETER: portable

MMGE-100 SUCTION BOTTLE

MMGE-142 TROLLEY: sharps bin

MMMI-107 INJECTOR: contrast, CT, ceiling mounted

MMMI-207 DEVICE: imaging, PET/CT

MMMI-209 PHANTOM: PET/CT

MMMI-217 TABLE: patient, fixed, PET/CT

MMMI-218 LASER: positioning lights, PET/CT

MMMI-377 WARMER: contrast

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

FIJO-218 CUPBOARD: tall, double door, adj shelves, lockable, heavy duty

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-014 CLOCK: analogue, electric

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-029 INTERCOM: audio, wall mount

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-038 LIGHT: backlit feature panels

MEGE-007 CONTROL PANEL: temperature

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122 GPO: emergency power, single, on services panel

ELGP-203 GPO: double, in floorbox

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-030 HOOK: equipment, on mounting plate

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIHR-078 BRACKET: for observation camera, wall mounted

FIHR-092 HOOK: anchor, patient ladder

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-141 CUPBOARD: underbench, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

REV DESCRIPTION DATE

2 General update following ERG review 24.06.2022

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and 
environmental concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric 
services, reticulated nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision 
of nitrous oxide via piped outlets or via cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of 
gas sources, operational considerations such as monitoring and measurement of usage, and management of leakage.



150

3000

2200

1500

2100

1500

600

0 FLSK-010

WLWA-004

IT
IN

-0
16

WLWA-020

MMMI-218

(OPTIONAL)

M
M

M
I-1

07

M
M

G
E

-0
45

MMMI-217

MMMI-207

M
M

G
E

-0
48

IT
C

L-
01

2

FIHR-078

E
LG

P
-2

08

FIJO-218

FIJO-212

MMMI-209

150

1400

3000

1100

1500

2100

1500

600

0

IT
IN

-0
16

IT
S

E
-0

29

FLSK-010

WLWA-004

MMMI-207

FI
D

I-0
01

M
EG

E
-0

07

E
LG

P
-2

23

IT
IN

-0
26

E
LG

P
-1

10

MMBE-042

FIHR-030

E
LB

O
-0

12

IT
S

E
-0

25

M
M

M
I-2

18

(O
P

TI
O

N
A

L)

WLWA-020

M
M

M
I-2

18

(O
P

TI
O

N
A

L)

DWSC-005

AUTO ,HOLD OPEN,

INTERLOCK, SHIELDED

(OPTIONAL)

E
LG

P
-1

09

(O
P

TI
O

N
A

L)

FLSK-010FLSK-010

FIJO-218

FIJO-212

ITCL-012

WLWA-020

MMMI-209

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

150

900
1000

1400

3000

2200

1200

1500

2100

1500

600

0

865

E
LG

P
-2

23

DWPR-005

FLSK-010

DWPR-005

WLWA-004

DWSC-034

HYBA-010

FQ
C

W
-0

16

FI
D

I-0
14

FI
D

I-0
31

FI
D

I-0
30

FI
D

I-0
25

MMMI-377

(OPTIONAL)

DOOR HEIGHT TO BE VALIDATED AGAINST VENDOR 

REQUIREMENTS FOR MODALITY DELIVERY. A MINOR 

NUMBER OF VENDORS MAY REQUIRE 2400mm CLEAR.

IT
IN

-0
16

IT
N

E
-0

53

HYTP-037

FIHR-092

WLWA-020

ITCL-012

FQBS-030

WLWA-007

WLWA-020

5
PET-CT(2)

150

900

1400

3000

1100

1500
1600

2400

1500

600

0 FLSK-010

WLWA-004

FIJO-136
FIHR-019
MMGE-100
FIHR-019
MMGE-100

ITCL-014

FLSK-010

MMSP-026

FQ
C

W
-0

05

E
LG

P
-2

08
E

LG
P

-2
08

M
M

M
I-3

77

(O
P

TI
O

N
A

L)

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

M
M

M
I-2

18

(O
P

TI
O

N
A

L)

WLWA-020

M
M

G
E

-1
42

IT
IN

-0
26

FIJO-059

LOCATION FOR ALTERNATIVE

TABLE HANGING ZONE TBC

M
M

G
E

-0
91

M
M

G
E

-0
45

M
M

G
E

-0
48

FIJO-136 FIJO-141FIJO-136

M
G

A
S

-0
53

(O
P

TI
O

N
A

L)

M
M

G
E

-0
02

M
G

A
S-

06
2

M
M

G
E

-0
02

M
G

A
S-

06
2

M
G

A
S

-0
32

(O
P

TI
O

N
A

L)

M
G

FP
-0

02
M

G
A

S-
02

2

M
G

FP
-0

04
M

G
A

S-
04

2MMSP-026

M
G

A
S-

04
2

M
G

FP
-0

04

IT
C

L-
00

8
IT

C
L-

00
4

E
LG

P
-1

22

E
LG

P
-1

22

E
LG

P
-1

22

E
LG

P
-1

22

E
LP

R
-0

06

E
LP

R
-0

07

IT
IN

-0
25

00.511.522.5m

00.250.50.7511.25m

AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

2

PET-CT

PET-CT

PET-CT IMAGING ROOM

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-042 SLIDE: patient

MMGE-002 ADAPTER: suction

MMGE-045 IV STAND: mobile

MMGE-048 LINEN CARRIER: dirty, single

MMGE-091 SPHYGMOMANOMETER: portable

MMGE-100 SUCTION BOTTLE

MMGE-142 TROLLEY: sharps bin

MMMI-107 INJECTOR: contrast, CT, ceiling mounted

MMMI-207 DEVICE: imaging, PET/CT

MMMI-209 PHANTOM: PET/CT

MMMI-217 TABLE: patient, fixed, PET/CT

MMMI-218 LASER: positioning lights, PET/CT

MMMI-377 WARMER: contrast

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

CODE DESCRIPTION

FIJO-212 BULKHEAD: joinery

FIJO-218 CUPBOARD: tall, double door, adj shelves, lockable, heavy duty

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-030 CHAIR: visitor, patient

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-014 CLOCK: analogue, electric

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-143 FLOORBOX: for power, data, AV, flush mounted

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-029 INTERCOM: audio, wall mount

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-038 LIGHT: backlit feature panels

MEGE-007 CONTROL PANEL: temperature

MGAS-022 OUTLET: medical air (MA), on services panel

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122 GPO: emergency power, single, on services panel

ELGP-203 GPO: double, in floorbox

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-030 HOOK: equipment, on mounting plate

FIHR-077 BRACKET: for observation camera, ceiling mounted

FIHR-078 BRACKET: for observation camera, wall mounted

FIHR-092 HOOK: anchor, patient ladder

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-141 CUPBOARD: underbench, single door, adj shelves, lockable

REV DESCRIPTION DATE

2 General update following ERG review 24.06.2022



3
4

1
2

ITSE-006

FLCP-003

ITNE-007

WLPT-003

FQSN-028 ITNE-049

FQSM-008

FQBS-019

DWSC-003

DOOR: 910mm c/o, single

leaf, solid core, paint

FLSK-009

FIBM-013

19 m²

5

ELBO-015

CAC

ITNE-023

125

FLSK-009

CLCL
3600

1525 450

CAC

ELGP-208

FIBM-013

IT
IN

-0
26

W
LP

T-
01

2

E
LG

P-
20

8

E
LG

P-
22

3

E
LG

P-
22

3

FQCW-016

FIJO-203

800

6
0

0
1

5
0

C L

2
5

0
0

150

900

2700

1100

300

2100

0

WLPT-003

E
LB

O
-0

15

DWPR-003
FLSK-009

WLWA-004

DWSC-003

OP

100

150

900

2700

550

2100

1350

0

1130

E
LG

P-
20

8

IT
IN

-0
26

ITNE-023
FIBM-013

ITNE-007

FLSK-009FQ
C

W
-0

16

WLWA-004

CLTI-002

CEILING: acoustic, drop-in tiles, 600 x 1200

FQBS-019

W
LP

T-
00

3

1100

150

900

2700

2100

0

FIBM-013

FQSM-008
FQSN-028

ITNE-007

WLWA-004

FLSK-009

1130

IT
IN

-0
26

E
LG

P-
20

8

E
LG

P-
22

3

125

E
LG

P-
22

3

WLPT-003

WLPT-012

150

900

2700

1100

2100

0 FLSK-009

1130

FQSN-028

WLWA-004

CLGE-001

FQSN-028

FLSK-009

WLPT-012

150

2700

2100

0

150

0

1130

SG SG

125

3X3 GROOVES

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

PHA-CO

PHA-CO

PHARMACY COUNTER

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5

CODE DESCRIPTION

CAC Cable access cap

DWPR-003 DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIJO-203 BENCH TOP: 600D, joinery under, laminate finish, corner unit

FLCP-003 FLOOR FINISH: carpet, broadloom, 48 oz., 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-019 CHAIR: office, ergonomic, high

FQCW-016 BIN: waste, general, 20L

FQSM-008 PEDESTAL: mobile, drawer unit, 840H

FQSN-028 CABINET: pass through

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

WLPT-003 PARTITION: laminate

WLPT-012 SCREEN: security, safety glass, with communication slot

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

PLAY

PLAY

PLAY AREA - PAEDIATRIC

ELEVATION 1 ELEVATION 2 ELEVATION 3

PLAN

CODE DESCRIPTION

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELGP-208 GPO: double, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-012 CHAIR: child

FQBS-032 CHAIR: waiting

FQGE-002 ARTWORK

FQTA-003 TABLE: children's play

FQTA-075 TABLE: square, 600W, low height

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

6 General update following ERG review 24.06.2022



150

900

1400

2700

1100

1500

2100

1500

600

0

5
PLST

WLWA-020

FLSK-010

WLWA-004

MMBE-043

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

FIJO-136

FIJO-060

E
LG

P
-1

09

FI
D

I-0
01

M
M

G
E

-1
00

FI
H

R
-0

19

ELBO-015

LIFX-027

FI
JO

-1
45

FI
H

R
-0

19

(O
P

TI
O

N
A

L)

M
M

G
E

-1
00

(O
P

TI
O

N
A

L)

FI
JO

-2
12

CL OF BED

MMAH-028

E
LG

P
-2

08

FLSK-010

150

2700

2200

1100
1200

1500

2100

1500

600

0

WLWA-020

FQ
C

W
-0

08

(O
P

TI
O

N
A

L)

MMAH-023

FQ
G

E-
01

0

LIFX-027

E
LB

O
-0

15
E

LG
P

-1
10

ITCL-014

M
M

A
H

-0
45

FIRT-039

WLWA-004

150

2700

1100
1200

1500

2100

1500

0

IT
IN

-0
16

IT
N

E
-0

53

FLSK-010

WLWA-004

DWPR-005

ITNE-008

M
M

G
E

-1
64

E
LP

R
-0

06
E

LP
R

-0
06DWGL-033

WLWA-020

HYBA-010

FI
D

I-0
14

FQ
C

W
-0

16

IT
IN

-0
26

E
LG

P
-2

08

FI
R

T-
03

9

150

900

2700

1100
1200

1500

2100

1500

0

865

HYDR-008

HYBA-053

FIJO-145

FLSK-010

FIJO-060

FIJO-136

E
LG

P
-2

08

E
LG

P
-2

08

CLFS-006

CEILING: plasterboard, flush set,

suspended, paint, washable

HYTP-038

FIJO-145 FIJO-145

WLWA-020

E
LB

O
-0

15

IT
S

E
-0

06 LIFX-008

FI
D

I-0
30

HYTP-037

FI
D

I-0
31

FI
D

I-0
25

HYBA-010

FQ
C

W
-0

16

WLWA-007 FIJO-136 FIJO-136

FIJO-212

WLWA-004

LIFX-008LIFX-008

MMSP-026

E
LG

P
-1

22
.1

E
LG

P
-1

22
.1

E
LG

P
-1

22
.1

E
LG

P
-1

05

E
LG

P
-1

05

E
LG

P
-1

05

IT
C

L-
00

8

IT
C

L-
02

8

IT
C

L-
00

6

M
M

G
E

-0
31

(O
P

TI
O

N
A

L)

IT
C

L-
00

4

IT
IN

-0
25

M
G

A
S-

03
2

M
G

A
S-

02
2

M
G

FP
-0

02

M
G

FP
-0

04
M

G
A

S-
04

2

M
G

A
S

-0
42

(O
P

TI
O

N
A

L)

M
G

FP
-0

04

(O
P

TI
O

N
A

L)

M
G

A
S

-0
62

(O
P

TI
O

N
A

L)

M
G

A
S-

06
2

M
G

A
S-

05
3

M
M

G
E

-0
02

(O
P

TI
O

N
A

L)

M
M

G
E

-0
02

E
LP

R
-0

06

E
LP

R
-0

06

CL OF BED

3
2

1
4

CLCL
4300

C L
C L

4
2
0
0

18 m²

M
M

A
H

-0
28

M
M

A
H

-0
23

MMBE-043

HYBA-053

FIJO-060

IT
N

E
-0

53

LIFX-008

FI
D

I-0
01

IT
IN

-0
16

ELGP-208

ITSE-006

ELGP-208

HYTP-038

FQCW-008

(OPTIONAL)

FLVY-007

FLOOR FINISH: vinyl, seamless, coved,

standard slip resistant

FI
JO

-1
36

LIFX-008

FI
JO

-1
36

LIFX-008

FI
JO

-1
36

FIJO-145

FIJO-145

FIJO-145

MMGE-164

ITNE-008

FQGE-010

ELPR-001

ELGP-208

IT
IN

-0
26

E
LG

P
-2

08

ELGP-101

LI
FX

-0
27

E
LP

R
-0

06
E

LP
R

-0
06

H
YB

A
-0

10

FQCW-016

FI
D

I-0
14

FIDI-031
HYTP-037

FIDI-030

FIDI-025

ELBO-015
ELGP-110

DWGL-033

DOOR: 1400mm c/o, 1 1/2

leaf, observation panel,

solid core/glass, paint

ITCL-014

6
0
0

MMAH-045

FI
R

T-
03

9

CLCLCL
EQ EQ

CL OF BED

00.511.522.5m

00.250.50.7511.25m

AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

PLST

PLST

PLASTER ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMAH-023 SAW: plaster

MMAH-028 TROLLEY: plaster

MMAH-045 VACUUM: plaster saw

MMBE-043 TROLLEY: patient, examination

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIJO-060 BENCH TOP: 600D, joinery under, stainless steel lipped

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIRT-039 TRACK: curtain, privacy, Z shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip

resistant

FQCW-008 BIN: waste, clinical, 50L

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

HYBA-010 BASIN: handwash, Type B

HYBA-053 SINK: single, 450 x 350 x 300D

HYDR-008 TRAP: plaster

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-038 TAPWARE: mixer, elbow levers, long

ELEVATION 5( 1 : 25 @ A3 )

REV DESCRIPTION DATE

5 General update following ERG review 18.01.2021

PLAN

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and 
environmental concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric 
services, reticulated nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, 
provision of nitrous oxide via piped outlets or via cylinder is to be determined at a project level, based on an assessment of expected clinical 
needs, security of gas sources, operational considerations such as monitoring and measurement of usage, and management of leakage.
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

PODTR-12

PODTR-12

PODIATRY TREATMENT, 12m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-006 BLIND: venetian

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-018 WHITEBOARD: fixed

FIDI-014 DISPENSER: disposable glove

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-033 PANEL: for storage bins, wall mount

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-051 STOOL: mobile, adj height

FQCW-016 BIN: waste, general, 20L

FQSN-006 BIN: storage bins, for wall mounted panel

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYDR-008 TRAP: plaster

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

LIFX-008 LIGHT: task light, built in

LIFX-013 LIGHT: procedure, ceiling mounted, small

MMAH-010 CHAIR: podiatry, electric

MMGE-036 FRIDGE: drugs, underbench

MMGE-119 TROLLEY: equipment

MMGE-150 VIEWER: X-ray, 1 screen

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

PODTR-14

PODTR-14

PODIATRY TREATMENT, 14m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

DWWD-006 BLIND: venetian

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-018 WHITEBOARD: fixed

FIDI-014 DISPENSER: disposable glove

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-033 PANEL: for storage bins, wall mount

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-051 STOOL: mobile, adj height

FQCW-016 BIN: waste, general, 20L

FQSN-006 BIN: storage bins, for wall mounted panel

HYBA-010 BASIN: handwash, Type B

HYBA-069 SINK: single, with drainer, 930mmL

HYDR-008 TRAP: plaster

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

LIFX-008 LIGHT: task light, built in

LIFX-013 LIGHT: procedure, ceiling mounted, small

MMAH-010 CHAIR: podiatry, electric

MMGE-036 FRIDGE: drugs, underbench

MMGE-119 TROLLEY: equipment

MMGE-150 VIEWER: X-ray, 1 screen

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

PREP

PREP

PREPARATION ROOM - NON STERILE (PHARMACY)

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQSM-016 TROLLEY

HYBA-010 BASIN: handwash, Type B

HYBA-071 SINK: single, with drainer, 930mmL, right bowl

HYTP-037 TAPWARE: mixer, elbow levers

HYTP-040 TAPWARE: mixer, sink, accessible

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

LIFX-008 LIGHT: task light, built in

WLPR-012 WALL PROTECTION: corner guards, to 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

6

PROC

PROC

PROCEDURE ROOM
CODE DESCRIPTION

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-023 PRINTER: networked

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

LIFX-013 LIGHT: procedure, ceiling mounted, small

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-043 TROLLEY: patient, examination

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMGE-119 TROLLEY: equipment

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-008 MONITOR: patient, cardiac with vital signs

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC,

prefinished

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-011 BRACKET: for monitor, wall mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-026 HOOK: coat

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQCW-008 BIN: waste, clinical, 50L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQGE-010 CURTAIN: privacy screen

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5( 1 : 25 @ A3 )

REV DESCRIPTION DATE

6 General update following ERG review 18.01.2021

PLAN

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental 
concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated 
nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped 
outlets or via cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational 
considerations such as monitoring and measurement of usage, and management of leakage.
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 4

PTRY

PTRY

PANTRY

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-145 CUPBOARD: wall mount, double door, adj shelves, lockable

FIJO-153 CUPBOARD: wall mount, shelf unit, adj shelves for microwave

FIJO-156 CUPBOARD: wall mount, single door, adj shelves

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-015 DISPENSER: ice, potable

FQCA-031 FRIDGE: domestic, 250L

FQCA-067 OVEN: microwave, domestic

FQCW-016 BIN: waste, general, 20L

HYBA-069 SINK: single, with drainer, 930mmL

HYGE-008 BOILING WATER UNIT: 5 Litre

HYTP-037 TAPWARE: mixer, elbow levers

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

6

REC-E

REC-E

RECEPTION, EMERGENCY

CODE DESCRIPTION

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQGE-037 MACHINE: cash register

FQGE-038 MACHINE: electronic funds transfer at point of sale (EFTPOS)

FQGE-056 PRINTER: desktop, labels

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

FQSN-062 SAFE: small

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITAV-051 DISPLAY SCREEN: audio visual

ITBU-013 DISPLAY SCREEN: patient flow system

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-029 OUTLET: data, double RJ45, desk box

ITIN-145 DESK BOX: for power, data, AV, flush mounted, softwired

ITNE-007 COMPUTER: desktop, with display screen

ITNE-021 MULTIFUNCTION DEVICE: floorstanding

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-028 INTERCOM: audiovisual, wall mounted

ITSE-038 READER: access control, general

ITSE-048 DISPLAY SCREEN: CCTV system

WLPT-012 SCREEN: security, safety glass, with communication slot

WLPT-014 SCREEN: acoustic, privacy, safety glass

WLWA-004 WALL FINISH: paint, acrylic, washable

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELBO-018 BUTTON: security, perimeter lockdown

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-224 GPO: emergency power, double, desk box

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIGE-010 PASSTHROUGH: to bench

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-102 CUPBOARD: drawer unit

FIJO-131 CUPBOARD: tall, single door, adj shelves, lockable

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-185 JOINERY UNIT: counter top and screen under, emergency reception

FIJO-186 JOINERY UNIT: counter top and screen under, accessible, emergency reception

FIJO-212 BULKHEAD: joinery

FIJO-216 CUPBOARD: pigeon holes, under bench

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQBS-019 CHAIR: office, ergonomic, high

DETAIL 6 - DESKBOX

( 1:25 @ A3 )

REV DESCRIPTION DATE

6 RLS Reviewed and Updated inc. Name Change 29.05.2019
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 6

REC-E

REC-E

RECEPTION, EMERGENCY

ELEVATION 1

ELEVATION 3 ELEVATION 5

CODE DESCRIPTION

FQCW-016 BIN: waste, general, 20L

FQGE-005 CLOCK: analogue, battery operated

FQGE-037 MACHINE: cash register

FQGE-038 MACHINE: electronic funds transfer at point of sale (EFTPOS)

FQGE-056 PRINTER: desktop, labels

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

FQSN-062 SAFE: small

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITAV-051 DISPLAY SCREEN: audio visual

ITBU-013 DISPLAY SCREEN: patient flow system

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-029 OUTLET: data, double RJ45, desk box

ITIN-145 DESK BOX: for power, data, AV, flush mounted, softwired

ITNE-007 COMPUTER: desktop, with display screen

ITNE-021 MULTIFUNCTION DEVICE: floorstanding

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-028 INTERCOM: audiovisual, wall mounted

ITSE-038 READER: access control, general

ITSE-048 DISPLAY SCREEN: CCTV system

WLPT-012 SCREEN: security, safety glass, with communication slot

WLPT-014 SCREEN: acoustic, privacy, safety glass

WLWA-004 WALL FINISH: paint, acrylic, washable

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELBO-018 BUTTON: security, perimeter lockdown

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-224 GPO: emergency power, double, desk box

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIGE-010 PASSTHROUGH: to bench

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIJO-031 BENCH: 750D, open under, laminate finish

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-102 CUPBOARD: drawer unit

FIJO-131 CUPBOARD: tall, single door, adj shelves, lockable

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-185 JOINERY UNIT: counter top and screen under, emergency reception

FIJO-186 JOINERY UNIT: counter top and screen under, accessible, emergency reception

FIJO-212 BULKHEAD: joinery

FIJO-216 CUPBOARD: pigeon holes, under bench

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQBS-019 CHAIR: office, ergonomic, high

ELEVATION 2

ELEVATION 4

REV DESCRIPTION DATE

6 RLS Reviewed and Updated inc. Name Change 29.05.2019
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Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

RECP-10

RECP-10

RECEPTION, 10m²

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-051 BENCH TOP: 450D, joinery under

FIJO-099 CAC: cable access cap

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-182 JOINERY UNIT: reception desk

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-038 READER: access control, general

MEGE-007 CONTROL PANEL: temperature

WLPT-014 SCREEN: acoustic, privacy, safety glass

WLPT-015 SCREEN: security, safety glass, with communication slot and pass

through

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

6 General update following ERG review 24.06.2022
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Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

RECP-10

RECP-10

RECEPTION, 10m²

ELEVATION 1 ELEVATION 2 ELEVATION 3

ELEVATION 4 ELEVATION 5

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-051 BENCH TOP: 450D, joinery under

FIJO-099 CAC: cable access cap

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-182 JOINERY UNIT: reception desk

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-038 READER: access control, general

MEGE-007 CONTROL PANEL: temperature

WLPT-014 SCREEN: acoustic, privacy, safety glass

WLPT-015 SCREEN: security, safety glass, with communication slot and pass

through

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

6 General update following ERG review 24.06.2022
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

RECP-15

RECP-15

RECEPTION, 15m²

PLAN

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-051 BENCH TOP: 450D, joinery under

FIJO-099 CAC: cable access cap

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-182 JOINERY UNIT: reception desk

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-038 READER: access control, general

MEGE-007 CONTROL PANEL: temperature

WLPT-014 SCREEN: acoustic, privacy, safety glass

WLPT-015 SCREEN: security, safety glass, with communication slot and pass

through

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

6 General update following ERG review 24.06.2022
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

RECP-15

RECP-15

RECEPTION, 15m²

ELEVATION 4

ELEVATION 1 ELEVATION 2 ELEVATION 3

ELEVATION 5

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-051 BENCH TOP: 450D, joinery under

FIJO-099 CAC: cable access cap

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-182 JOINERY UNIT: reception desk

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-038 READER: access control, general

MEGE-007 CONTROL PANEL: temperature

WLPT-014 SCREEN: acoustic, privacy, safety glass

WLPT-015 SCREEN: security, safety glass, with communication slot and pass

through

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

6 General update following ERG review 24.06.2022
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 1

RECP-20

RECP-20

RECEPTION, 20m²

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-051 BENCH TOP: 450D, joinery under

FIJO-099 CAC: cable access cap

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-182 JOINERY UNIT: reception desk

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQGE-056 PRINTER: desktop, labels

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-038 READER: access control, general

MEGE-007 CONTROL PANEL: temperature

WLPT-014 SCREEN: acoustic, privacy, safety glass

WLPT-015 SCREEN: security, safety glass, with communication slot and pass

through

WLWA-004 WALL FINISH: paint, acrylic, washable

PLAN

REV DESCRIPTION DATE

1 First Issue 24.06.2022



150

900

2700

1100

720

2400

0

WLWA-004

FI
JO

-1
82

FQSM-007

FQ
B

S-
01

8

FIJO-051

ITNE-023

FIJO-106

FLSK-010

IT
N

E
-0

07

WLPT-014

(OPTIONAL)

IT
N

E
-0

49

CLGE-001

150

900

2700

1100
1200

0

FIJO-135

FIJO-106FIJO-106

FIJO-135

FLSK-010 FLSK-010

FIJO-051

IT
IN

-0
26

E
LG

P
-2

08

M
E

G
E

-0
07

(O
P

TI
O

N
A

L)

E
LB

O
-0

03

(O
P

TI
O

N
A

L)

ITNE-023

(OPTIONAL)

WLWA-004

CLTI-002

CEILING: acoustic, drop-in tiles, 600 x

1200

IT
IN

-0
16

(O
P

TI
O

N
A

L)

E
LG

P
-2

08

(O
P

TI
O

N
A

L)

FQGE-056

(OPTIONAL)

150

900

2700

1100

2100

0

FIJO-182

DWGL-005

DWPR-001

FLSK-010

WLWA-004

E
LB

O
-0

15

WLPT-014

(OPTIONAL)

150

2700

2400

850

0

CLGE-001

150

2700

1100

2400

850

0

FIJO-182

FQSM-007

FQ
C

W
-0

16

FQ
C

W
-0

16

FQSM-007

E
LG

P
-2

23

IT
IN

-0
36

IT
S

E
-0

06

E
LG

P
-2

08

ELGP-208

ITNE-007

FLSK-010FLSK-010

FIBM-019

E
LG

P
-2

23

IT
IN

-0
36

E
LG

P
-2

08

ELGP-208

ITNE-007

E
LG

P
-2

23

IT
IN

-0
36

E
LG

P
-2

08

ELGP-208

ITNE-007

ITNE-049ITNE-049ITNE-049

WLPT-015

(OPTIONAL)

WLPT-015

(OPTIONAL)

WLPT-015

(OPTIONAL)

WLPT-015

(OPTIONAL)

IT
S

E
-0

25

(O
P

TI
O

N
A

L)

150

900

2700

1100

720
600

0

CLGE-001

150

2700

1100

2400

850

0

FIJO-182

FLSK-010

WLPT-015

(OPTIONAL)

WLPT-015

(OPTIONAL)

WLPT-015

(OPTIONAL)

WLPT-015

(OPTIONAL)

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 1

RECP-20

RECP-20

RECEPTION, 20m²

ELEVATION 1 ELEVATION 2 ELEVATION 3

ELEVATION 4 ELEVATION 5

CODE DESCRIPTION

CLGE-001 CEILING: plasterboard, bulkhead, paint

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-051 BENCH TOP: 450D, joinery under

FIJO-099 CAC: cable access cap

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-182 JOINERY UNIT: reception desk

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQGE-056 PRINTER: desktop, labels

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-038 READER: access control, general

MEGE-007 CONTROL PANEL: temperature

WLPT-014 SCREEN: acoustic, privacy, safety glass

WLPT-015 SCREEN: security, safety glass, with communication slot and pass

through

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

1 First Issue 24.06.2022
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

REPR

REPR

REPORTING ROOM

PLAN

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-208 GPO: double, wall mounted

ELGP-212 GPO: double, desk box

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIHR-070 BRACKET: for display screen, dual, desk mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-099 CAC: cable access cap

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQDW-043 PARTITION: workstation system, acoustic

FQDW-044 WORKSTATION: straight, adj height, 1800W x 800D x 750H nom.

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-029 OUTLET: data, double RJ45, desk box

ITIN-066 OUTLET: HDMI, wall mounted

ITIN-067 OUTLET: HDMI, desk box

ITIN-145 DESKBOX: for power, data, AV, flush mounted, softwired

ITNE-049 TELEPHONE: handset, desktop

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

ITNE-070 DISPLAY SCREEN: PACS

LIFX-011 LIGHT: reading light

MMGE-152 VIEWER: X-ray, 2 screen

WLWA-001 WALL FINISH: acoustic panels, prefinished

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

DETAIL 5 ( 1 : 25 @ A3 )

NOTE:

THIS ROOM CAN BE COMBINED WITH A REPORTING WORKSTATION MODULE OR
MODULES TO CREATE A THREE OR FOUR WORKPOINT SPACE, SUBJECT TO THE

NUMBER OF REPORTING WORKPOINTS REQUIRED TO SERVE STAFFING PROFILES

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

REPW

REPW

REPORTING WORKSTATION

PLAN

CODE DESCRIPTION

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-212 GPO: double, desk box

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-070 BRACKET: for display screen, dual, desk mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-099 CAC: cable access cap

FLCP-006 FLOOR FINISH: carpet, carpet tiles, 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQDW-043 PARTITION: workstation system, acoustic

FQDW-044 WORKSTATION: straight, adj height, 1800W x 800D x 750H nom.

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-029 OUTLET: data, double RJ45, desk box

ITIN-061 OUTLET: HDMI, ceiling mounted

ITIN-066 OUTLET: HDMI, wall mounted

ITIN-067 OUTLET: HDMI, desk box

ITIN-145 DESKBOX: for power, data, AV, flush mounted, softwired

ITNE-049 TELEPHONE: handset, desktop

ITNE-063 DISPLAY SCREEN: for computer

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-069 DISPLAY SCREEN: PACS, portrait

ITNE-070 DISPLAY SCREEN: PACS

LIFX-011 LIGHT: reading light

WLWA-001 WALL FINISH: acoustic panels, prefinished

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 2 ELEVATION 3ELEVATION 1

DETAIL 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

SCRB-4

SCRB-4

SCRUB UP, 4m²

PLAN

CODE DESCRIPTION

FIBM-006 MIRROR: fixed, glass

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-028 DISPENSER: scrub brush

FIDI-031 DISPENSER: soap antiseptic

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety

FQCW-016 BIN: waste, general, 20L

FQSM-041 SHELVING: stainless steel wire mesh, 600W x 400D x 2100H, mobile

HYBA-077 SINK: trough, scrub

HYTP-042 TAPWARE: sensor

ITCL-018 CLOCK: clock system slave, digital

WLPR-006 WALL PROTECTION: corner guards

WLWA-019 WALL FINISH: vinyl, full height

ELEVATION 1 ELEVATION 2 ELEVATION 3

CONSIDER FOOT PEDAL

OR BUTTON FOR AUTO

DOOR RELEASE FROM

EXIT BAY

REV DESCRIPTION DATE

1 FIRST ISSUE 02.07.2018
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FLOOR FINISH: vinyl, seamless, coved,

cushioned
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ELBO-015 x 2

DWWD-007

FIBM-004

180 DEG DOOR SWING,

DOOR SWINGING OUTWARDS,

WITH CYLINDER LOCK BOTH SIDES

@ BOTTOM, MIDDLE AND TOP.

REFER TO RDS FOR DETAILS.

VINYL FLOORING

WITH CUSHIONING

AND ACOUSTIC

UNDERLAY

SKIRTING WITH SEAMLESS CAPPING

TO THE TOP.

BULLNOSED.

FULLY GLUED AND SCREW FIXED AT

100MM INTERVALS

REFER TO RDS FOR DETAILS
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DOOR: 1270mm c/o, single

leaf, observation panel, solid
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ELEVATION DOES NOT SHOW SKIRTING &

WALL TREATMENTS FOR CORRIDOR.

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWOB-006 OBSERVATION: internal window, alum/safety glass, double glazed, integral

venetian blind, powdercoat

DWWD-007 BLIND: venetian, integral

DWWD-010 CONTROL: venetian blind, remote

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-004 MIRROR: fixed, convex, tamper proof, anti ligature

FLSK-011 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished, anti ligature

FLVY-002 FLOOR FINISH: vinyl, seamless, coved, cushioned

FQBS-047 MATTRESS: foam

FSDE-004 DETECTOR: smoke

ITSE-006 BUTTON: duress, fixed

LIFX-034 LIGHT: reading light, tamper proof, anti ligature, ceiling recessed

WLWA-005 WALL FINISH: paint, scrub resistant

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

SECL

SECL

SECLUSION ROOM

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017

5 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018

ELEVATION 5
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Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

SECR-10

SECR-10

SECURITY ROOM, 10m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

CAC Cable access cap

DWOB-001 OBSERVATION: internal window

DWOB-015 OBSERVATION: internal window, alum/safety glass, c/w document and

speaking slots

DWOB-016 OBSERVATION: internal window, alum/safety glass, one way, powdercoat

DWPR-003 DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished

DWWD-006 BLIND: venetian

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIHR-026 HOOK: coat

FIJO-033 BENCH: 600D, open under, laminate finish, corner unit

FIJO-117 CUPBOARD: tall, double door, adj shelves, lockable

FIJO-154 CUPBOARD: wall mount, shelf unit, fixed shelves

FIJO-170 JOINERY UNIT: counter top and screen under

FLCP-003 FLOOR FINISH: carpet, broadloom, 48 oz., 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQBS-029 CHAIR: visitor, office areas

FQCW-016 BIN: waste, general, 20L

FQGE-070 SCREEN: projection, ceiling mounted, manual

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-019 CAMERA: ID photo

ITSE-048 DISPLAY SCREEN: CCTV system

WLPT-003 PARTITION: laminate

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SHAC

SHAC

SHOWER - ACCESSIBLE

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIJO-194 SHELF: laminate

FIRT-033 TRACK: curtain, shower

FIRT-045 GRAB RAIL: shower, horizontal and vertical

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQGE-011 CURTAIN: shower

HYDR-004 DRAIN: floor waste

HYTP-039 TAPWARE: mixer, shower, lever action

HYTP-045 SHOWER: hand-held, accessible

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

MMGE-024 CHAIR: shower

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

5 General update following ERG review 18.01.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 8

SHPT

SHPT

SHOWER - PATIENT

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIHR-026 HOOK: coat

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FIRT-045 GRAB RAIL: shower, horizontal and vertical

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQGE-011 CURTAIN: shower

HYBA-011 BASIN: handwash, Type C

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

MMGE-024 CHAIR: shower

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

8 General update following ERG review 18.01.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

SHST

SHST

SHOWER - STAFF

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

FIBM-006 MIRROR: fixed, glass

FIDI-030 DISPENSER: soap

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIGE-003 BENCH SEAT: fixed, indoor

FIHR-026 HOOK: coat

FIRT-016 RAIL: towel

FIRT-033 TRACK: curtain, shower

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQGE-011 CURTAIN: shower

HYDR-004 DRAIN: floor waste

HYTP-018 SHOWER: fixed rose

HYTP-039 TAPWARE: mixer, shower, lever action

ITSE-038 READER: access control, general

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

6 General update following ERG review 28.06.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 2

SPECT-CT

SPECT-CT

SPECT-CT IMAGING ROOM

CODE DESCRIPTION

MMGE-045 IV STAND: mobile

MMGE-100 SUCTION BOTTLE

MMGE-139 TROLLEY: procedure

MMGE-179 MACHINE: electrocardiography (ECG), c/w trolley and printer shelf

MMHA-032 MONITOR: patient, cardiac, SPECT/CT

MMMI-100 INJECTOR: contrast, CT

MMMI-262 DEVICE: nuclear medicine, SPECT/CT

MMMI-263 BOX: line connection, SPECT/CT

MMMI-264 CART: collimator, SPECT/CT

MMMI-265 BOARD: distribution, mains, SPECT/CT

MMMI-267 TABLE: patient handling system, pivot, SPECT/CT

MMMI-272 BOARD: disconnect, mains, SPECT/CT

MMMI-273 PHANTOM: SPECT/CT

MMMI-377 WARMER: contrast

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

CODE DESCRIPTION

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQCW-066 BIN: waste, sharps, on benchtop, shielded

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-038 LIGHT: backlit feature panels

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-042 SLIDE: patient

MMGE-002 ADAPTER: suction

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122 GPO: emergency power, single, on services panel

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELGT-007 UPS: uninterruptable power supply unit

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-030 HOOK: equipment, on mounting plate

FIHR-078 BRACKET: for observation camera, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-117 CUPBOARD: tall, double door, adj shelves, lockable

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

PLAN

REV DESCRIPTION DATE

2 General update following ERG review 24.06.2022

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and 
environmental concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric 
services, reticulated nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision 
of nitrous oxide via piped outlets or via cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of 
gas sources, operational considerations such as monitoring and measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

2

SPECT-CT

SPECT-CT

SPECT-CT IMAGING ROOM

CODE DESCRIPTION

MMGE-045 IV STAND: mobile

MMGE-100 SUCTION BOTTLE

MMGE-139 TROLLEY: procedure

MMGE-179 MACHINE: electrocardiography (ECG), c/w trolley and printer shelf

MMHA-032 MONITOR: patient, cardiac, SPECT/CT

MMMI-100 INJECTOR: contrast, CT

MMMI-262 DEVICE: nuclear medicine, SPECT/CT

MMMI-263 BOX: line connection, SPECT/CT

MMMI-264 CART: collimator, SPECT/CT

MMMI-265 BOARD: distribution, mains, SPECT/CT

MMMI-267 TABLE: patient handling system, pivot, SPECT/CT

MMMI-272 BOARD: disconnect, mains, SPECT/CT

MMMI-273 PHANTOM: SPECT/CT

MMMI-377 WARMER: contrast

MMSP-026 SERVICES PANEL: wall mounted

WLSH-004 SHIELDING: lead lining

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

CODE DESCRIPTION

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCW-016 BIN: waste, general, 20L

FQCW-066 BIN: waste, sharps, on benchtop, shielded

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-014 CLOCK: analogue, electric

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-038 LIGHT: backlit feature panels

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-042 SLIDE: patient

MMGE-002 ADAPTER: suction

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122 GPO: emergency power, single, on services panel

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-223 GPO: emergency power, double, wall mounted

ELGT-007 UPS: uninterruptable power supply unit

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

ELPR-007 UPS: status indicator

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-030 HOOK: equipment, on mounting plate

FIHR-078 BRACKET: for observation camera, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-117 CUPBOARD: tall, double door, adj shelves, lockable

FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

2 General update following ERG review 24.06.2022



FI
D

I-0
01

E
LG

P
-1

10

DWGL-005

150

2700

1100
1200

2100

1700

600

0

FIHR-044

(OPTIONAL)

FQSM-007

E
LB

O
-0

12

FLSK-010

DWPR-005

FIBM-019

WLWA-004

FI
D

I-0
14

FQ
C

W
-0

16

FQGE-094

FQGE-056

150

2700

2100

1600

750

1700

600

0

WLWA-004

FI
H

R
-0

70

MMGE-032

FIHR-066

IT
IN

-0
16

E
LG

P
-1

35

FLSK-010

FQSM-007

FQ
G

E-
05

6

FQGE-094

ITNE-067

IT
N

E
-0

70

ITNE-007

FIJO-031

IT
IN

-0
26

E
LG

P
-2

08

MMGE-032

(OPTIONAL)

FI
H

R
-0

66

IT
IN

-0
26

E
LG

P
-2

23

M
M

M
I-2

69

IT
IN

-0
16

E
LG

P
-1

23

E
LG

P
-2

23
.1

IT
IN

-0
26

E
LB

O
-0

12

MMMI-369

(OPTIONAL)

ITNE-070

FLSK-010

DWSC-005

DWPR-005

LIFX-002

150

900

1400

2700

2200

1100

2100

1600

750

600

0

E
LG

P
-2

23

MMMI-274

IT
N

E
-0

49IT
A

V-
01

4

CLTI-002

CEILING: acoustic, drop-in

tiles, 600 x 1200

WLWA-004

FIHR-070

DWOB-009

ITAV-057

FI
H

R
-0

75

DWWD-004

E
LG

P
-1

35
E

LG
P

-1
35

E
LG

P
-1

35

IT
C

L-
00

4

ITIN-016

THIRD SCREEN MAY BE REQUIRED

ITNE-070
IT

N
E

-0
07

FI
H

R
-0

75
IT

N
E

-0
68

E
LG

P
-1

35
E

LG
P

-2
23

IT
IN

-0
26

IT
C

L-
00

8

150

2700

2100

1600

0

LIFX-002

WLWA-004

E
LB

O
-0

01

FLSK-010

1
2

3
4

FQBS-018 FQBS-018

MMMI-274

IT
N

E
-0

49

MMMI-369

(OPTIONAL)

ITNE-067

ITNE-070ITNE-070

FIHR-070

FIHR-066

(OPTIONAL)

MMGE-032

(OPTIONAL)

DWSC-005

DOOR: 910mm c/o, single

leaf, solid core, lead

shielding, paint

(SHIELDED)

DWGL-005

DOOR: 910mm c/o, single

leaf, observation panel,

solid core/glass, paint

FLVY-007

FLOOR FINISH: vinyl,

seamless, coved, standard

slip resistant

ITIN-016

(OPTIONAL)

ELGP-135

(OPTIONAL)

IT
IN

-0
16

E
LG

P
-2

23

E
LG

P
-2

23

IT
IN

-0
26

IT
IN

-0
26

E
LG

P
-2

23
.1

IT
IN

-0
26

FI
D

I-0
01

M
M

M
I-2

69

SPECT-CT IMAGING 

ROOM REFER TO 
SPECT-CT

CLCL
5200

C L
C L

2
7
0
0

IT
A

V-
01

4

D
W

O
B

-0
09

E
LG

P
-2

23

E
LG

P
-1

23

E
LB

O
-0

12

ITAV-057

FI
H

R
-0

75

FI
H

R
-0

44

(O
P

TI
O

N
A

L)

IT
N

E
-0

07ELBO-001

E
LB

O
-0

12
IT

C
L-

00
4

D
W

W
D

-0
04

E
LG

P
-1

35

FIBM-019

E
LG

P
-1

10

FQCW-016

E
LG

P
-1

35
E

LG
P

-1
35

E
LG

P
-1

35

IT
IN

-0
16

FQ
S

M
-0

07

14 m²

FI
D

I-0
14

FQ
G

E-
05

6

FQ
G

E-
09

4

ELGP-208
ITIN-026

FI
H

R
-0

75

IT
N

E
-0

68

IT
C

L-
00

8

FQDW-054

FIJO-031

FI
JO

-0
31

00.511.522.5m
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 2

SPECT-CTCR

SPECT-CTCR

SPECT-CT CONTROL ROOM

CODE DESCRIPTION

DWOB-009 OBSERVATION: internal window, lead glass, clear

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

DWWD-004 BLIND: roller

ELBO-001 BUTTON: emergency stop

ELBO-012 SWITCH: light, dimmer

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-135 GPO: UPS, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-223.1 GPO: emergency power, double, wall mounted (V)

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-044 RACK: lead apron

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIHR-070 BRACKET: for display screen, dual, desk mounted

FIHR-075 BRACKET: for computer CPU, underdesk mounted

FIJO-031 BENCH: 750D, open under, laminate finish

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQDW-054 WORKSTATION: straight, adj height, 1600W x 750D x 750H nom.

FQGE-056 PRINTER: desktop, labels

FQGE-094 SCANNER: desktop, document, upright

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITAV-014 MICROPHONE: surface mounted, gooseneck

ITAV-057 SPEAKER: ceiling recessed

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITNE-067 KEYBOARD: keyboard and mouse only

ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount

ITNE-070 DISPLAY SCREEN: PACS

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

MMGE-032 DISPLAY SCREEN: slave, for patient monitor

MMMI-269 COMPUTER: tower, acquisition, SPECT/CT

MMMI-274 CONSOLE: control, SPECT/CT

MMMI-369 DISPLAY SCREEN: contrast injector

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

PLAN

REV DESCRIPTION DATE

2 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

SRM-15

SRM-15

STAFF ROOM, 15m²

ELEVATION 1 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-163 CUPBOARD: tall, single microwave

FIJO-212 BULKHEAD: joinery

FIJO-226 CUPBOARD: drawer unit, bin enclosure

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-015 CHAIR: dining

FQBS-039 LOUNGE: 1 seat

FQBS-042 LOUNGE: 2 seat, 1200 wide

FQCA-032 FRIDGE: domestic, 300L

FQCA-067 OVEN: microwave, domestic

FQCW-019 BIN: waste, general, 50L

FQTA-055 TABLE: round, 900 diam, dining height

FQTA-075 TABLE: square, 600W, low height

FSPV-004 FIRE EXTINGUISHER

FSPV-005 FIRE EXTINGUISHER: blanket

HYBA-080 SINK: single, with drainer, accessible

HYGE-003 BOILING/CHILLED WATER UNIT: Combination

HYTP-029 TAPWARE: boiling/chilled water unit (comb)

HYTP-040 TAPWARE: mixer, sink, accessible

ITBU-011 DISPLAY SCREEN: MATV

ITCL-001 ANNUNCIATOR: nurse call

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-038 READER: access control, general

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

ELEVATION 2

REV DESCRIPTION DATE

6 General update following ERG review 28.06.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SRM-35

SRM-35

STAFF ROOM, 35m²

CODE DESCRIPTION

FQBS-039 LOUNGE: 1 seat

FQBS-042 LOUNGE: 2 seat, 1200 wide

FQCA-033 FRIDGE: domestic, 500L

FQCA-067 OVEN: microwave, domestic

FQCW-019 BIN: waste, general, 50L

FQCW-062 BIN: waste, recycling, comingled, 50L

FQTA-055 TABLE: round, 900 diam, dining height

FQTA-075 TABLE: square, 600W, low height

FSPV-004 FIRE EXTINGUISHER

FSPV-005 FIRE EXTINGUISHER: blanket

HYBA-080 SINK: single, with drainer, accessible

HYGE-003 BOILING/CHILLED WATER UNIT: Combination

HYTP-029 TAPWARE: boiling/chilled water unit (comb)

HYTP-040 TAPWARE: mixer, sink, accessible

ITBU-011 DISPLAY SCREEN: MATV

ITCL-001 ANNUNCIATOR: nurse call

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-038 READER: access control, general

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-116 CUPBOARD: tall, double door, adj shelves

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-156 CUPBOARD: wall mount, single door, adj shelves

FIJO-164 CUPBOARD: tall, double microwave

FIJO-212 BULKHEAD: joinery

FIJO-226 CUPBOARD: drawer unit, bin enclosure

FIJO-228 JOINERY UNIT: sink shroud, accessible

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-015 CHAIR: dining

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SRM-35

SRM-35

STAFF ROOM, 35m²

ELEVATION 1

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

FQBS-039 LOUNGE: 1 seat

FQBS-042 LOUNGE: 2 seat, 1200 wide

FQCA-033 FRIDGE: domestic, 500L

FQCA-067 OVEN: microwave, domestic

FQCW-019 BIN: waste, general, 50L

FQCW-062 BIN: waste, recycling, comingled, 50L

FQTA-055 TABLE: round, 900 diam, dining height

FQTA-075 TABLE: square, 600W, low height

FSPV-004 FIRE EXTINGUISHER

FSPV-005 FIRE EXTINGUISHER: blanket

HYBA-080 SINK: single, with drainer, accessible

HYGE-003 BOILING/CHILLED WATER UNIT: Combination

HYTP-029 TAPWARE: boiling/chilled water unit (comb)

HYTP-040 TAPWARE: mixer, sink, accessible

ITBU-011 DISPLAY SCREEN: MATV

ITCL-001 ANNUNCIATOR: nurse call

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-038 READER: access control, general

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIHR-006 BRACKET: for display screen, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-106 CUPBOARD: drawer unit, 4 equal

FIJO-116 CUPBOARD: tall, double door, adj shelves

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-143 CUPBOARD: wall mount, double door, adj shelves

FIJO-156 CUPBOARD: wall mount, single door, adj shelves

FIJO-164 CUPBOARD: tall, double microwave

FIJO-212 BULKHEAD: joinery

FIJO-226 CUPBOARD: drawer unit, bin enclosure

FIJO-228 JOINERY UNIT: sink shroud, accessible

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-015 CHAIR: dining

ELEVATION 2

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SSTN-10

SSTN-10

STAFF STATION, 10m²

CODE DESCRIPTION

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-235 GPO: UPS, double, wall mounted

ELPR-007 UPS: status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-099 CAC: cable access cap

FIJO-178 JOINERY UNIT: staff station

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

MEGE-007 CONTROL PANEL: temperature

MGFP-001 ALARM PANEL: medical gases

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

NOTE: ONE COMPUTER HAS BEEN NOMINATED AS A DOWNTIME COMPUTER WITH UPS 

POWER AND THIS REQUIREMENT WILL NEED TO BE CONFIRMED. THE DOWNTIME COMPUTER, 

IF REQUIRED BY A UNIT, MAY ALTERNATIVELY BE PROVIDED IN A CLINICAL WORKROOM. 

PROVISION OF A DOWNTIME COMPUTER WILL NEED TO BE RATIONALISED ACROSS THE UNIT.

CLEARANCE BEHIND STAFF STATION, FROM WALL TO EDGE OF DESK, IS SHOWN AS 

1620-1630MM (AS PER AS1428.2).

ANY ROOMS THAT ARE ACCESSED FROM BEHIND THE STAFF STATION WILL REQUIRE 

ADDITIONAL AREA FOR APPROPRIATE DOOR CIRCULATION CLEARANCE.

PLAN
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SSTN-10

SSTN-10

STAFF STATION, 10m²

ELEVATION 5

ELEVATION 1 ELEVATION 3

ELEVATION 4

CODE DESCRIPTION

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-235 GPO: UPS, double, wall mounted

ELPR-007 UPS: status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-099 CAC: cable access cap

FIJO-178 JOINERY UNIT: staff station

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

MEGE-007 CONTROL PANEL: temperature

MGFP-001 ALARM PANEL: medical gases

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 2

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SSTN-14

SSTN-14

STAFF STATION, 14m²

CODE DESCRIPTION

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-235 GPO: UPS, double, wall mounted

ELPR-007 UPS: status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-099 CAC: cable access cap

FIJO-178 JOINERY UNIT: staff station

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQGE-056 PRINTER: desktop, labels

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

MEGE-007 CONTROL PANEL: temperature

MGFP-001 ALARM PANEL: medical gases

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

PLAN

NOTE: ONE COMPUTER HAS BEEN NOMINATED AS A DOWNTIME COMPUTER WITH UPS 

POWER AND THIS REQUIREMENT WILL NEED TO BE CONFIRMED. THE DOWNTIME COMPUTER, 

IF REQUIRED BY A UNIT, MAY ALTERNATIVELY BE PROVIDED IN A CLINICAL WORKROOM. 

PROVISION OF A DOWNTIME COMPUTER WILL NEED TO BE RATIONALISED ACROSS THE UNIT.

CLEARANCE BEHIND STAFF STATION, FROM WALL TO EDGE OF DESK, IS SHOWN AS 

1620-1630MM (AS PER AS1428.2).

ANY ROOMS THAT ARE ACCESSED FROM BEHIND THE STAFF STATION WILL REQUIRE 

ADDITIONAL AREA FOR APPROPRIATE DOOR CIRCULATION CLEARANCE.
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SSTN-14

SSTN-14

STAFF STATION, 14m²

ELEVATION 1 ELEVATION 3

ELEVATION 4 ELEVATION 5

ELEVATION 2

CODE DESCRIPTION

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-235 GPO: UPS, double, wall mounted

ELPR-007 UPS: status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-099 CAC: cable access cap

FIJO-178 JOINERY UNIT: staff station

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H,

prefinished

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQGE-056 PRINTER: desktop, labels

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

MEGE-007 CONTROL PANEL: temperature

MGFP-001 ALARM PANEL: medical gases

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SSTN-20

SSTN-20

STAFF STATION, 20m²

CODE DESCRIPTION

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-235 GPO: UPS, double, wall mounted

ELPR-007 UPS: status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-099 CAC: cable access cap

FIJO-178 JOINERY UNIT: staff station

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQGE-056 PRINTER: desktop, labels

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

MEGE-007 CONTROL PANEL: temperature

MGFP-001 ALARM PANEL: medical gases

MMGE-187 MONITOR: patient, central monitoring

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

PLAN

NOTE: ONE COMPUTER HAS BEEN NOMINATED AS A DOWNTIME COMPUTER WITH UPS 

POWER AND THIS REQUIREMENT WILL NEED TO BE CONFIRMED. THE DOWNTIME COMPUTER, 

IF REQUIRED BY A UNIT, MAY ALTERNATIVELY BE PROVIDED IN A CLINICAL WORKROOM. 

PROVISION OF A DOWNTIME COMPUTER WILL NEED TO BE RATIONALISED ACROSS THE UNIT.

ANY ROOMS THAT ARE ACCESSED FROM BEHIND THE STAFF STATION WILL REQUIRE 

ADDITIONAL AREA FOR APPROPRIATE DOOR CIRCULATION CLEARANCE.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

SSTN-20

SSTN-20

STAFF STATION, 20m²

ELEVATION 5

ELEVATION 1

ELEVATION 4

ELEVATION 3ELEVATION 2

CODE DESCRIPTION

FQSM-007 PEDESTAL: mobile, drawer unit, 660H

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-023 PRINTER: networked

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

MEGE-007 CONTROL PANEL: temperature

MGFP-001 ALARM PANEL: medical gases

MMGE-187 MONITOR: patient, central monitoring

WLWA-004 WALL FINISH: paint, acrylic, washable

CODE DESCRIPTION

ELBO-003 CONTROL PANEL: lighting

ELBO-015 SWITCH: light, single

ELGP-130 GPO: UPS, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELGP-235 GPO: UPS, double, wall mounted

ELPR-007 UPS: status indicator

FIBM-019 WHITEBOARD: fixed, magnetic

FIJO-099 CAC: cable access cap

FIJO-178 JOINERY UNIT: staff station

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQBS-018 CHAIR: office, ergonomic

FQCW-016 BIN: waste, general, 20L

FQGE-056 PRINTER: desktop, labels

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

STAD

STAD

STORE - ACCOUNTABLE DRUGS

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWGE-002 DOOR: 910mm c/o, steel, strongroom, grille gate door, paint

ELBO-015 SWITCH: light, single

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-128 CUPBOARD: tall, shelf unit, pharmacy shelves

FIJO-142 CUPBOARD: underbench, single, adj shelves, with single drawer

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITSE-002 ALARM: duress

LIFX-008 LIGHT: task light, built in

MEGE-015 VENTILATION PORT

MMGE-036 FRIDGE: drugs, underbench

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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WLWA-004

MIN
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1750

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 4

STBK-20

STBK-20

STORE - BULK, 20m²

ELEVATION 1 ELEVATION 2

ELEVATION 3

PLAN

ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-026 FRIDGE: commercial, floor standing, double door

FQSN-086 SHELVING: floor standing, 900W x 400D x 2100H nom., metal

ITIN-026 OUTLET: data, double RJ45, wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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DOOR: 1800mm c/o, double

leaf, solid core, paint
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leaf, solid core, paint
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LOADING DOCK
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

STBK-40

STBK-40

STORE - BULK, 40m²

PLAN

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-026 FRIDGE: commercial, floor standing, double door

FQSN-086 SHELVING: floor standing, 900W x 400D x 2100H nom., metal

ITIN-026 OUTLET: data, double RJ45, wall mounted

WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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prefinished, 600 x 1200
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 3

STBK-40

STBK-40

STORE - BULK, 40m²

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQCA-026 FRIDGE: commercial, floor standing, double door

FQSN-086 SHELVING: floor standing, 900W x 400D x 2100H nom., metal

ITIN-026 OUTLET: data, double RJ45, wall mounted

WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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DWSC-021

DOOR: 1400mm c/o, 1 1/2 leaf, solid

core, paint
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WLPR-019
FLVY-007

150

900

2700

550

2100

0

350

CL OF ROOM

WLWA-004
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

STCL

STCL

STORE CLEANERS

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSN-095 SHELVING: floor standing, 1200W x 400D x 2100H nom., metal

ITIN-026 OUTLET: data, double RJ45, wall mounted

WLPR-018 WALL PROTECTION: crash rail, at 350 AFFL, prefinished PVC

WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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SERVICE REQUIREMENTS
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DOOR: 1400mm c/o, 1 1/2 leaf, solid
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

STEQ-14

STEQ-14

STORE - EQUIPMENT, 14m²

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-030 HOOK: equipment, on mounting plate

FIRT-012 RAIL: equipment

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSN-082 SHELVING: floor standing, 900W x 450D x 2100H nom., wire

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

REV DESCRIPTION DATE

5 General update following ERG review 28.06.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

STEQ-20

STEQ-20

STORE - EQUIPMENT, 20m²

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-030 HOOK: equipment, on mounting plate

FIRT-012 RAIL: equipment

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSN-082 SHELVING: floor standing, 900W x 450D x 2100H nom., wire

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

6 General update following ERG review 28.06.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 7

STFS-10

STFS-10

STORE - FILES, 10m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQGE-095 STEP: safety

FQSN-085 SHELVING: floor standing, 900W x 400D x 2100H nom., wire

ITSE-038 READER: access control, general

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

7 General update following ERG review 24.06.2022
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 6

STFS-20

STFS-20

STORE - FILES, 20m²

PLANELEVATION 1

ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQGE-095 STEP: safety

FQSN-063 SHELVING: compactus

ITSE-038 READER: access control, general

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 4

REV DESCRIPTION DATE

6 General update following ERG review 24.06.2022
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

STGN

STGN

STORE - GENERAL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-033 PANEL: for storage bins, wall mount

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSN-007 BIN: storage bins, wire mesh, stainless steel

FQSN-082 SHELVING: floor standing, 900W x 450D x 2100H nom., wire

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

4 General update following ERG review 28.06.2021

PLAN



1
2

3
4

8 m²

CLCL
2800

C L
C L

3
0

0
0

FQ
S

N
-0

50

FQ
S

N
-0

50

FQ
S

N
-0

50

FQ
S

N
-0

50

FQ
S

N
-0

86

DWSC-003

DOOR: 910mm c/o, single leaf, solid

core, paint

E
LB

O
-0

15
E

LG
P-

20
8

FQ
S

N
-0

86

FQ
S

N
-0

86
FQ

S
N

-0
86

FQ
S

N
-0

86

FLVY-007

150

2700

2100

1800

0

WLWA-004

FLSK-010

FQ
S

N
-0

50

FQ
S

N
-0

50

FQ
S

N
-0

50

FQ
S

N
-0

50

150

2700

2100

0

WLWA-004

CLTI-008

CEILING: plasterboard, drop-in tiles,

prefinished, 600 x 1200

FLSK-010

FQSN-086 FQSN-086 FQSN-086

150

900

2700

1100

2100

600

0

WLWA-004

FLSK-010

D
W

PR
-0

10

D
W

PR
-0

10

DWPR-006

E
LB

O
-0

15
E

LG
P-

20
8

DWSC-003

150

2700

2100

1800

0

WLWA-004

FLSK-010

FQSN-086 FQSN-086

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

STPP

STPP

STORE - PATIENT PROPERTY

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQSN-050 LOCKER: 4 tier (quarter size)

FQSN-086 SHELVING: floor standing, 900W x 400D x 2100H nom., metal

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

5 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

STRT

STRT

STRESS TESTING

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-019 DISPENSER: gown/apron

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-026 HOOK: coat

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-131 CUPBOARD: tall, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-028 CHAIR: visitor, clinical areas

FQBS-052 STOOL: mobile, high, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-071 COMPUTER: desktop, with dual display screens

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMAH-027 TREADMILL: automatic

MMBE-069 TROLLEY: patient, echocardiography

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

MMGE-100 SUCTION BOTTLE

MMGE-179 MACHINE: electrocardiography (ECG), c/w trolley and printer shelf

MMHA-002 DEFIBRILLATOR

MMHA-027 TROLLEY: resuscitation, adult

MMMI-325 DEVICE: imaging, echocardiography machine

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

PLAN

REV DESCRIPTION DATE

4 General update following ERG review 13.05.2020
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

STRT

STRT

STRESS TESTING

ELEVATION 1 ELEVATION 2

ELEVATION 3
ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-019 DISPENSER: gown/apron

FIDI-021 DISPENSER: mask

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-019 BRACKET: for suction bottle

FIHR-026 HOOK: coat

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-131 CUPBOARD: tall, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIRT-025 TRACK: curtain, bedscreen, U shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-028 CHAIR: visitor, clinical areas

FQBS-052 STOOL: mobile, high, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQGE-010 CURTAIN: privacy screen

FQSM-003 PEDESTAL: mobile, wire basket unit, 840H

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-071 COMPUTER: desktop, with dual display screens

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMAH-027 TREADMILL: automatic

MMBE-069 TROLLEY: patient, echocardiography

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-088 SAFE: dangerous drugs, small

MMGE-100 SUCTION BOTTLE

MMGE-179 MACHINE: electrocardiography (ECG), c/w trolley and printer shelf

MMHA-002 DEFIBRILLATOR

MMHA-027 TROLLEY: resuscitation, adult

MMMI-325 DEVICE: imaging, echocardiography machine

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

REV DESCRIPTION DATE

4 General update following ERG review 13.05.2020
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 5

STSS-20

STSS-20

STORE - STERILE STOCK, 20m²

PLAN

CODE DESCRIPTION

DWPR-011 DOOR PROTECTION: protection plate, to full height

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-065 BRACKET: for bench, 450D, wall mounted

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIJO-013 BENCH: 450D, open under, stainless steel

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQSM-015 SHELVING: stainless steel wire mesh, mobile

FQSM-042 SHELVING: stainless steel wire mesh, for sutures, mobile

ITBU-021 SYSTEM: barcode tracking

ITCL-018 CLOCK: clock system slave, digital

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-003 LIGHT: illuminated sign, "Laser in Use"

MMGE-138 TROLLEY: preparation

WLWA-005 WALL FINISH: paint, scrub resistant

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

ELEVATION 1

ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017

5 GENERAL UPDATE FOLLOWING ERG.. REVIEW 02.07.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

STSS-CC

STSS-CC

STORE - STERILE STOCK, CENTRAL CORE

PLAN

CODE DESCRIPTION

DWPR-011 DOOR PROTECTION: protection plate, to full height

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-065 BRACKET: for bench, 450D, wall mounted

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIJO-013 BENCH: 450D, open under, stainless steel

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQSM-015 SHELVING: stainless steel wire mesh, mobile

FQSM-042 SHELVING: stainless steel wire mesh, for sutures, mobile

ITBU-021 SYSTEM: barcode tracking

ITCL-018 CLOCK: clock system slave, digital

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-003 LIGHT: illuminated sign, "Laser in Use"

MMGE-138 TROLLEY: preparation

WLWA-005 WALL FINISH: paint, scrub resistant

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

1 FIRST ISSUE 02.07.2018
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

STSS-CC

STSS-CC

STORE - STERILE STOCK, CENTRAL CORE

ELEVATION 1 ELEVATION 2

ELEVATION 3

CODE DESCRIPTION

DWPR-011 DOOR PROTECTION: protection plate, to full height

ELBO-015 SWITCH: light, single

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIHR-065 BRACKET: for bench, 450D, wall mounted

FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height

FIJO-013 BENCH: 450D, open under, stainless steel

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQSM-015 SHELVING: stainless steel wire mesh, mobile

FQSM-042 SHELVING: stainless steel wire mesh, for sutures, mobile

ITBU-021 SYSTEM: barcode tracking

ITCL-018 CLOCK: clock system slave, digital

ITIN-036 OUTLET: data, triple RJ45, wall mounted

ITNE-049 TELEPHONE: handset, desktop

ITNE-066 COMPUTER: all-in-one, wall mounted

ITNE-067 KEYBOARD: keyboard and mouse only

ITSE-025 DOOR RELEASE: access control, remote activation

LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"

LIFX-003 LIGHT: illuminated sign, "Laser in Use"

MMGE-138 TROLLEY: preparation

WLWA-005 WALL FINISH: paint, scrub resistant

WLWA-023 WALL FINISH: vinyl, to 2100 AFFL

REV DESCRIPTION DATE

1 FIRST ISSUE 02.07.2018



150

1000

1400

2700

1100
1200

2100

1800

1600

720

850

600

0

FI
D

I-0
03

MMSP-026

LI
FX

-0
26

E
LG

P-
12

3

IT
N

E
-0

07
IT

N
E

-0
49

FQ
B

S
-0

18 ITIN-026

ELGP-223
ELGP-223

WLWA-004

IT
SE

-0
25

FLSK-010

IT
SE

-0
06

WLWA-025

FI
D

I-0
01

MMBE-044

FQDW-028

WLPT-012

FIJO-194

E
LG

P-
12

3

FIHR-011
MMHA-005

FI
R

T-
03

1

150

2700

1100
1200

2100

720

850

1700

600

0

FQBS-028

IT
N

E
-0

07

WLWA-004

E
LG

P-
11

0

ITNE-049

FIDI-001

FQBS-018

E
LB

O
-0

15

DWGL-003

E
LG

P-
22

3
E

LG
P-

22
3

IT
IN

-0
26

DWPR-005

FQ
G

E
-0

10

FIRT-031 FIRT-032

FQ
G

E
-0

10

ITSE-006

WLPT-012

FIJO-194

FQDW-028

150

2700

1100
1200

2100

1300

1700

600
500

0

865

FLSK-010 FQ
C

W
-0

05

ELGP-110

ELBO-015

FIRT-031
FQGE-010

WLWA-004

CLTI-002

CEILING: acoustic, drop-in

tiles, 600 x 1200

FQ
C

W
-0

44
FI

H
R

-0
16

FI
D

I-0
14

FI
D

I-0
30

FI
D

I-0
31

FI
D

I-0
25

FQ
C

W
-0

16

WLWA-010

W
LP

R
-0

11

HYBA-010

HYTP-037

FQSM-016

FI
R

T-
03

2

FQ
G

E
-0

10

150

900
1000

1400

2700

1100
1200

2100

1800

1600

600
500

0

865

FQ
C

W
-0

05

LIFX-026

ELGP-123

FIDI-003

FQCW-044
FIHR-016

E
LB

O
-0

15

MMSP-026

FQGE-010 FIRT-031

FIHR-019
MMGE-100

FLSK-010

HYBA-010

HYTP-037

5
TRIAGE-1

W
LP

R
-0

11

W
LP

R
-0

11

CLTI-002

CEILING: acoustic, drop-in tiles, 600 x 1200

FI
D

I-0
14

MMHA-005
FIHR-011

ITIN-016
ELGP-130

WLWA-025
TO ED

WLWA-004

M
M

G
E

-0
02

M
G

A
S

-0
62

M
G

A
S

-0
22

M
G

FP
-0

02

M
G

FP
-0

04
M

G
A

S
-0

42

MMSP-026

IT
C

L-
00

4

M
M

G
E

-0
31

IT
C

L-
00

8

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

E
LG

P-
12

2.
1

E
LP

R
-0

06

IT
IN

-0
25

13 m²

2
3

4
1

CLCL
3300

ED

CORRIDOR

DWGL-003

DOOR: 910mm c/o, single

leaf, half glazed, solid

core/safety glass, paint

ELPR-001

FQBS-028

FIDI-001

IT
SE

-0
38

E
LB

O
-0

15

ITNE-049

FQBS-018

ITNE-007

IT
IN

-0
26

E
LG

P-
22

3
E

LG
P-

22
3

M
M

S
P-

02
6

LIFX-026

FIDI-014

E
LG

P-
11

0

FI
D

I-0
03

FQ
G

E
-0

10

FI
R

T-
03

1

FI
H

R
-0

19
M

M
G

E
-0

02

FIDI-030

FIDI-031

FIDI-025

E
LB

O
-0

15

HYBA-010

HYTP-037

FQCW-005

FQCW-016

FQCW-044
FIHR-016

ITSE-006

WLWA-010

W
LP

R
-0

11

W
LP

R
-0

11

C L
C L

3
9

0
0

ITSE-025

FLVY-007

FIRT-031

FQGE-010

M
M

H
A

-0
05

FI
H

R
-0

11

IT
IN

-0
16

FQ
S

M
-0

16

C L
5

0
0

C L
O

F
 B

A
S

IN

FIRT-032

FQGE-010

MMBE-044

FI
JO

-1
94

W
LP

T-
01

2

FQDW-028

IF DOOR IS REQUIRED

CONSIDER SECURITY

AND ACCESSIBILITY

CLEARANCE

00.511.522.5m

00.250.50.7511.25m

AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

TRIAGE-1

TRIAGE-1

TRIAGE ASSESSMENT ROOM, EMERGENCY - TYPE 1
CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-130 GPO: UPS, single

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-003 DISPENSER: bedroll

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-011 BRACKET: for monitor, wall mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIJO-194 SHELF: laminate

FIRT-031 TRACK: curtain, privacy

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQBS-028 CHAIR: visitor, clinical areas

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQDW-028 WORKSTATION: straight, adj height, 1200W x 750D x 750H nom.

FQGE-010 CURTAIN: privacy screen

FQSM-016 TROLLEY

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-038 READER: access control, general

LIFX-026 LIGHT: examination, wall mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-044 TROLLEY: patient, transport

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMHA-005 MONITOR: patient, cardiac

MMSP-026 SERVICES PANEL: wall mounted

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLPT-012 SCREEN: security, safety glass, with communication slot

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

ELEVATION 2 ELEVATION 3 ELEVATION 4ELEVATION 1

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

1 First Issue 29.05.2019

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

TRIAGE-2

TRIAGE-2

TRIAGE ASSESSMENT ROOM, EMERGENCY - TYPE 2

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

DWOB-007 OBSERVATION: internal window, alum/safety glass, powdercoat/paint

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-130 GPO: UPS, single

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-003 DISPENSER: bedroll

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-011 BRACKET: for monitor, wall mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIRT-031 TRACK: curtain, privacy

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-019 CHAIR: office, ergonomic, high

FQBS-028 CHAIR: visitor, clinical areas

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-044 BIN: waste, sharps, wall mounted

FQGE-010 CURTAIN: privacy screen

FQSM-016 TROLLEY

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITNE-008 COMPUTER: for workstation on wheels

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-006 BUTTON: duress, fixed

ITSE-025 DOOR RELEASE: access control, remote activation

ITSE-038 READER: access control, general

LIFX-026 LIGHT: examination, wall mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-044 TROLLEY: patient, transport

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMHA-005 MONITOR: patient, cardiac

MMSP-026 SERVICES PANEL: wall mounted

WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

8

TRMT

TRMT

TREATMENT ROOM

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITIN-025 OUTLET: data, double RJ45, on services panel

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITNE-008 COMPUTER: for workstation on wheels

ITNE-023 PRINTER: networked

ITNE-053 TELEPHONE: handset, wall mount, handsfree

ITSE-006 BUTTON: duress, fixed

LIFX-008 LIGHT: task light, built in

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMBE-043 TROLLEY: patient, examination

MMGE-002 ADAPTER: suction

MMGE-031 DIAGNOSTIC SET: wall mounted

MMGE-100 SUCTION BOTTLE

MMGE-119 TROLLEY: equipment

MMGE-164 WORKSTATION ON WHEELS: clinical, mobile

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-026 HOOK: coat

FIJO-059 BENCH TOP: 600D, joinery under, laminate finish

FIJO-135 CUPBOARD: underbench, double door, adj shelves

FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves

FIJO-212 BULKHEAD: joinery

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-052 STOOL: mobile, high, adj height

FQCW-008 BIN: waste, clinical, 50L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQGE-005 CLOCK: analogue, battery operated

FQGE-010 CURTAIN: privacy screen

HYBA-009 BASIN: handwash, Type A, scrub

ELEVATION 4

ELEVATION 5( 1 : 25 @ A3 )

REV DESCRIPTION DATE

8 General update following ERG review 18.01.2021

PLAN
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

4

TRMT-RD-A

TRMT-RD-A

TREATMENT BAY - RENAL DIALYSIS - TYPE  A

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

DWWD-006 BLIND: venetian

DWWH-005 WINDOW

ELBO-015 SWITCH: light, single

ELGP-101 GPO: single, ceiling mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-123.1 GPO: emergency power, single, wall mounted (V)

ELGP-208.1 GPO: double, wall mounted (V)

ELGP-209.1 GPO: double, wall mounted, RCD protected (V)

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIRT-023 TRACK: curtain, bedscreen, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-023 CHAIR: recliner, clinical with attached side table

FQBS-030 CHAIR: visitor, patient

FQGE-009 CURTAIN: bed screen

FQTA-013 TABLE: overbed

HYDR-006 DRAIN: tundish

HYTP-015 OUTLET: reverse osmosis (RO) water

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-070 OUTLET: MATV

ITNE-049 TELEPHONE: handset, desktop

LIFX-011 LIGHT: reading light

LIFX-013 LIGHT: procedure, ceiling mounted, small

MGAS-022 OUTLET: medical air (MA), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-002 FLOWMETER: medical air

MGFP-004 FLOWMETER: oxygen

MMGE-002 ADAPTER: suction

MMGE-049 MACHINE: dialysis

MMGE-096 STATION: dialysis

MMGE-100 SUCTION BOTTLE

MMGE-119 TROLLEY: equipment

MMSP-026 SERVICES PANEL: wall mounted

WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish

WLWA-004 WALL FINISH: paint, acrylic, washable

ELEVATION 4 (1:25 @ A3)

REV DESCRIPTION DATE

4 Coding and naming updated 20.03.2017
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

5

ULTR

ULTR

ULTRASOUND ROOM

PLAN

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-055 RACK: scanhead

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIRT-031 TRACK: curtain, privacy

FIRT-032 TRACK: curtain, privacy, L shaped

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQBS-028 CHAIR: visitor, clinical areas

FQBS-051 STOOL: mobile, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQDW-028 WORKSTATION: straight, adj height, 1200W x 750D x 750H nom.

FQGE-010 CURTAIN: privacy screen

FQSM-016 TROLLEY

FQSN-031 CABINET: short, single door, tambour, adj shelves, lockable

HYBA-010 BASIN: handwash, Type B

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-061 OUTLET: HDMI, ceiling mounted

ITIN-066 OUTLET: HDMI, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

MMBE-043 TROLLEY: patient, examination

MMGE-048 LINEN CARRIER: dirty, single

MMGE-169 SLING: arm, dynamic, ceiling mounted

MMMI-329 DEVICE: imaging, ultrasound scanning unit

MMMI-340 DISPLAY SCREEN: slave, for ultrasound

MMMI-376 WARMER: gel

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-025 WALL FINISH: vinyl, to 1200 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

5 RLS Reviewed and Updated inc. Name Change 29.05.2019
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

 1 : 50 @ A3 1

ULTR-PR

ULTR-PR

ULTRASOUND ROOM - PROCEDURES

PLAN

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIHR-055 RACK: scanhead

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIRT-041 TRACK: curtain, privacy, U shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQBS-028 CHAIR: visitor, clinical areas

FQBS-051 STOOL: mobile, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQDW-028 WORKSTATION: straight, adj height, 1200W x 750D x 750H nom.

FQGE-010 CURTAIN: privacy screen

FQSN-031 CABINET: short, single door, tambour, adj shelves, lockable

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-061 OUTLET: HDMI, ceiling mounted

ITIN-066 OUTLET: HDMI, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMBE-043 TROLLEY: patient, examination

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-138 TROLLEY: preparation

MMGE-169 SLING: arm, dynamic, ceiling mounted

MMMI-329 DEVICE: imaging, ultrasound scanning unit

MMMI-340 DISPLAY SCREEN: slave, for ultrasound

MMMI-376 WARMER: gel

MMSP-026 SERVICES PANEL: wall mounted

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

1 First Issue 29.05.2019

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and environmental 
concerns. It is, however, still commonly used in maternity and paediatric services.  With the exception of maternity and paediatric services, reticulated 
nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision of nitrous oxide via piped 
outlets or via cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of gas sources, operational 
considerations such as monitoring and measurement of usage, and management of leakage.
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

1

ULTR-PR

ULTR-PR

ULTRASOUND ROOM - PROCEDURES

ELEVATION 1 ELEVATION 2

ELEVATION 3 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-105 GPO: single, on services panel

ELGP-109 GPO: single, wall mounted

ELGP-110 GPO: single, wall mounted, cleaner

ELGP-122.1 GPO: emergency power, single, on services panel (V)

ELGP-123 GPO: emergency power, single, wall mounted

ELGP-208 GPO: double, wall mounted

ELGP-223 GPO: emergency power, double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

ELPR-006 RCD: residual current device

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-031 DISPENSER: soap antiseptic

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-019 BRACKET: for suction bottle

FIHR-055 RACK: scanhead

FIJO-157 CUPBOARD: wall mount, single door, adj shelves, lockable

FIJO-212 BULKHEAD: joinery

FIRT-041 TRACK: curtain, privacy, U shaped, angled

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-018 CHAIR: office, ergonomic

FQBS-028 CHAIR: visitor, clinical areas

FQBS-051 STOOL: mobile, adj height

FQCW-005 BIN: waste, clinical, 20L

FQCW-016 BIN: waste, general, 20L

FQCW-043 BIN: waste, sharps, on trolley

FQDW-028 WORKSTATION: straight, adj height, 1200W x 750D x 750H nom.

FQGE-010 CURTAIN: privacy screen

FQSN-031 CABINET: short, single door, tambour, adj shelves, lockable

HYBA-009 BASIN: handwash, Type A, scrub

HYTP-037 TAPWARE: mixer, elbow levers

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

ITCL-014 CLOCK: analogue, electric

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-026 OUTLET: data, double RJ45, wall mounted

ITIN-061 OUTLET: HDMI, ceiling mounted

ITIN-066 OUTLET: HDMI, wall mounted

ITNE-007 COMPUTER: desktop, with display screen

ITNE-049 TELEPHONE: handset, desktop

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMBE-043 TROLLEY: patient, examination

MMGE-002 ADAPTER: suction

MMGE-048 LINEN CARRIER: dirty, single

MMGE-100 SUCTION BOTTLE

MMGE-138 TROLLEY: preparation

MMGE-169 SLING: arm, dynamic, ceiling mounted

MMMI-329 DEVICE: imaging, ultrasound scanning unit

MMMI-340 DISPLAY SCREEN: slave, for ultrasound

MMMI-376 WARMER: gel

MMSP-026 SERVICES PANEL: wall mounted

WLWA-010 WALL FINISH: splashback, vinyl

WLWA-019 WALL FINISH: vinyl, full height

REV DESCRIPTION DATE

1 First Issue 29.05.2019
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1

UTRM

UTRM

UPTAKE ROOM

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC,

prefinished

ELBO-012 SWITCH: light, dimmer

ELGP-101 GPO: single, ceiling mounted

ELGP-109 GPO: single, wall mounted

ELGP-122 GPO: emergency power, single, on services panel

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-014 DISPENSER: disposable glove

FIHR-004 BRACKET: for display screen, ceiling mounted

FIHR-016 BRACKET: for sharps bin

FIHR-019 BRACKET: for suction bottle

FIHR-029 HOOK: equipment

FIHR-077 BRACKET: for observation camera, ceiling mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip

resistant

FQCW-044 BIN: waste, sharps, wall mounted

ITBU-012 DISPLAY SCREEN: patient entertainment system

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

ITCL-012 CAMERA: observation

ITCL-028 HANDSET: nurse call, with patient to staff call button

ITIN-011 OUTLET: data, single RJ45, ceiling mounted

ITIN-070 OUTLET: MATV

ITSE-029 INTERCOM: audio, wall mount

LIFX-027 LIGHT: examination, ceiling mounted

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-062 OUTLET: suction, on services panel

MGFP-004 FLOWMETER: oxygen

MMBE-091 CHAIR: recliner, clinical, electric

MMGE-002 ADAPTER: suction

MMGE-100 SUCTION BOTTLE

MMMI-219 PASS THROUGH: injection port

MMSP-026 SERVICES PANEL: wall mounted

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

1 First Issue 24.06.2022
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Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 7

WAIT-10

WAIT-10

WAITING, 10m²

ELEVATION 1 ELEVATION 2 ELEVATION 3

PLAN

CODE DESCRIPTION

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-045 RACK: magazine/pamphlet

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-003 FLOOR FINISH: vinyl, seamless, coved, non slip

FQBS-027 CHAIR: visitor, bariatric

FQBS-032 CHAIR: waiting

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQTA-071 TABLE: square, 500W, low height

ITBU-011 DISPLAY SCREEN: MATV

ITIN-070 OUTLET: MATV

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

REV DESCRIPTION DATE

7 General update following ERG review 24.06.2022
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RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

WAIT-20

WAIT-20

WAITING, 20m²

ELEVATION 1 ELEVATION 3 ELEVATION 4

PLAN

CODE DESCRIPTION

DWWD-004 BLIND: roller

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-045 RACK: magazine/pamphlet

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FQBS-027 CHAIR: visitor, bariatric

FQBS-032 CHAIR: waiting

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQTA-071 TABLE: square, 500W, low height

ITBU-011 DISPLAY SCREEN: MATV

ITIN-070 OUTLET: MATV

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

REV DESCRIPTION DATE

5 General update following ERG review 24.06.2022



3

4
5

30 m²

FQBS-032 FQBS-032 FQBS-032

FQBS-032 FQBS-032 FQBS-032

FQBS-032FQBS-032FQBS-032

FQBS-027

FQBS-032FQBS-032FQBS-032

FQBS-032 FQBS-032 FQBS-032

FQTA-071

IT
B

U
-0

11
FI

H
R

-0
06

IT
IN

-0
70

FI
D

I-0
01

C L
C L

8
3
0
0

FQBS-027

FQTA-071

E
LG

P
-2

08

FI
B

M
-0

19

(O
P

TI
O

N
A

L)

FLVY-003

FLOOR FINISH: vinyl, seamless, coved,

non slip

IT
B

U
-0

11

FI
H

R
-0

06

IT
IN

-0
70

E
LG

P
-2

08

FQGE-002

(OPTIONAL)

DWWD-004

E
LG

P
-1

09

WLPR-006

E
LG

P
-1

09

3600

FQGE-002

(OPTIONAL)

FQBS-032 FQBS-032

FQCW-016

FI
D

I-0
01

FQBS-032

FQBS-032

FQBS-032

FQBS-032
FQTA-071

SPACE FOR 

WHEELCHAIR

SPACE FOR 

WHEELCHAIR

DWWH-005

WLPR-006

FIHR-045

(OPTIONAL)

150

900

2700

1100

2100

1800

1600

2400

600

0

WLWA-004

FLSK-010

CLTI-002

CEILING: acoustic, drop-in tiles, 600 x

1200

E
LG

P
-1

09
IT

IN
-0

70

ITBU-011

FIHR-006

FQBS-027

W
LW

A
-0

22

FQTA-071

FQBS-032 FQBS-032 FQBS-032

W
LP

R
-0

06

FI
D

I-0
01

ELGP-208

150

900

2700

1100

2100

1800

1600

600

0

E
LG

P
-1

09
IT

IN
-0

70

FLSK-010

FQBS-032 FQBS-032 FQBS-032

FIHR-006

ITBU-011

WLWA-004

W
LP

R
-0

06

FIBM-019

(OPTIONAL)

W
LW

A
-0

22
FI

D
I-0

01

FQBS-027

FQ
C

W
-0

16

ELGP-208

FQTA-071

150

900
1000

2700

0 FLSK-010

WLWA-004

FQGE-002

(OPTIONAL)

FQGE-002

(OPTIONAL)

DWWH-005

DWWD-004

WLWA-022

FQBS-032 FQBS-032 FQBS-032 FQBS-032 FQBS-032FQBS-032

FIHR-045

(OPTIONAL)

00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

WAIT-30

WAIT-30

WAITING, 30m²

PLAN

CODE DESCRIPTION

DWWD-004 BLIND: roller

DWWH-005 WINDOW

ELGP-109 GPO: single, wall mounted

ELGP-208 GPO: double, wall mounted

FIBM-019 WHITEBOARD: fixed, magnetic

FIDI-001 DISPENSER: alcohol based hand rub

FIHR-006 BRACKET: for display screen, wall mounted

FIHR-045 RACK: magazine/pamphlet

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-003 FLOOR FINISH: vinyl, seamless, coved, non slip

FQBS-027 CHAIR: visitor, bariatric

FQBS-032 CHAIR: waiting

FQCW-016 BIN: waste, general, 20L

FQGE-002 ARTWORK

FQTA-071 TABLE: square, 500W, low height

ITBU-011 DISPLAY SCREEN: MATV

ITIN-070 OUTLET: MATV

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

REV DESCRIPTION DATE

5 General update following ERG review 24.06.2022

ELEVATION 1

ELEVATION 2 ELEVATION 3
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00.511.522.5m
AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 4

WAIT-S

WAIT-S

WAITING - SUB

ELEVATION 1 ELEVATION 2 ELEVATION 3

PLAN

CODE DESCRIPTION

ELGP-208 GPO: double, wall mounted

FIDI-001 DISPENSER: alcohol based hand rub

FIDI-056 HOLDER: document, A4

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

FQBS-027 CHAIR: visitor, bariatric

FQBS-032 CHAIR: waiting

FQTA-071 TABLE: square, 500W, low height

ITCL-004 BUTTON: nurse call, emergency

ITCL-008 BUTTON: nurse call, staff assist

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-022 WALL FINISH: vinyl, to 900 AFFL

REV DESCRIPTION DATE

4 General update following ERG review 24.06.2022
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 3

WAIT-SEC

WAIT-SEC

WAITING - SECURE, 6m²

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

ELGP-208 GPO: double, wall mounted

FIBM-013 NOTICEBOARD: fixed, fabric covered

FIHR-045 RACK: magazine/pamphlet

FLCP-003 FLOOR FINISH: carpet, broadloom, 48 oz., 90/10 wool/nylon

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

FQBS-032 CHAIR: waiting

FQGE-080 STAND: public telephone

FQTA-075 TABLE: square, 600W, low height

ITIN-016 OUTLET: data, single RJ45, wall mounted

ITNE-057 TELEPHONE: public

ITSE-023 DOOR RELEASE: access control, buzzer

MMBE-045 WHEELCHAIR

WLWA-004 WALL FINISH: paint, acrylic, washable

DWPR-003 DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished

FLSK-009 SKIRTING: vinyl, feather edged, 150H, prefinished

ITSE-023 DOOR RELEASE: access control, buzzer

ITSE-029 INTERCOM: audio, wall mount

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 7

WCAC

WCAC

TOILET - ACCESSIBLE

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIGE-011 BACKREST: accessible toilet

FIHR-026 HOOK: coat

FIRT-006 GRAB RAIL: WC

FIRT-007 GRAB RAIL: WC, accessible use

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQBS-035 CHANGE TABLE: baby

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

HYBA-005 BASIN: handwash, accessible

HYDR-004 DRAIN: floor waste

HYTP-035 TAPWARE: mixer, basin, accessible

HYWC-001 TOILET SUITE: accessible

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

REV DESCRIPTION DATE

7 General update following ERG review 18.01.2021

RIGHT HANDED PAN 

INDICATED

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 10

WCPT

WCPT

TOILET - PATIENT

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELBO-015 SWITCH: light, single

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIHR-026 HOOK: coat

FIRT-006 GRAB RAIL: WC

FIRT-008 GRAB RAIL: WC, hinged

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

HYBA-011 BASIN: handwash, Type C

HYDR-004 DRAIN: floor waste

HYTP-035 TAPWARE: mixer, basin, accessible

HYWC-006 TOILET SUITE: patient

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

REV DESCRIPTION DATE

10 General update following ERG review 18.01.2021

PLAN
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seamless, coved, wet area,
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

WCPU

WCPU

TOILET - PUBLIC

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIHR-026 HOOK: coat

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

HYBA-011 BASIN: handwash, Type C

HYDR-004 DRAIN: floor waste

HYTP-036 TAPWARE: mixer, basin, lever action

HYWC-008 TOILET SUITE: standard

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

5 General update following ERG review 18.01.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:50

1 : 50 @ A3 5

WCST

WCST

TOILET - STAFF

CODE DESCRIPTION

DWPR-001 DOOR PROTECTION: kickplate, to 300 AFFL

ELBO-015 SWITCH: light, single

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIHR-026 HOOK: coat

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

HYBA-011 BASIN: handwash, Type C

HYDR-004 DRAIN: floor waste

HYTP-036 TAPWARE: mixer, basin, lever action

HYWC-008 TOILET SUITE: standard

ITSE-038 READER: access control, general

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-007 WALL FINISH: splashback

ELEVATION 1 ELEVATION 2 ELEVATION 3 ELEVATION 4

REV DESCRIPTION DATE

5 General update following ERG review 18.01.2021

PLAN
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCEFOR GUIDANCEFOR GUIDANCEFOR GUIDANCE

1:50

 1 : 50 @ A3 3

WTPL

WTPL

WATER TREATMENT PLANT ROOM

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

DWPR-006 DOOR PROTECTION: protection plate, to 900 AFFL, PVC, prefinished

DWPR-010 DOOR PROTECTION: to door frame, PVC, prefinished

ELBO-015 SWITCH: light, single

ELGP-106 GPO: single, special, for equipment

ELGP-140 GPO: three phase, single

ELGP-223 GPO: emergency power, double, wall mounted

FIJO-020 BENCH: 600D, open under, laminate finish

FLGE-003 FLOOR FINISH: concrete, sealed, trowel

FLSK-002 SKIRTING: concrete, coved to 150 AFFL, sealed

FQBS-051 STOOL: mobile, adj height

HYDR-004 DRAIN: floor waste

HYGE-012 EQUIPMENT: water treatment plant

HYGE-016 PUMP: pressure booster

HYGE-019 WATER TREATMENT: brine tank

HYGE-020 WATER TREATMENT: carbon filter

HYGE-021 WATER TREATMENT: multimedia tank

HYGE-022 WATER TREATMENT: particle filter, 1 micron

HYGE-023 WATER TREATMENT: particle filter, 5 microns

HYGE-024 WATER TREATMENT: softener tank

HYTP-008 OUTLET: cold water

ITBU-002 ALARM: equipment monitoring, water treatment malfunction

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

3 Coding and naming updated 20.03.2017


	RLS_1BR-BA_1
	Sheets
	1BR-BA - 1 BED ROOM - BARIATRIC


	RLS_1BR-H12_4
	Sheets
	1BR-H-12 - 1 BED ROOM - HOLDING, 12m2


	RLS_1BR-IC_1
	Sheets
	1BR-IC(1) - 1 BED ROOM - INTENSIVE CARE
	1BR-IC(2) - 1 BED ROOM - INTENSIVE CARE


	RLS_1BR-IS-N1_4
	Sheets
	1BR-IS-N1 - 1 BED ROOM - ISOLATION - NEGATIVE PRESSURE, TYPE 1


	RLS_1BR-IS-N2_1
	Sheets
	1BR-IS-N2 - 1 BED ROOM - ISOLATION - NEGATIVE PRESSURE, TYPE 2


	RLS_1BR-MH-A_4
	Sheets
	1BR-MH-A - 1 BED ROOM - MENTAL HEALTH - INBOARD ENSUITE, 15m²
	1BR-MH-C - 1 BED ROOM - MENTAL HEALTH - BACK TO BACK ENSUITES, 15m²
	ENS-MH-A - ENSUITE - MENTAL HEALTH, INBOARD 5m²
	ENS-MH-B - ENSUITE - MENTAL HEALTH, INBOARD ACCESS FROM CORRIDOR, 5m²
	INTF-MH - INTERVIEW ROOM - MENTAL HEALTH
	SECL - SECLUSION ROOM


	RLS_1BR-MH-C _4
	Sheets
	1BR-MH-A - 1 BED ROOM - MENTAL HEALTH - INBOARD ENSUITE, 15m²
	1BR-MH-C - 1 BED ROOM - MENTAL HEALTH - BACK TO BACK ENSUITES, 15m²
	ENS-MH-A - ENSUITE - MENTAL HEALTH, INBOARD 5m²
	ENS-MH-B - ENSUITE - MENTAL HEALTH, INBOARD ACCESS FROM CORRIDOR, 5m²
	INTF-MH - INTERVIEW ROOM - MENTAL HEALTH
	SECL - SECLUSION ROOM


	RLS_1BR-SP-A1_4
	RLS_1BR-SP-A1(1)_4
	Sheets
	1BR-SP-A1(1) - 1 BED ROOM - SPECIAL, INBOARD ENSUITE, TYPE 1


	RLS_1BR-SP-A1(2)_4
	Sheets
	1BR-SP-A1(2) - 1 BED ROOM - SPECIAL, INBOARD ENSUITE, TYPE 1



	RLS_1BR-SP-A2_1
	Sheets
	1BR-SP-A2 - 1 BED ROOM - SPECIAL, INBOARD ENSUITE, TYPE 2


	RLS_1BR-SP-B
	Sheets
	1BA-SP-B(1) - 1 BED ROOM - CCU, 20m²

	RLS_1BR-SP-B(2)_3.pdf
	Sheets
	1BR-SP-B(2) - 1 BED ROOM - CCU, 20m²



	RLS_1BR-ST-A1_5
	Sheets
	1BR-ST-A1 - 1 BED ROOM - INBOARD ENSUITE, TYPE 1


	RLS_1BR-ST-A2_3
	Sheets
	1BR-ST-A2 - 1 BED ROOM - INBOARD ENSUITE, TYPE 2


	RLS_1BR-ST-A3_3
	Sheets
	1BR-ST-A3 - 1 BED ROOM - INBOARD ENSUITE, TYPE 3


	RLS_1BR-ST-B1_5
	Sheets
	1BR-ST-B1 - 1 BED ROOM - OUTBOARD ENSUITE, TYPE 1


	RLS_1BR-ST-B2_1
	Sheets
	1BR-ST-B2 - 1 BED ROOM - OUTBOARD ENSUITE, TYPE 2


	RLS_1BR-ST-B3_1
	Sheets
	1BR-ST-B3 - 1 BED ROOM - OUTBOARD ENSUITE, TYPE 3


	RLS_1BR-ST-D_1
	Sheets
	1BR-ST-D - 1 BED ROOM - BACK TO BACK ENSUITE


	RLS_2BR-ST-A1_5
	RLS_2BR-ST-A1(1)_5
	Sheets
	2BR-ST-A1(1) - 2 BED ROOM - INBOARD ENSUITE, TYPE 1


	RLS_2BR-ST-A1(2)_5
	Sheets
	2BR-ST-A1(2) - 2 BED ROOM - INBOARD ENSUITE, TYPE 1



	RLS_2BR-ST-A2_1
	RLS_2BR-ST-A2(1)_1
	Sheets
	2BR-ST-A2(1) - 2 BED ROOM - INBOARD ENSUITE TYPE 2


	RLS_2BR-ST-A2(2)_1
	Sheets
	2BR-ST-A2(2) - 2 BED ROOM - INBOARD ENSUITE, TYPE 2



	RLS_2BR-ST-B_4
	RLS_2BR-ST-B(1)_4
	Sheets
	2BR-ST-B(1) - 2 BED ROOM - OUTBOARD ENSUITE


	RLS_2BR-ST-B(2)_4
	Sheets
	2BR-ST-B(2) - 2 BED ROOM - OUTBOARD ENSUITE



	RLS_4BR-ST_5
	RLS_4BR-ST(1)_5
	Sheets
	4BR-ST(1) - 4 BED ROOM - INBOARD ENSUITE


	RLS_4BR-ST(2)_5
	Sheets
	4BR-ST(2) - 4 BED ROOM - INBOARD ENSUITE



	RLS_ADLB_3
	Sheets
	ADLB - ADL BATHROOM


	RLS_ADLD_3
	Sheets
	ADLD - ADL DINING LOUNGE


	RLS_ADLK- ENC_3
	Sheets
	ADLK- ENC - ADL KITCHEN - ENCLOSED


	RLS_ADLK-OP_3
	Sheets
	ADLK-OP - ADL KITCHEN - OPEN BAY


	RLS_ADLL_3
	Sheets
	ADLL - ADL LAUNDRY


	RLS_AHBF_5
	Sheets
	AHBF - AFTER HOURS BLOOD FRIDGE


	RLS_AHDR_4
	Sheets
	AHDR - AFTER HOURS DRUG STORE


	RLS_AIRLE-6_5
	Sheets
	AIRLE-6 - AIRLOCK - ENTRY, 6m²


	RLS_AIRLE-12_3
	Sheets
	AIRLE-12 - AIRLOCK - ENTRY, 12m²


	RLS_ANAE-16_1
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE


	RLS_ANRM_5
	Sheets
	ANRM - ANTEROOM


	RLS_ASPR-20_3
	Sheets
	ASPR-20 - ASSEMBLY/ PREPARATION (PHARMACY), 20m²


	RLS_ASPR-30_3
	Sheets
	ASPR-30(1) - ASSEMBLY/ PREPARATION (PHARMACY), 30m²

	RLS_ASPR-30(2)_3.pdf
	Sheets
	ASPR-30(2) - ASSEMBLY/ PREPARATION (PHARMACY), 30m²



	RLS_AUDIO_3
	Sheets
	AUDIO - AUDIOLOGY TESTING ROOM


	RLS_BATH_6
	Sheets
	BATH - BATHROOM


	RLS_BBEV_ENC
	RLS_BBEV-OP_6
	Sheets
	BBEV-OP - BAY - BEVERAGE, OPEN PLAN, 4m²


	RLS_BBLD_4
	Sheets
	BBLD - BAY - BLOOD FRIDGE


	RLS_BBW_3
	Sheets
	BBW - BAY - BLANKET / FLUID WARMER


	RLS_BES_2
	Sheets
	BES - BAY - EMERGENCY SHOWER


	RLS_BFLW-ENC_6
	Sheets
	BFLW-ENC - BAY - FLOWERS, ENCLOSED, 4m²


	RLS_BFLW-OP_6
	Sheets
	BFLW-OP - BAY - FLOWERS, OPEN PLAN, 2m²


	RLS_BHW_3
	Sheets
	BHW - BAY - HEIGHT/ WEIGHT


	RLS_BHWS-A_7
	Sheets
	BHWS-A - BAY - HANDWASHING, TYPE A


	RLS_BHWS-B_6
	Sheets
	BHWS-B - BAY - HANDWASHING, TYPE B


	RLS_BIRM-A_4
	RLS_BIRM-A(1)_4
	Sheets
	BIRM-A(1) - BIRTHING ROOM - LDR WITHOUT BATH


	RLS_BIRM-A(2)_4
	Sheets
	BIRM-A(2) - BIRTHING ROOM - LDR WITHOUT BATH



	RLS_BIRM-B_1
	RLS_BIRM-B(1)_1
	Sheets
	BIRM-B(1) - BIRTHING ROOM - LDR WITH BATH


	RLS_BIRM-B(2)_1
	Sheets
	BIRM-B(2) - BIRTHING ROOM - LDR WITH BATH



	RLS_BLIN_5
	Sheets
	BLIN - BAY - LINEN


	RLS_BMEQ_6
	Sheets
	BMEQ - BAY - MOBILE EQUIPMENT


	RLS_BMFD-3_1
	Sheets
	BMFD-3 - BAY - MULTIFUNCTION DEVICE, 3m²


	RLS_BMFD-7_1
	Sheets
	BMFD-7 - BAY - MULTIFUNCTION DEVICE, 7m²


	RLS_BMT-4_5
	Sheets
	BMT-4 - BAY - MEAL TROLLEY, 4m²


	RLS_BPATH_3
	Sheets
	BPATH - BAY - PATHOLOGY POINT OF CARE TESTING (POCT)


	RLS_BPROP_5
	Sheets
	BPROP - BAY - PROPERTY, STAFF


	RLS_BPTS_3
	Sheets
	BPTS - BAY - PNEUMATIC TUBE STATION


	RLS_BRES_7
	Sheets
	BRES - BAY - RESUSCITATION TROLLEY


	RLS_BVM_6
	Sheets
	BVM - BAY - VENDING MACHINE


	RLS_BWC_5
	Sheets
	BWC - BAY - WHEELCHAIR PARK


	RLS_BWTR_3
	Sheets
	BWTR - BAY - WATER FOUNTAIN


	RLS_CHPT_5
	Sheets
	CHPT - CHANGE CUBICLE - PATIENT, 2m²


	RLS_CHPT-12_2
	Sheets
	CHPT-12 - CHANGE ROOM - PATIENT (MALE / FEMALE), 12m²


	RLS_CHPT-D_5
	Sheets
	CHPT-D - CHANGE CUBICLE - ACCESSIBLE, 4m²


	RLS_CHST-10_5
	Sheets
	CHST-10 - CHANGE - STAFF, 10m²


	RLS_CHST-35_6
	RLS_CHST-35(1)_6
	CHST-35(1) - CHANGE - STAFF, 35m²

	RLS_CHST-35(2)_6
	CHST-35(2) - CHANGE - STAFF, 35m²


	RLS_CLAB-EP_1
	Sheets
	CLAB-EP(1) - CATHETER LABORATORY - ELECTROPHYSIOLOGY STUDIES
	CLAB-EP(2) - CATHETER LABORATORY - ELECTROPHYSIOLOGY STUDIES


	RLS_CLAB-I_4
	Sheets
	CLAB-I(1) - CATHETER LABORATORY - INTERVENTIONAL
	CLAB-I(2) - CATHETER LABORATORY - INTERVENTIONAL


	RLS_CLCR-EP_1
	Sheets
	CLCR-EP - CATHETER LABORATORY EP CONTROL ROOM


	RLS_CLCR-I_4
	Sheets
	CLCR-I - CATHETER LABORATORY INTERVENTIONAL CONTROL ROOM


	RLS_CLN-10_1
	Sheets
	CLN-10 - CLEAN STORE, 10m²


	RLS_CLN-MED-20_1
	Sheets
	CLN-MED-20 - CLEAN STORE / MEDICATION ROOM, 20m²


	RLS_CLN-MED-S_6
	Sheets
	CLN-MED-S - CLEAN STORE / MEDICATION ROOM, SUB


	RLS_CLRM-5_5
	Sheets
	CLRM-5 - CLEANER'S ROOM, 5m²


	RLS_CLRM-10_3
	Sheets
	CLRM-10 - CLEANERS ROOM, 10m²


	RLS_CLUP-7_6
	Sheets
	CLUP-7 - CLEAN-UP ROOM, 7m²


	RLS_CLUP-10_1
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE


	RLS_COMM_4
	Sheets
	COMM - COMMUNICATIONS ROOM


	RLS_CONS_8
	Sheets
	CONS - CONSULT ROOM


	RLS_CONS-ENT-OP_7
	Sheets
	CONS-ENT-OP - CONSULT ROOM - ENT / OPHTHALMOLOGY


	RLS_CONS-UN_2
	Sheets
	CONS-UN - CONSULT ROOM, UNIVERSAL ACCESS


	RLS_CORR_3
	Sheets
	CORR - CORRIDOR - PATIENT TREATMENT AREAS


	RLS_CTCR_4
	RLS_CTIR_1
	Sheets
	CTIR(1) - CT IMAGING ROOM
	CTIR(2) - CT IMAGING ROOM


	RLS_CTPR_1
	RLS_CTPR(1)_1
	CTPR(1) - CT PLANNING ROOM

	RLS_CTPR(2)_1
	CTPR(2) - CT PLANNING ROOM


	RLS_DEN-MLB_4
	Sheets
	DEN-MLB - DENTAL LABORATORY, MINOR


	RLS_DENSR-1_1
	Sheets
	DENSR-1 - DENTAL SURGERY, TYPE 1


	RLS_DENSR-2_1
	Sheets
	DENSR-2 - DENTAL SURGERY, TYPE 2


	RLS_DINBEV-25_4
	RLS_DINBEV-25(1)_4
	Sheets
	DINBEV-25(1) - DINING ROOM/ BEVERAGE BAY (MENTAL HEALTH), 25m²


	RLS_DINBEV-25(2)_4
	Sheets
	DINBEV-25(2) - DINING ROOM/ BEVERAGE BAY (MENTAL HEALTH), 25m²



	RLS_DINR_2
	Sheets
	DINR(1) - DINING - PATIENTS
	DINR(2) - DINING - PATIENTS


	RLS_DISP-8_4
	Sheets
	DISP-8 - DISPOSAL ROOM, 8m²


	RLS_DISP-10_3
	Sheets
	DISP-10 - DISPOSAL ROOM, 10m²


	RLS_DTUR-10_5
	Sheets
	DTUR-10 - DIRTY UTILITY, 10m²


	RLS_DTUR-12_6
	Sheets
	DTUR-12 - DIRTY UTILITY, 12m²


	RLS_DTUR-14_5
	Sheets
	DTUR-14 - DIRTY UTILITY, 14m²


	RLS_DTUR-S_5
	Sheets
	DTUR-S - DIRTY UTILITY, SUB


	RLS_ECHO-TOE_5
	RLS_ECHO-TOE_5a
	Sheets
	ECHO-TOE(1) - ECHOCARDIOGRAPHY - TRANSOESOPHAGEAL


	RLS_ECHO-TOE_5b
	Sheets
	ECHO-TOE(2) - ECHOCARDIOGRAPHY - TRANSOESPHAGEAL



	RLS_ECL-8_4
	Sheets
	ECL-8 - EQUIPMENT CLEAN-UP, 8m²


	RLS_ECL-10_4
	Sheets
	ECL-10 - EQUIPMENT CLEAN-UP, 10m²


	RLS_ECL-12_2
	Sheets
	ECL-12 - EQUIPMENT CLEAN-UP/ LOAN EQUIPMENT 12m²


	RLS_ECL-14_4
	Sheets
	ECL-14 - EQUIPMENT CLEAN-UP, 14m²


	RLS_ENPR_1
	RLS_ENPR_1
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE


	RLS_ENPR_2
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE



	RLS_ENS_ST_A2_2
	RLS_ENS_ST_A3_1
	RLS_ENS_ST_B_1
	RLS_ENS-ACC_4
	Sheets
	ENS-ACC - ENSUITE - ACCESSIBLE, 7m²


	RLS_ENS-BA_2
	Sheets
	ENS-BA - ENSUITE - BARIATRIC, 7m²


	RLS_ENS-BR_1
	Sheets
	ENS-BR - ENSUITE - BIRTHING, 7m²


	RLS_ENS-MH-A_4
	Sheets
	1BR-MH-A - 1 BED ROOM - MENTAL HEALTH - INBOARD ENSUITE, 15m²
	1BR-MH-C - 1 BED ROOM - MENTAL HEALTH - BACK TO BACK ENSUITES, 15m²
	ENS-MH-A - ENSUITE - MENTAL HEALTH, INBOARD 5m²
	ENS-MH-B - ENSUITE - MENTAL HEALTH, INBOARD ACCESS FROM CORRIDOR, 5m²
	INTF-MH - INTERVIEW ROOM - MENTAL HEALTH
	SECL - SECLUSION ROOM


	RLS_ENS-MH-B_2
	Sheets
	1BR-MH-A - 1 BED ROOM - MENTAL HEALTH - INBOARD ENSUITE, 15m²
	1BR-MH-C - 1 BED ROOM - MENTAL HEALTH - BACK TO BACK ENSUITES, 15m²
	ENS-MH-A - ENSUITE - MENTAL HEALTH, INBOARD 5m²
	ENS-MH-B - ENSUITE - MENTAL HEALTH, INBOARD ACCESS FROM CORRIDOR, 5m²
	INTF-MH - INTERVIEW ROOM - MENTAL HEALTH
	SECL - SECLUSION ROOM


	RLS_ENS-SH_5
	Sheets
	ENS-SH - ENSUITE - SHARED


	RLS_ENS-SP_5
	Sheets
	ENS-SP - ENSUITE - SPECIAL, 6m²


	RLS_ENS-ST-A1_6
	Sheets
	ENS-ST-A1 - ENSUITE - STANDARD - INBOARD - ALTERNATIVE 1, 5m²


	RLS_ENS-ST-C_1
	Sheets
	ENS-ST-C - ENSUITE - BACK TO BACK, 5m²


	RLS_FLUO_1
	Sheets
	FLUO(1) - FLUOROSCOPY ROOM
	FLUO(2) - FLUOROSCOPY ROOM


	RLS_FLUOC_1
	Sheets
	FLUOC - FLUOROSCOPY CONTROL ROOM


	RLS_GENXR_4
	Sheets
	GENXR(1) - GENERAL X-RAY ROOM
	GENXR(2) - GENERAL X-RAY ROOM


	RLS_GRE_3
	Sheets
	GRE - GOODS RECIEPT - PHARMACY


	RLS_GYAH-45_3
	Sheets
	GYAH-45(1) - GYMNASIUM, 45m²

	RLS_GYAH-45(2)_3.pdf
	Sheets
	GYAH-45(2) - GYMNASIUM, 45m²



	RLS_GYAH-60_3
	Sheets
	GYAH-60(1) - GYMNASIUM, 60m²
	GYAH-60(2) - GYMNASIUM, 60m²


	RLS_HYDP_5
	RLS_HYDP(1)_5
	Sheets
	HYDP(1) - HYDROTHERAPY POOL


	RLS_HYDP(2)_5
	Sheets
	HYDP(2) - HYDROTHERAPY POOL



	RLS_INTF-MH_1
	Sheets
	1BR-MH-A - 1 BED ROOM - MENTAL HEALTH - INBOARD ENSUITE, 15m²
	1BR-MH-C - 1 BED ROOM - MENTAL HEALTH - BACK TO BACK ENSUITES, 15m²
	ENS-MH-A - ENSUITE - MENTAL HEALTH, INBOARD 5m²
	ENS-MH-B - ENSUITE - MENTAL HEALTH, INBOARD ACCESS FROM CORRIDOR, 5m²
	INTF-MH - INTERVIEW ROOM - MENTAL HEALTH
	SECL - SECLUSION ROOM


	RLS_INTV_6
	Sheets
	INTV - INTERVIEW ROOM


	RLS_LAUN-MH_4_0
	Sheets
	LAUN-MH - LAUNDRY - MENTAL HEALTH, 6m²


	RLS_LAUN-PT_4
	Sheets
	LAUN-PT - LAUNDRY - PATIENT, 6m²


	RLS_LINAC_1
	RLS_LINAC(3)_1
	LINAC(3) - LINEAR ACCELERATOR TREATMENT ROOM

	RLS_LINAC(4)_1
	LINAC(4) - LINEAR ACCELERATOR TREATMENT ROOM


	RLS_LINAC-CR_1
	Sheets
	LINAC-CR - LINEAR ACCELERATOR CONTROL ROOM


	RLS_LNPA-12_4
	Sheets
	LNPA-12 - LOUNGE - PARENT, 12m²


	RLS_LNPF-20_2
	Sheets
	LNPF-20 - LOUNGE - PATIENT / FAMILY, 20m²


	RLS_LNPT-10_5
	Sheets
	LNPT-10 - LOUNGE - PATIENT/ FAMILY, 10m²


	RLS_LNPT-30_5
	Sheets
	LNPT-30(1) - LOUNGE - PATIENT/ FAMILY, 30m²
	LNPT-30(2) - LOUNGE - PATIENT/ FAMILY, 30m²


	RLS_MAMMO_4
	Sheets
	MAMMO - MAMMOGRAPHY ROOM


	RLS_MED-14_1
	Sheets
	MED-14 - MEDICATION ROOM, 14m²


	RLS_MEET-9_6
	Sheets
	MEET-9 - MEETING ROOM, 9m²


	RLS_MEET-15_5
	Sheets
	MEET-15 - MEETING ROOM, 15m²


	RLS_MEET-20_6
	Sheets
	MEET-20 - MEETING ROOM, 20m²


	RLS_MEET-30_7
	RLS_MEET-30_7_1
	Sheets
	MEET-30(1) - MEETING ROOM, 30m²


	RLS_MEET-30_7_2
	Sheets
	MEET-30(2) - MEETING ROOM, 30m²



	RLS_MEET-55_3
	RLS_MEET-55_3_1
	Sheets
	MEET-55(1) - MEETING ROOM, 55m²


	RLS_MEET-55_3_2
	Sheets
	MEET-55(2) - MEETING ROOM, 55m²



	RLS_MOR-AU_4
	MOR-AU(1)
	MOR-AU(1) - MORTUARY - AUTOPSY ROOM

	MOR-AU(2)
	MOR-AU(2) - MORTUARY - AUTOPSY ROOM


	RLS_MOR-BH_4
	MOR-BH(1)
	MOR-BH(1) - MORTUARY - BODY HOLDING

	MOR-BH(2)
	MOR-BH(2) - MORTUARY - BODY HOLDING


	RLS_MOR-BR_4
	Sheets
	MOR-BR - MORTUARY - BODY RECEPTION


	RLS_MOR-VR_4
	Sheets
	MOR-VR - MORTUARY - VIEWING ROOM


	RLS_MOR-W_4
	Sheets
	MOR-W - MORTUARY - WAITING


	RLS_MRICR_1
	RLS_MRIR_1
	Sheets
	MRIR(1) - MRI ROOM
	MRIR(2) - MRI ROOM


	RLS_NBIC-HD_4
	Sheets
	NBIC-HD - NEONATAL BAY - INTENSIVE CARE / HIGH DEPENDENCY CARE


	RLS_NBLD_4
	Sheets
	NBLD - NEONATAL BAY - LOW DEPENDENCY CARE


	RLS_OFF-1P-9_7
	Sheets
	OFF-1P-9 - OFFICE - 1 PERSON, 9m²


	RLS_OFF-1P-12_6
	Sheets
	OFF-1P-12 - OFFICE - 1 PERSON, 12m²


	RLS_OFF-2P_7
	Sheets
	OFF-2P - OFFICE - 2 PERSON


	RLS_OFF-CLN_6
	Sheets
	OFF-CLN - OFFICE - CLINICAL WORKROOM


	RLS_OFF-WI-5_2
	Sheets
	OFF-WI-5 - OFFICE - WRITE UP, 5m²


	RLS_OFF-WS_3
	Sheets
	OFF-WS - OFFICE - WORKSTATION


	RLS_OPG_1
	RLS_ORGN_6
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE

	RLS_ORGN_6.pdf
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE



	RLS_OVBR_5
	Sheets
	OVBR - OVERNIGHT STAY - BEDROOM


	RLS_OVES_5
	Sheets
	OVES - OVERNIGHT STAY - ENSUITE


	RLS_PAR_4
	Sheets
	PAR - PARENTING ROOM


	RLS_PBAT_1
	Sheets
	PBAT - PATIENT BAY, EMERGENCY - AMBULANCE TRIAGE


	RLS_PBIC_1
	Sheets
	PBIC(1) - PATIENT BAY - INTENSIVE CARE
	PBIC(2) - PATIENT BAY - INTENSIVE CARE


	RLS_PBSC_5
	Sheets
	PBSC - PATIENT BAY - SPECIMEN COLLECTION


	RLS_PBTR-A_6
	Sheets
	PBTR-A - PATIENT BAY, EMERGENCY - ACUTE TREATMENT


	RLS_PBTR-AS_1
	Sheets
	PBTR-AS - PATIENT ROOM, EMERGENCY - ACUTE TREATMENT SPECIAL


	RLS_PBTR-FT_1
	Sheets
	PBTR-FT - PATIENT BAY, EMERGENCY - FAST TRACK


	RLS_PBTR-H-6_5
	Sheets
	PBTR-H-6 - PATIENT BAY - HOLDING, 6m²


	RLS_PBTR-H-9_6
	Sheets
	PBTR-H-9 - PATIENT BAY - HOLDING, 9m²


	RLS_PBTR-MD_1
	Sheets
	PBTR-MD - PATIENT BAY - MEDICAL DAY TREATMENT


	RLS_PBTR-NA_5
	Sheets
	PBTR-NA - PATIENT BAY, EMERGENCY - NON ACUTE TREATMENT


	RLS_PBTR-R_6
	Sheets
	PBTR-R(1) - PATIENT BAY, EMERGENCY - RESUSCITATION
	PBTR-R(2) - PATIENT BAY, EMERGENCY - RESUSCITATION


	RLS_PBTR-RS1_4
	Sheets
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²


	RLS_PET-CT_2
	RLS_PET-CT_2_1
	Sheets
	PET-CT(1) - PET-CT IMAGING ROOM


	RLS_PET-CT_2_2
	Sheets
	PET-CT(2) - PET-CT IMAGING ROOM



	RLS_PHA-CO_3
	Sheets
	PHA-CO - PHARMACY COUNTER


	RLS_PLAY_6
	Sheets
	PLAY - PLAY AREA - PAEDIATRIC


	RLS_PLST_5
	Sheets
	PLST - PLASTER ROOM


	RLS_PODTR-12_5
	Sheets
	PODTR-12 - PODIATRY TREATMENT, 12m²


	RLS_PODTR-14_4
	Sheets
	PODTR-14 - PODIATRY TREATMENT, 14m²


	RLS_PREP_3
	Sheets
	PREP - PREPARATION ROOM - NON STERILE (PHARMACY)


	RLS_PROC_6
	Sheets
	PROC - PROCEDURE ROOM


	RLS_PTRY_4
	Sheets
	PTRY - PANTRY


	RLS_REC-E_6
	Sheets
	REC-E(1) - RECEPTION, EMERGENCY
	REC-E(2) - RECEPTION, EMERGENCY


	RLS_RECP-10_6
	RLS_RECP-10_6_1
	Sheets
	RECP-10(1) - RECEPTION, 10m²


	RLS_RECP-10_6_2
	Sheets
	RECP-10(2) - RECEPTION, 10m²



	RLS_RECP-15_6
	RLS_RECP-15_6_1
	Sheets
	RECP-15(1) - RECEPTION, 15m²


	RLS_RECP-15_6_2
	Sheets
	RECP-15(2) - RECEPTION, 15m²



	RLS_RECP-20_1
	RLS_RECP-20_1_1
	Sheets
	RECP-20(1) - RECEPTION, 20m²


	RLS_RECP-20_1_2
	Sheets
	RECP-20(2) - RECEPTION, 20m²



	RLS_REPR_1
	RLS_REPW_1
	Sheets
	REPW - REPORTING WORKSTATION


	RLS_SCRB-4 _1
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE


	RLS_SECL_5
	Sheets
	1BR-MH-A - 1 BED ROOM - MENTAL HEALTH - INBOARD ENSUITE, 15m²
	1BR-MH-C - 1 BED ROOM - MENTAL HEALTH - BACK TO BACK ENSUITES, 15m²
	ENS-MH-A - ENSUITE - MENTAL HEALTH, INBOARD 5m²
	ENS-MH-B - ENSUITE - MENTAL HEALTH, INBOARD ACCESS FROM CORRIDOR, 5m²
	INTF-MH - INTERVIEW ROOM - MENTAL HEALTH
	SECL - SECLUSION ROOM


	RLS_SECR-10_3
	Sheets
	SECR-10 - SECURITY ROOM, 10m²


	RLS_SHAC_5
	Sheets
	SHAC - SHOWER - ACCESSIBLE


	RLS_SHPT_8
	Sheets
	SHPT - SHOWER - PATIENT


	RLS_SHST_6
	Sheets
	SHST - SHOWER - STAFF


	RLS_SPECT-CT_2
	RLS_SPECT-CT_2_1
	Sheets
	SPECT-CT(1) - SPECT-CT IMAGING ROOM


	RLS_SPECT-CT_2_2
	Sheets
	SPECT-CT(2) - SPECT-CT IMAGING ROOM



	RLS_SPECT-CTCR_2
	Sheets
	SPECT-CTCR - SPECT-CT CONTROL ROOM


	RLS_SRM-15_6
	Sheets
	SRM-15 - STAFF ROOM, 15m²


	RLS_SRM-35_5
	RLS_SRM-35(1)_5
	SRM-35(1) - STAFF ROOM, 35m²

	RLS_SRM-35(2)_5
	SRM-35(2) - STAFF ROOM, 35m²


	RLS_SSTN-10_5
	RLS_SSTN-10(2)_5
	SSTN-10(2) - STAFF STATION, 10m²


	RLS_SSTN-14_5
	RLS_SSTN-14(2)_5
	SSTN-14(2) - STAFF STATION, 14m²


	RLS_SSTN-20_5
	RLS_SSTN-20(1)_5
	SSTN-20(1) - STAFF STATION, 20m²

	RLS_SSTN-20(2)_5
	SSTN-20(2) - STAFF STATION, 20m²


	RLS_STAD_3
	Sheets
	STAD - STORE - ACCOUNTABLE DRUGS


	RLS_STBK-20_4
	Sheets
	STBK-20 - STORE - BULK, 20m²


	RLS_STBK-40_3
	Sheets
	STBK-40(1) - STORE - BULK, 40m²

	RLS_STBK-40(2)_3.pdf
	Sheets
	STBK-40(2) - STORE - BULK, 40m²



	RLS_STCL_5
	Sheets
	STCL - STORE CLEANERS


	RLS_STEQ-14_5
	Sheets
	STEQ-14 - STORE - EQUIPMENT, 14m²


	RLS_STEQ-20_6
	Sheets
	STEQ-20 - STORE - EQUIPMENT, 20m²


	RLS_STFS-10_7
	Sheets
	STFS-10 - STORE - FILES, 10m²


	RLS_STFS-20_6
	Sheets
	STFS-20 - STORE - FILES, 20m²


	RLS_STGN_4
	Sheets
	STGN - STORE - GENERAL


	RLS_STPP_5
	Sheets
	STPP - STORE - PATIENT PROPERTY


	RLS_STRT_4
	Sheets
	STRT(1) - STRESS TESTING
	STRT(2) - STRESS TESTING


	RLS_STSS-20_5
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE


	RLS_STSS-CC_1
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE

	RLS_STSS-CC_2.pdf
	Sheets
	00_1.01 - SUITE 1 - MIRRORED
	00_1.02 - SUITE 1 - HANDED
	00_1.03 - SUITE 2 - MIRRORED
	ANAE-16 - ANAESTHETIC PREPARATION ROOM, 16m²
	CLUP-10 - CLEAN-UP ROOM - SHARED, 10m²
	ENPR(1) - PROCEDURE ROOM - ENDOSCOPY
	ENPR(2) - PROCEDURE ROOM - ENDOSCOPY
	ORGN(1) - OPERATING ROOM - GENERAL
	ORGN(2) - OPERATING ROOM - GENERAL
	PBTR-RS1 - PATIENT BAY - RECOVERY, STAGE 1, 9m²
	SCRB-4 - SCRUB UP, 4m²
	STSS-20 - STORE - STERILE STOCK, 20m²
	STSS-CC(1) - STORE - STERILE STOCK, CENTRAL CORE
	STSS-CC(2) - STORE - STERILE STOCK, CENTRAL CORE



	RLS_TRIAGE-1_1
	Sheets
	TRIAGE-1 - TRIAGE ASSESSMENT ROOM, EMERGENCY - TYPE 1


	RLS_TRIAGE-2_1
	Sheets
	TRIAGE-2 - TRIAGE ASSESSMENT ROOM, EMERGENCY - TYPE 2


	RLS_TRMT_8
	Sheets
	TRMT - TREATMENT ROOM


	RLS_TRMT_RD_B_2
	RLS_TRMT-RD-A_4
	Sheets
	TRMT-RD-A - TREATMENT BAY - RENAL DIALYSIS - TYPE  A


	RLS_ULTR_5
	Sheets
	ULTR - ULTRASOUND ROOM


	RLS_ULTR-PR_1
	Sheets
	ULTR-PR(1) - ULTRASOUND ROOM - PROCEDURES
	ULTR-PR(2) - ULTRASOUND ROOM - PROCEDURES


	RLS_UTRM_1
	Sheets
	UTRM - UPTAKE ROOM


	RLS_WAIT-10_7
	Sheets
	WAIT-10 - WAITING, 10m²


	RLS_WAIT-20_5
	Sheets
	WAIT-20 - WAITING, 20m²


	RLS_WAIT-30_5
	Sheets
	WAIT-30 - WAITING, 30m²


	RLS_WAIT-S_4
	Sheets
	WAIT-S - WAITING - SUB


	RLS_WAIT-SEC_3
	Sheets
	WAIT-SEC - WAITING - SECURE, 6m²


	RLS_WCAC_7
	Sheets
	WCAC - TOILET - ACCESSIBLE


	RLS_WCPT_10
	Sheets
	WCPT - TOILET - PATIENT


	RLS_WCPU_5
	Sheets
	WCPU - TOILET - PUBLIC


	RLS_WCST_5
	Sheets
	WCST - TOILET - STAFF


	RLS_WTPL_3
	Sheets
	WTPL - WATER TREATMENT PLANT ROOM





