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COPYRIGHT AND DISCLAIMER

Copyright

© 2015 Australasian Health Infrastructure Alliance
 
The Australasian Health Facility Guidelines (AusHFG) and the information in them are the copyright of the
Australasian Health Infrastructure Alliance (AHIA). The information in the AusHFG is made freely available.
 
Australasian Health Facility Guidelines
 
Address:       PO Box 1060, North Sydney NSW 2059
Website:        http://www.healthfacilityguidelines.com.au
Email:            webmaster@healthfacilityguidelines.com.au
 
The AusHFGs are an initiative of the Australasian Health Infrastructure Alliance (AHIA). AHIA membership
is comprised of representatives from government health infrastructure planning and delivery entities in all
jurisdictions in Australia and New Zealand.
 

Disclaimer

AHIA gives no warranty or guarantee that the information in the AusHFG is correct, complete or otherwise
suitable for use. AHIA shall not be liable for any loss howsoever caused whether due to negligence or
otherwise arising from the use of or reliance on this information.
 
AHIA recommends that those seeking to rely on the information in the AusHFG obtain their own independent
expert advice.
 

 

http://www.healthfacilityguidelines.com.au
mailto:webmaster@healthfacilityguidelines.com.au
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07 REFERENCES AND FURTHER READING

07.01 Introduction

References cited in the content in Part D are provided at the end of each section within Part D. Part D
Section 1000 provides additional references to augment the content.

• ACSQHC, 2012, Preventing and Controlling Healthcare Associated Infections: Safety and Quality
Improvement Guide for Standard 3, Australian Commission on Safety and Quality in Health Care,
Sydney, Australia.

• AHIA, 2010, AusHFG Part C: Section 790, Safety and Security Precautions, AHIA, AHIA, Sydney,
NSW.

• Australian Commission on Safety and Quality in Health Care, 2012, Controlling Healthcare
Associated Infections (Factsheet on Standard 3), Australian Commission on Safety and Quality in
Health Care, Sydney, Australia.

• Committee H-000, Health and Food Standards Sector Board, 2003, Handbook 260: Hospital
acquired infections - Engineering down the risk, Standards Australia, Sydney.

• NHMRC, 2010, Australian Guidelines for the Prevention and Control of Infection in Healthcare
(2010), Australian Government, Canberra, Australia.

• Standards Australia, 2009, AS/NZS ISO 31000:2009 Risk management - Principles and
guidelines (SAI Global), Standards Australia, Sydney, NSW.

 

07.02 Building Elements

• 2015, Hand Hygiene Australia Website, Hand Hygiene Australia Website.
• AHIA, 2010, AusHFG Part C: Section 710, Space Standards and Dimensions, Australasian

Health Infrastructure Alliance (AHIA), Sydney, NSW.
• AHIA, 2015, AusHFG Part D, Section 1000 - References and Further Reading, Australasian

Health Facility Guidelines, Sydney, Australia.
• Australian Commission on Safety and Quality in Health Care, 2012, Controlling Healthcare

Associated Infections (Factsheet on Standard 3), Australian Commission on Safety and Quality in
Health Care, Sydney, Australia.

• CDC, 2003, Guidelines for Environmental Infection Control in Health-Care Facilities, U.S.
Department of Health and Human Services, Centers for Disease Control and Prevention (CDC),
Atlanta, GA.

• NHMRC, 2010, Australian Guidelines for the Prevention and Control of Infection in Healthcare
(2010), Australian Government, Canberra, Australia.

• NHS Estates, 2013, Infection Control in the Built Environment (HBN 00-09), United Kingdom
Department of Health, Quarry Hill, United Kingdom.

• Standards Australia, 2010, AS 1428 (Set) 2010 Design for access and mobility Set (SAI Global),
Standards Australia, Sydney, NSW.

• Standards Australia, 2003, HB 260:2003 Hospital Acquired Infections - Engineering Down the
Risk, Standards Australia, Sydney, Australia.

• Standards Australia, 2005, AS/NZS 3718:2005 Water Supply—Tap Ware, Standards Australia,
Sydney, Australia.

• Standards Australia, 2002, AS 1668.2:2002 The Use of Ventilation and Airconditioning in
Buildings, Part 2, Standards Australia, Sydney, Australia.

• Victorian Advisory Committee on Infection Control, 2007, Guidelines for the Classification and
Design of Isolation Rooms in Health Care Facilities, Department of Health, Victoria, Melbourne,
Australia.
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07.03 Physical Environment

 

• ABCB, 2014, Plumbing Code of Australia (PCA), Australian Building Codes Board, Canberra,
Australia.

• AHIA, 2010, AusHFG Part E: Building Services and Environmental Design, Australasian Health
Facility Guidelines, Australasian Health Infrastructure Alliance (AHIA), Sydney, NSW.

• AHIA, 0001, AusHFG Part B: HPU 190 Sterile Supply Unit, Australasian Health Facility
Guidelines, Australasian Health Infrastructure Alliance (AHIA), Sydney NSW.

• AHIA, 2015, AusHFG Part D, Section 1000 - References and Further Reading, Australasian
Health Facility Guidelines, Sydney, Australia.

• AHIA, 2015, AusHFG Part D: Section 830 Building Elements, Australasian Health Facility
Guidelines, Sydney, Australia.

• CDC, 2003, Guidelines for Environmental Infection Control in Health-Care Facilities, U.S.
Department of Health and Human Services, Centers for Disease Control and Prevention (CDC),
Atlanta, GA.

• Heymann, D.L., 2014, Control of Communicable Diseases Manual, 20th Edition, APHA Press,
Washington, DC.

• Standards Australia, 2014, AS/NZS 4187:2014 Reprocessing of Reusable Medical Devices in
Health Service Organizations, Standards Australia, Sydney, Australia.

• Standards Australia, 2011, AS/NZS 3666 Air-handling and Water Systems of Buildings Set,
Standards Australia, Sydney, Australia.

• Standards Australia, 2011, AS/NZS 3666.1:2011 Air-handling and Water Systems of Buildings
- Microbial Control - Design, Installation and Commissioning, Standards Australia, Sydney,
Australia.

• Standards Australia, 2000, AS/NZS 4146:2000 Laundry Practice, Standards Australia, Sydney,
Australia.

• Standards Australia, 1998, AS/NZS 3816:1998 Management of Clinical and Related Wastes,
Standards Australia, Sydney, Australia.

• Standards Australia, 1992, AS/NZS 4031:1992 Reusable Containers for the Collection of Sharp
Items used in Human and Animal Medical Applications, Standards Australia, Sydney, Australia.

• Standards Australia, 1994, AS/NZS 4261:1994 Reusable Containers for the Collection of Sharp
Items used in Human and Animal Medical Applications, Standards Australia, Sydney, Australia.

• Standards Australia, 2003, HB 260:2003 Hospital Acquired Infections - Engineering Down the
Risk, Standards Australia, Sydney, Australia.

• Standards Australia, 2002, AS 1668.2:2002 The Use of Ventilation and Airconditioning in
Buildings, Part 2, Standards Australia, Sydney, Australia.

 

07.04 Surfaces and Finishes

• AHIA, 2010, AusHFG Part C: Section 710, Space Standards and Dimensions, Australasian
Health Infrastructure Alliance (AHIA), Sydney, NSW.

• Standards Australia, 2014, AS/NZS 4187:2014 Reprocessing of Reusable Medical Devices in
Health Service Organizations, Standards Australia, Sydney, Australia.

• Standards Australia, 2004, AS/NZS 4674:2004 Construction and fit out of Food Premises,
Standards Australia, Sydney, Australia.

 

07.05 Construction and Renovation

• AusHFG, 2010, AusHFG Part F: Project Implementation, Australasian Health Facility Guidelines,
Sydney, Australia.

• Department of Health, Victoria, 2014, Infection Control Principles for the Management of
Construction Renovation Repairs and Maintenance within Health Care Facilities, Department of
Health, Victoria, Melbourne, Australia.
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• NDSC, 2002, National Guidelines for the Prevention of Nosocomial Invasive Aspergillosis during
Construction/Renovation Activities, NATIONAL DISEASE SURVEILLANCE CENTRE, Dublin,
Ireland.

• Queensland Health, 2013, Guidelines for Managing Microbial Water Quality in Health Facilities,
State of Queensland (Queensland Health), Brisbane, Australia.

• Standards Australia, 2004, AS/NZS 4360:2004 Risk Management (SAI Global), Standards
Australia, Sydney, NSW.

• Standards Australia, 2001, HB 228: Guidelines for Managing Risk in Healthcare, Standards
Australia, Sydney, Australia.

• Standards Australia, 2003, HB 260:2003 Hospital Acquired Infections - Engineering Down the
Risk, Standards Australia, Sydney, Australia.

 

07.06 Glossary of Terms

• CDC, 2003, Guidelines for Environmental Infection Control in Health-Care Facilities, U.S.
Department of Health and Human Services, Centers for Disease Control and Prevention (CDC),
Atlanta, GA.

• Krieger, J.K. et al., 2002, The Seattle-King County healthy homes project: implementation of
a comprehensive approach to improving indoor environmental quality for low-income children
with asthma, Environmental Health Perspectives, vol. 110, pp. 311 - 322, Environmental Health
Perspectives, Washington, DC.

• Standards Australia, 2003, HB 260:2003 Hospital Acquired Infections - Engineering Down the
Risk, Standards Australia, Sydney, Australia.

 

07.07 Infection Control

• NSW Health 2007b, PD 2007_036: Infection Control Policy,
• NSW Health 2007c, PD 2007_084: Infection Control Policy: Prevention & Management of Multi-

Resistant Organisms, NSW Health;
• NSW Health 2012, PD 2012_061 Environmental Cleaning Policy;
• NSW Health 2013, PD 2013_024 Oral Health: Cleaning , Disinfecting and Sterilizing;
• Queensland Health Centre for Healthcare Related Infection Surveillance and Prevention

(CHRISP), 2001, updated 2008, Infection Control Guidelines, Queensland Government. http://
www.health.qld.gov.au/chrisp/ic_guidelines/contents.asp

• SA Health 2007, Infection Control Guidelines, S A Health; and
• WA Health 2007, Health Facility Guidelines for Infection Control, Government of Western

Australia.

 

07.08 Legionella and Legionnaires' Disease

AUSTRALIAN STANDARDS

• Standards Australia 1995, Handbook 32: Control of microbial growth in air-handling and water
systems of buildings, SAI Global

• Standards Australia 2011, AS 3666: Air-handling and water systems of buildings - Microbial
control, SAI Global: Part1: Design, Installation and Commissioning;

• Standards Australia 2011, AS 3666: Air-handling and water systems of buildings - Microbial
control, SAI Global: Part 2: Operations and Maintenance; and

• Standards Australia 2011, AS 3666: Air-handling and water systems of buildings - Microbial
control, SAI Global: Part 3: Performance Based Maintenance of cooling water systems.

 
NEW SOUTH WALES

http://www.health.qld.gov.au/chrisp/ic_guidelines/contents.asp
http://www.health.qld.gov.au/chrisp/ic_guidelines/contents.asp
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• NSW Health 2015, PD 2015_008: Water - Requirements for the Provision of Cold and Heated
Water, 2015;

• State of New South Wales 1991, Public Health Act 1991: An Act relating to the maintenance of
proper standards of health for the public, and for other purposes, Part 4, Microbial Control, State
of NSW: www.austlii.edu.au/au/legis/nsw/consol_act/pha1991126; and

• State of New South Wales 2003, Public Health (Microbial Control) Regulation 2000, State of New
South Wales: www.austlii.edu.au/au/legis/nsw/consol_reg/phcr2000380/

 
SOUTH AUSTRALIA

• Standards Australia 1995, Handbook 32: Control of microbial growth in air-handling and water
systems of buildings, SAI Global - Standards Australia 2011

• AS 3666: Air-handling and water systems of buildings - Microbial control, SAI Global: Part1:
Design, Installation and Commissioning

• AS 3666: Air-handling and water systems of buildings - Microbial control, SAI Global: Part 2:
Operations and Maintenance

• AS 3666: Air-handling and water systems of buildings - Microbial control, SAI Global:

 
VICTORIA

• DHS Victoria 2007, Controlling Legionella in warm water systems, 2007: A guide for Victorian
hospitals and aged care facilities, Department of Human Services, Victoria

 

07.09 Hand Hygiene - References

• NSW Health PD 2010_058 Hand Hygiene Policy, 2010
• Queensland Government, Centre for Healthcare Related Infection Surveillance and Prevention &

Tuberculosis Control, 2013, Guideline - Hand Hygiene
• Government of Western Australia, Department of Health OD 0429/13 National Hand Hygiene

Initiative in Western Australian Hospitals, April 2013

 

07.10 Other References

• Chang, CC, et al. 2008, Preventing invasive fungal infection during hospital building works.
Internal Medicine Journal, Vol 38 no. 6b, pp 538-41

• Gangneux, J-P, et al. 2006, Bacterial and fungal counts in hospital air: Comparative yields for 4
sieve impactor air samplers with 2 culture media. Infection control & hospital epidemiology vol 27,
no. 12, pp.1405-8

• Kao, PH & Yang, RJ 2006, Virus diffusion in isolation rooms, Journal of Hospital Infection, vol.62,
no.3, pp.338-45

• Ling, LL and Kue, BH, 2013, Pseudomonus aeruginosa outbreak linked to sink drainage design,
Healthcare Infection,2013, 18, 143-146

• Makison, J. & Swan, J. 2005, R&D Project B (03)02: The effect of humidity on the survival of
MRSA on hard surfaces, Department of Health, UK

• NSW Health 2005a, Policy Directive 2005_132: Waste Management Guidelines for Health Care
Facilities, NSW Department of Health

• NSW Health 2007a, Technical Series TS-11: Engineering Services & Sustainable Development
Guidelines, NSW Department of Health

• NSW Health & CHAA, UNSW 2008, TS-7: Floor Coverings in Healthcare Buildings, NSW Health
Department

• Pellowe, C et al. 2005, The epic project: updating the evidence base for national evidence-based
guidelines for preventing healthcare-associated infections in NHS hospitals in England. A report
with recommendations, Journal of Hospital Infection, vol.59: no.4, 373-4
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• Queensland Government Centre for Healthcare Related Infection Surveillance and Prevention &
Tuberculosis Control, Guideline: Storage Design for Sterile and Non-Sterile Stock for New and
Refurbished Healthcare Facilities

• Tang, JW, et al. 2005, Door-opening motion can potentially lead to a transient breakdown in
negative-pressure isolation conditions: the importance of vorticity and buoyancy airflows, Journal
of Hospital Infection, vol.61, no.4, pp.283-6

• Victorian Government, 2010, Maintenance standards for critical care areas in Victorian health
facilities

• Walker, JT, et al. 2007, Hospital and community acquired infection and the built environment -
design and testing of infection control rooms, Journal of Hospital Infection, 65, Supplement 2,
pp43-9
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