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ANGIOGRAPHY CONTROL/ REPORTING ROOM
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CLGE-001 | CEILING: plasterboard, bulkhead, paint r-r-r—-————=>"T>">7>"7>""7>™7—77— a
DWOB-009 | OBSERVATION: internal window, lead glass, clear Il %%’?%’J:f ROOM ]
DWPR-003  |DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished |1 { ) 1
ELBO-015 SWITCH: light, single | | | ’|
ELGP-106 GPO: single, special, for equipment | | | u
ELGP-208 GPO: double, wall mounted : hy
FIBM-013 NOTICEBOARD: fixed, fabric covered I I == I n
FIBM-019 | WHITEBOARD: fixed, magnetic H N ‘ 850 L 800 l
FIHR-026 HOOK: coat |1 N |
FIJO-044 BENCH: special depth, open under LOCATION OF DOOR IF | | ‘ \ w
FIJO-152 | CUPBOARD: wall mount, shelf unit, adj shelves gggj‘:ﬁ ROOMIS L V2 g B s )|
FLSK-010 | SKIRTING: vinyl, floor vinyl coved, 150H, prefinished LI e g g g
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant I I ‘ \ $ = ? % "
FQBS-019 | CHAIR: office, ergonomic, high L — — | o
FQSM-007 PEDESTAL: mobile, drawer unit, 660H T T T | | —cAC
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ITIN-026 OUTLET: data, double RJ45, wall mounted | ] | g _
ITNE-007 COMPUTER: desktop, with display screen FLUOQ4 I U | T J\# jJ;“Lk _ _ 48
ITNE-023 PRINTER: networked WALL SHELVING UNIT & FIJO-044 L—E‘;":‘J
ITNE-049 | TELEPHONE: handset, deskiop BENCHTOPTOBE =~ @ —— A f—— — — — — EoSII —
ITSE-029 INTERCOM: audio, wall mount EXTENDED IF DOOR IS NOT
LIFX-008 LIGHT: task light, built in REQUIRED
MMMI-013 CONSOLE: control, examination control console, angiography single o ﬂﬁ j
plane ceiling | E | [FaBs019 |
MMMI-356 DISPLAY SCREEN: dual screen, angiography 1%}
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