AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room Code: Room Name:
BBEV BAY - BEVERAGE
CODE DESCRIPTION
ELBO-015 SWITCH: light, single
ELGP-109 GPO: single, wall mounted
ELGP-208 GPO: double, wall mounted
FIJO-069 BENCH TOP: 750D, joinery under, laminate finish G ¢
FIJO-104 CUPBOARD: drawer unit, 3 equal 4200
FIJO-135 CUPBOARD: underbench, double door, adj shelves 5 =
FIJO-143 CUPBOARD: wall mount, double door, adj shelves = [ 2322328 2 = =
- - - Sonoee T2 N N
FIJO-163 CUPBOARD: tall, single microwave o sESEEda g a& o o
FIJO-212 BULKHEAD: joi 3 25285 0E8 & o o
. joinery o LESL=T T T T w w
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished CLEAR AREA TO SUIT FRIDGE [ _ [ 1 ] e
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant SELECTED AND TO ALLOW FOR 7 r L / \ ’— f‘
FQCA-015 DISPENSER: ice, potable ADEQUATE VENTILATION AND —(—® ‘ ‘ - ‘ © g‘
FQCA-032  |FRIDGE: domestic, 300L FULL OPENING OF DOOR | Facaoz | \ = l 39 3
FQCA-067 OVEN: microwave, domestic ELGP-109 | | | FQCA-067 | — O= 8% =]
FQCW-019 BIN: waste, general, 50L FIJO-212 4 | | FIJO-069 - Lu_ j ELBO-015
FQCW-062 | BIN: waste, recycling, comingled, 50L . e FUO-163  FIUOA04  FLO-15  FQOW-062 FCW-019 FiiO-104 [} ] (CTTIONAL)
HYBA-080 SINK: single, with drainer, accessible [ _ P 777777 I o
HYGE-003  |BOILING/CHILLED WATER UNIT: Combination WLPR-010 WLPR-010
HYTP-008 OUTLET: cold water 4 2
HYTP-029 TAPWARE: boiling/chilled water unit (comb) m
HYTP-040 TAPWARE: mixer, sink, accessible FLVY-007
WLPR-010 WALL PROTECTION: corner guards, to 900 AFFL FLOOR FINISH: vinyl,
WLWA-004 WALL FINISH: paint, acrylic, washable seamle5§, covgd, standard
WLWA-007  |WALL FINISH: splashback slip resistant
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