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CEILING: plasterboard, drop-in tiles,

prefinished, 600 x 1200
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 4

BBLD

BBLD

BAY - BLOOD FRIDGE

PLAN

ELEVATION 1 ELEVATION 2 ELEVATION 3

CODE DESCRIPTION

ELGP-123 GPO: emergency power, single, wall mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

ITBU-001 ALARM: equipment monitoring, temperature

ITIN-016 OUTLET: data, single RJ45, wall mounted

MMLA-053 FRIDGE: blood products, single door

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

REV DESCRIPTION DATE

4 General update following ERG review 24.06.2022
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