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AUSTRALASIAN HFG STANDARD COMPONENTS

Room Layout Sheet

RLS Room Code:  BES Room Narme: BAY - EMERGENCY SHOWER
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CODE DESCRIPTION
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished
FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip
HYDR-004 DRAIN: floor waste
HYTP-023 SHOWER: safety, eyewash combination —y o
WLPR-011 WALL PROTECTION: corner guards, to 900 AFFL min.
WLWA-019 WALL FINISH: vinyl, full height _ -
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CEILING: plasterboard, water resistant,
flush set, suspended, paint, washable
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