AUSTRALASIAN HFG STANDARD COMPONENTS 25m 2 151 05

Room Layout Sheet 1:50 \ \

RLS Room Code: BM FD_3 Room Name: BAY - MULT|FUNCT|ON DEV'CE, 3m2
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CODE DESCRIPTION § 8
ELGP-208 GPO: double, wall mounted g =
FIJO-129 CUPBOARD: tall, single door, adj shelves — | o
FIJO-212 BULKHEAD: joinery = — =
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished | | [ F — F — q
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant ‘ FIJO-129‘ i = é [ | s
FQCW-029  |BIN: waste, recycling, paper, 240L 1 ITNE-021 ‘ | ‘\ Focvv-‘ss\‘ ‘\ FQCW-029\‘ S
FQCW-038 BIN: waste, secure - i L L _ J L _ J
L=
ITIN-026 OUTLET: data, double RJ45, wall mounted ———— — - .
WLPR-006  |WALL PROTECTION: comner guards LPR-006 | k o ﬂ | WLPR-006 "
WLWA-004  |WALL FINISH: paint, acrylic, washable A A
ADEQUATE CLEARANCE TO BE ‘ L J ‘
PROVIDED IN ADJACENT T
CIRCULATION SPACE FOR ‘ ‘
INTERMITTENT USE AND
REFILLING 3 m2
FLVY-007
FLOOR FINISH: vinyl,
seamless, coved, standard
PLAN slip resistant
CLT-002
—CEILING: acoustic, drop-in tiles, 600 x
1200
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