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Room Layout Sheet 1:50 \ \ \

RLS Room Code: ~ BPATH RoomName:  BAY - PATHOLOGY POINT OF CARE TESTING
(POCT)

¢ 1000 CE
CODE DESCRIPTION
ELGP-123 GPO: emergency power, single, wall mounted u ‘|
ELGP-223 GPO: emergency power, double, wall mounted WLPR-006 [L — 5!
FIDI-001 DISPENSER: alcohol based hand rub *
FIHR-016 BRACKET: for sharps bin [TNE-007
FIJO-069 BENCH TOP: 750D, joinery under, laminate finish = [ ELGP-223
FIJO-099 CAC: cable access cap %\ ‘ ‘H | ELGP-223
FIJO-106 CUPBOARD: drawer unit, 4 equal EU\ \_LuyJoo of | mN-036
FIJO-141 CUPBOARD: underbench, single door, adj shelves, lockable > VAN é [TNE-003
- - - = C
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished 3 m 8 =0 - (OPTIONAL)
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant FLWY-007 § Lﬂ\g ITIN-026
T offi [ A ELGP-223
FQBS-019 CHAIR: offlce,. grgonom\c, high FLOOR FINISH: viny, seamless, coved, L; FQGE-056 °
FQCW-005  |BIN: waste, clinical, 20L standard slip resistant 9[ _ §
FQCW-016 _|BIN: waste, general, 20L SY Tumaosd ITIN-026
FQCW-044  |BIN: waste, sharps, wall mounted | L J ELGP-223
FQGE-056 |PRINTER: desktop, labels 8 -
ITBU-001 ALARM: equipment monitoring, temperature é —
ITIN-016 OUTLET: data, single RJ45, wall mounted = Ica-0sd ITIN-026
ITN-026 | OUTLET: data, double RJ45, wall mounted Nl ELGP-223
ITIN-036 OUTLET: data, triple RJ45, wall mounted = ITBU-001
ITNE-003 BAR CODING: reader %[ FIO-069 ELGP-123
ITNE-007 COMPUTER: desktop, with display screen = E] ITIN-016
ITNE-049 TELEPHONE: handset, desktop WLPR-006 m N
MMLA-049 DEVICE: point of care H u oI
MMLA-055  |FRIDGE: laboratory, underbench 3 g =4
WLPR-006 WALL PROTECTION: corner guards E % 8
i
WLWA-004 WALL FINISH: paint, acrylic, washable
WLWA-009 WALL FINISH: splashback, laminate
CLTI-008
EILING: plasterboard, drop-in tiles,
prefinished, 600 x 1200
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3 General update following ERG review 24.06.2022
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