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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

FOR GUIDANCE

1:25

1 : 25 @ A3 7

BRES

BRES

BAY - RESUSCITATION TROLLEY

CODE DESCRIPTION

ELGP-223 GPO: emergency power, double, wall mounted

FIHR-030 HOOK: equipment, on mounting plate

FIHR-090 BRACKET: for oxygen cylinder, trolley mounted

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant

MMBE-042 SLIDE: patient

MMHA-002 DEFIBRILLATOR

MMHA-016 SUCTION: TWIN-O-VAC UNIT

MMHA-027 TROLLEY: resuscitation, adult

MMHA-033 CYLINDER: gas, oxygen

WLPR-006 WALL PROTECTION: corner guards

WLWA-004 WALL FINISH: paint, acrylic, washable

WLWA-020 WALL FINISH: vinyl, to 1500 AFFL

ELEVATION 1 ELEVATION 2 ELEVATION 3

REV DESCRIPTION DATE

7 General update following ERG review 28.06.2021

PLAN


	Sheets
	BRES - BAY - RESUSCITATION TROLLEY


