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2.5m 2 1.5 1 0.5

Room Layout Sheet 1:50 \ \ T \

CLEAN-UP ROOM - SHARED,

RLS Room Code: CLU P-1 0 Room Name: 10m?2
CODE DESCRIPTION
ELBO-015 SWITCH: light, single
ELGP-123 GPO: emergency power, single, wall mounted
FIDI-010 DISPENSER: detergent/chemical mixer NOTE: DOCKING STATION MAY BE REQUIRED
FIDI014 DISPENSER: disposable glove ONLY IN A SELECTION OF CLEAN UP ROOMS
FIDI-025 DISPENSER: paper/hand towel ACROSS THE UNIT (ie APPROX 1 PER 4 ORs)
FIDI-030 DISPENSER: soap (‘t (‘t
FIDI-031 DISPENSER: soap antiseptic | 3750
FIHR-040 RACK: broom/mop ‘ e o 8 . SO MIN
FIHR-069 RACK: bottle 8 4 % 8 SHELF] "
& &
FIJO-021 BENCH: 600D, open under, stainless steel lipped % Q n.Tu %
FIJO-100 BENCH LEGS: stainless steel, for bench top ] AN ‘ 7 ] e
FIJO-196 SHELF: stainless steel, overbench, wall mount — =
—= [Coli ° [
FIJO-197 SHELF: stainless steel, underbench ( Tﬁ FIDI010 | % ]
== MMQP-020 | ‘ HYBAOR2
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished ‘ ‘ FQCW-006 ‘ ‘ ’7 1 T 900 clear ‘ —
FLVY-004 FLOOR FINISH: vinyl, seamless, coved, non-slip, safety | ‘ ‘ = FHYTP-037 ~
FQCW-006 BIN: waste, clinical, 240L LLifiJJj\ MM\OWZW ‘ \ e ‘ FIHR-069
FQCW-012 BIN: waste, cytotoxic, 20L ﬁ—i— ‘ \]\ ‘ /‘ . o
FQCW-016 BIN: waste, general, 20L F jj L \J e | — \ HYDR-008 3
FQCw-017 BIN: waste, general, 240L WLwa-019—( | Facw-017 | | ‘ NG Pz ‘ g |
K = F1J0-196
FQCW-058 MOP L JJ ‘ (NDR.004 | = = " ]
HYBA-010 BASIN: handwash, Type B —— FaGW 012/ L wiwaote IS
HYBA-052 SINK: single, 450 x 350 x 250D 1 \1 | e N | RN [P
HYDR-004 DRAIN: floor waste MMGE-048 | e — ——FIDI-014
HYDR-008 TRAP: plaster &L ,J L N ? HYBA-010
— —= [ ) Al
HYDR012___|DRAIN: wall drain F mo oot
HYTP-008 OUTLET: cold water ‘ ’\@‘ E-1 mj/ ‘] O m2 FIDI-030
HYTP-037 TAPWARE: mixer, elbow levers S
MMGE-048 LINEN CARRIER: dirty, single FiHR-040 FQCW-088 . Fvyo0s LFIDI025 ®
MMGE-142 TROLLEY: sharps bin lTL
MMIC-121 TROLLEY: instruments transfer | o i o | 1 1 ——% o
MMOP-020 DOCKING STATION: surgical waste management system 1000;clear 2 2
WLWA-019 WALL FINISH: vinyl, full height DWG&M Q £
ENTRY FROM CORRIDOR o s
PLAN .! NOTE: ACCESS TO CLEAN UP ROOM
CAN OPTIONALLY BE PROVIDED TO
SIDE WALLS FACING EXIT BAY
CLFS-009
EILING: plasterboard, water resistant, flush
set, suspended, paint, washable
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