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FLVY-009
FLOOR FINISH: vinyl,
seamless, coved, wet

area, non-slip
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DOOR: 1100mm c/o,
single leaf, solid core,

paint
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CLFS-009
CEILING: plasterboard, water resistant,
flush set, suspended, paint, washable
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NOTE:
A LADDER OR OTHER WALL MOUNTED FIXTURES 
MAY BE INCLUDED TO PROVIDE SUPPORT AT 
VARIOUS HEIGHTS AND FACILITATE DIFFERENT 
POSTURES DURING LABOUR. THE STRENGTH OF 
THE ITEM AND FIXINGS, INCLUDING IN-WALL 
SUPPORT, TO BE EQUIVALENT TO GRAB RAIL.
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WALL ON ANGLE
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AUSTRALASIAN HFG STANDARD COMPONENTS
Room Layout Sheet

RLS Room CodeSCALE REV

Room Name:RLS Room Code:

1 : 50 @ A3FOR GUIDANCE

1:50

1:25

2

ENS-BR

ENS-BR

ENSUITE - BIRTHING

PLAN

CODE DESCRIPTION

DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL

ELGP-208 GPO: double, wall mounted

ELPR-001 BODY PROTECTED ELECTRICAL AREA

FIBM-006 MIRROR: fixed, glass

FIDI-025 DISPENSER: paper/hand towel

FIDI-030 DISPENSER: soap

FIDI-036 DISPENSER: toilet paper

FIDI-049 HOLDER: soap/shampoo, non-recessed

FIGE-011 BACKREST: accessible toilet

FIHR-026 HOOK: coat

FIRT-003 GRAB RAIL: shower, horizontal

FIRT-006 GRAB RAIL: WC

FIRT-016 RAIL: towel

FIRT-034 TRACK: curtain, shower, 90 deg

FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished

FLVY-009 FLOOR FINISH: vinyl, seamless, coved, wet area, non-slip

FQCW-016 BIN: waste, general, 20L

FQCW-037 BIN: waste, sanitary

FQGE-011 CURTAIN: shower

HYBA-002 BASIN: ensuite, with vanity unit

HYDR-004 DRAIN: floor waste

HYTP-020 SHOWER: hand-held

HYTP-036 TAPWARE: mixer, basin, lever action

HYTP-039 TAPWARE: mixer, shower, lever action

HYWC-001 TOILET SUITE: accessible

ITCL-004 BUTTON: nurse call, emergency

ITCL-006 BUTTON: nurse call, patient to staff

ITCL-008 BUTTON: nurse call, staff assist

MGAS-032 OUTLET: nitrous oxide (N2O), on services panel

MGAS-042 OUTLET: oxygen (O2), on services panel

MGAS-053 OUTLET: scavenge, on services panel

MGFP-004 FLOWMETER: oxygen

MMMA-019 SUPPORT FIXTURE: birthing, ladder, wall mounted, wet area

MMSP-026 SERVICES PANEL: wall mounted

WLWA-019 WALL FINISH: vinyl, full height

ELEVATION 3ELEVATION 2ELEVATION 1 ELEVATION 4

ELEVATION 5 ( 1 : 25 @ A3 )

REV DESCRIPTION DATE

2 General update following ERG review 12.07.2023
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