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CODE DESCRIPTION ‘ ‘
CAC Cable access cap 750 600
CLGE-001 CEILING: plasterboard, bulkhead, paint 350
DWPR-003 |DOOR PROTECTION: kickplate, to 300 AFFL, vinyl, prefinished 7 350
ELBO-015 SWITCH: light, single FWALL [
ELGP-106 GPO: single, special, for equipment q— o
ELGP-208 GPO: double, wall mounted S ! —— |
FIBM-013  |NOTICEBOARD: fixed, fabric covered T i = LT = ]
FIDI-025 DISPENSER: paper/hand towel § [ < ‘g ‘4‘18 [ QCW-016 ‘
FIDI-030 DISPENSER: soap Iy | 3 o o | & [
F1JO-031 BENCH: 750D, open under, laminate finish =1 3 i e | § ‘
FIJO-059  |BENCH TOP: 600D, joinery under, laminate finish I sl T1 = FUO-143 (I N
FIJO-135 CUPBOARD: underbench, double door, adj shelves DU ‘ ‘ ‘@ \FQBS{JWS\ ‘ FIJ0-059 ), 1
FIJO-143 CUPBOARD: wall mount, double door, adj shelves - — = L u FUO-135— ‘
FIJO-152 CUPBOARD: wall mount, shelf unit, adj shelves — [ —lo
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished —ITNE-049 HYBA-060 ‘ ij
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant ——FJ0-152 | |}
FQBS-018  |CHAIR: office, ergonomic | rron | | FIDI-030
FQCW-016  |BIN: waste, general, 20 ) 5
FQGE-005 |CLOCK: analogue, battery operated 1 6 m ]
FQSM-007 PEDESTAL: mobile, drawer unit, 660H o R
HYBA-060 _|SINK: single, 600 x 450 x 450D T FLVY-007 \ ™
—— 344 o
HYDR-006 DRAIN: tundish [Faes-01g | | 2
HYTP-037 TAPWARE: mixer, elbow levers L u ? L 3
ITIN-026 OUTLET: data, double RJ45, wall mounted — T
ITNE-009 COMPUTER: hi performance, for clinical / PACS use o
ITNE-023 __|PRINTER: networked rTNE-049
ITNE-049 TELEPHONE: handset, desktop = —WLPT-003 o HYDR-006
LIFX-008 LIGHT: task light, built in o N1
MMGE-155 |VIEWER: X-ray, (4) multiscreen CAC | CBM0s
MMLA-026 CABINET: hazardous goods, small 4 FIBM- MMI-33
MMMI-331 DEVICE: imaging, silver recovery unit B L — —~ N — —
MMMI-344  |PROCESSOR: imaging, daylight N EJ N
i —H——NE02s N I
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LWA-010 zl W ||
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CAC | i h
— %o
DWGL-005 N
DOOR: 910mm ¢/o, single 2
leaf, observation panel, solid %
P LAN core/glass, paint w
CLTI002 e 850 5xEQ
j?& 4xEQ ’[b CEILING: acoustic, drop-in tiles, 600
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