AUSTRALASIAN HFG STANDARD COMPONENTS
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RLS Room Code: Room Name:
NBGC NEONATAL BAY - GENERAL CARE, 5m?
C‘t 1800 C‘t 1800 ¢ 1800 Tt
CODE DESCRIPTION ‘ ‘ L 1840 L ‘
ELGP-109.1 GPO: single, wall mounted (V) — - i - ;gg-j_
ELGP-110 GPO: single, wall mounted, cleaner 34 g8 g 2 SIS
ELGP209.1 _ |GPO: double, wall mounted, RCD protected (V) ‘ &5 ‘ Sg I g g ‘ &% ‘
ELPR-001 BODY PROTECTED ELECTRICAL AREA ‘ﬁ“f T T3 ‘5 ‘f‘f“
FIHR-019 BRACKET: for suction bottle ‘ ‘ ELW ‘
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant T :T: j T :T: j | T :T: j | T :T: j
FQBS-001 BASSINET | | | |
ITCL-004 BUTTON: nurse call, emergency | FQT{H | FQT{H ‘ | FQTO(A ‘ | FQTOJ
ITCL-008 BUTTON: nurse call, staff assist
MGAS-022 OUTLET: medical air (MA), on services panel L - J L - J I L - J I L - J
MGAS-042 OUTLET: oxygen (02), on services panel ‘ rL
MGAS-062 OUTLET: suction, oh serylces panel ‘ ‘ ‘ ‘ MIN. 1000hm CLEAR ‘ ‘ o
MGFP-002 FLOWMETER: medical air | o f T f <
MGFP-004 FLOWMETER: oxygen I I ICh I I &
MMGE- 100 |SUCTION BOTTLE ‘ i ‘
MMSP-026 SERVICES PANEL: wall mount ‘ ELPR-00 ‘
WLPR-019 WALL PROTECTION: crash rail, at 900 AFFL, prefinished PVC
WLWA-004 WALL FINISH: paint, acrylic, washable ‘ ‘
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L FLVY-007 J
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CLFS-006
EILING: plasterboard, flush set,
suspended, paint, washable
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