AUSTRALASIAN HFG STANDARD COMPONENTS

Room Layout Sheet 1:50 207 2 15 103
RLS Room Code: C Room Name: C C 2
PBC-20 PATIENT BAY - CRITICAL, 20m
CODE DESCRIPTION
DWOB-003  |OBSERVATION: internal window, alum/glass, double glazed, integral venetian blind, G G
powdercoat | 4600 |
DWWD-007 BLIND: venetian, integral
DWWD-010 |CONTROL: venetian blind, remote Q OF BED ‘
DWWH-005 _[WINDOW 2100
ELGP-101 GPO: single, ceiling mounted
ELGP-110 GPO: single, wall mounted, cleaner FIHR-013 DWWH-005
ELGP-208 GPO: double, wall mounted ! : : ‘ : !
ELGP-223 GPO: emergency power, double, wall mounted [ I i | ]
ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA =Ry == = ELT—ZOB /\F\BM-OW
FIBM-018 | WHITEBOARD: fixed JGEo MMHL\-OO FQBS.031 P 2NN
FIDI-014 DISPENSER: disposable glove SL Vi | \ « NN
FIDI-025 DISPENSER: paper/hand towel N , VZ 7/ N N >
FIDI-030 DISPENSER: soap B l o <// N
FIDI-031 DISPENSER: soap antiseptic sﬂ;;ﬁr § | /E/f 7$:f — =\ { FQBS-022 \/ /3 s
FIHR-004 BRACKET: for display screen, ceiling mounted § g | = iF Tq\‘\ AN s x
FIHR-013 | BRACKET: for monitor, ECG & | | ER n MMBE-Oﬁ N\ N s {
FIHR-016 _ |BRACKET: for sharps bin Fasm016 LW/ L e N N s U 5
FLSK-010  |SKIRTING: vinyl, floor vinyl coved, 150H, prefinished ”NE‘O%*%]E‘EﬁSHRM VBN I=— —7 \ e 8 é
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant ITIN-026 QCW-043 /’ \“4 g \ § a
FQBS-022  |CHAIR: recliner, dlinical ELGP-208—| fﬁ B ‘ LGP0I S &
FQBS-031 CHAIR: visitor, patient, stackable ‘ FQOW-00 ‘ \* — — (€ —F
FQBS-052 STOOL: mobile, high, adj height N weros L LL )
FQCW-004  |BIN: waste, clinical, 120L x - \ | ‘ o
FQCW-016 | BIN: waste, general, 20L gé 1 \H 4 I ELGP-223 §o;
FQCW-043 BIN: waste, sharps, on trolley = E\D J/ MMHA-001 ,ﬂlq -
FQGE-009 | CURTAIN: bed screen gL
FQSM-016  [TROLLEY 20 m2 &+~ J= L L owwo-oto
FQTA-013 TABLE: overbed = | C— = == T MMGE-096——
HYBA-009 BASIN: hanqwash, Type A, scrub FLVY-007 1 - = = @ HYDR-OOG—% l*HYTP—OWS
HYDR-006  |DRAIN: tundish \ | ez | /- lisp-023 I
HYTP-015 OUTLET: reverse osmosis (RO) water o M
HYTP-037 TAPWARE: mixer, elbow levers U FIDI-014
ITBU-012 DISPLAY SCREEN: patient entertainment system F
OCK: clock o apalogue @S—%Z % FIDI-031
<
ITIN-070 ‘ 2 FIDI-030
ITNE-053 ONE: handset, wal \ R S
LIFX-017 night light LLPR-OO x %:% = %%HHR_W L [0 ©
LIFX-027 examination, ceiling ELGP-101 E ELGP-101 E\TIN-O?O FQCW-016 L] |
MMBE-013 atient, ICU, electric WLPR-011
MMGE-033
MMGE-048
MMGE-096
MMHA-001 R: suction bottle
MMHA-005 OR: patient, cardiag
MMSP-020 NT: tandem, wet ar ixed or adjustable heid
MMSP-023 PENDANT: single, power and data
WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish
WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC
WLWA-004 WALL FINISH: paint, acrylic, washable
WLWA-010 WALL FINISH: splashback, vinyl
NOTE: LIST BELOW INCLUDES PENDANT: SINGLE, POWER + DATA
PBC-20 PENDANTS
CODE DESCRIPTION COUNT
ELGP-104 GPO: single, on pendant 12
ELGP-121.1  |GPO: emergency power, single, on pendant (V) 12
ELGP-204 GPO: double, on pendant 2
ELPR-006 RCD: residual current device 1
ITCL-004 BUTTON: nurse call, emergency 1
ITCL-006 BUTTON: nurse call, patient to staff 1
ITCL-008 BUTTON: nurse call, staff assist 1
ITCL-028 HANDSET: nurse call, with patient to staff call button 1
ITIN-O14 OUTLET: data, single RJ45, on pendant 1
ITIN-024 OUTLET: data, double RJ45, on pendant 2
MGAS-021 OUTLET: medical air (MA), on pendant 2
MGAS-041 OUTLET: oxygen (02), on pendant 4
MGAS-051 OUTLET: scavenge, on pendant 1
MGAS-061 QOUTLET: suction, on pendant 4
MGFP-002 FLOWMETER: medical air 2
MGFP-004 FLOWMETER: oxygen 4
MMGE-002 ADAPTER: suction 4
MMGE-100 SUCTION BOTTLE 4
REV DESCRIPTION DATE SCALE RLS Room Code REV
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AUSTRALASIAN HFG STANDARD COMPONENTS

Room Layout Sheet 150 27 2 13 10 9
RLS Room Code: PR(-20 Room Name: PATIENT BAY - CRITICAL 20m?
CODE DESCRIPTION
DWOB-003  |OBSERVATION: internal window, alum/glass, double glazed, integral venetian blind,
powdercoat
DWWD-007 BLIND: venetian, integral
DWWD-010 |CONTROL: venetian blind, remote
DWWH-005 |WINDOW
ELGP-101 GPO: single, ceiling mounted
ELGP-110 GPO: single, wall mounted, cleaner
ELGP-208 GPO: double, wall mounted
ELGP-223 GPO: emergency power, double, wall mounted
ELPR-002 CARDIAC PROTECTED ELECTRICAL AREA
FIBM-018 WHITEBOARD: fixed
FIDI-014 DISPENSER: disposable glove
FIDI-025 DISPENSER: paper/hand towel
FIDI-030 DISPENSER: soap
FIDI-031 DISPENSER: soap antiseptic
FIHR-004 BRACKET: for display screen, ceiling mounted MMSP-023
FIHR-013 BRACKET: for monitor, ECG PENDANT: single, power and data
23000 (‘;}_ OF BED FIHR-016 BRACKET: for sharps bin 3000 CONTAINS 2 X ELGP-204, 1 X ITIN-024
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished B ELGP-
o0 WLWA-004 IJ:I:I—I FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant 2700 WLWA-004 IT
i— I - FQBS-022 CHAIR: recliner, clinical e IEJ
F==9 % FQBS-031 CHAIR: visitor, patient, stackable 0
FQBS-052 STOOL: mobile, high, adj height
| MMHAQDS | HSP-020 FQCW-004  |BIN: waste, clinical, 120L I DD-007
L T T 4 FQCW-016  |BIN: waste, general, 20L 210 | u \ Imd WIndowComroI
LIFX-027 ° FQCW-043 BIN: waste, sharps, on trolley U ‘ LIFX-027 =
FIHR-013 2 FQGE-009  |CURTAIN: bed screen L MNSP020 NIVSP- 020 — g 2
S| FeMos FQSM-016  [TROLLEY A =S
1500 || owwoos || © . FQTA-013 _ |TABLE: overbed 1500 I — s
g D S—— / HYBA-009 BASIN: handwash, Type A, scrub 1300 I_I I_I %
1200 £ - IMVBEO13 | WLPR002 HYDR-006 | DRAIN: tundish E— Q
= ﬁ* sy v JW b HYTP-015 OUTLET: reverse osmosis (RO) water LT
900 FQCW 043 I HYTP-037 TAPWARE: mixer, elbow levers 900 I
FIHR-OIG**I%@%%I 1 I | ITBU-012 DISPLAY SCREEN: patient entertainment system M [ BEO13
550 IL ikl JI | | | EI_AZOS ITCL-016 CLOCK: clock systellﬂ ;Ijve, anzlallogue t . ‘ ‘ UFXE7 o —
—— FQBS{031 5 e Ru4 mounte . [ . e
— “ N ‘ : L .= o == U I:I h ELGP-110 ELGP—ZZaI I UJ ot % g
150 [ rosi meII Ll | TNE-053 ONE: handsel, oy, hanc 150 Ll o ————— =8 wwsos | 5
0 18 T TG | oy MO 0 [ [Askoi0 (1) T——voroos L2 ]
-027 examination, ceiling
MMBE-013 atient, ICU, electric
MMGE-033 HART STAND: mof
MMGE-048 [}
ELEVATION 1 MMGE-096 VATION 2
MMHA-001 R: suction bottle
MMHA-005 OR: patient, cardiad
MMSP-020 NT: tandem, wet a
MMSP-023 PENDANT: single, power and data
WLPR-002 WALL PROTECTION: bed protection wall panel, composite, laminate finish
WLPR-013 WALL PROTECTION: corner guards, to 1500 AFFL, prefinished PVC
WLWA-004 WALL FINISH: paint, acrylic, washable
MMSP-023 q_ OF BED WLWA-010 WALL FINISH: splashback, vinyl CLFS-006
CONTAINS 2 X ELGP-204, 1 X- ’—CEILING‘ plasterboard, flush set,
3000 ITIN-024 ITIN-070—‘ ) rELGP-IOI rELGP-IOI 3000 suspended, paint, washable
' FIHR—O(ﬁi ——5 HIT WLWA-004
PR me | Wiz ]
ITBUi012 L J L r PENDANT: single, power and data
L :IOZ 4 meLote NOTE: LIST BELOW INCLUDES PENDANT: SINGLE, POWER + DATA I CONTAINS 2 X ELGP-204, 1 X ITIN-02¢ ;
| I
& mn PBC-20 PENDANTS & T UD,A
I Il (T, .
I Il CODE DESCRIPTION COUNT L sl I
‘ Il ELGP-104 _ |GPO: single, on pendant 12 1500 g &l 8¢ E
1300 § I ELGP-121.1  |GPO: emergency power, single, on pendant (V) 12 1300 2 I | 1] Il III § %’
—_— | 5] ELGP-204 GPO: double, on pendant 2 ” II II II II =
=l ELPR-006 RCD: residual current device 1 - I ==
980 HYTP-037 I I ITCL-004 BUTTON: nurse call, emergency 1 1000 N ] II Il 1] II
ol T— YRR | F % I ITCL-006 BUTTON: nurse call, patient to staff 1 FQBS.052 N -HI-HII II%
FQCW-004 II I ITCL-008 BUTTON: nurse call, staff assist 1 mﬁ\ ” II III II II III
I I I ITCL-028 HANDSET: nurse call, with patient to staff call button 1 8 I
@ I I I ITIN-014 OUTLET: data, single RJ45, on pendant 1 [l §I | I I II
s I | | W ITIN-024 OUTLET: data, double RJ45, on pendant 2 [ = 0y IIUIIIIII
LS — I o [ I ‘ ‘ MGAS-021 | OUTLET: medical air (MA), on pendant 2 1m0
0 I:I L | O T MGAS-041 OUTLET: oxygen (02), on pendant 4 9 EDL__IDB ##__FI I'IT —
MGAS-051 OUTLET: scavenge, on pendant 1
MGAS-061 QOUTLET: suction, on pendant 4
MGFP-002 FLOWMETER: medical air 2
MGFP-004 FLOWMETER: oxygen 4
E LEVATION 3 MMGE-002 ADAPTER: suction 4 E L EVATION 4
MMGE-100 SUCTION BOTTLE 4
REV DESCRIPTION DATE SCALE RLS Room Code REV
Q/ [~ 3 Coding and naming updated 20.03.2017
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