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RLS Room Code: C Room Name: C O
RECP-15 RECEPTION, 15m?
3000 (\1\"
g Q
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WLPT-015 FQSM-007 o
(OPTIONAL) S
CODE DESCRIPTION ELGP-208 ITSE-025 B
CLGE-001 |CEILING: plasterboard, bulkhead, paint OPTIONAL
DWPR-001 |DOOR PROTECTION: kickplate, to 300 AFFL ITIN-036 fﬁ 2 T}H -
ELBO-003 |CONTROL PANEL: lighting ELGP-208 Rz gl —f | ELGP-208
ELBO-015 |SWITCH: light, single ELGP-223 L 2 11 4l [‘u | mN-o26
ELGP-208 |GPO: double, wall mounted — = — ITNE-023
ELGP-223 |GPO: emergency power, double, wall mounted g (OPTIONAL)
FIBM-019 | WHITEBOARD: fixed, magnetic é[
FIJO-051 BENCH TOP: 450D, joinery under o
FIJO-099 CAC: cable access cap FIBM-019
FIJO-106 CUPBOARD: drawer unit, 4 equal ]
FIJO-135 | CUPBOARD: underbench, double door, adj shelves WLPT015 ITSE-006 é[
FIJO-182  |JOINERY UNIT: reception desk (OPTIONAL) FQCW-016 15 m2 = g ELBO-003 °
FLSK-010  |SKIRTING: vinyl, floor vinyl coved, 150H, prefinished ELGP-208 [ S (OPTIONAY) - S
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant - = MEGE-007 @
FQBS-018 |CHAIR: office, ergonomic ITIN-036 r ® FLVY-007 ) (OPTIONAL)
2 FLOOR FINISH: vinyl,
FQCW-016 |BIN: waste, general, 20L ELGP-223 | @ [ seamless. coved. standard
FQSM-007 |PEDESTAL: mobile, drawer unit, 660H ELGP-208 g =11 Slip resistant
ITIN-026 OUTLET: data, double RJ45, wall mounted
ITIN-036 OUTLET: data, triple RJ45, wall mounted v
ITNE-007 COMPUTER: desktop, with display screen FQSME007 oe
ITNE-023 PRINTER: networked 6
ITNE-049 TELEPHONE: handset, desktop
ITSE-006 BUTTON: duress, fixed WLPT-014 P -
ITSE-025 DOOR RELEASE: access control, remote activation (OPTIONAL) ‘ s
ITSE-038 READER: access control, general H /
MEGE-007 | CONTROL PANEL: temperature (gv;'ﬁg'?‘ﬁ) I FIJO-182‘ /
WLPT-014 | SCREEN: acoustic, privacy, safety glass I ‘ g /
WLPT-015 | SCREEN: security, safety glass, with communication slot and pass WHEELCHAIR ACCESSIBLE H | o /
through COUNTER TO BE COMPLIANT  ——® ) %
WLWA-004 |WALL FINISH: paint, acrylic, washable WITH A81428 REQUIREMENTS = N
<+ = DWGL-005
290 E g 3 Zz() DOOR: 910mm c/o, single
MINIMUM = g é = Ieafj observation paﬁel‘
TO GLASS = ©  solid core/glass, paint
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RLS Room Code: C Room Name: C O 2
RECP-15 RECEPTION, 15m
CLTI-002
CEILING: acoustic, drop-in tiles, 600 x
1200
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150 8 | 150 FUG135 ™\ I l” PO 150 || DWPR-001 150
o [ = o FLSK010 | o FLSK-010 FLSK-010 1 o Fiskoto ||| [ o
CODE DESCRIPTION
CLGE-001 |CEILING: plasterboard, bulkhead, paint
DWPR-001 |DOOR PROTECTION: kickplate, to 300 AFFL
ELBO-003 |CONTROL PANEL: lighting
27 2700 27
CLGE-001 * CLGE-001 ELBO-015 | SWITCH: light, single
ELGP-208 |GPO: double, wall mounted
2400 L _ _ _ _ ] 2400 _ _ _ _ _ _ : )
wProls | werols | T weros I werots | T werols | L weros | EEGJ’O?; SVZ?TE?;: o o doible’ vall mounted
(OPTIONAL) oPTIONA) || (OPTIONAL) | oPTioNA) | | (oPTIONAL) | | (OPTIONAL) - ixed, magnetic
H ‘ ‘ ‘ ‘ ‘ FIJO-051 BENCH TOP: 450D, joinery under
‘ ‘ H ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ FIJO-099 CAC: cable access cap
‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ FIJO-106 CUPBOARD: drawer unit, 4 equal
H ‘ ‘ ‘ ‘ ‘ FIJO-135 CUPBOARD: underbench, double door, adj shelves
‘ ‘ H ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ FIJO-182 JOINERY UNIT: reception desk
‘ ‘ ] | ]| | | ‘ ‘ FLSK-010 | SKIRTING: vinyl, floor vinyl coved, 150H, prefinished
1100 I L o f:ﬁL o J» L J[]::W | 1100 1100 L, I f*tIL I J» . f‘*tﬁl; I | N ‘ FLVY-007 |FLOOR FINISH: vinyl, seamless, coved, standard slip resistant
FIBM-019 I "7 | ELGP-208 — - ELGP208 FQBS-018 |CHAIR: office, ergonomic
80 :Q:J; ITNE-049 L‘WEOWZL _— TTNE_OAQ,JEWEOOjF —20 g FlO-182 :lg:L FQCW-016 |BIN: waste, general, 20L
FIJO-182 == == — 0 FQSM-007 |PEDESTAL: mobile, drawer unit, 660H
= 8 BB, g —50 ITIN-026  |OUTLET: data, double RJ45, wall mounted
| I . el \ ITIN-036_|OUTLET: data, triple RJ45, wall mounted
| | 3 % = | g’ | - 3 % EEX | ITNE-007 | COMPUTER: desktop, with display screen
Q0 R | g L —0 10 ] T [ il ITNE-023 | PRINTER: networked
Q0 " o T - ITNE-049 | TELEPHONE: handset, desktop
ITSE-006 BUTTON: duress, fixed
ITSE-025 DOOR RELEASE: access control, remote activation
ELEVAT'ON 4 ELEVAT'ON 5 ITSE-038 READER: access control, general
MEGE-007 |CONTROL PANEL: temperature
WLPT-014 | SCREEN: acoustic, privacy, safety glass
WLPT-015 | SCREEN: security, safety glass, with communication slot and pass
through
WLWA-004 |WALL FINISH: paint, acrylic, washable
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