AUSTRALASIAN HFG STANDARD COMPONENTS

Room Layout Sheet
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SPECT-CT CONTROL ROOM

RLS Room Code: SPECT-CTCR Room Name:
?L 5200 (‘%
CODE DESCRIPTION ‘
DWOB-009 OBSERVATION: internal window, lead glass, clear - g o
DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL E 5 E
DWWD-004 | BLIND: roller Ea S
S w
ELBO-001 BUTTON. emergency stop N DWGL-005 4
ELBO-012 SWITCH: light, dimmer IDOOR: 910mm c/o, singfe ~ T FIBVL019 F j =
ELGP-110 GPO: single, wall mounted, cleaner leal, observation pane\/ S 5 = IS ]
ELGP-123 GPO: emergency power, single, wall mounted solid core/glass, paint % 5 o LJ ;[ g
ELGP-135 GPO: UPS, single, wall mounted / w s FQCW-016 (§ : =
ELGP-208 GPO: double, wall mounted / — 3 fj
- SSL ITIN-026
ELGP-223 GPO: emergency power, double, wall mounted _ s 5 S0 ELGP-208
ELGP-223.1  |GPO: emergency power, double, wall mounted (V) - 1 4 m ITAV-057 % §
FIBM-019  |WHITEBOARD: fixed, magnetic oo
K : o -
E:B: g?l BEEEEEEQ ZFCOhO‘ Efse? hand rub S FLOOR FINISH: vinyl,
_ - disposable glove « seamless, coved, standard — — W ~
FIHR-044___|RACK: lead apron ELBO-001 st ———  gzesl 1 |gy's ELCP-135
— Sl resistan [ es oo [ |l hd (OPTIONAL)
FIHR-066 BRACKET: for display screen, wall mounted, articulated, adj height ™ FQBS-018 L= £2  FOBSO! In L”J = ITIN-016
FIHR-070 BRACKET: for display screen, dual, desk mounted N FQDW-054 «L— —j» —— LU 5 | T (OPTIONAL)
- 06
FIHR-075 BRACKET: for computer CPU, underdesk mounted N\ r N FlJO-031 2 FIHR-066
//’h FIJO-031 BENCH: 750D, open under, laminate finish . \ ‘,E [TNE-070__ITNE-070 ‘ 'E@’ (OPTIONAL)
| | FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished \ X - MMGE-032
| FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant \ L‘E‘E:mj FIHR-070 . (OPTIONAL)
| | FQBS-018 CHAIR: office, ergonomic —_— — LNERY = T
| FQCW-016 BIN: waste, general, 20L FW —_—— — DWSC005 ik : T © maans ZP% 3% ST ES “c'@ 1
@ | | FQDW-054 WORKSTATION: straight, adj height, 1600W x 750D x 750H nom. H “ DOOR: 91Qmm clo, single o 2 EEENZ % ;;’ 22 4o 2 g a8 H “
| | FQGE-056  |PRINTER: desktop, labels leaf, solid core, lead SE S99G= S=F 22 33FEE33
. w imm = = 58 T w o
2 | FQGE-094  |SCANNER: desktop, document, upright Il shielding, paint Il
[ FQSM-007 _ |PEDESTAL: mobile, drawer unit, 660H (SHIELDED)
ﬁ l | ITAV-014 MICROPHONE: surface mounted, gooseneck SPECT-CT IMAGING
| | ITAV-057 SPEAKER: ceiling recessed PLAN ROOM REFER TO
| | ITCL-004 BUTTON: nurse call, emergency SPECT-CT
| ITCL-008 BUTTON: nurse call, staff assist
| ITIN-016 OUTLET: data, single RJ45, wall mounted
I | ITIN-026 OUTLET: data, double RJ45, wall mounted
X | | ITNE-007 COMPUTER: desktop, with display screen
//" \\ ~ Jﬂ ITNE-049 TELEPHONE: handset, desktop
- ~ - \\ - ITNE-067 KEYBOARD: keyboard and mouse only
e ITNE-068 COMPUTER: hi performance, for clinical / PACS use, CPU, underbench mount
/,/’/ ITNE-070 DISPLAY SCREEN: PACS
LIFX-002 LIGHT: illuminated sign, "X-Ray in Use"
MMGE-032  |DISPLAY SCREEN: slave, for patient monitor
MMMI-269 COMPUTER: tower, acquisition, SPECT/CT
MMMI-274 CONSOLE: control, SPECT/CT
MMMI-369 DISPLAY SCREEN: contrast injector
WLWA-004 WALL FINISH: paint, acrylic, washable
CLTI-002
’—CE\UNG: acoustic, drop-in
THIRD SCREEN MAY BE REQUIRED ——— i
o7 o7 o7 SC QU tiles, 600 x 1200 7
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— s = gzl ] \ 3 =]
1700 8 3 FIBN-019 1209 B 8 | g :
. B8 FIHR-044 e LAl ) w0 |8 | By 1600
™ — [ad
g j% Kﬁﬁ) P MMGE-082 ‘ M0 | E | = MMM-274 ‘ %
1200 @D H / 8 FIHR-066 ITNE-07 § K f 2
o : —
— —N| E . - raceo] 8 imear T Blh ]|l 1100 = q
4 FQGE-004 g o 2| \baS 900 g DWSC-005 - 4
e = oo 100 — =
DWPR-005 FQGE056 50 RO S e [IE 50 ‘ ] 8 DWPR-005
— w
==, 600 e o e I e
= FQSM-007, € & © > © © Dip QW0 OB — R — 8
2 | FEH) S8 S 888888y MBS 8583388
o =l — | =zd &= = ga W = SSada =4
g g \ FT="1E3 CSEESOEL |IIEE EZdoss EQ
50 | o | 3 1 FQSM-007 150 o 150 R v == “Cood L 150
0 FLSK010 =N - — 0 L — U Fiskon 0 Ll FLsk010]] 2 FLSK010
REV DESCRIPTION DATE SCALE RLS Room Code REV
2 General update following ERG review 24.06.2022
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