AUSTRALASIAN HFG STANDARD COMPONENTS

Room Layout Sheet

The use of nitrous oxide in operating theatres, procedural suites and emergency departments is declining due to a range of clinical and
environmental concerns. It is, however, still commonly used in maternity and paediatric services. With the exception of maternity and paediatric

gas sources, operational considerations such as monitoring and measurement of usage, and management of leakage.

services, reticulated nitrous oxide and associated scavenge outlets are to be considered optional. Where found to be clinically necessary, provision
of nitrous oxide via piped outlets or via cylinder is to be determined at a project level, based on an assessment of expected clinical needs, security of
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DWOB-009 OBSERVATION: internal window, lead glass, clear FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished MMGE-045 IV STAND: mobile FIDL025 ‘ FQCW-016 % HH ] > - X =
DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant MMGE-100  |SUCTION BOTTLE FIDI-030 ‘ = /
ELBO-012  |SWITCH: light, dimmer FQCW-016  |BIN: waste, general, 20L MMGE-139 | TROLLEY: procedure " \ DWSC-034
ELGP-109 GPO: single, wall mounted FQCW-066 BIN: waste, sharps, on benchtop, shielded MMGE-179 MACHINE: electrocardiography (ECG), c/w trolley and printer shelf HYTP-037 | [TCL-012 dou[l;g(\);ffgﬁfringgol’ead
ELGP-110 GPO: single, wall mounted, cleaner HYBA-010 BASIN: handwash, Type B MMHA-032  |MONITOR: patient, cardiac, SPECT/CT S FIDI-031 | A DWSC-005 / sh\e\aing pa\nty
ELGP-122 GPO: emergency power, single, on services panel HYTP-037 TAPWARE: mixer, eloow levers MMMI-100 INJECTOR: contrast, CT © ‘ A | DOOR: 910mm c/o, single '
ELGP-123.1 |GPO: emergency power, single, wall mounted (V) ITCL-004 BUTTON: nurse call, emergency MMMI-262 DEVICE: nuclear medicine, SPECT/CT \ leaf, ?O"fj core,‘\ead
ELGP-223 GPO: emergency power, double, wall mounted ITCL-008 BUTTON: nurse call, staff assist MMMI-263 BOX: line connection, SPECT/CT — Ai Y ————————————1— flhb shielding, paint  [F—— — — — ~
ELGT-007 UPS: uninterruptable power supply unit ITCL-012 CAMERA: observation MMMI-264 CART: collimator, SPECT/CT [ ! = — XRAY
ELPR-001 _ |BODY PROTECTED ELECTRICAL AREA ITCL-014 CLOCK: analogue, electric MMMI-265 | BOARD: distribution, mains, SPECT/CT 11 DWOB-009 g 8 g o 2 S LIFX-002 N
ELPR-006 RCD: residual current device ITIN-016 OUTLET: data, single RJ45, wall mounted MMMI-267 TABLE: patient handling system, pivot, SPECT/CT Il QZSERYATAO’\“ mter‘na\ % % < ; & 1= \ l
 Z S
ELPR-007 UPS: status indicator ITIN-025 OUTLET: data, double RJ45, on services panel MMMI-272  |BOARD: disconnect, mains, SPECT/CT I win 0“(’(‘);% O%§i§,cear = oD T E = o \ |
FIDI-001 DISPENSER: alcohol based hand rub ITIN-026 OUTLET: data, double RJ45, wall mounted MMMI-273 PHANTOM: SPECT/CT Il AN |
FIDI-014 DISPENSER: disposable glove LIFX-002 LIGHT: illuminated sign, "X-Ray in Use" MMMI-377 WARMER: contrast I CONTROL ROOM N |
FIDI-025 DISPENSER: paper/hand towel LIFX-038 LIGHT: backlit feature panels MMSP-026 SERVICES PANEL: wall mounted Il ~ ~ |
FIDI-030 DISPENSER: soap MGAS-022 OUTLET: medical air (MA), on services panel WLSH-004 SHIELDING: lead lining u | 1
FIDI-031 DISPENSER: soap antiseptic MGAS-032 OUTLET: nitrous oxide (N20), on services panel WLWA-004 WALL FINISH: paint, acrylic, washable
FIHR-019 BRACKET: for suction bottle MGAS-042 OUTLET: oxygen (02), on services panel WLWA-007 WALL FINISH: splashback
FIHR-030 HOOK: equipment, on mounting plate MGAS-053 OUTLET: scavenge, on services panel WLWA-020 WALL FINISH: vinyl, to 1500 AFFL
FIHR-078 BRACKET: for observation camera, wall mounted MGAS-062 OUTLET: suction, on services panel PLAN
FIJO-059 BENCH TOP: 600D, joinery under, laminate finish MGFP-002 FLOWMETER: medical air
FIJO-117 CUPBOARD: tall, double door, adj shelves, lockable MGFP-004 FLOWMETER: oxygen
FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable MMBE-042 SLIDE: patient
FIJO-212 BULKHEAD: joinery MMGE-002  |ADAPTER: suction
‘/ REV DESCRIPTION DATE SCALE RLS Room Code REV
i 2 |General update following ERG review 24.06.2022
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DOOR HEIGHT TO BE VALIDATED AGAINST VENDOR
REQUIREMENTS FOR MODALITY DELIVERY. A MINOR
NUMBER OF VENDORS MAY REQUIRE 2400mm CLEAR
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CODE DESCRIPTION CODE DESCRIPTION CODE DESCRIPTION
DWOB-009 OBSERVATION: internal window, lead glass, clear FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished MMGE-045 IV STAND: mobile
DWPR-005 DOOR PROTECTION: protection plate to 900 AFFL FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant MMGE-100 SUCTION BOTTLE
ELBO-012 SWITCH: light, dimmer FQCW-016 BIN: waste, general, 20L MMGE-139 TROLLEY: procedure
ELGP-109 GPO: single, wall mounted FQCW-066 BIN: waste, sharps, on benchtop, shielded MMGE-179 MACHINE: electrocardiography (ECG), c/w trolley and printer shelf
ELGP-110 GPO: single, wall mounted, cleaner HYBA-010 BASIN: handwash, Type B MMHA-032 MONITOR: patient, cardiac, SPECT/CT
ELGP-122 GPO: emergency power, single, on services panel HYTP-037 TAPWARE: mixer, elbow levers MMMI-100 INJECTOR: contrast, CT
ELGP-123.1  |GPO: emergency power, single, wall mounted (V) ITCL-004 BUTTON: nurse call, emergency MMMI-262 DEVICE: nuclear medicine, SPECT/CT
ELGP-223 GPO: emergency power, double, wall mounted ITCL-008 BUTTON: nurse call, staff assist MMMI-263 BOX: line connection, SPECT/CT
ELGT-007 UPS: uninterruptable power supply unit ITCL-012 CAMERA: observation MMMI-264 CART: collimator, SPECT/CT
ELPR-001 BODY PROTECTED ELECTRICAL AREA ITCL-014 CLOCK: analogue, electric MMMI-265 BOARD: distribution, mains, SPECT/CT
ELPR-006 RCD: residual current device ITIN-016 OUTLET: data, single RJ45, wall mounted MMMI-267 TABLE: patient handling system, pivot, SPECT/CT o
ELPR-007 UPS: status indicator ITIN-025 OUTLET: data, double RJ45, on services panel MMMI-272 BOARD: disconnect, mains, SPECT/CT -
FIDI-001 DISPENSER: alcohol based hand rub ITIN-026 OUTLET: data, double RJ45, wall mounted MMMI-273 PHANTOM: SPECT/CT MMSP-026 — ‘ = CJ
FIDI-014 DISPENSER: disposable glove LIFX-002 LIGHT: illuminated sign, "X-Ray in Use" MMMI-377 WARMER: contrast o 8= §§ %% =88 38 38
FIDI-025 DISPENSER: paper/hand towel LIFX-038 LIGHT: backlit feature panels MMSP-026  |SERVICES PANEL: wall mounted S 2 % ézﬁ ézﬁ % %&'2 gL g2
FIDI-030 DISPENSER: soap MGAS-022 | OUTLET: medical air (MA), on services panel WLSH-004  |SHIELDING: lead lining 2 252295929 ¢
FIDI-031 DISPENSER: soap antiseptic MGAS-032 OUTLET: nitrous oxide (N20), on services panel WLWA-004 WALL FINISH: paint, acrylic, washable
FIHR-019 BRACKET: for suction bottle MGAS-042 OUTLET: oxygen (02), on services panel WLWA-007 WALL FINISH: splashback
FIHR-030 HOOK: equipment, on mounting plate MGAS-053 OUTLET: scavenge, on services panel WLWA-020 WALL FINISH: vinyl, to 1500 AFFL
FIHR-078 BRACKET: for observation camera, wall mounted MGAS-062 OUTLET: suction, on services panel ELEVAT'ON 5 ( 1 . 25 @ A3 )
FIJO-059 BENCH TOP: 600D, joinery under, laminate finish MGFP-002 FLOWMETER: medical air
FIJO-117 CUPBOARD: tall, double door, adj shelves, lockable MGFP-004 FLOWMETER: oxygen
FIJO-136 CUPBOARD: underbench, double door, adj shelves, lockable MMBE-042 SLIDE: patient
FIJO-212 BULKHEAD: joinery MMGE-002  |ADAPTER: suction
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