AUSTRALASIAN HFG STANDARD COMPONENTS

Room Layout Sheet
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RLS Room Code:

TRMT-CHE

Room Name:

TREATMENT BAY - CHEMOTHERAPY, 9m?

CODE DESCRIPTION
DWWD-006 BLIND: venetian
DWWH-005 WINDOW
ELGP-101 GPO: single, ceiling mounted 2700 J 2700 J
ELGP-105 GPO: single, on services panel ‘ ‘
ELGP-122.1 GPO: emergency power, single, on services panel (V) § G OF BAY § ¢ OFBAY
ELGP-206 GPO: double, on services panel, RCD protected g _ é‘:
ELPR-001 BODY PROTECTED ELECTRICAL AREA 3 DWWH-00
FIHR-004 BRACKET: for display screen, ceiling mounted = 1 I
FIHR-016 BRACKET: for sharps bin = | —
FIHR-019 BRACKET: for suction bottle ‘ | ! I D77 |
FIJO-194 SHELF: laminate R T L FUO-194 ‘J L IINE049 |
FIRT-023 TRACK: curtain, bedscreen, L shaped _ [ i —_— I ’* j y*
FLSK-007 SKIRTING: timber, 150H, paint [ rr Tﬁ ‘ L T | ‘
FLSK-010 SKIRTING: vinyl, floor vinyl coved, 150H, prefinished | MMGE-119 ] L oy J ‘ | | ‘
FLVY-007 FLOOR FINISH: vinyl, seamless, coved, standard slip resistant FLSK-010 L | == \ || \
FQBS-023 CHAIR: recliner, clinical with attached side table ) —— ~_|- FQBS-051 ‘ \ \ ‘
e ! FQOW-044 [ \L J
FQBS-030 |CHAIR: visitor, patient : ‘ \ : \ ‘
FQBS-051 STOOL: mobile, adj height FHRote T4 T 1T \
FQCW-044 BIN: waste, sharps, wall mounted DWWH-005 | FQTA013 | | ‘ | ‘
FQGE-009 CURTAIN: bed screen Lﬂ 1 ﬂ | | | | ‘ o
FQTA-013 | TABLE: overbed — \ | I L | 8
ITBU-012 DISPLAY SCREEN: patient entertainment system ) - I I LIPC-006 ‘ V/a T ‘ |
ITCL-004 BUTTON: nurse call, emergency llFQBS{JSO | ‘ ‘ | ‘ 'F ‘
ITCL BUTTON: II, pati it J | aBS 030 |
CL-006 UTTON: nurse call, patient to sta | g; LLMMBE_M | ‘ | \L J | | ‘
ITCL-008 BUTTON: nurse call, staff assist == - —— T - ‘ ‘ ‘
ITCL-028 HANDSET: nurse call, with patient to staff call button % 5] E—-— :*: - — 4 | | | ‘
ITIN-025 OUTLET: data, double RJ45, on services panel B2 | |
ITIN-070 OUTLET: MATV | o | ‘ ‘ |
ITNE-049 TELEPHONE: h;ndset, desktop ‘ DO] y @ ITBU-012 y 2 ‘ \TBlU-012
LIFX-011 LIGHT: reading light i 9 m2
- " - LPR-001 Y 1HR-004 Y FIHR-004
LIPO-006 LIGHT: examination, mobile K ¢ iN-070 ¢ T7IN-07
MGAS-022 OUTLET: medical air (MA), on services panel FLVY-007 ELgp101 1/ eLgp10t. q
MGAS-042 OUTLET: oxygen (02), on servicespanel ||\ T T T T T - " """"""""""”""”"”"™”" -
MGAS-062 OUTLET: suction, on servicespanel | \¢" =z L >
MGFP-002 FLOWMETER: medical air TYPICAL BAY
MGFP-004 FLOWMETER: oxygen
tection wall panel, cg
OF BAY
1 & 1 CLT-002
b 350 350 b G OFBAY CEILING: acoustic, drop-in tiles, 600 x 1200
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